
GIRLS

38

BOYS

39

DEMO EXIST. WALL AND SOFFIT, SALVAGE

EXIST. PLYWD. WAINSCOT FOR REINSTALL

DEMO EXIST.

PARTITIONS

TYP.

DEMO EXIST.

URINALS

DEMO EXIST. TLT.

TYP.

DEMO EXIST.

SINKS, TYP.

SAWCUT &

REMOVE

EXIST. CONC.

FOR REPIPE

TYP.

FLOOR

DRAIN

TO BE

RELOCATED

REMOVE EXIST.

PLASTER/ TILE

REMOVE EXIST.

PLASTER/ TILE

REMOVE EXHAUST

FAN, TYP.

DEMO EXIST. FLOOR TILE AND SETTING

BED, LEAVE SMOOTH SURFACE FOR NEW

FLOOR FINISH

GIRLS
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NEW F.D.

NEW URINALS,

TYP.

NEW TLT.,

(E) LOCATION

NEW F.D.

NEW TLT.

NEW TLT.

(E)

LOCATIONS

NEW F.D.

NEW TLT.,

NEW LOCATION

2x6 STUDS

(VERIFY TO MATCH

EXIST.) @ 16" O.C.

W/ 5/8" GYP. BRD.

EA. SIDE (EXC. @
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NEW TLT.

NEW LOCATION

39

PROVIDE NEW OR SALVAGED PLYWD.

WAINSCOT AND TRIM TO MATCH EXISTING

2x4 STUDS @ 16"

O.C. TO

STRUCTURE

ABOVE W/ 5/8"

GYP. BRD. EA.

SIDE (EXC. @

TILE)

HAND

DRYER
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NEW SINK,

TYP.
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TYP.
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BOYS

39

NEW SINK

NEW TLT.

NEW ADA

GRAB BARS

NEW EPOXY
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INFILL 4" CONC. SLAB

W/ #4 @ 18" O.C. EA.

WAY AND 12" DOWELS

@ 24" O.C. INTO EXIST

SLAB

SAWCUT

EXIST. CONC.

FOR NEW

PLUMBING

REMOVE EXIST.

FLOORING

REMOVE EXIST.

GYP. BRD.
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D
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1.  DOOR TYPES

2.  Construction

     SC - Solid Core

     HM - Hollow Metal

     AL - Aluminum & Glass

3.  Material/Finish

     WE - Wood Enamel

     ME - Metal Enamel

     TI - Tempered Insulated

5. Number refers to hardware

   group of hardware schedule.

     CW -  Clear Wire

4.  Glass

     TP - Tempered Plate

     WT - Wood Transparent Stain
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ADD. 1 12-6-19

FLOOR PLANS &

REFLECTED CEILING

PLAN

KMJ

A2.1

3

SCALE: 1/4" = 1'-0"

GIRLS 38 & BOYS 39

A2.1

1

DEMO PLAN FLOOR PLAN R.C.P

SCALE: 1/4" = 1'-0"

NEW RESTROOM

A2.1

2

DEMO PLAN FLOOR PLAN R.C.P

REMOVE EXIST. CEILING

REPLACE W/ SUSP. ACOUS.

CLG. ACT-1 @ 8' -0" AFF

OF/CI LIGHT FIXT.

REMOVE AND

REINSTALL

EXIST. HEATER,

AND ELEC.

BOXES BELOW

NEW CLG.

NEW SUSP.

ACOUS. CLG.

ACT-1

@ 9'-6" AFF

REMOVE EXIST.

LIGHT FIXTURES AND

INSTALL OF/CI FIXTURES

EXIST

TILE

NEW

EPOXY

REMOVE EXIST.

LIGHT FIXT.

NEW EXHAUST GRILLE-

EXTEND EXIST. DUCTWORK

GYP. BRD.

SOFFIT @

EXIST. PUMP

REMOVE EXIST. GLASS

BLOCK ABOVE

SD
SD

OCC.

SENSORS

REPLACE EXIST.

ROOFTOP

EXHAUST FAN

STUD WALL

INFILL @ REMOVED

GLASS BLOCK

INFILL 4" CONC. SLAB W/

#4 @ 18" O.C. EA. WAY

AND 12" DOWELS @ 24"

OC. INTO EXIST. SLABS
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CORRIDOR

26
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1'-0"

2x10 DF #2 @ 16" O.C. ABOVE

ROOF OVERHANG

4X12 DF #2

BY 8' LONG

(MIN.) HDR

EXISTING 2X10'S @ 16"O.C.

5 1/2" X 10 1/2" GLB.

ABOVE (SLOPED)

16" THICK CONC. FTG

W/ (4) #5 BARS TOP & BTM

W/ #4 HOOPS AT 12" O.C.

HSS 6 X 6 X 3/8 COLUMN
3'-0"

1
6
'
-
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"

1'-4"

8
"

RAMP DOWN 1:12

DN.

26

4
"

6'-0"

BOLLARD FOR

MOUNTING DOOR

ACCESS

CONTROLS

ANTI-SKATE LUG,

TYP. OF (5)

CORRIDOR

26

GYP. BRD. SOFFIT @ +/- 8'-6"

AFF (MATCH OPP. SIDE)

GYP. BRD. CEILING @ 10'-0"

EXIST. CEILING @ 10'-0" A.F.F.

SUSP. ACOUS. CLG.

ACT-2 CLOUD @ 8'-6"

AFF

GYP. BRD. SOFFIT @ +/- 8'-6'

FOR NEW FIRE DOOR (NOT IN

THIS CONTRACT)

LIGHT

FIXTURES,

TYP.

EQ. 10'-0"
EQ.

1'-0"

TYP.

GYP. BRD. SOFFIT ABOVE

4" TALL PREFIN. MTL.

CLG. EDGE TRIM

WD. TRIM / ALUM. VENT

LIGHT FIXT.

GYP. BRD. SOFFIT, PAINT

EXIST. CEILING @ 10'-0" A.F.F.
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26

REMOVE EXIST.

LIGHT FIXTURES

REMOVE PORTION

OF EXIST. BRICK

PLANTER

REMOVE EXIST.

BRICK PIER

REMOVE EXIST.

CONC. LANDING,

STEPS AND WALK

REMOVE EXIST.

WINDOW AND

DOOR

REMOVE

EXIST.

CEILING

THIS AREA

LINE OF EXIST ROOF LINE OF NEW ROOF

RAMP RAILINGSTAIR

RAIL

EXISTING BLDG.

EXIST. PLANTER CONC. WALL

CONC. BENCH

STL. COLS.

NEW ROOF ALIGNED W/ EXIST.

ADA RAMP

 ALUM. STOREFRONT DOOR &

TRANSOM

STL. COLS., PAINT

CONC. BENCH

CONC. STAIR

WD. TRIM,

PAINT

GALV. STL.

HANDRAILS,

PAINT

EXIST. BRICK PIER

BEYOND, TYP.

CONC. WALL,

TYP.

STL. BOLLARD BEYOND FOR

DOOR ACCESS CONTROLS

250 sf
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FLOOR PLANS &

REFLECTED CEILING

PLAN

KMJ

A2.2

4

SCALE: 1/4" = 1'-0"

NEW ENTRY

A2.2

1

DEMO PLAN

FLOOR PLAN
R.C.P

SCALE: 1/4" = 1'-0"

SECTION THROUGH NEW ENTRY
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SCALE: 1/4" = 1'-0"

EAST ELEVATION NEW ENTRY

A2.2
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1

A2.2

EXIST.

SIDEWALK

EXIST.

BRICK

PLANTER

EXIST.

PARKING

LOT

SCALE: 1/16" = 1'-0"

PARTIAL SITE PLAN
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PLAN

KMJ
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SCALE: 1/8" = 1'-0"

CORRIDOR 25 CEILING DEMO PLAN

A6.1

1

SCALE: 1/8" = 1'-0"

CORRIDOR 20 CEILING PLAN

A6.1

3

SCALE: 1/8" = 1'-0"

CORRIDOR 26 CEILING PLAN

A6.1
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EXIST. LIGHT FIXTURE

TO REMAIN TYP.

REMOVE EXIST. LIGHT FIXTURES, TYP.

EXIST. LIGHT FIXTURE TYP

EXIT

EXIT

EXIT

SD

SD

SD SD
SD

SD

SD

CLOCK

EXIST. HATCH TYP.

HVAC

EXIST. WD. SOFFIT

10' CLG.

9' CLG.

REMOVE AND REINSTALL EXIST.

TYP.

NEW 2X2 ACCESS

HATCH IN EXIST. CLG.,

TYP.OF (8)

SCALE: 1/8" = 1'-0"

CORRIDOR 25 CEILING PLAN

A6.1

2

EXIT

SD

SD

SD SD
SD

CLOCK

8'-8"

CLG.

REINSTALL EXIST.

TYP.

REMOVE EXIST. PLASTER CEILING FOR PLUMBING WORK

EXIST. GYP. BRD. CLG. TO REMAIN

LOWER EXIST. HVAC

GRILLES TO BELOW NEW CLG.

NEW SUSP. 2X4 ACOUST. CLG. ACT-2, REPLACE EXIST. SURFACE MOUNT RACEWAY W/ ABOVE-CEILING WIRING

LOWER EXIST. HVAC

GRILLES BELOW NEW CLG.

EXIST. GYP. BRD. CLG.

TO REMAIN

HORNS

GYP. BRD.

SOFFIT

2' X 4' FIXTURES, OF/CI, TYP.

EXIST. GYP. BRD. CLG.

TO REMAIN

EXIT

EXIT

9' CLG.

9' CLG.
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CONTACT:
WWW.MFIA-ENG.COM
FAX: (503) 234-0677
PHN: (503) 234-0548

IN.

Consulting Engineers
2007 S.E. Ash St.
Portland, OR 97214
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