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GENERAL NOTES: 
1. THE CONTRACT DOCUMENTS PREPARED BY THE ARCHITECT ARE THE 
ARCHITECT'S COPYRIGHT PROPERTY AND SHALL BE RETURNED TO THE 
ARCHITECT UPON REOUEST. REPRODUCTION OF CONTRACT DOCUMENTS IN 
WHOLE OR IN PART IS FORBIDDEN WITHOUT THE ARCHITECT'S WRITTEN 
PERMISSION. 

2. THE CONTRACTOR SHALL REVIEW THE DRAWINGS FOR SCOPE OF 
DEMOLISHLITION AND NEW WORK, INCLUDING ALL DISCIPUNES. AND SHALL 
COORDINATE WITH NEW WORK DRAWINGS FOR EXACT EXTENIT OF 
DEMOLISHLITION. 

3. SCOPE OF WORK SHALL NOT BE LIMITED TO THAT SHOWN ON THE DRAWINGS 
AND SHALL INCLUDE WORK REQUIRED TO ELIMINATE ALL EXISTING, ABANDONED 
OR REDUNDANT COMPONENTS, AND TO FACILITATE PROPER EXECUTION OF THE 
WORK. 

4. ALL DIMENSiONS SHALL BE SITE VERIFIED BY THE CONTRACTOR PRIOR TO 
PROCEEDING WITH THE WORK 

5. REMOVAL AND DISPOSAL OF HAZARDOUS MATERIALS SHALL BE IN 
ACCORDANCE WITH LOCAL REGULATIONS AND AUTHOR!TIES HAVING 
JURISDICTION. 

6. UNLESS NOTED OTHERWISE, MAKE GOOD ALL AREAS DISTURBED BY 
EXCAVATION AND/OR INSTALLATION OF MECHANICAL AND ELECTRICAL SERVICES. 
REFER TO MECHANICAL, AND ELECTRICAL DRAWINGS. 
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-- REPLACE ALL SOFFIT MATERIAL AND 
OMIT SOFFIT VENTING AT LIBRARY 
EXTENSION ROOF AREA 

LEGEND: 
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IZl 
fp 

· 16 
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R-30 RIGID INSULATION ASSEMBLY WITH BASE LAYER 
MECHANICALLY FASTENED AND TOP LAYERS ADHERED IN LOW
RISE ADHESIVE WOOD NAILERS REQUIRED. ADHERED COVER 
BOARD. FULLY-ADHERED 60-MIL EPDM ROOF MEMBRANE. 24 
GAUGE SHEET METAL FLASHINGS AT PERIMETERS AND 
TRANSITIONS TO ADJACENT WALLS AND ROOF AREAS. 

1/2 "COVER BOARD MECHANICALLY FASTENED OVER EXISTING 
PLYWOOD SHEATHING. WITH FULLY-ADHERED 60-MIL EPDM 
ROOF MEMBRANE. 24 GAUGE SHEET METAL FLASHINGS AT 
PERIMETERS AND TRANSITIONS TO ADJACENT WALLS AND 
ROOF AREAS 

3-TAB ASPHALT SHINGLE ROOF SYSTEM OVER 
UNDERLAYMENT. 24 GAUGE SHEET METAL FLASHINGS AT RAKE 
EDGES, DRIP EDGES, PENETRATIONS. ETC. PROVIDE 2-PIECE 
LEAD FLASHINGS AT ALL PIPES. RE-USE EXISTING COPPER 
FLASHING AT EXISTING ORNAMENTAL VENTS THROUGH ROOF; 
PROVIDE PLYWOOD SHEATHING OVERLAY AT GYMNASIUM -
REF. STRUCTURAL. REPAIR EXISTING FLASHINGS SCHEDULED 
TO REMAIN. PROVIDE OPEN VALLEYS WITH 24 GAUGE SHEET 
METAL VALLEY FLASHING. 

NEW PERIMETER SHEET METAL GUTTERS. PROVIDE CAST-IRON 
DOWNSPOUTS UP TO 8'-0" ABOVE GRADE, ATTACH TO EXISTING 
DRAIN PIPING WITH CLEANOUT, CLEAN BELOW GRADE PIPING. 
DOWNSPOUTS TO BE 24 GA SHEET METAL ABOVE 8'-0". 

NEW DOWNSPOUT, CAST IRON TO GRADE OR PCGS TO LOWER 
GUTTER 

EXISTING ROOF PENETRATION TO REMAIN 

FALL PROTECTION ANCHOR POINT 

NOTES: 
'L ALL ELEVAT!ONS REFERENCED FROM FINISHED FLOOR 0'-0", UNLESS NOTED 

OTHERWISE. 

2. NOT ALL ROOF PENETRATIONS ARE SHOWN. COORDINATE WITH 
STRUCTURAL. MECHANICAL. ELECTRICAL AND PLUMBING DRAWINGS FOR 
ADDITIONAL ROOF PENETRATIONS. 

3. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE DESIGN 
LIVE LOAD PER SQUARE FOOT 

4. SEE SHEET AG1103 FOR ROOF ASSEMBLIES. 

5. PROVIDE SADDLE FLASHINGS WHERE PARAPET COPING, GUTTER EDGE. 
FASCIA EDGE, OR RAKE EDGE TERMINATES AT A WALL OR CHANGE IN WALL 
ELEVATION. 

6. PROVIDE CONTINUOUS RIDGE VENTS AT ALL ROOF AREAS. 

:KEYNOTES 

:132 

:133 

:134 

AT MUSIC ROOM; PERIMETER WOOD NAILER$ REQUIRED; HEIGHT TO BE FLUSH 
WITH NEW INSULATION ASSEMBLY. 
AT LIBRARY EXTENSION; WOOD NAILERS TO BE FLUSH AT DRAINAGE SIDE 
(HEIGHT TO MATCH INSULATION THICKNESS), AND CURBED EDGES AT TWO SIDES 
WILL BE BUILT UP TO EXTEND APPROXIMATELY 4" HIGHER THAN INSULATION 
ASSEMBLY. 

PROVIDE SADDLE FLASHING TO WEATHERLAP UNDER FASCIA AND EDGE 
FLASHING OF LIBRARY EXTENSION ROOF. ANO WEATHERLAP OVER OR!P EDGE OF 
ASPHALT SHINGLE ROOF 
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LEGEND: 
1. NOTED WALL TYPE DEPICTS TYPICAL WALL CONSTRUCTION. SEE 

ELEVATIONS. SECTIONS. AND DETAILS FOR ADDITIONAL INFORMATION 

2. PROVIDE MOISTURE RESISTANT GYPSUM BOARD IN ALL TOILET ROOMS. 
PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 
MOISTURE RESISTANT GYPSUM BOARD SHALL ALSO BE USED AT ALL 
KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS. 

3. SEE INTERIOR ELEVATIONS FOR LOCATIONS AND EXTENTS OF APPLIED 
WALL FINISHES. 

4. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS OTHERWISE 
NOTED. 

5. SEE DOOR SCHEDULE SHEET FOR SCOPE OF WORK AT EXISTING DOORS. 

Wall Tags 

WALL TYPES, SEE SHEET AG1103 

PHASING LEGEND: 

EXISTING 

NEW CONSTRUCTION 

:KEYNOTES 

:102 

:229 

:230 

EXISTING WALLAND DOOR TO BE DEMOLISHED. PATCH AND REPAIR ADJACENT 
FINISHES/CASEWORK AS REQUIRED, SEE FINISH PLAN$_ 
DEMOLISH EXISTING GLASS BLOCK WALLS, REPLACE WITH NEW FIBER-CEMENT 
PANEL INFILL WALLS, SEE EXTERIOR ELEVATIONS. 
REMOVE ANO REINSTALL EXISTING WINDOWS AT DEMOLISHED GLASS BLOCK 

.WALLS. 
--~ 

GENERAL NOTES: 
1. DIMENSIONS SHOWN ARE TO FACE OF STUD. FACE OF MASONRY OR 

CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE 

2. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 4 1/2" FROM FACE OF STUD TO FACE OF JAMB. 

3. MASONRY DIMENSIONS ARE NOMINAL. COORDINATE ACTUAL ROUGH 
OPENING MASONRY DIMENSIONS. 

4. DIMENSIONS AT GLAZING ASSEMBLIES ARE TO CENTER OF ASSEMBLY 
UNLESS NOTED OTHERWISE. 

5, USE DIMENSIONS SHOWN; IN NO CASE SHALL WORKING DIMENSIONS BE 
SCALED FROM DRAWINGS. CROSS CHECK DETAILS AND DIMENSIONS SHOWN 
ON THE ARCHITECTURAL DRAWINGS WITH RELATED REQUIREMENTS ON THE 
STRUCTURAL, MECHANICAL, ELECTRICAL, PLUMBING, AND OTHER DRAWINGS 
AS APPLICABLE. NOTIFY ARCHITECT OF ANY DISCREPANCIES BEFORE 
PROCEEDING WITH THE WORK. 

6. CONDITIONS AND DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL CASES 
UNLESS SPECIFICALLY INDICATED OTHERWISE. TYPICAL DETAILS NOT 
REFERENCED ON DRAWINGS APPLY UNLESS NOTED OTHERWISE BY SPECIFIC 
NOTES AND DETAILS. WHERE NO SPECIFIC DETAIL IS SHOWN, THE 
CONSTRUCTION SHALL BE IDENTICAL OR SIMILAR TO THAT INDICATED FOR 
THE TYPICAL CONSTRUCTION OF THE PROJECT. 

7. WHERE NO SPECIFIC STANDARDS ARE APPLIED TO A MATERIAL OR METHOD 
OF CONSTRUCTION TO BE USED ON THE WORK, ALL SUCH MATERIAL AND 
METHODS ARE TO MAINTAIN STANDARDS OF THE INDUSTRY AND, WHERE 
APPLICABLE, MANUFACTURER'S INSTRUCTIONS. 

8. MATERIALS, EQUIPMENT, ETC. NOT INDICATED ON DRAWINGS OR SPECIFIED 
HEREIN BUT REQUIRED FOR THE SUCCESSFUL AND EFFICIENT COMPLETION 
OF THE INSTALLATION SHALL BE HELD TO BE IMPLIED AND SHALL BE 
FURNISHED AND INSTALLED FOR NO ADDITIONAL COST. 

9. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE DESIGN 
LIVE LOAD PER SQUARE FOOT. 

'10. ESTABLISH AND VERIFY ALL OPENINGS AND INSERTS FOR ARCHITECTURAL, 
MECHANICAL, ELECTRICAL, AND PLUMBING WITH APPROPRIATE TRADES. 
DRAWINGS, AND SUBCONTRACTORS PRIOR TO CONSTRUCTION. 

11. PROVIDE ALL NECESSARY ANCHORAGE BLOCKING. BACKING. FRAMING FOR 
HANDRAILS, DOOR STOPS, CASEWORK, SHELVING, MIRRORS, WALL MOUNTED 
EQUIPMENT, AND ALL OTHER ITEMS AS REQUIRED FOR COMPLETE 
INSTALLATION. 

12. CONFIRM ALL ROUGH OPENING DIMENSIONS FOR DOORS AND WINDOWS 
PRIOR TO COMMENCEMENT OF CONSTRUCTION. 

13. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETVVEEN TAGS UNLESS NOTED OTHERWISE 

14. PROVIDE SOLID BLOCKING BETWEEN ROOF JOISTS WHERE WALL RUNS 
PERPENDICULAR TO ROOF JOISTS. GYPSUM BOARD TO TERMINATE AT ROOF 
JOISTS. 
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LEGEND: 
1. NOTED WALL TYPE DEPICTS TYPICAL WALL CONSTRUCTION. SEE 

ELEVATIONS. SECTIONS. AND DETAILS FOR ADDITIONAL INFORMATION. 

2. PROVIDE MOISTURE RESISTANT GYPSUM BOARD IN ALL TOILET ROOMS. 
PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 
MOISTURE RESIST ANT GYPSUM BOARD SHALL ALSO BE USED AT ALL 
KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS. 

3. SEE INTERIOR ELEVATIONS FOR LOCATIONS AND EXTENTS OF APPUED 
WALL FINISHES. 

4. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS. 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS OTHERWISE 
NOTED. 

5. SEE DOOR SCHEDULE SHEET FOR SCOPE OF WORK AT EXISTING DOORS. 

WaHTaqs 

<i:P---- WALL TYPES, SEE SHEET AG1103 

PHASING LEGEND: 

EXISTING 

NEW CONSTRUCTION 

KEYNOTES 

102 

103 

104 

105 

106 

~-~ 

EXISTING WALL AND DOOR TO BE DEMOLISHED. PATCH AND REPAIR ADJACENT 
FINISHES/CASEWORK AS REQUIRED, SEE FINISH PLANS. 

EXISTING COUNTER TO BE REMOVED, COORDINATE STORAGE/DISPOSAL WITH 
OWNER. PATCH AND REPA!R ADJACENT FINISHES AS REQUIRED, SEE FINISH 
PLANS. 

DEMOLISH EXISTING STORAGE STRUCTURE IN ITS ENTIRETY. PATCH AND REPAIR 
ADJACENT FINISHES AS REQUIRED, SEE FINISH PLANS AND RCP. 

DEMOUSH EXISTING DOOR, REPLACE WITH NEW F1BER«CEMENT PANEL INFILL 
WALL 
DEMOLISH EXISTING DATA CABINET. PATCH AND REPAIR ADJACENT FINISHES AS 
REQUIRED, SEE FINISH PLANS. 
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GENERAL NOTES: 
1. DIMENSIONS SHOWN ARE TO FACE OF STUD. FACE OF MASONRY OR 

CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE. 

2. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 4 112" FROM FACE OF STUD TO FACE OF JAMB. 

3. MASONRY DIMENSIONS ARE NOMINAL. COORDINATE ACTUAL ROUGH 
OPENING MASONRY DIMENSIONS. 

4. DIMENSIONS AT GLAZING ASSEMBLIES ARE TO CENTER OF ASSEMBLY 
UNLESS NOTED OTHERWISE. 

5. USE DIMENSIONS SHOWN; IN NO CASE SHALL WORKING DIMENSIONS BE 
SCALED FROM DRAWINGS. CROSS CHECK DETAILS AND DIMENSIONS SHOWN 
ON THE ARCHITECTURAL DRAWINGS WITH RELATED REQUIREMENTS ON THE 
STRUCTURAL, MECHANICAL, ELECTRICAL, PLUMBING, AND OTHER DRAWINGS 
AS APPUCABLE. NOTIFY ARCHITECT OF ANY DISCREPANCIES BEFORE 
PROCEEDING WITH THE WORK. 

6. CONDITIONS AND DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL CASES 
UNLESS SPECIFICALLY INDICATED OTHERWISE. TYPICAL DETAILS NOT 
REFERENCED ON DRAWINGS APPLY UNLESS NOTED OTHERWISE BY SPECIFIC 
NOTES AND DETAILS. WHERE NO SPECIFIC DETAIL IS SHOWN. THE 
CONSTRUCTION SHALL BE IDENTICAL OR SIMILAR TO THAT INDICATED FOR 
THE TYPICAL CONSTRUCTION OF THE PROJECT. 

7. WHERE NO SPECIFIC STANDARDS ARE APPLIED TO A MATERIAL OR METHOD 
OF C'.,ONSTRUCTION TO BE USED ON THE WORK, ALL SUCH MATERIAL AND 
METHODS ARE TO MAINTAIN STANDARDS OF THE INDUSTRY AND, WHERE 
APPUCABLE, MANUFACTURER'S INSTRUCTIONS. 

8. MATERIALS. EQUIPMENT, ETC. NOT INDICATED ON DRAWINGS OR SPECIFIED 
HEREIN BUT REQUIRED FOR THE SUCCESSFUL AND EFFICIENT COMPLETION 
OF THE INSTALLATION SHALL BE HELD TO BE IMPLIED AND SHALL BE 
FURNISHED AND INSTALLED FOR NO ADDITIONAL COST. 

9. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE DESIGN 
LIVE LOAD PER SQUARE FOOT. 

10. ESTABLISH AND VERIFY ALL OPENINGS AND INSERTS FOR ARCHITECTURAL, 
MECHANICAL, ELECTRICAL, AND PLUMBING WITH APPROPRIATE TRADES, 
DRAWINGS, AND SUBCONTRACTORS PRIOR TO CONSTRUCTION. 

11. PROVIDE ALL NECESSARY ANCHORAGE BLOCKING. BACKING, FRAMING FOR 
HANDRAILS, DOOR STOPS, CASEWORK, SHELVING, MIRRORS, WALL MOUNTED 
EQUIPMENT, AND ALL OTHER ITEMS AS REQUIRED FOR COMPLETE 
INSTALLATION. 

12. CONFIRM ALL ROUGH OPENING DIMENSIONS FOR DOORS AND WINDOWS 
PRIOR TO COMMENCEMENT OF CONSTRUCTION. 

13. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS NOTED OTHERWISE. 

14. PROVIDE SOLID BLOCKING BETWEEN ROOF JOISTS WHERE WALL RUNS 
PERPENDICULAR TO ROOF JOISTS. GYPSUM BOARD TO TERMINATE AT ROOF 
JOISTS. 
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LEGEND: 
1. NOTED WALL TYPE DEPICTS TYPICAL WALL CONSTRUCTION. SEE 

ELEVATIONS, SECTIONS, AND DETAILS FOR ADDITIONAL INFORMATION. 

2. PROVIDE MOISTURE RESIST ANT GYPSUM BOARD IN ALL TOILET ROOMS. 
PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 
MOISTURE RESISTANT GYPSUM BOARD SHALL ALSO BE USED AT ALL 
KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS. 

3. SEE INTERIOR ELEVATIONS FOR LOCATIONS AND EXTENTS OF APPLIED 
WALL FINISHES. 

4. WHERE A LENGTH OF WALL !S INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS OTHERWISE 
NOTED. 

5. SEE DOOR SCHEDULE SHEET FOR SCOPE OF WORK AT EXISTING DOORS. 

Wall Tags 

1y .. ,,,,. WALL TYPES, SEE SHEET AG1103 
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GENERAL NOTES: 
1. DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OE MASONRY OR 

CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE. 

2. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 4112" FROM FACE OF STUD TO FACE OF JAMB. 

3. MASONRY DIMENSIONS ARE NOMINAL COORDINATE ACTUAL ROUGH 
OPENING WaASONRY DIMENSIONS. 

4. DIMENSIONS AT GLAZING ASSEMBLIES ARE TO CENTER OF ASSEMBLY 
UNLESS NOTED OTHERWISE. 

5. USE DIMENSIONS SHOWN; IN NO CASE SHALL WORKING DIMENSIONS BE 
SCALED FROM DRAWINGS. CROSS CHECK DETAILS AND DIMENSIONS SHOWN 
ON THE ARCHITECTURAL DRAWINGS WITH RELATED REQUIREMENTS ON THE 
STRUCTURAL, MECHANICAL, ELECTRICAL, PLUMBING, AND OTHER DRAWINGS 
AS APPUCABLE. NOTIFY ARCHITECT OF ANY DISCREPANCIES BEFORE 
PROCEEDING WITH THE WORK. 

6. CONDITIONS AND DETAILS MARKED "TYPICAL" SHALL APPLY 1N ALL CASES 
UNLESS SPECIFICALLY IND1CATED OTHERWISE. TYPICAL DETAILS NOT 
REFERENCED ON DRAWINGS APPLY UNLESS NOTED OTHERWISE BY SPECIFIC 
NOTES AND DETAILS. WHERE NO SPECIFIC DETAIL IS SHOWN, THE 
CONSTRUCTION SHALL BE IDENTICAL OR SIMILAR TO THAT INDICATED FOR 
THE TYPICAL CONSTRUCTION OF THE PROJECT. 

7. WHERE NO SPECIFIC STANDARDS ARE APPLIED TO A MATERIAL OR METHOD 
OF CONSTRUCTION TO BE USED ON THE WORK, ALL SUCH MATERIAL AND 
METHODS ARE TO MAINTAIN STANDARDS OF THE INDUSTRY AND, WHERE 
APPUCABLE, MANUFACTURER'S INSTRUCTIONS. 

8. MATERIALS, EQUIPMENT, ETC. NOT INDICATED ON DRAWINGS OR SPECIFIED 
HEREIN BUT REQUIRED FOR THE SUCCESSFUL AND EFFICIENT COMPLETION 
OF THE INSTALLATION SHALL BE HELD TO BE IMPLIED AND SHALL BE 
FURNISHED AND INSTALLED FOR NO ADDITIONAL COST. 

9. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE DES1GN 
LIVE LOAD PER SQUARE FOOT. 

10. ESTABLISH AND VERIFY ALL OPENINGS AND INSERTS FOR ARCHITECTURAL, 
MECHANICAL, ELECTRICAL, AND PLUMBING WITH APPROPRIATE TRADES, 
DRAWINGS, AND SUBCONTRACTORS PRIOR TO CONSTRUCTION. 

11. PROVIDE ALL NECESSARY ANCHORAGE BLOCKING, BACKING, FRAMING FOR 
HANDRAILS, DOOR STOPS, CASEWORK, SHELVING, MIRRORS, WALL MOUNTED 
EQUIPMENT, AND ALL OTHER ITEMS AS REQUIRED FOR COMPLETE 
INSTALLATION. 

12. CONFIRM ALL ROUGH OPENING DIMENSIONS FOR DOORS AND WINDOWS 
PRIOR TO COMMENCEMENT OF CONSTRUCTION. 

13. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS NOTED OTHERWISE. 

14. PROVIDE SOLID BLOCKING BETWEEN ROOF JOISTS WHERE WALL RUNS 
PERPENDICULAR TO ROOF JOISTS. GYPSUM BOARD TO TERMINATE AT ROOF 
JOISTS. 
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LEGEND: 
1. NOTED WALL TYPE DEPICTS TYPICAL WALL CONSTRUCTION. SEE 

ELEVATIONS. SECTIONS. AND DETAILS FOR ADDITIONAL INFORMATION. 

2. PROVIDE MOISTURE RESISTANT GYPSUM BOARD IN ALL TOILET ROOMS. 
PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 
MOISTURE RESIST ANT GYPSUM BOARD SHALL ALSO BE USED AT ALL 
KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS. 

3. SEE INTERIOR ELEVATIONS FOR LOCATIONS AND EXTENTS OF APPUED 
WALL FINISHES. 

4. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS. 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS OTHERWISE 
NOTED. 

5. SEE DOOR SCHEDULE SHEET FOR SCOPE OF WORK AT EXISTING DOORS. 

WaHTaqs 

WALL TYPES, SEE SHEET AG1103 

KEYNOTES 

115 
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NEVV PLUMBING VENT CHASE AT EXISTING LOW WALL SEE PLUMBING DRAWINGS. 
AT STORAGE ROOM 29.3; REPLACE EXISTING BR!CK WITH NEW FIBER CEMENT 
PANEL CLADDING AND TRIM PER STRUCTURAL WALL REPAIRS. SEE STRUCTURAL. 
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GENERAL NOTES: 
1. DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OF MASONRY OR 

CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE 

2. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 4112" FROM FACE OF STUD TO FACE OF JAMB .. 

3. MASONRY DIMENSIONS ARE NOMINAL. COORDINATE ACTUAL ROUGH 
OPENING WaASONRY DIMENSIONS. 

4. DIMENSIONS AT GLAZING ASSEMBLIES ARE TO CENTER OF ASSEMBLY 
UNLESS NOTED OTHERWISE. 

5. USE DIMENSIONS SHOWN; IN NO CASE SHALL WORKING DIMENSIONS BE 
SCALED FROM DRAWINGS. CROSS CHECK DETAILS AND DIMENSIONS SHOWN 
ON THE ARCHITECTURAL DRAWINGS WITH RELATED REQUIREMENTS ON THE 
STRUCTURAL, MECHANICAL. ELECTRICAL. PLUMBING. AND OTHER DRAWINGS 
AS APPUCABLE. NOTIFY ARCHITECT OF ANY DISCREPANCIES BEFORE 
PROCEEDING WITH THE WORK. 

6. CONDITIONS AND DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL CASES 
UNLESS SPECIFICALLY INDICATED OTHERWISE .. TYPICAL DETAILS NOT 
REFERENCED ON DRAWINGS APPLY UNLESS NOTED OTHERWISE BY SPECIFIC 
NOTES AND DETAILS. WHERE NO SPECIFIC DETAIL IS SHOWN, THE 
CONSTRUCTION SHALL BE IDENTICAL OR SIMILAR TO THAT INDICATED FOR 
THE TYPICAL CONSTRUCTION OF THE PROJECT .. 

7. WHERE NO SPECIFIC STANDARDS ARE APPLIED TO A MATERIAL OR METHOD 
OF CONSTRUCTION TO BE USED ON THE WORK, ALL SUCH MATERIAL AND 
METHODS ARE TO MAINTAIN STANDARDS OF THE INDUSTRY AND, WHERE 
APPUCABLE, MANUFACTURER'S INSTRUCTIONS. 

8. MATERIALS. EQUIPMENT. ETC .. NOT INDICATED ON DRAWINGS OR SPECIFIED 
HEREIN BUT REQUIRED FOR THE SUCCESSFUL AND EFFICIENT COMPLETION 
OF THE INSTALLATION SHALL BE HELD TO BE IMPLIED AND SHALL BE 
FURNISHED AND INSTALLED FOR NO ADDITIONAL COST. 

9. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE DESIGN 
LIVE LOAD PER SQUARE FOOT. 

10. ESTABLISH AND VERIFY ALL OPENINGS AND INSERTS FOR ARCHITECTURAL, 
MECHANICAL, ELECTRICAL, AND PLUMBING WITH APPROPRIATE TRADES, 
DRAWINGS, AND SUBCONTRACTORS PRIOR TO CONSTRUCTION. 

11. PROVIDE ALL NECESSARY ANCHORAGE BLOCKING, BACKING, FRAMING FOR 
HANDRAILS, DOOR STOPS, CASEWORK, SHELVING, MIRRORS, WALL MOUNTED 
EQUIPMENT, AND ALL OTHER ITEMS AS REQUIRED FOR COMPLETE 
INSTALLATION . 

12. CONFIRM ALL ROUGH OPENING DIMENSIONS FOR DOORS AND WINDOWS 
PRIOR TO COMMENCEMENT OF CONSTRUCTION. 

13. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR WALLS, 
WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS NOTED OTHERWISE. 

14. PROVIDE SOLID BLOCKING BETWEEN ROOF JOISTS WHERE WALL RUNS 
PERPENDICULAR TO ROOF JOISTS. GYPSUM BOARD TO TERMINATE AT ROOF 
JOISTS. 
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8. REPLACE WEATHER STRIPPING AT ALL EXTERIOR DOORS. 

E 

f.i 
~ -ii 

:::::~::;:::~~;~;:::;:;;f'.i;;;~;~~;t;~"~~~r~ ~ 

(-~-\ EXTERIOR ELEVATION SECTOR A (--;;-"\ EXTERIOR ELEVATION SECTOR A 

r······\ 

~-1_:> 
40 SF: 

EXTERIOR ELEVATION SECTOR A 
A2102) Scale: 1/8" • 1'-0" 
_,_/ 

1) 

CT1 7../ 

,---\ 

'y 

0 

(9\ 
( 

----------------.! ----------------.! ----------------.! 

-- -- -, .- -

-----

5 4 \. 

T 

/""""\ F-·--, 
\208/ \~_iY LJ 

/-\ 
ROOF f 13' - O" \ 

LEVEL 1 ,/~ .. --,\ 
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, 

9, <,23 / 
\ ...... .../ 

(;) 
\_ 

;-'\ EXTERIOR ELEVATION SECTOR A 
A21~1/ Scale: 

(0 r;;\ 
\.__) 

l 

·~ l ........ \ 
,208) ,_ 215) 
\___, \~ 

---1------;::~---::---L I 

IF,1;,d""'~--~"-~~-~~-~--~~--~-~--~~~k==~==,,½,;=~"""'~~""c~~"c~~"T~~T"~~~-=='"""'""'"",,-.. -.. -.. -.. ,,,,--~~-n""--~"'rr-~~-n'"--~"n-C"'"~7'll-~~-f~~1~; -, ·.•· -C~-.t~-~~-~ 
!, :_'._\·'..:•{:.·I.- ... ·:.·_·-· i.· .• _ 

--------
- - - - ----------

··················' 

(4\ 
~ 

_) 

(~--\ EXTERIOR ELEVATION SECTOR A 

' ·-1 
1 
I 

;"; .: -l ·· :,; .'·I ., 
' ' 

'r; -- -- -

I', 
f I 

r 
' 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s U'"''"l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s,,-, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer-,,;,,~..,,.,,_= "'M,r!~a,,- llull10/ll:!!<l ~,· l[";I Grout "f«bi<l<l<'ll. Wri~-; 
ch><•r.•s:ms s'm!I !,,,-,"' pre,=•,_,...,, CY.n, ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,., 
rnspc1£,o!e!o· 81 ct,·mmokn,s aoo GOOOi!h:..ns ~n U11, _aL. a-id ,Bl 3rwpsl·all 1Je ,nl~r-neu o! 
any •,a,;,it,cr,& !mm t"'l <i ;ne;r,&>:ms aod wodel10<1s $~owo m ltrn Jraw ng. ;]hop '"""'~'\IS 

sr;;,:, "" s1,bmlt::'"'1 to ll'il (),,.,r fer g,,Mrni c,,-.,fon-r•.~nc,$ o,,t,,,., rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a el'\il-"'!l!l!lrcf,11.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 

No. DESCRIPTION 

1 :BIDSET 

KEYPLAN 

B 

C 

CONSULTANTS 

SEAL 

~~\ID ARrr>. 

DATE 

02/17/2020 

~ ~ 
S 4346 ~ 

JAMES M. FITZPATRIC~~ . , J 
r1 ~ "oig1taHi eo y ames 

JJ.,:..; ,ff( •-.~-Fitzpatrick 
( / ~ Date: 20®.02.14 
" d'l., PORTLAND, OREllllNs,~·oo· 

-◊ # 

I B I 

PROJECT 

~ OF (,)~ 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

Lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO: 
122962-200 

DRAWN BY: 
Author 

PROJECT MGR: 
Desi ner 

SHEET TITLE 

CHECKED BY: 
Checker 

APPROVED BY: 
rover 

EXTERIOR ELEVATIONS 

SHEET NUMBER 

A2102 
a 
" 0 
" ;"> 
I,.) ,!, 

'-------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------'---------------------'" 



T 
/-~-~ 

~~01/ 
EXTERIOR ELEVATION SECTOR B 

A2103 

T 
ROOF0~ 

/;-,\ EXTERIOR ELEVATION SECTOR B li--------------------\A2101/ Scafe: 118" = 1'-0" 
---·-

(-~\ EXTERIOR ELEVATION SECTOR B 
1/8" = 1'-0" 

---------

,, 
: 

l 

,,,-I 
( 4 \ 

··~ ~1~ 

(3 ' 
/ ', 3-\ <211> 

' ' I \ ____ .112 SF \ A2106 1 '~V V.:.7 

LEGEND: 

:KEYNOTES 

NEW FIBER CEMENT PANEL CLADDING, 
SEE FLOOR PLANS 

:208 : REPLACE EXIST!NG FACIASITRIMS WffH NEW FIBBER CEMENT TRIM, MATCH 
: EXISTING V\l!OTH, 

:211 ______ ~ REPO!NT BR/CK MASONRY. 
~i1 fi : REPLACE PLYWOOD SIDING WITH FIBER-CEMMENT PANNEL, SEE PLANS. 

(~ 1
~~06 

GENERAL NOTES: 
1. CLEAN AND SEAL ALL MASONRY FULL HEIGHT. 

2, PAINT ALL NEW EXTERIOR MATERIALS, INCLUDING FIBER CEMENT PANELS 
(EXCEPT FOR MASONRY, ALUMINUM, GLAZING AND FACTOR FINISHED 
MATERIALS), 

3. RE-PAINT ALL EXISTING PAINTED SURFACES INCLUDING DOORS, FRAMES, TRIM, 
SOFFITS, CEILINGS AND THE PAINTED SURFACES WITHIN COVERED ENTRIES, 

4, PAINT ALL EXTERIOR STEEL DOORS, HPC, 

5. PREP AND PAINT ALL EXTERIOR STEEL COLUMNS, HPC. 

6, PAINT ALL NEW EXPOSED CONDUIT OR ELECTRICAL BOXES TO MATCH WALL ON 
WITCH IT IS INSTALLED, WHERE APPLICABLE, 

7. ALIGN PANEL JOINTS TO CENTERLINE OF MULLION, WHERE APPLICABLE. 

8, REPLACE WEATHER STRIPPING AT ALL EXTERIOR DOORS, 

/ \ : 

G~~ ,;211 ,>-' 
\--·-j 

42SF --
t,-6 \ EXTERIOR ELEVATION SECTOR B I!--.------------------------------------------------------------------------------------------------------------------------------~<;; Scale: 118" = 1'-0" 

LEVEL1 '~ .......... L__()"__J 

21 

.. 
'-,- ,- :""~:~:'¢~~:~,-;:\-"".'::;~~"~'¢ 

1211\J ~ 
\~,20SF ~~~ 

r-;--\ EXTERIOR ELEVATION SECTOR B 
A21 ov Scale: 1/8~ = 1'-0'' 

~T\ 
4 I 

--
I 

.. _/SIM 

(~~\ EXTERIOR ELEVATION SECTOR B 
~~/Scale: 

--

12 

l 

ri-" \A2106) 
---

(~~ EXTERIOR ELEVATION SECTOR A 

;-',, 

<5 
10 SF 

~-~ Scale: 1/8"-;;: 1'-0" 

,-
17 

-~ 
215:, 
\_) 

'~ \!_"_} 

-- -- -- -- , .................... " 

g. 
\_/ 

22SF 

·--·--·---~ 

-,,_· _-,, _, 

:::;:•{j ~:-

.-, 
c-\208) 
'~ 

TYP 

ROOF~~~ i __ -- -- -- -- -- _ _\ 

I \ 

\:1,2) 
24 SF 

.._ __ __:LEVE_L_1~(--_~~-•~ 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s u,,.,,,.l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s9, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer -,,;,'f~Ul'✓:ml "'M,r!~a" llull10/ll:!!<l ~,· 1[";1 Grcuc- "f«bi<l<l<'ll. Wri~"i 
ch><•r.•s:ms s'm!I !,,,,"' P""'""'''·"'"'' "'"""' ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,., 
rnspc1£,o!e!o· 81 ct,·mmokn,s aoo GOOOi!h:..ns ~n U11, _aL. a-id ,Bl 3rwpsl·all 1Je ,111~,-neu o! 
any •,a,;,it,cr,& !mm t"'l <i;n,;r,&>:ms aod wodel10<1s $~owo m ltrn Jrawng. ;]hop '"""'~'\IS 

sr;;,:, "" s1,bmlt:::a<i to ll'il (),,.,r fer g,,Mrni c,.,-.,fom•.~nc,,;, o,,t,,,., rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a el'\il-"'!l!l!lrcf,11.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 
No. DESCRIPTION DATE 

1 : BID SET 02/17/2020 

KEYPLAN 

CONSULTANTS 

SEAL 

I B I 

PROJECT 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

Lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO: 
122962-200 

DRAWN BY: 
Author 

PROJECT MGR: 
Desi ner 

SHEET TITLE 

CHECKED BY: 
Checker 

APPROVED BY: 
rover 

EXTERIOR ELEVATIONS 

SHEET NUMBER 

A2103 
a 
" 0 
" ;"> 
I,.) ,!, 

'--------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------'---------------------'" 



,,, 
!Ml ~ N' 

r 
'...:__,/ 

~-",i 
A3101/ 

/ 

;:·. 

II ::iilli 

EXTERIOR ELEVATION SECTOR C 
1/8" = 1 '-0~ 

16) 
/ 

,£'=a\ 
\ / 

EXTERIOR ELEVATION SECTOR C 
Scale: 118" = 1'-0" 

(~) (0 
l 

(~ 

r 

LEGEND: 

NEW FIBER CEMENT PANEL CLADDING, 
SEE FLOOR PLANS 

:KEYNOTES 

:208 : REPLACE EXIST!NG FACIASITRIMS WffH NEW FIBBER CEMENT TRIM, MATCH 
: EXISTING V\l!OTH, 

:211 ______ ~ REPO!NT BR/CK MASONRY. 
~i1 fi : REPLACE PLYWOOD SIDING WITH FIBER-CEMMENT PANNEL, SEE PLANS. 
~218 -- -- -- :-REPLACE ME5"Jl~L-S1Dff,i(fW1-;rH-f:-frj£iR:.:citriM-ENf-PAf.iNEL,-SEi::-PLANS.--
:220 : MASONF1.Y LINTEL RE.PLACEMENT. 
:228 : REPAINT EXISTING WOOD BEAMS. 

,r--, 
,208) 
\ ______ ___/ 

TYP 

~r·,,,' ,;i --j, -

- -· -". :-·_'. 'f-- X~~l~~~fi~~~ 

~) 

,r-·\ 
\2151 
\/ 

--· l ~'>it01~~1F ___ ".,."' ~ .... ,_, 
, - ' .. - ' --.. ' 

l~i,~,;~~;r11~1(~I 

~-
211\ ,j 

12 SF 

-·,-,~,15,'---",~,- c:::a~ ,'',' 

'~~:::::~:~~'1;;"'-, C' •• :c,(,/1 ifl,,,,,,,,,,,,,,,,,,, ·.,,,,,,,,,, '•I,' • '·""""'""",l;;,.,,,", , • [, --="""=··,c·••e,,=""""""'"-"==•-,,··••e,=~""•--~,=••~•-~- " , .. ,,,>,$,,• '•:,' • ,.,:,,,,,, '•:, • ,.,,,1J1 ; • .: · • ' '' {,! , ' ,, i'/,:.,.,,.,,,:,w.,. .; 
- ·';-~'";}:, 2t T ':c~,11--• d,:¢,:.,;.~,cc- •t",.._ - -~~;o:.,;.~,cc- <'" •----~.,.;7~- -,•, •----i~'¢r.:~-•~-~,:_~'¢r;'.~c:-•---"~"'P:~•-".l~-•- •---"~"',:,:~,--~..., :<•----•0..71"~,--~~-~=--~~,?~•~~ •t"e•-··--'.,.~- --:••- -•~.,.;,::;_~,cc- •t",.._ - -~;7~- -,•• •----~.,.;7~- -,•,----,:.~'¢ 1 ~=-•x:<"" -• - -- -- - --- -, -, ,- t';~~:':c.,75; 1 

(r:r%,L--iii~~-~; 

f1\, EXTERIOR ELEVATION SECTOR C 
A2104) Scale: 118" = 1'-0" 
~ 

GENERAL NOTES: 
1. CLEAN AND SEAL ALL MASONRY FULL HEIGHT. 

2, PAINT ALL NEW EXTERIOR MATERIALS, INCLUDING FIBER CEMENT PANELS 
(EXCEPT FOR MASONRY, ALUMINUM, GLAZING AND FACTOR FINISHED 
MATERIALS), 

3. RE-PAINT ALL EXISTING PAINTED SURFACES INCLUDING DOORS, FRAMES, TRIM, 
SOFFITS, CEILINGS AND THE PAINTED SURFACES WITHIN COVERED ENTRIES, 

4, PAINT ALL EXTERIOR STEEL DOORS, HPC, 

5. PREP AND PAINT ALL EXTERIOR STEEL COLUMNS, HPC. 

6, PAINT ALL NEW EXPOSED CONDUIT OR ELECTRICAL BOXES TO MATCH WALL ON 
WITCH IT IS INSTALLED, WHERE APPLICABLE, 

7. ALIGN PANEL JOINTS TO CENTERLINE OF MULLION, WHERE APPLICABLE. 

8, REPLACE WEATHER STRIPPING AT ALL EXTERIOR DOORS, 

/ 
Ii 1 

:1111: :11 

r-,, r 
' " 1211 " 
\,,,,,,,,/ 

40 SF 

LEVEL 1 

LEVEL 1 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s u,,.,,,.l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s9, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer -,,;,'f~Ul'✓:ml "'M,r!~a" llull10/ll:!!<l ~,· 1[";1 Grcuc, "f«bi<l<l<'ll. Wri~-; 
ch><•r.•s:ms s'm!I !,,,,"' prc,=•,.,o..,, CY.n, ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,_, 
rnspc1£,o!e!o· 81 ct,·mmokn,s aoo GOOOi!h:..ns ~n U11, ,aL. a-id ,Bl 3rwpsl·all 1Je ,nl~r-neu o! 
any •,a,;,it,cr,& !mm t"'l <i;ne;r,&>:ms aod wodel10<1s $~owo m ltrn Jrawng. ;]hop '"""'~'\IS 

sr;;,:, "" s1,bmlt::'"'1 to ll'il (),,.,r fer g,,Mrni e>.-.,fom•.~nc,,;, o,,t,,,., rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a a'\il-"'!l!l!lrcf111.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 
No, DESCRIPTION DATE 

1 : BID SET 02/17/2020 

KEYPLAN 

CONSULTANTS 

SEAL 

I B I 

PROJECT 

A B 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

Lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO: 
122962-200 

DRAWN BY: 
Author 

PROJECT MGR: 
Desi ner 

SHEET TITLE 

CHECKED BY: 
Checker 

APPROVED BY: 
rover 

EXTERIOR ELEVATIONS 

SHEET NUMBER 

A2104 
a 
" 0 
" ;'> 
<..l ,!, 

'-----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------'---------------------------'" 



t;~', 1) T ~,::,; 

,r-', 

\~ 
TYP 

-- -- -- -- -'.~·;i!C;'C;~7i 

~t .ii1tH;i f 
,, '""'"" "'" -_-_-_-_-_-_-_-_-, - cc cc cc'~,;;,,±,;,-- -- -- --. -" cc cc"., 

~~\ 
\'.:.2106) SIM --

1
f~ EXTERIOR ELEVATION SECTOR D ,10 EXTERIOR ELEVATION SECTOR D 

~~-°:) Scale: 118" = 1',0" 

~0 G0 (;_) ,~, \.. r-'\ -~ 
(215' i208 1231\ 
\_j \~- \, ___ / 

TYP 

ROOF03~~ 

,, 
,,,--,~, ,-~,-,--,-

(3\ EXTERIOR ELEVATION SECTOR D f···········l-----------------..,;;,-.... _---------------------------------------------------~:~o5 Scale: 1/8., = 1'~0" 

(c-
I \ rJ" \_ H .,) I\~ 

:/2-11\ r~·-"\ ;···· .. /'"',, ~11'> 1,···-. 
<21s> 211 \ <.,208) <.,218)- ,f11\ 

\_j ~I ,_j ,_j \_j ~ 

20SF 22 SF TYP 10 SF 26 SF TYP 

if 

(1~ EXTERIOR ELEVATION SECTOR C 
1~2105 1 Scale: 1/8" = 1'-0" _,7 

T 1215) 
\_/ 

/J) 
\.:.,.,,! 

····v •e•• 

_.- :._c ,-.-._ .. -;' 

LEGEND: 

:KEYNOTES 

NEW FIBER CEMENT PANEL CLADDING, 
SEE FLOOR PLANS 

:208 : REPLACE EXIST!NG FACIASITRIMS WffH NEW FIBBER CEMENT TRIM, MATCH 
: EXISTING V\l!OTH. 

:211 ______ ~ REPO!NT BR/CK MASONRY. 
~i1 fi : REPLACE PLYWOOD SIDING WITH FIBER-CEMMENT PANNEL, SEE PLANS. 
~218 -- -- -- :-REPLACE ME5"Jl~L-S1Dff,i(fW1-;rH-f:-frj£iR:.:citriM-ENf-PAf.iNEL,-SEi::-PLANS.--
:22s : REPAINT EXISTING WOOD BEAMS. 
:231 
232 

: EXISTING DOOR TO REMAIN: PAINT. 
REPLACE EXISTING BRICK WITH NEW FIBER CEMENT PANEL CLADDING AND TRIM 
PER STRUCTURAL WALL REPAIRS. SEE STRUCTURAL 

~ 

-~'."'tBif 
b ~~ ---1 ~~-,ti~~ 

c~-"°",fc~~R'-'77 P"""'-4 F""S-"l 1-'""'7,~f ~I 

(.,\ , K) 
\_ - @: r--·-\ 

(228 
\_/ 

.. :'\ 
CI 

/ 

~ 

(0 EXTERIOR ELEVATION SECTOR C 
~;'./ Scale: 118" = 1'-0" 

/Kj 

l 
L 

GENERAL NOTES: 
1. CLEAN AND SEAL ALL MASONRY FULL HEIGHT. 

2, PAINT ALL NEW EXTERIOR MATERIALS, INCLUDING FIBER CEMENT PANELS 
(EXCEPT FOR MASONRY, ALUMINUM, GLAZING AND FACTOR FINISHED 
MATERIALS), 

3. RE-PAINT ALL EXISTING PAINTED SURFACES INCLUDING DOORS, FRAMES, TRIM, 
SOFFITS, CEILINGS AND THE PAINTED SURFACES WITHIN COVERED ENTRIES, 

4, PAINT ALL EXTERIOR STEEL DOORS, HPC, 

5. PREP AND PAINT ALL EXTERIOR STEEL COLUMNS, HPC. 

6, PAINT ALL NEW EXPOSED CONDUIT OR ELECTRICAL BOXES TO MATCH WALL ON 
WITCH IT IS INSTALLED, WHERE APPLICABLE, 

7. ALIGN PANEL JOINTS TO CENTERLINE OF MULLION, WHERE APPLICABLE. 

8, REPLACE WEATHER STRIPPING AT ALL EXTERIOR DOORS, 

LEVEL 1 

~ 

ROOFL~ 

-
LEVEL 1 

-- - -- -- -- --

j (f rN' "~ 

-¥11~{~ 

;r!~~;~!:~1;:;'.~ 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s u,,.,,,.l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s9, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer -,,;,'f~Ul'✓:ml "'M,r!~a" llull10/ll:!!<l ~,· 1[";1 Grout "f«bi00¥i. Wri~-; 
ch><•r.•s:ms s'm!I !,,,,"' prc,=•,.,o..,, "'""' ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,_, 
rnspc1£,o!e to· 81 ct,·mmokn,s aoo wrt<li!h:..ns ~n U11, pL. a-id ,Bl 3rwp s/·all lle ,nl~r-neu o! 
any •,a,;,it,cr,& !mm t"'l <i;ne;r-&>:ms aod wodel10<1s $~OW'l cri ltrn Jrawng. ;]hop '"""'~'\IS 

sr;;,:, "" s1,bmlt::'"'1 to ll'il (),,.,r fer g,,Mrni "'-.,fom•-~nc,$ ""fr"" rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a a'\il--UbHcf111.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 
No, DESCRIPTION DATE 

1 : BID SET 02/17/2020 

KEYPLAN 

CONSULTANTS 

SEAL 

I B I 

PROJECT 

A B 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

Lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO: 
122962-200 
DRAWN BY; 
Author 

PROJECT MGR: 
Desi ner 

SHEET TITLE 

CHECKED BY: 
Checker 

APPROVED BY: 
rover 

EXTERIOR ELEVATIONS 

SHEET NUMBER 

A2105 



,_-, __ __,_ __ 
/~ i 

r--~ ENLARGED EXTERIOR ELEVATION 
A21~ Scale: 118" = 1'-0" 

('i."i rs' er '~rl _:,,; 

/ \ 
c-\208) 
' ' ' '~ 

TYP 

/0, EXTERIOR ELEVATION SECTOR D 
I~~ Scale: 118"= 1'-0" 

LEGEND: 

NEW FIBER CEMENT PANEL CLADDING, 
SEE FLOOR PLANS 

:KEYNOTES 

:205 : REPAINT EXISTING WOOD TRIM. 
:207 
:208 : REPLACE EXIST!NG FACIASITRIMS WffH NEW FIBBER CEMENT TRIM, MATCH 

: EXISTING V\l!OTH, 

~215 ______ i~EPLACE PLYWOOD SIDING WITH FIBER-CEMMENT PANNEL, SEE PLANS. 
:218 : REPLACE METAL SIDING WITH FH:3ER-CEMMENT PANNEL, SEE PLANS. 

-----+-------------------------------------------------------------------------------------------
:230 : REMOVE AND REINSTALL EXISTING WINDOWS AT DEMOLISHED GLASS BLOCK 

1---205 
TYP 

\A5001J 
"-- _ _,, SIM 

·•J\5001/: 

/,- -~- r---

( 8 \ ---(21 s> 
- .. - TYP 

\A5001)TYP \ __ / TYP 
'.__/ 

/--~ ENLARGED EXTERIOR ELEVATION 
\:'2106) Scale: 118" = 1'-0" __ ,, 

(~) 

(\~ /215 
\ _, ___ .; 

TYP 

GENERAL NOTES: 
1. CLEAN AND SEAL ALL MASONRY FULL HEIGHT. 

2, PAINT ALL NEW EXTERIOR MATERIALS, INCLUDING FIBER CEMENT PANELS 
(EXCEPT FOR MASONRY, ALUMINUM, GLAZING AND FACTOR FINISHED 
MATERIALS), 

3. RE-PAINT ALL EXISTING PAINTED SURFACES INCLUDING DOORS, FRAMES, TRIM, 
SOFFITS, CEILINGS AND THE PAINTED SURFACES WITHIN COVERED ENTRIES, 

4, PAINT ALL EXTERIOR STEEL DOORS, HPC, 

5. PREP AND PAINT ALL EXTERIOR STEEL COLUMNS, HPC. 

6, PAINT ALL NEW EXPOSED CONDUIT OR ELECTRICAL BOXES TO MATCH WALL ON 
WITCH IT IS INSTALLED, WHERE APPLICABLE, 

7. ALIGN PANEL JOINTS TO CENTERLINE OF MULLION, WHERE APPLICABLE. 

8, REPLACE WEATHER STRIPPING AT ALL EXTERIOR DOORS, 

ii Q 
11 TYP 

" :! 
II 
Ii 

" ,, 
~·-~·-~·-~·-~·-

c~-\, 
_--_,; 

ROOFfu--~~ 

-----

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s u,,.,,,.l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s,,-, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer -,,;,'f~Ul'✓:ml "'M,r!~a,,- llull10/ll:!!<l ~,· 1[";1 Grcuc, "f«bi<l<l<'ll. Wri~-; 
ch><•r.•s:ms s'm!I !,,,-,"' pre,=•,_,...,, CY.n, ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,_, 
rnspc1£,o!e!o· 81 ct,·mmokn,s aoo GOOOi!h:..ns ~n U11, _aL. a-id ,Bl 3rwpsl·all 1Je ,nl~r-neu o! 
any •,a,;,it,cr,& !mm t"'l <i ;ne;r-&>:ms aod wodel10<1s $~owo m ltrn Jraw ng. ;]hop '"""'~'\IS 

sOii>• "" s1,bmlt::'"'1 to ll'il (),,.,r fer g,,Mrn; c,._-.,fon-r•.~nc,$ o,,t,,,., rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a el'\il-"'!l!l!lrcf111.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 
No, DESCRIPTION DATE 

02/17/2020 1 :BIDSET 

KEYPLAN 

CONSULTANTS 

SEAL 

I B I 

PROJECT 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

Lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

~ 
0 ,, 
w' 
~ 

I 
1 
J 
g' 

i 
I 
IB 

PROJECT NO: ~ 
122962-200 ~ 

ro 

DRAWN BY: CHECKED BY: ~1 

Author Checker ~ 

PROJECT MGR: APPROVED BY: ~ 
>-D""ee,se,i "'""'•"-'-----.LC""'"'ro,,v:,:erc_ ____ -l ; 

0 

SHEET TITLE 

EXTERIOR ELEVATIONS 

SHEET NUMBER 

A2106 
a 
" 0 
" 

:g 

" as 

iJ ,!, 

'---------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------'------------------''~ ,. 



1 

J '., 

CONTINUOUS FIBER 
CEMENT PANEL CLADDING 

II---- CONTINUE SHEAR WALL 
SHEATING UP TO EXIST. 
ROOF SHEATING. SEE 
STRUCTURAL 

··- .. _'--.,_ ___ NEW SHEAR WALL TIED 

INTO EXISTING GLUELAM. 
SEE STRUCTURAL 

- EXISTING CONCRETE 
COLUMN BEYOND 

WALL SECTION EXTERIOR 
Scale: 1/2n = 1' .. Q" 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
T,1,s u,,.,,,.l\J ,,w Wen ,,.-,;p,,,oo ao!iaiy b, r,e iccar,cs<J ~s,,-, !Puss~y rnp,wucticn c,r 

:lisll'•~,u~n fer -,,;,'f~Ul'✓:ml "'M,r!~a,,- llull10/ll:!!<l ~,· 1[";1 Grcuc, "f«bi<l<l<'ll. Wri~-; 
ch><•r.•s:ms s'm!I !,,,-,"' pre,=•,_,...,, CY.n, ,ac~iad ,f,;.i"1s,O'l$ C,·,mmr:!ors siac,i' ,wif·; ~mf ,,_, 
rnspc1£,o!e!o· 81 ct,·mmokn,s aoo GOOOi!h:..ns ~n U11, _aL. B"ld ,Bl 3rwpsl·all 1Je ,nl~r-neu o! 
any •,a,;,it,cr,& !mm t"'l <i ;ne;r,&>:ms aod wodel10<1s $~owo m ltrn Jraw ng. ;]hop '"""'~'\IS 

sr;;,:, "" s1,bmlt::'"'1 to ll'il (),,.,r fer g,,Mrni "'-.,fon-r•.~nc,,;, o,,t,,,., rF<Xlf®rllnc ~•·tk fob<l(~1k<, 

!Bl GROUP USA 
is a a'\il-"'!l!l!lrcf,11.a ,~I Gm,~ cl ~~'f1pa~.e!S 

ISSUES 
No. DESCRIPTION DATE 

02/17/2020 1 :BIDSET 

CONSULTANTS 

SEAL 

I B I 

PROJECT 

IBIGROUP 
9-07 SW Harvey Milk Street 
Portland, OR 97:?05, USA 
tel 503 226 6950 fax 503 273 9192 
ibigroi.1p-edpnw .oom 

lake Grove Elementary School 
Renovations 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO: 
122962-200 

DRAWN BY: 
Author 

PROJECT MGR: 
Desi ner 

SHEET TITLE 

CHECKED BY: 
Checker 

APPROVED BY: 
rover 

WALL SECTIONS 

SHEET NUMBER 

A3101 
a 
" 0 
" ;"> 
,J ,!, 

'----------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------------'-------------------'" 



STANDARD & ACCESSIBLE MOUNTING HEIGHTS & PLACEMENT: 

'30"MIN 

CLEAR WIDTH 

11" ____ > 
MIN, 

ACCESSIBLE 
LAVATORY 

, STANDING PERSON 
: DRINKING FOUNTAIN 

z 
w 

' "' 
:;, Cl 

' "' -' '\II -' l: u " u w "' X w "" i z 
' "' 

\ 
\ WHEELCHAIR ACCESSIBLE 

WATER FOUNTAIN 

DRINKING FOUNTAIN 

30"CLEAR 

ACCESSIBLE WALL 
HUNG URINAL 

OTHER FIXTURES 
NOT ALLOWED 
WITHIN CLEAR ,,, 

FLOOR AREA -i 

LOCATE FLUSH 
CONTROLS ON OPEN 

SIDE OF W,C, , 

PT 

54"MIN 
j -- -- -- -- -- -- -- -- -- -- -/-

39" -41" 

24" MINI 112" MIN 

ACCESSIBLE WATER CLOSET 

' ; ' ; 
:-- • --;-- --:--' -i --- -- 1--

:----T-

z 
:'E 
~ --
b 

+,,,I 

ACCESSORY 
ZONE 

,_ - -- -- -- -- -- -- -- :,) 

;·-,-1 
' :-_:i 

ND TP 

~-
(431) 

\ ....... ../ 

/~\ RR 17.1 SOUTH 
t22~,;) Scale: 1/4" • 1'-0" 

f;,\ RR 17.1 WEST 

TABLE OF MAXIMUM REACH DEPTH AND HEIGHT 
FOR OPERABLE PARTS ON TOWEL DISPENSERS 

MAXIMUM 
REACH DEPTH 

112" 2" 

MAXIMUM 48" 46" 
REACH HEIGHT 

.... II 
• 
i 
6 
~' 

SOAP 
DISPENSER 

(SD) 

• ro ,.,. 
b 
"" 

SEAT COVER 
DISPENSER 

(SC) 

5" 6" 

42" 40": 

,->< w " 
-' 
00 
;;: 
w 
w 
00 

PAPER TOWEL 
DISPENSER 

(PT) 

w 
-' ro 
;;: 
w 
w 
00 

g• 

36" 

'' _ .. ,_, 

HAND 
DRYER 

11" 

34" 

• -"' 
"' -

NAPKIN 
DISPOSAL 

(ND) 

u, 
0 

" 0 
f-
f->;.--<, 
0 

.................... _,;,.... "1 
• 0 
~ ,-

[! X "' in i - ' 
1_; 

'-t -
" i b -

TOILET COAT HOOK & MIRROR ABOVE 
PAPER TOWEL PIN LAV OR COUNTER 

DISPENSER 

/~- RR 17.1 ENLARGED REFLECTED CEILING PLAN 
A4201 Scale: 1/4"::: 1'-0" 

WC 
17,1 

11s 1M 

RESTROOM 17.1 PLAN 

LU "" u 0 

it " @ \l'. 
:, 
(J) 0 
w "' > ·····················- 4- 0 
~ ... 

X w i -' 
LI, 
Ill • 
"' ~ 

"' 

MIRROR NOT ABOVE 
LAV OR COUNTER 

LU 

:al 
lL 
0: 
::, 
(/) 

w 

~ u 
w 
-' 
lL 
w 

"' 

GENERAL NOTES: 
1, MATERIALS WHICH ARE IN SIMILAR LOCATIONS ARE NOT NOTED AT EVERY 
OCCURRENCE, 

2, SEE FINISH PLANS, REFLECTED CEILING PLANS, INTERIOR ELEVATIONS, AND 
FINISH LEGEND FOR ADDITIONAL FINISH INFORMATION, 

3, SEE DOOR AND FRAME TYPES FOR ADDITIONAL INFORMATION AND 
REFERENCES TO DETAILS, 

4, DOOR SWINGS SHOWN ON ELEVATIONS ARE FOR REFERENCE ONLY· SEE 
FLOOR PLANS, 

5, MECHANICAL GRILLES AND ACCESS PANELS IN WALLS SHALL MATCH THE 
COLOR OF ADJACENT WALL WHERE LOCATED, UNLESS NOTED OTHERWISE 

6, DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OF MASONRY OR 
CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE 

7, DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 4 1/2" FROM FACE OF STUD TO FACE OF JAMB, 

8, MASONRY DIMENSIONS ARE NOMINAL COORDINATE ACTUAL ROUGH OPENING 
MASONRY DIMENSIONS, 

9, NO DOOR SHALL SWING INTO ANY REQUIRED CLEAR FLOOR AREA, 

10, CLEAR FLOOR AREAS AND TURNING CIRCLE CAN OVERLAP, 

11, DOOR TO TOILET ROOM MAY ENCROACH INTO TURNING CIRCLE 12 INCHES 
MAX IN ANY POSITION, 

12, FLOOR SURFACES SHALL NOT SLOPE IN EXCESS OF 2%, 

13 PROVIDE BACKING AT WALL MOUNTED ITEMS, 

14, SEE PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION, 
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GENERAL NOTES: 
1 MATERIALS WHICH ARE IN SIMILAR LOCATIONS ARE NOT NOTED AT EVERY 
OCCURRENCE. 

2. SEE FINISH PLANS, REFLECTED CEILING PLANS, INTERIOR ELEVATIONS, AND 
FINISH LEGEND FOR ADDITIONAL FINISH INFORMATION. 

3. SEE DOOR AND FRAME TYPES FOR ADDITIONAL INFORMATION AND 
REFERENCES TO DETAILS. 

4. DOOR SWINGS SHOWN ON ELEVATIONS ARE FOR REFERENCE ONLY -SEE 
FLOOR PLANS 

5. ALL WALLS NOT LABELED OR ELEVATED TO BE PAINTED P~X, UNLESS NOTED 
OTHERWISE. 

6. MECHANICAL GRILLES AND ACCESS PANELS IN WALLS SHALL MATCH THE COLOR 
OF ADJACENT WALL WHERE LOCATED, UNLESS NOTED OTHERWISE. 

7. DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OF MASONRY OR 
CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE. 

8. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 115mm FROM FACE OF STUD TO FACE OF JAMB. 

9. MASONRY DIMENSIONS ARE NOMINAL COORDINATE ACTUAL ROUGH OPENING 
MASONRY DIMENSIONS. 

10. NO DOOR SHALL SWING INTO ANY REQUIRED CLEAR FLOOR AREA. 

11. CLEAR FLOOR AREAS AND TURNING CIRCLE CAN OVERLAP. 

12. DOOR TO TOILET ROOM MAY ENCROACH INTO TURNING CIRCLE 12 INCHES MAX 
IN ANY POSITION. 

13. FLOOR SURFACES SHALL NOT SLOPE IN EXCESS OF 2'"1/<:>. 

14. PROVIDE BACKING AT WALL MOUNTED ITEMS. 

KEYNOTES 

430 CASEWORK TO REMAIN. 
REMOVE, PROTECT AND REINSTALL WINDOW BLINDS. 433 

434 DO NOT PAINT (§)~B~R~IC~K~·--------------------l 
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GENERAL NOTES: 
1. MATERIALS WHICH ARE IN SIMILAR LOCATIONS ARE NOT NOTED AT EVERY 
OCCURRENCE. 

2. SEE FINISH PLANS, REFLECTED CEILING PLANS, INTERIOR ELEVAl"IONS, AND 
FINISH LEGEND FOR ADDITIONAL FINISH INFORMATION. 

3 SEE DOOR AND FRAME TYPES FOR ADDITIONAL INFORMATION AND 
REFERENCES TO DETAILS. 

4. DOOR SWINGS SHOWN ON ELEVATIONS ARE FOR REFERENCE ONLY· SEE 
FLOOR PLANS. 

5. ALL WALLS NOT LABELED OR ELEVATED TO BE PAINTED P-X, UNLESS NOTED 
OTHERWISE. 

6. MECHANICAL GRILLES AND ACCESS PANELS IN WALLS SHALL MATCH THE COLOR 
OF ADJACENT WALL WHERE LOCATED. UNLESS NOTED OTHERWISE 

7. DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OF MASONRY OR 
CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE. 

8. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS AS 
SHOWN OR LOCATED 115mm FROM FACE OF STUD TO FACE OF JAMB. 

9. MASONRY DIMENSIONS ARE NOMINAL. COORDINATE ACTUAL ROUGH OPENING 
MASONRY DIMENSIONS. 

10. NO DOOR SHALL SWING INTO ANY REQUIRED Cl.EAR FLOOR AREA. 

11. CLEAR FLOOR AREAS AND TURNING CIRCLE CAN OVERLAP. 

12. DOOR TO TOILET ROOM MAY ENCROACH INTO TURNING CIRCLE 12 INCHES MAX 
IN ANY POSITION . 

13. FI.OOR SURFACES SHALL NOT SLOPE IN EXCESS OF 2%. 

14. PROVIDE BACKING AT WALL MOUNTED ITEMS. 
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CONCRETE CURB, SEE • 
STRUCTURAL 

WALL BASE, SEE ROOM , 
FINISH SCHEDULE 

.. _ 

' 
'' 

';, I 

... WINDOW FRAME - REINSTALL 
EXISTING 

WINDOW FRAME· RE INST ALL 
EXISTING 

,,,,,,,, SHEET METAL FLASHING SET 
IN BED OF SEALANT WITH 
HEMMED EDGES SET IN A BED 
OF SEALANT, TURN UP AT 
JAMBS, SLOPE TO DRAIN 

----- -~: I -

J J i · --------- COMPOSITE TRIM, PREP AND 
::1 PAINT 
:, I \: -,.,1 .. 

::, 11c~ LEAVE APPROPRIATE GAP 
.:, 11:xj AND CAULK 

'1 :: [:-,'~, 
:: [._,; - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- FIBER CEMENT PANEL 

:: 1";:_ -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - DRAINAGE LAYER 

':Jr :: [;, -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- WRB, TURN INTO WINDOW 

••+,:,--------- NEW PL W/OOD SHEATHING, 
:: l_ i SEE STRUCTURAL 

EXISTING OR NEW SOEFIT 
PANEL, SEE APPLICABLE EAVE 
DETAIL FOR VENTING 

EXISTING WOOD TRIM, REMOVE 
AND REINSTAU. AS REQUIRED 
FOR SOFFIT REPLACEMENT. 
PREP AND PAINT 

" • .. CONTINUOUS SEALAN"I 

REMOVE AND REPLACE WOOD 
TRIM, PREP AND PAINT 

· .. SHEET METAL FLASHING 
SET IN SEALANT AND 
SECURE @ 6" O.C. 

LINE OF EXISTING BRICK 
BEYOND 

~------------ FlBER CEMENT PANEL 

,,,-· •-------------- DRAINAGE LAYER 
~; 
• , \/\IRS. LAP TRAFFIC COATING 
v' 

'? 
·····i:;./ 

NEW PLYWOOD SHEATHING, 
SEE STRUCTURAL 

-- CONTINUOUS SEALANT 

1xo COMPOSITE TRIM, PREP 
AND PAINT 

TRAFFIC COATING, REINFORCED 
AT TRANSITION FROM 
HORIZONTAL TO VERTICAL 

EXISTING CONCRETE SLAB 
FOOTING, CLEAN AND PREP 

/ .. LINE OF CONCRETE EXTENDS 
, AWAY FROM BUILDING AT 

VARIOUS LOCATIONS, CLEAN 

11 WALL REPLACEMENT AT GLASS BLOCK WALL 
A5001 Scale: 3" = 1 '-0" 

EXISTING OR NEW SOFFIT 
PANEL, SEE APPLICABLE EAVE 
DETAIL FOR VENTING 

EXISTING WOOD TRIM, REMOVE 
AND REINSTALL AS REQUIRED 
FOR SOFFIT REPLACEMENT, 
PREP AND PAINT 

CONTINUOUS SEALANT 

·· REMOVE AND REPLACE WOOD 
TRIM, PREP AND PAINT 

SHEET METAL FLASHING 
SET IN SEALANT AND 
SECURE@ 6" O.C. 

FIBER CEMENT PANEL 

DRAINAGE LAYER 

le++---------- WRB, LAP TRAFFIC COATING 

,_ ,.,,,,,, \ 
l 
I 
I 
I 

-----

EXISTING WOOD SHEATHING 
AND WALL FRAMING 

-- CONTINUOUS SEALANT 

1x6 COMPOSITE TRIM. PREP 
AND PAINT 

----- TRAFFIC COATING, REINFORCED 
AT TRANSITION FROM 
HORIZONTAL TO VERTICAL 

.- EXISTING CONCRETE SLAB 
FOOTING, CLEAN AND PREP 

/ -- LINE OF CONCRETE EXTENDS 
AWAY FROM BUILDING AT 

/ VARIOUS LOCATIONS, CLEAN 

/-~-o PANEL REPLACEMENT AT WALL 
~5001;-S-c-al-e:-3"_=_1_'_-o•-------------------------

tr-.. , .-• 
--~~, L,,,,,/ 
~-------"-:._-:J__ ..,,.. 

--.:.-:c.-

,.- EXISTING ALUMINUM WINDOW 

EXISTING WOOD SILL· PREP 
AND PAiNT 

EXISTING WOOD TRIM AT 
COLUMN BEYOND, CUT AND 
REMOVE TRIM BELOW 
WOOD SILL, PROVIDE 30' 
DIAGONAL CUT 

-- - CONTINUOUS SEALANT JOINT 

- -- - SHEET METAL J-FLASHING 
SET IN SEALANT AND 
SECURE @ 6" O.C. 

1----'-t------ FIBER CEMENT PANEL 

--- .,-

I ' ·:··-: ,. 
' t:< 

\ 
I 
I 
I 
I 

f:o : 
M: 
0: 

0:/ 

/~-- PANEL REPLACEMENT 
A5001/ Scale: 3" = 1 ' .. Q" 

-·/ 

EXISTING WOOD COLUMN -

CONTINUOUS SEALANT · 

EXISTING WOOD TRIM, 
REMOVE AND REINSTALL 

ADJACENT TO INFILL PANEL 
REPLACEMENT, PREP AND 

PAINT, FOR EXTENT OF 
REMOVAL SEE DETAIL: 8 / A5001 

DRAINAGE LAYER 

WRB, LAP TRAFFIC COATING 

_, .-.-- EXISTING WOOD SHEATHING 
AND WALL FRAMING 

CONTINUOUS SEALANT 

-- 1x6 COMPOSITE TRIM. PREP 
,. ._ _.- AND PAINT 

TRAFFIC COATING, REINFORCED 
AT TRANSITION FROM 
HORIZONTAL TO VERTICAL 

EXISTING CONCRETE SLAB 
FOOTING, CLEAN AND PREP 

/" EXISTING GRADE 
/ 

' / 

' \ / 
\ / 
" r ;\ 

/ \ 

EXISTING WOOD 
SHEATHING AND WALL 
FRAMING 

WRB 

DRAINAGE LAYER 

FIBER CEMENT PANEL 

\ -- SAM WHERE TRIM IS 
REMOVED AND 
REINSTALLED 

'1 
: I 

EXISTING BRICK VENEER, 
CLEAN AND REPAIR, SEE 
ELEVATIONS 

J.·""·,,""·f'··,,•'·'········· EXISTING WOOD 
SHEATHING AND WALL 
FRAMING 

,, ,, ,, EXISTING WEATHER 
BARRIER 

·- -__ :~=~-<=:: __ ~_ ~~'•,,,. ··- ---· SM JAMB CLOSURE, SEAL 
TO EXISTING BRICK 

: ·· '11 
: : ' '·•, .,_ 318" CONTINUOUS 

SEALANT JOINT 

' 
· .. _ SHEET METAL J-

' FLASHING SET IN 
: , CONTINUOUS SEALANT, 
, SECURE @ 6" O.C. 
' 1-' ·'I·' - ---------------------- FIBER CEMENT PANEL 

\ -1-<·1,j-,e --- -- -- -- -- -- -- -- -- -- -- DRAINAGE LAYER 

·' :' WRB 
'~ ;.,, : 
' 

{)~~) FIBER CEMENT TRIM JAMB AT BRICK 
~~Cl1,/ Scale: 3" = 1'-0" 

;i•l: 
. ,I, 
~\ji ,--- EXISTING BRICK VENEER, 
,} CLEAN AND REPAIR, SEE 
iii ELEVATIONS 

,''t,. ''·'• - ----------------- EXISTING WOOD 
1 • /j: SHEATHING AND WALL 
\ / ' \\); FRAMING 

\ I \\j' 
\ / · ,J--- EXISTING WEATHER 
\/ 'l BARRIER 

/\ :::j: ___ ++•"·c-·+-- -"' ·-··-··-·· SAM AT CORNER 

.: ,/ \, ,0' • 4".- ,>Ji ~ 
----'"':-- - ' 1, 

-:_:~s~~~~;~.~;,,,;::~·;::i~L;J/ .. CONTINUOUS SEALANT 
JOINT 

\ \ \ I i····. 
' , · 1' f · 

·\~\ - WRB \\- \.o, ~ 0 3/8'' 

-._ DRAINAGE LAYER "-~-0' ~ 1 1/2" 

SHEET METAL J. 
FLASHING SET IN 
CONTINUOUS SEALANT, 
SECURE@ 6" O.C. FIBER CEMENT PANEL 

9 FIBER CEMENT TRIM AT BRICK 

-\ ~-~_/_,/ 

':-.: 

/'' FIBER CEMENT PANEL 

DRAINAGE LAYER 

· WRB 

· · LEAVE APPROPRIATE 
GAP AND CAULK 

WRBCORNER 
REINFORCING 

FIBER CEMENT TRIM 
BOARD 

. .- .- EXISTING SHEATHING 

r-;,-· FIBER CEMENT PANEL OUTSIDE CORNER 

::•;. • .. - FIBER CEMENT PANEL 

[a· DRAINAGE LAYER 
.[' .. • WRB 

i_,,;; " 

f?. 
I'"' 
I'''. ,. 
(· ,, 

1• c"• 

- LEAVE APPROPRIATE GAP 
AND CAULK 

WRB CORNER REINFORCING 

I .:> 
-I: , , "'.-/"······· - FIBER CEMENT TRIM BOARD 

( . ,•· ··· EXISTING SHEATHING 

I 

f-5- FIBER CEMENT PANEL INSIDE CORNER 
A5001 Scale: 3" = 1'-0" 

,,, FIBER CEMENT PANEL 

,· ,,,, DRAINAGE LAYER 

WATER RESISTIVE BARRIER, 
LAP Z-FLASHING 

114" GAP, DO NOT CAULK 

Z·FLASHING 

.. EXISTING SHEATHING 

I~) FIBER CEMENT PANEL JOINT· HORIZONTAL 
\.,A_SO~_'.; Scale: 3" = 1 '-0" 

I 

,/--;-......,, WALL TO COLUMN 
~01,J Scale: 3" = 1 '·0" 

PT BLOCKING -

SM FLASHING 

NEW CONCRETE 
FOOTINGS FOR SHEAR 

WALLS, SEE 
STRUCTURAL 

" ' 

' ' 

' ' 

_/ 

_/ 

. -" 

/ 

\ / ' / ' ' ' I '/ 
K 

I ' 
/ ' ' ' / \ 

' \ 

\ 
EXISTING SHEATHING 

WATER RESISTIVE BARRIER 

\ .. DRAINAGE LAYER 

FIBER CEMENT PANEL 

ALUMINUM REVEAL AT JOINTS, TYP, 
ALIGN w/ STUDS 

~---- EXISTING CONCRETE 
COLUMNS 

~-- ALUMINUM REVEAL 

FIBER CEMENT EXTERIOR 
PANEL 

ANCHOR END STUD 
TO COLUMN, SEE 
STRUCTURAL 

·· ·· ·· ·· ·· · BACKER ROAD AND 
SEALANT BOTH 
SIDES 

<t 
STUD 

<t 
STUD 

.-, , " 

' -: 
,tl .• 

,/,,-

PLYWOOD SHEATHING, 
SEE STRUCTURAL 

FIBER CEMENT PANEL 

- DRAINAGE LAYER 

WATER RESISTIVE BARRIER 

SM FLASHING 
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,fl-_, ____________________ I 
~~--~-

,r / \ 

,l ~:, --- -- r 
-t i 

NEW 

(E) WOOD BOARD TO 
REMAIN 

NEW 2x WOOD STUD WALL 

-- -- -- - (E) WOOD BOARD TO REMAIN 

,----- NEW PLYVVOOD SHEATHING 

(E) WOOD BOARDS, 
TO REMAIN 

REMOVE INTERIOR FINISH 

CUTAWAY (E) TRIM AS 
REQUIRED 

REMOVE INTERIOR FINISH 

(E) WOOD BOARD TO REMAIN 

_, -- (E) WINDOWS AND HORIZONTAL 
MULLIONS TO REMAIN 

EXISTING TO BE DEMOLISHED 

(9~ COLUMN MULLION AT COVERED PLAY 
~~~ Scale: 3" = 1'-0" 

' 

,\ 
I I 

I \ 
I I 
I 

' I I 
' I 

NEW 

-:---~~-

: ~~~~;: 

NEW 

NEW 

(-~-\ SILL AT COVERED PLAY 

____ (E) WOOD FASCIA, 
TO REMAIN 

CUTAWAY (E) TR!M AS 
REQUIRED 

NEW PLYWOOD SHEATHING 

_____ NEW 2x WOOD STUD WALL 

,.-- (El WOOD BOARD TO REMAIN 

.. \_ 

(El WOOD FASCIA, 
TO REMAIN 

---- --------- REMOVE INTERIOR FINISH 

CUTAWAY (E) TRIM AS 
REQUIRED 

REMOVE INTERIOR FINISH 

IE) WOOD BOARD TO REMAIN 

-------- (E) WINDOWS AND HORIZONTAL 
MULLIONS TO REMAIN 

(El WINDOWS AND HORIZONTAL 
MULLIONS TO REMAIN 

-- -- -- {E) 4x9 WINDOW COLUMN 

NEW PLYWOOD SHEATHING 

CUTAWAY (E) TRIM AS 
REQUIRED 

NEW 2x WOOD STUD WALL 

IE) WOOD BOARD TO REMAIN 

REMOVE IE) WINDOWS 
AND HORIZONTAL 
MULLIONS 

----- (E) WINDOWS AND HORIZONTAL 
MULLIONS TO REMAIN 

-- -- - NEW 2x WOOD STUD WALL 

(E) WOOD BOARD TO REMAIN 

CUTAWAY (E) TRIM AS 
REQUIRED 

{E) STUD WALL, 
TO REMAIN 

NEW PLYWOOD SHEATHING 

EXISTING TO BE DEMOLISHED 

(E) BRICK TO REMAIN 

--- IE) 4x9 WINDOW COLUMN TO 
REMAIN 

_ -------- CUTAWAY (E) TRIM AS 
REQUIRED 

REMOVE INTERIOR FINISH 

--- (E) WOOD BOARD TO REMAIN 

EXISTING TO BE DEMOLISHED 

REMOVE INTERIOR FINISH 

(E) WOOD BOARDS 
TO REMAIN 

.--------- REMOVE INTERIOR FINISH 

,--- (E) BRICK, TO REMAIN 

EXISTING TO BE DEMOLISHED 

- -- -- -- (E) WINDOW COLUMN TO 
REMAIN 

~'I • I ~ ~• l};j112<
1 

:, '' :1:::) 
;/ 

- '".'.J'?~'~'1'¥ 

n,_; 
I , 

(E) CUTAWAY (E) TRIM AS 
REQUIRED 

/ ---- REMOVE (E) WINDOWS 
AND HORIZONTAL 
MULLIONS 

EXISTING TO BE DEMOLISHED 

NEW 

~---- (E)WINDOW 

c- NEW WOOD TRIM 

CUTAWAY TRIM AS 
REQUIRED 

FIBER CEMENT EXTERIOR 
PANEL, SEE ELEVATIONS 

CONTINUOUS WRB 

• , - BATT INSULATION 

PLYWOOD SHEATHING 

(--;~ COLUMN MULLION AT WINDOW INFILL 
~500~ Scale: 3H"" 1'~0~ ---

_>--------------- (E) WINDOW COLUMN TO 
REMAIN 

---,----------- (E) CUTAWAY (E) TRIM AS 
REQUIRED 

:.r: l:1,::------- :~i:L:~~:~cE~~T~~~~SR 
' ' ~o! CONTINUOUS WRB 
0c i ___ ,, ' ------------ ,,;r ,-_-------------- BATTINSULATION 

: ~,,;_)-------~,,---:~::"_,.':~ PLYWOOD SHEATHING 

LL------~---;_~---=--_l,f~[- -- -- ~~~A~~~YiRAT 

,.,.J f-.~ I -- .,,-"--~-~--~------

NEW 

/,- 4 COLUMN MULLION AT WINDOW INFILL 

/\ 
' ' / \ 

I \ 
I I 

I 

1\ ti (E) WOOD FASCIA 

/ \ / \ : /~~-//-- 2x WO FRAMING 
I \ I \,;--->· 

:- -\Jr-~-\1/ 
,.,,. ,----I, ,,, \ 

----- "" 
_,,--ii----------- ''I 17 ------------ f 

-~!}' 

------------------ IE) COPPER FLASHING 

(E) WOOD TRIM 

,,----,-,~-- - (E) WINDOW COLUMN TO 
REMAIN 

> -- (E) CUTAWAY (E) TRIM AS 
REQUIRED 

__ REMOVE (E) WINDOWS 
AND HORIZONTAL 
MULLIONS 

EXISTING TO BE DEMOLISHED 

_,,------------------- (E) WOOD FASCIA TO REMAIN 

(E) COPPER FLASHING, 
TO REMAIN 

i rl_'"~"--, ~-~-,-~-~:7 _-_"'_7 -'.7~-7--•- j · 
/' ,:1 -------- DRAINAGE LAYER AT NEW CLADDING 

CUTAWAY (E) TRIM AS 
REQUIRED 

\:"5002 ! Scale: 3" = 1 '~0" 
,_/ 

-' 

NEW 

NEW 

: , r 

:,;,. 
':;: 
'I, 

i 

r 
r 
l 

__ ,. --
_:._- -

I ' _,,-·' 

. 'i_. 

/ 

.,-- FIBER CEMENT EXTERIOR 
PANEL, SEE ELEVATIONS 

CONTINUOUS WRB 

BATT INSULATION 

-- -- -- - PLYWOOD SHEATHING 

- -- -- - (E) BRICK TO REMAIN 

-- CUTAWAY VVOOD TRIM AS 
REQUIRED 

REMOVE (E) WINDOWS 
AND HORIZONTAL 
MULLIONS 

EXISTING TO BE DEMOLISHED 

----------------- (E) BRICK TO REMAIN 

(E) 4x9 WINDOW COLUMN 
TO REMAIN 

CUTAWAY (E) TRIM AS 
REQUIRED 

DRAINAGE LAYER AT NEW CLADDING 

FIBER CEMENT EXTERIOR 
PANEL, SEE ELEVATIONS 

-- -- -- -- CONTINUOUS WRB 

PLYWOOD SHEATHING 

------- BATT INSULATION 

--- REMOVE (E) WINDOWS 
AND HORIZONTAL 
MULLIONS 

EXISTING TO BE DEMOLISHED 

-- -- -- - DRAINAGE LAYER AT NEW CLADDING 

--- CONTINUOUS l'VRB 

/------- 2x WD FRAMING 

F!BER CEMENT EXTERIOR 
PANEL, SEE ELEVATIONS 

(E) WOOD SILL, TO BE TRIMMED 

COUNTER FLASHING SECURED 
@18"0_C, 

REMOVE (E) WINDOWS 
AND HORIZONTAL 
MULLIONS 

ri-':7""'---t:-~--:,,c'_-.-7--7,:-'. FLASHING SHEET FASTENED @ 

---- 1",---,,=,-,,._-4•;;",,.,, a~ O,C. 

CUTAWAY (E) TRIM AS 
REQUIRED 

(E) PLYWOOD SHEATHING -- -- -- - (E) BRICK TO REMAIN 

-- -- -- - (E) BRICK VENEER 

NEW EXISTING TO BE DEMOLISHED 

(--1\ SILL AT WINDOW INFILL 
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- RIDGE SHINGLES 

.- RIDGE VENT 

ASPHALT SHINGLES 

/'' UNDERLAYMENT 

EXISTING WOOD SHEATHING 

f1~\ RIDGE VENT ,;,.;...;.;.;;...;;..;;;;..;.=..;..;------------------------------
\;:530_1) Scale: 3" = 1'-0" 

LAP SEALANT · 

EPDM MEMBRANE, 
FULLY ADHERED 

COVER BOARD 

RIGID INSULATION 

ROSIN SLIP SHEET 

-- - \_-\ -

INFILL EXISTING 
SOFFIT VENT 

~1-, 
'i °' ······"t ,-----

EXISTING \IVOOD 
FRAMING, SHEATHING, 
TRIM AND CLADDING 

,r FLASHING SHEET, FULLY 
ADHERED 

- EDGE METAL SET IN SEALANT, 
FASTEN @ 3" O.C. STAGGERED 

LAP SEALANT 

BLOCKING 

SAHTS 

CONTINUOUS CLEAT, FASTEN 
@6"0.C. 

FASCIA PANEL 

CONTINUOUS CLEAT, FASTEN@ 6" O.C. -

SHEET METAL GUTTER w/ HANGFAST 
HANGERS@ 36" O.C. · / 

SHEET METAL DOWNSPOUT, ROUTE TO 
NEW 4" CAST IRON DOWNSPOUT 

(/~, EAVE WITH GUTTER AT MUSIC ROOM 
~31l_:J Scale: 3" = 1'-0" 

ASPHALT SHINGLES 

SELF-ADHERED UNDERLAYMENT, 
LAPPED OVER EPDM 

I 

·· PLYWOOD SHEATHING PER 
SEISMIC UPGRADES 

. --~- -.. ,.- -· ,,,___~ I • 
/ ~-:_.C":=-.. - N 

j ----·...:··-~, ·1 

I ~ -

/ :o;;....---'t ·········' . EXISTING WOOD 
FRAMING, SHEATHING, 
TRIM AND CLADDING · 

(/~, ROOF-TO-WALL WITH GUTTER 
~31l_:J Scale: 3" = 1'-0" 

EPDM FLASHING SHEET, 
FULLY ADHERED · 

EPDM MEMBRANE, 
FULLY ADHERED 

COVER BOARD -, 

I 

····· CONTINUOUS BEAD OF SEALANT 

,,- SELF,,ADHERED UNDERLAYMENT 
. STRIP 

DRIP EDGE FLASHING, FASTENED 
@ 3" O.C. STAGGERED 

, SHEET METAL GUTTER wl 
I HANGFAST HANGERS@ 36" O.C. 

/ 

II'.l 
......... ,; 

EPDM FLASHING SHEET, 
FULLY ADHERED 

REINFORCED 
PERIMETER STRIP 

- COVER BOARD 

PLYWOOD SHEATHING PER 
SEISMIC UPGRADES 

EDGE METAL, FASTEN 
@ 18" O.C. 

· CONTINUOUS CLEAT, 
FASTENED@ 6" O.C. 

FLASHING SHEET, , 
FULLY ADHERED ' 

LAP SEALANT 

EPDM MEMBRANE, 
FULLY ADHERED 

COVER BOARD -

·,,, 

\ 

PLYWOOD SHEATHING \ , I".· 
PER SEISMIC UPGRADES \ / 

I I 
\ I 
1, 

_.- EXISTING WOOD I ,, 
FRAMING, SHEATHING, •1 \ •• • 

TRIM AND CLADDING ·-·- / \, ~_,./ 

I -· ',,:_, 11·,1: _I, ------- ------ . >< I -. 
__ _.,-' ·--·-- I r 

:, 1 ' 

'' 11 '· -; 

I 

1~530'1 1 Scale: 3~ = 1'-0" __ 7 

FLASHING SHEET, · 
FULLY ADHERED 

LAP SEALANT ... ._\ 

EPDM MEMBRANE, \._ 
FULLY ADHERED - \ 

COVER BOARD · , 
\\ 

\ 

,,r __ o_·_-5_" __ -/j/ 
·v.,,.•• 

I 

EXISTING WOOD 
FRAMING, TRIM 
AND CLADDING · 

- - -· .. ~. - ·-· ";,."' 

SHEET METAL GUTTER wl HANGFAST 
HANGERS @ 36" O.C. 

SHEET METAL DOWNSPOUT, ROUTE TO 
NEW 4" CAST IRON DOWNSPOUT 

ASPHALT SHINGLES 

SELF-ADHERED UNDERLAYMENT 

, EXISTING WOOD SHEATHING 
! 

EDGE METAL, FASTEN@ 6" 
O.C. STAGGERED 

112" PLYWOOD SUBSTRATE 

,,- LAP SEALANT 

CONTINUOUS CLEAT, FASTEN 
@6"0,C. 

FIBER CEMENT PANELS 

DRAINAGE SCREEN 

\IVRB 

EDGE METAL, FASTEN@ 6" 
O.C. STAGGERED 

112" PLYWOOD SUBSTRATE 

LAP SEALANT 

CONTINUOUS CLEAT, FASTEN 
@6"O.C 

(" DRIP EDGE FLASHING, 
FASTENED@ 3" O.C. 
STAGGERED 

PERIMETER SECUREMENT 

EPDM MEMBRANE, 
FULLY ADHERED 

/ -
/ / 

COVER BOARD 

RIGID INSULATION 

EXISTING WOOD 
SHEATHING 

/,..~~ ROOF TRANSITION 
A5301 Scale: r"" 1'~0~ 

ASPHALT SHINGLES 

UNDERLA YMENT 

SELF-ADHERED UNDERLAYMENT 

PERIMETER SECUREMENT · / 

ROSIN SLIP SHEET j 

RIGID INSULATION 

- __ ; 

/ .... 

ROSIN SLIP SHEET 

.. - EPDM MEMBRANE, 
FULLY ADHERED 

COVER BOARD 

I RIGID INSULATION 

/·', ROSIN SUP SHEET 
/ I i 

/ii 
/ ,I ' 

.. ,. ' -

/ ' '4' 
' 

I 

~~~f:I~t:~t:~;,.; 

LAP SEALANT 

EPDM MEMBRANE, 
FULLY ADHERED 

COVER BOARD 

RIGID INSULATION \ 

\ 

,, 
ROSIN SLIP SHEET ·· \'\. \,, .,/,. ____ 0'. s· / .. · , 

. \ \ \ i -----,, .:.._, ____ :«y-
- -- ~~,\ - ~ -~--- i ,,...,/ // ·,,-·/ 

' ' ---.l\. .. 

/ FLASHING SHEET, FULLY 
ADHERED 

EDGE METAL, FASTEN@ 6" 
O.C. STAGGERED 

LAP SEALANT 

BLOCKING 

SAHTS 

···· CONTINUOUS CLEAT, FASTEN 
@6"0.C. 

~- --;;'.f -- -~ ____ -:_ ______ -:_- ~ ~ 1~~[-"':n,,..J / 
. I - SHEET METAL GUTTER wl - - ~ - - - - - -· t:'J / i HANGFAST HANGERS@ 36" O.C. 

-7~;tz~(~z{=·:=~~,~~~:bi~ _:~: i~A 0/ !gl~s!guf:~~i::r~~iiN 
\ __ _:\1 - ·········· r····· 

'- EXISTING WOOD ·, / 
FRAMING, SHEATHING, "··-~\\·· / 
TRIM AND CLADDING / 

' f:7/"' '':C'':C'' •';77,,•;7;•,•·77,,•;7;•,•·7;1,\ ·. 

NEW SOFFIT PANEL 

1~ EAVE WITH GUTTER AT LIBRARY 

SHEET METAL 
EXPANSION FLASHING, 

FASTEND AT 6" O.C, 
STAGGERED -, 

I 
; 

' 

SELF-ADHERED UNDERLAYMENT, 
EXTEND 12" TO EACH SIDE OF JOINT, 
WITH EXCESS SLACK AT JOINT 

O' • 6" 

i · ASPHALT SHINGLES 

i/ 1 UNDERLAYMENT 
;.-, . ' I 

-- - .,.. // ' 
,/ 

·, .........•.. , ... ,..... ····.-'·"•'· ........... - .. ------ ~---.------
=:.:;:===1==·,/'.c::::i=···=,, = 

FLASHING SET IN AND 
FASTENED THROUGH 

CONTINUOUS BEADS OF 
SEALANT 

' I 
I 
I 

(7\ EXPANSION AT SHINGLES 

\ 

DRAINAGE LAYER AT NEW CLADDING 

EXISTING CLADDING, REPLACE AS 
REQUIRED \IVITH NEW FIBER CEMENT 
PANEL, SEE ELEVATIONS 

EXISTING WOOD 
SHEATHING AND FRAMING 

EXISTING SEISMIC JOINT 

·· WEATHER RESISTANT BARRIER (\IVRB) AT NE\IV 
CLADDING, WEATHER LAP FLASHING SHEET 

····· COUNTER FLASHING 

APRON FLASHING, FASTEN AT 
VERTICAL FACE@ 16" O.C. 

ASPHALT SHINGLES 

SELF-ADHERED UNDERLAYMENT, 
EXTEND i8R FROM CURB AND 4R 
UP CURB 

UNDERLAYMENT 

: l_ / ,,-- PLYWOOD SHEATHING PER 
, ' ,, -, ' SEISMIC UPGRADES 

~~i~110~s,,~ 
EXISTING WOOD ---<>·· ,,,_:,.,,_ z----::_- ·· ·- --.. _<::. ------.:: ·-- ·' ;,-...._ - .. 
SHEATHING AND FRAMING "•<::-5<• - ..... --------

(6-~ HEADWALL DETAIL 

I 
I 

I 
' ' ; 

\ I 
; 

\/ 
' /\ 

I \ 
; ' 
I 

I 

' 

DRAINAGE LAYER AT NEW CLADDING 

·· EXISTING CLADDING, REPLACE AS 
REQUIRED \IVITH NEW FIBER CEMENT 
PANEL, SEE ELEVATIONS 

·· WEATHER RESISTANT BARRIER (\IVRB) AT NEW 
CLADDING, WEATHER LAP FLASHING SHEET 

' , 
' 

COUNTER FLASHING 

STEP FLASHING 

· ASPHALT SHINGLES 

SELF-ADHERED UNDERLAYMENT, 
EXTEND 18" FROM \/VALL AND 6" 
UPWALL 

UNDERLAYMENT 

Pl YWOOD SHEATHING PER 
SEISMIC UPGRADES 

i , . , , 

-- -- --"•L·:,L:•'_ 

'•. \ 

',,L_ EXISTING WOOD 
SHEATHING AND FRAMING 

····· EXISTING COPPER VENT, SET OVER 
COUNTERFLASHING 

_,,. ····· STAINLESS STEEL FASTENERS@ 16" O.C. 
_,,,,,, · MIN. (2) PER SIDE 

COUNTER FLASHING 

· APRON FLASHING, FASTEN AT 
VERTICAL FACE@ 16" O.C. 

ASPHALT SHINGLES 

SELF-ADHERED UNDERLAYMENT, 
EXTEND 18" FROM CURB AND 4" 
UP CURB 

UNDERLAYMENT 

· PLYWOOD SHEATHING PER 
~::-~ SEISMIC UPGRADES 

'··· EXISTING WOOD ·--- ",: --SHEATHING AND FRAMING --, • ----~~-~-~--~ 

/4\ CURBED VENT DETAIL 
~5301 
·-

\;:~°1/ Scale: 3"" 1'-0" 

\ 

..... ASPHALT SHINGLES 

·· SELF-ADHERED UNDERLAYMENT, 
EXTEND 24" INSIDE LINE OF 
EXTERIOR \/VALL 

•· PLYWOOD SHEATHING PER 
SEISMIC UPGRADES 

EXISTING OR NEW 
SOFFIT VENT, 
CONTINUOUS 

' I 
; 

' ' I 
I 

ASPHALT SHINGLES 

·· SELF-ADHERED UNDERLAYMENT, 
EXTEND 24" INSIDE LINE OF 
EXTERIOR \/VALL 

PLYWOOD SHEATHING PER 
SEISMIC UPGRADES 

RAKE EDGE FLASHING, FASTEN 
@6"O.C. 

EXISTING \IVOOD FRAMING 
AND TRIM 

····· EXISTING CLADDING SYSTEM, 
REPLACE AS REQUIRED, SEE 
ELEVATIONS 

CONTINUOUS BEAD OF SEALANT 

SELF-ADHERED UNDERLAYMENT 
STRIP 

DRIP EDGE FLASHING, FASTENED 
@ 3" 0 C STAGGERED 

SHEET METAL GUTTER w/ 
HANGFAST HANGERS@ 36" O.C. 

SHEET METAL DOWNSPOUT, 
ROUTE TO NEW 4" CAST IRON 
DOWNSPOUT 

I 
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AT TOP OF STAIRS 
CONTINUE HANDRAIL 
LEVEL WfTH LANDING 1 '~0~ 

STUD WALL 

(2\ HANDRAIL AT WALL 
''<58~ Scale: 6" = 1\0" 

1 1/2" OD HANDRAIL 

1/4" DIAMETER 
METAL BRACKET, 
SPAC!NG NOT TO 
EXCEED 5'ff6~ 

FACE OF WALL -_,,., ~ 

1i2" X 1 112" FLAT 
COUNTER SUNK 
SCREW 

GYPSUM BOARD FINISH 

.--1/2" 

__ ,.-· 

3" RADIUS 

,----- VENTED BASE, 
SEE FINISH PL.AN 

/-+-- WOOD ATHLETIC 
FLOORING, (E) 
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:. 
a. 
"' "' iii 
/,i 

" "' "' '1 
1;l 
1;l 

11 

Room 
Number 

f; 
4 
5 

Room 
Name 

.CLASSROOM 

.CLASSROOM 

.CLASSROOM 

.CLASSROOM 

.CLASSROOM 

Level 1 Room Finish Schedule 

c---_F_l_o_o_rs __ --~--W~al_ls_~--------j Ceiling 
Floor Base North East South West Finish 

-

- -- -- -- -- -- -- -- -- -- -- -- -- -- -- t --

5.1 STOR. 

Ceiling 
Height 

- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --•- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --·--

6 • CLASSROOM 

11 .CLASSROOM 

Comments 

11.1 STOR. 
----------------------------- ----------------------------------------------------------------'-------------------------------------------------------~--------------------------------------------------------: 

11.2 STOR. (E) (E) 
- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- • -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --•- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- 1 --

11.3 MDF (E) VCT (E) 
11.4 we (E) vcT (E) l 
11.5 WC (E) VCT (E) 

, -- -- -- -- -- -- -- --· -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --1 - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- 1 --12 .. .. .. .. .. .. .. .. .. c:1..AssR601111 · 
13 .CLASSROOM 
14 OFFICE 
------------------------•------------------------------------------------------------------------ -----------------------------T--
14.1 OFFICE 

-- -- -- -- -- -- -- -- -- -- -- -- " -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- __ , - -- -- -- -- -- -- --- -- -- -- -- -- -- -- -~-- -

14.2 OFFICE (E) (E) P-1 P-1 P-1 P-1 (E) 
-- -- -- -I 

• REPLACE BASE@ NEW WALL 

14A OFFICE 
14B • SPED OFFICE 
14C OFFICE 

- -- -- -- -- -- -- -- -- -- -- -- -,- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --1 - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- 1 --

15 EXTENDED P-1 10'-0" SEE ELEVATIONS 
CARE 

15.1 MEN'S RR 
15.2 STOR. 
16 .CLASSROOM 
17 .CLASSROOM 
17.1 WC CT-1 B-2 P-1 P-1iCT-2 P-1/CT-2 P-1/CT-2 GWB, P-1 8'-0" SEE ELEVATIONS 

17.2 WC 
- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- ' -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- - - -- -- -- -- -- -- -- -, - -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- _, 

17.3 •STOR. 
------------------------------------------------------------------------------------------------- -----------------------------1 ------------------------------------------------------•--

17.5 .UNISEX WC 
18 .CLASSROOM 
18.1 •woMEN'SRR 
18.2 STOR. 
18.3 MENWC 
18.4 •woMENWC 

.CLASSROOM 
- -- -- -- -- -- -- -- -i - -- -- -- -- -- -- --- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- --, - -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -I 

19 
- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --.--

19A OFFICE P-1 P-1 P-1 P-1 

19B IDF P-1 P-1 P-1 P-1 

20 CLASSROOM 
' ------------------------------------------------------------------------------~ -------------------------------------------------------•--21 .. .. .. .. .. .. .. .. .. c:1..AssR601111 · 
,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,,__ __ -+-____ ,,_,,_,,_,,_,,_,,_,,.-,----t-------+---------.-------------

22 .CLASSROOM 
23 .CLASSROOM 
24.1 LOBBY 
24.2 OFFICE 

- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- • -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --•- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- --1--

24.3 OFFICE 
24.4 OFFICE 

24.5 HEALTH 24.6 ............... OFFICE ........................................................................................ ' ..................................................... , .. 
,, _,, _,, _,, _,, _,, _,, _,, _,, _,, _,, _,, +-----+-----·--·--·--·--·--·--·-·---+-----l--·--·--·--·--·--·--·-+----------------------s 

24.7 OFFICE 
24.8 OFFICE 
24.9 OFFICE 
25 .CLASSROOM 
26 .CLASSROOM (E) (E) 

26.1 •woMENWC 
26.2 MENWC 
27 ;FACULTY (E) VCT (E) 

ROOM 

P-1 P-1 P-1 P-1 (E) • REPLACE BASE@ NEW WALL 

-- -- -- -- -- -- - - -- -- -- -- -- -- -- --1 - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- --1--

-- -- -- -- -- --- -- -- -- -- -- -- -- t- -- -- -- -- -- -- - -- -- -- -- -- -- -- -'-- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- " 

27.1 STOR. (E) (E) 

27.2 TEST AREA (E) VCT (E) 
f------=------l-------------------------------------------------i----j----+---1----------------------, 
28 WORK ROOM (E) VCT (E) 

28.1 STOR. 
29 KITCHEN 

29.1.. .. .. .. .. .. .. .. DISHWASH ..................... , .............................. j -- -- -- -- -- -- - - -- -- -- -- -- -- -- -, --

29.2 WC 
----------------------------------------------------------------• ---------- ---------------- -----------------------------1--

29.3 
29.4 
29.5 

STOR. SC-1 B-1 P-1 P-1 P-1 P-1 

INCINERATOR 
STOR. 

(E) GWB CEILING TO REMAIN. 

GWB, P-1 8'-0" 

f------~------l--·--·--·--·--·--·--·--+--·--·--·--·--·--·--·---·--·--·--·--·--·--·--•--i----t----+---+---------------------s 
29.6 HALLWAY 
29.7 STOR. 
29.8 • OFFICE 
29.9 STOR. 
- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- ' -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- - - -- -- -- -- -- -- -- -, - -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -'-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- ·I 

30 MUSIC ROOM 
------------------------------------------------------------------------------------------------- -----------------------------1--

31.1 STAIR RT-1 B-1 P-1 P-1 P-1 P-1 (E) 

31.2 STAIR 
- -- -- -- -- -- -- -- -- -- -- -- __ ,_ --

32 STOR. 
32.1 
32.2 STOR. (E) (E) 

32.3 STOR. (E) (E) 
-----------------------------, ------------------------------------------------------------------------------------------------------------------------------------------------------------------------------, 

32.4 STOR. CPT-1 B-1 P-1 P-1 P-1 P-1 (E) 
- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --•-- - -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- --1--

32.5 STOR. (E) (E) 

32.6 we (E) (E) l 
32.7 OFFICE (E) B-1 P-1 P-1 P-1 P (E) 
32.8 . .. .. .. .. .. .. .. ()tt19_f (E) .. .. .. .. ~~1 ~~1 p:j ....... p:j ..........• p:j ........ (E) .................................. , .. 

32.9 STAIR 
33 GYMNASIUM (E) WAF B-3 P-1 P-1 P-1 P-1 ACT-2 VERIFY SEE ELEVATIONS 
33.1 STAGE (E) WD (E) P-1 P-1 P-1 P-1 VERIFY 
33.2 OFFICE (E) (E) 

- -- -- -- -- -- -- -- -- -- -- -- __ , -- -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- • -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - - -- -- -- -- -- -- -- --•- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- --1--

33.3 VESTIBULE (E) (E) P-1 P-1 P-1 P-1 

33.4 STOR. (E) (E) P-1 IP-1 P-1 P-1 

33.5 STOR. (E) (E) P-1 P-1 P-1 P-1 33.6 .. .. .. .. .. .. .. .. STOR. (E) ........ '. (E) ......................................................... , .. 

33.7 STAIR RTR-1 B-1 

33.8 •sTOR. SC-1 B-1 

STOR. 
-- -- -- -- -- -- -- -- -- -- -- -- " -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- __ , - -- -- -- -- -- -- --- -- -- -- -- -- -- -- -~- -- -- -- -- -- -- - -- -- -- -- -- -- -- -'-- -- -- -- -- -- -- - - -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- " 

34 LIBRARY E / CPT-1 (E) P-2 P-2 
34.1 READING P-2 P-2 
34.2 STORE (E)VCT/C (E) P-1 P-1 

PT 

35.3 DESK 
35.4 OFFICE 
35.5 STORE 

P-2 P-2 10'-0" SEE ELEVATIONS 
P-2 P-2 10'-0'" 
P-1 P-1 10'-0" • SEE ELEVATIONS 

-- -- -- -- -- -- -- -- -- -- -- -- "- -- ----- ----------------L-------------------------------~ ------------ ----------------'---------------------------------- --------------------•- ------------------------------------------------------] 

101 
102 
103 
103 
104 
105 
106 
107 

HALLWAY 
HALLWAY 
HALLWAY 
HALLWAY 
HALLWAY 
HALLWAY 
HALLWAY 
HALLWAY 

(E) 

SV-1 

CPT-1 

(E) 

B-4 

B-1 P-1 

Room 
Number 

36 

Room 
Name 

AFTER 
SCHOOL 

Level 2 Room Finish Schedule 

c---_F_l_o_o_rs __ --~,--w~~_ll_s_~--------1 Ceiling 
Floor Base North ! East I South West Finish 

CPT-1/SV B-1 
-1 

P-1 P-1 P-1 P-1 (E) 

=~----" 
36.1 STORE VCT-1 B-1 

Ceiling 
Height 

9'-0" 

9'-0" 

Comments 

-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- _,_ -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --, -- -- -- -- -- -- -- -- -- - -- -- -- -- -- -- -- -- -- -- --·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·-
36.2 STORE VCT-1 B-1 

t ----------------------- ----------------------- ---------------------------------------------------------------~---

36.3 STORE VCT-1 B-1 
36.4 STORE VCT-1 B-1 
36.5 ALCOVE VCT-1 B-1 
36.6 ALCOVE VCT-1 B-1 

9'-0" 
9'-0" 

9'-0" 

,_,,_,,_,,_,,_,,_,,_,,_,_,,_,,_,,_,,_,,_,,_,,_,,_,_,,_,,_,,_,,_,,_,,_,,_,,.~------+--~ ,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_,,_~-----------
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if 
&l 
iii 
/,i 

Door and Frame Schedule 

Door 

I Hardware Set .. No. Width Height i Thickness Comments ' 

010B 31 -01
' 7' - au 01 

- 2" 01 EXISTING DOOR TO REMAIN 

15.2A 2' -6" 7' - O" O' - 2" 02 EXISTING DOOR TO REMAIN 

17.1A 3' -0" 7' - O" O' - 2" 02 EXISTING DOOR TO REMAIN 
- -- -- -- -- -- -- --•- -

17.1AA 31 -0" T-0" O' - 2° 08 EXISTING DOOR TO REMAIN 

19BA 3' - 0" 7' - 0" 0' - 2" 04 NEW SC DOOR WITH HM FRAME, SEE SPECIFICATIONS. 
- -- -- -- -- -- -- --t -- -- -- -- -- -- -- -- -- -- --- -- -- -- -- -- -- -- -- -- -- -- -·--·--·--·--·--·--·--·--·--·- -·--·--·--·--·--·--·--·--·--·--·- --

24.5B 3' - 0" 7' - 0" 0' - 2" 03 EXISTING DOOR TO REMAIN 

27.2B 31 -0" 7' -0" O' - 2° 01 EXISTING DOOR TO REMAIN 
- -- -- -- -- -- -- --•- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -·--·--·--·--·--·--·--·--·--·- - -- -- -- -- -- -- -- -- -- -- -·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--·--

29.4A 

29.5A 
29.6C 

29.8A 

29.9A 
29.9B 

29.10A 

030C 
- -- -- -- -- -- -- -- f- -

32.4A 

3' -0" 
3' -0" 
2' -6" 
3' -0" 
3' -0" 
3' -0" 
3' -6" 
3' -0" 
3' -0" 

7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' -2" 
7' - O" O' - 2" 

o3 EXISTING DOOR TO REMAIN 

02 
02 

03 

02 
02 

02 

05 
02 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN; BELOW GRADE ENTRY DOOR TO BOILER ROOM 

EXISTING DOOR TO REMAIN 
EXISTING DOOR, REMOVE AND REINSTALL AS REQUIRED TO ACCOMODATE 
STRUCTURAL WORK. 

1-~=-+-~~----~~~-+-~~~+--~~--, 
32.4B EXISTING DOOR, REMOVE AND REINSTALL AS REQUIRED TO ACCOMODATE 3' -0" 7' - O" 0' - 2" 02 

33.2A 
33.5A 

33.6A 
33.7B 

33.8B 

35.5A 
36.1A 

36.2A 

36.3A 
36.4A 

036D 

101A 

101F 

NOTES: 

2' -6" 

3' -6" 
2' -6" 
2' -0" 
3' - 0" 

3' -0" 
2' -6" 
2' -6" 
2' -6" 
2' -6" 
8' -0" 
3' -01

' 

3' -0" 

7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' - 2" 
7' - O" O' -2" 
7' - O" O' - 2" 

7' - O" O' - 2" 
7' - O" O' -2" 
7' - O" O' - 2" 

7' - O" O' - 2" 
-·- -·- -·- -·- -·- -·- -·- -·- -·- -·- -· " -·- -·- -·- -·- -·- -·- -·- -·- -·- -· 

7' - O" O' - 2" 
7' - O" 0' - 2" 
7' - ou O' - 2" 
7' - O" O' - 2" 

1. FIELD VERIFY ALL DIMENSIONS AT EXISTING DOORS. 

03 
02 

02 

02 
02 

06 

02 
02 

02 
02 

07 

02 

02 

STRUCTURAL WORK. 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

NEW SC DOOR WITH HM FRAME, SEE SPECIFICATIONS. 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 
EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN; PAINT EXISTING GARAGE DOOR TO MATCH EXISTING. 

EXISTING DOOR TO REMAIN 

EXISTING DOOR TO REMAIN 

2. PAINT INTERIOR SIDE OF ALL EXISTING EXTERIOR HALLWAY HM DOORS, HPC. TYPICAL. 
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···· ASPHALT SHINGLES 

UNDERLAYMENT 

PLYWOOD SHEATHING PER 
SEISMIC UPGRADES 

, EXISTING ROOF DECK 
: 

(~~) ROOF TYPE - GYMNASIUM AND STEEP SLOPE AREAS 
\ ... __ / Scale: 3~ = 1'-0~ 

¢_ 

STUD 

I 

I 
I 

I 
I 

I 
' .... -. ·- ·:,t: 

' I 
I 

' I• 
I 

' I 
I 

' I 
I 
I 

f: 
I 
I 
I -.. ····················_.--·:I: 

(E~ WALL TYPE E3 
\, J Scale: 3" = 1'-0" 

-~ 

!
,' ·, ,' ,, : 

" 
I 

I : 
I 
' ('.i 

¢_ 

STUD 
I 

(A~~ WALL TYPE A3 
\, __ _,/ Scale: 3" = 1'-0" 

I 
I 

' I 
I 

' I 
I 

' I 
I 

' I 
I 

2X WOOD FRAMING@ 16" O.C. 
SEE STRUCTURAL 

.~-- NEW PLYWOOD 
SHEATHING AT SHEAR 
WALLS, SEE STRUCTURAL 

CONTINUOUS WRB 

FIBER CEMENT 
EXTERIOR PANEL, 
SEE ELEVATIONS 

5/8" GYPSUM BOARD 

.• ··············· ACOUSTIC INSULATION 

WOOD STUD SIZE VARIES: 

A3a .2x4@ 1a~o.c. 
A3b - 2x6@ 16" O.C. 

EPDM MEMBRANE 

GYPSUM COVER BOARD 

EXISTING PL YVVOOD 
SHEATHING 

(:~ ROOF TYPE - COVERED PLAY AND ENTRY 
\,_~ Scale: 3" = 1 '-0" 

---

¢_ 

STUD 

/----,} 
\ 1-

i I 
L I. f,: 

: ' 

-r:: 
-,tr 

l- 1 
. I' 

i I ,,, ' 

( E2 \ WALL TYPE E2 
\,_ _ _,} Scale: 3" = 1'-0" 

,NEW 
1' EXISTING TO REMAIN l 1i· 
i ( i 
! STUD ! 

518" GYP BD 

-- -- - BATT INSULATION 

PLY\IVOOD SHEATHING 

CONTINUOUS WRB 

FIBER CEMMENT EXTERIOR 
PANEL, SEE ELEVATIONS 

-- -- - WOOD STUD SIZE VARIES: 

E2a w 2x4@ 16B O.C. 
E2b • 2x6@ 16~ O,C. 

5/8~ GYPSUM BOARD AT 
SHEAR WALLS, SEE 
STRUCTURAL 

--- NEW PLYWOOD SHEATHING/ 
RENAILING EXISTING PLYWOOD 
AT SHEAR WALLS, SEE 
STRUCTURAL 

-- -- -- -- - EXISTING 518" GYP BD 

--- EXISTING ACOUSTIC 
INSULATION 

--- EXISTING 2x WOOD 
FRAfAING 

r 

···· EPDM MEMBRANE 

GYPSUM COVER BOARD 

, R-30 RIGID INSULATION 
I 
' i . , 

\ \ 
·, : 
i - ROSIN SLIP SHEET 
\, ____ _ 

EXISTING PLYWOOD SHEATHING 

EXISTING TO REMAIN 

¢_ 

STUD 

- ----- EXISTING 5/8~ GYP BD 

-- -- -- -- EXISTING 2x WO FRAMING 

EXISTING PLYWOOD SHEATHING 
WHERE OCCURS 

EXISTING GYP SHEATHING WHERE 
OCCURS) 

-- CONTINUOUS WRB 

-- FIBER CEMMENT EXTERIOR 
PANEL. SEE ELEVA"I IONS 

(/E~\ WALL TYPE E1 
~.- Scale: r"" 1'w0" 

~EMOLISI-! 
EXISTING TO REMAIN / 

¢_ 

STUD 
I 

r, 
U-: 'j: 
i,:·,1, 

·1: -:1, 
1:.- Ji 
II°. Ii 
f::1, 
1: , Ji 

• ( I! 
-~-' -Ii 
I, '1, -, 

·i·················· , .................. ·t•.1 

', .f•"li 
"''i':'-:1! 

I· -.t 
,I,_ i, 
( -!i 
t -} 

. t- ·1: 
(:: Ii 

1;: :u 
Y, .J 
11:· Ii 
( .{i 
):' -1, 
!-- ·-n v: 
I 
I'· 

·,1:·--1, 
le'.\! 
f .-1, 

,):_ ·.-1, 

1?1! 
rj: 
1· _Ii 
1: -'1i 

/•······················································· ,.:~ 

' I:· :Ii 
i:- _f, 
·i,:-·1, 
r ·1, 

•, 11.·:-I! 
·1,_-',I! 
1.-- ·1, 

1:- ;n 
t, fi 
1,: Ii 

EX!STING WOOD STUD WALL 
WITH INSULAT!ON TO REMAlN 

5/8~ GYPSUM BOARD. TO BE 
DEMOLISHUSHED 

WALL TYPE NOTES: 
'L UNLESS NOTED OTHERWISE, ENTIRE WALL ASSEMBLY OF FIRE RATED AND 
STC RATED WALLS SHALL EXTEND TO UNDERSIDE OF ROOF OR FLOOR DECK 
ABOVE. 

2. SEE INTERIOR ELEVATIONS FOR LOCATION AND EXTENT OF APPLIED WALL 
FINISHES, 

3. ACOUSTIC INSULATION TO EXTEND FULL HEIGHT OF WALL ASSEMBLIES 
UNLESS NOTED OTHERWISE. 

4. SEE STRUCTURAL DRAWINGS FOR WALL STUD SPACING. 

5, PROVIDE MOISTURE RESISTANT GYPSUM BOARD ON ALL WALLS OF TOILET 
ROOMS, KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS . 

6. PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 

7. ASSEMBLIES FOR FIRE RATED WALLS SHALL EXTEND FROM STRUCTURAL 
FLOOR TO UNDERSIDE OF FLOOR OR ROOF ABOVE UNLESS SPECIFICALLY 
NOTED OTHERWISE. ALL OPENINGS SHALL BE PROTECTED AS REQUIRED BY 
CODE. 

8- AT FIREWALLS AND SMOKE BARRIERS ABOVE ACCESSIBLE CEILINGS, 
PROVIDE IDENTIFICATION SIGNAGE, SPACED AT NOT MORE THAN 30 FEET 
MEASURED HORIZONTALLY, INDICATING "FIRE AND/OR SMOKE BARRIER
PROTECT ALL OPENINGS". 

9, PROVIDE FIRE BLOCKING IN CONCEALED SPACES OF STUD WALLS AND 
PARTITIONS VERTICALLY AT THE CEILING AND FLOOR LEVELS AND 
HORIZONTALLY AT INTERVALS NOT EXCEEDING 10 FEET. 

10. ALL COMPONENTS NOT LISTED AS EXISTING(E) ARE TO BE CONSIOEREO 
NEW. 

r 

EXISTING TO REMAIN 

!/' 
I 
' 

i 

' i 

I 

<I. 
STUD 

I 

I 
' 
I 

¢_ 

STUD 

Iii ,, ' 
1,·1 
1!1 
I!),,/, 
1{1 

. 1,: ,,, 
Iii / 
It\/. 

)1'! 
. Ii: 

. )< 1;1 ,, ' 

! 

1, :/ 
15! 

/:'lt,i 
lri 

,1, ! 

iu 
Ir, 
lii,.

itd 
((1 

'" li"l 

" J 
I! i 
lk,I 
Ii.I 

" I 

'" Ii I 
1r1 
Ill 

Ii I 

IH 
IH 

" ' 
"' Ii I 
l!j 
I!. I 
Ii I 

li_l 

EXISTING 518" GYP BO 

EXISTING 2x WO FRAMING 

--- EXISTING BATT INSULATION 

--- EXISTING PLYWOOD 
// SHEATHING WHERE OCCURS 

c-- ----- EXISTING GYP SHEATHING 
(WHERE OCCURS) 

-- CONTINUOUS WRB, 
TOBE 
DEMOLISHLISHED 

EXTERIOR PANELS, 
TO BE DEMOLISHLISHED 

518" GYPSUM BOARD 

~-- PL YWOOO SHEATHING 
AT SHEAR WALLS, SEE. 
STRUCTURAL 

--- ACOUSTIC INSULATtON 

--- WOOD STUD SIZE VARIES; 

A2a - 2x4@ 16" O.C. 
A2b - 2x6@ 16" O.C, 

(A~WALL TYPEA1 
\,_ ,J Scale: 3" = 1'-0" 

--
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NOTE: This is a standard symbol list and not all items listed may be used, 

Abbreviations 
AFC 
AFF 

ANSI 
AWG 

A 
AHJ 
AIC 
BAS 
CA 

CAT 
CLG 

C 
COORD 

cu 
dB 

(X) 
DTL 
DIA 
DIM 
(DR) 

DIV 

DN 

DWG 
EA 

EMT 
EL 
E 

EF 
(E) 
FA 

FMC 
FT 

FBO 
G,GND 
GFCI 
GFI 
GFP 
HT 
ID 
IN 

IEEE 
IG 
KV 

KVA 
KW 
LED 

LFMC 
LV 

MOCP 
MIN 
MCA 
MISC 
(M) 

MCC 
MT MTD 

NEC 
NESC 
NEMA 

N 
(N) 
NIA 

N.1.C. 
NTS 
OC 

OFCI 
PNL 

PH 
PVC 
PWR 
QTY 
(R) 
RFI 

REQD 
RMC 
RM 
SHT 
STD 
SPD 

SWBD 
TBD 

XFMR 
TVSS 
TYP 
UL 

UPS 
UON 

V 
WP 

WI 
WIO 

ABOVE FINISHED CEILING 
ABOVE FINISHED FLOOR 
AMERICAN NATIONAL STANDARDS iNSTITUTE 
AMERICAN WIRE GAUGE 
AMPERES, AMBER 
AUTHORITY HAVING JURISDICTION 
AVAILABLE INTERRUPTING CAPACITY 

BUILDING AUTOMATION SYSTEM 
CABLE 
CATEGORY 
CEILING 

CONDUIT, CLOSE, CONTROL 
COORDINATE 

COPPER 
DECIBEL 

DEMOLISH 
DETAIL 
DIAMETER 
DIMENSION 
DISCONNECT, REMOVE, AND PROTECT WHILE SEISMIC UPGRADES 
ARE DONE. RECONNECT AND REINSTALL AFTER SEISMIC UPGRADE 
COMPLETION. 
DIVISION 

DOWN 

DRA\/I/ING 

EACH 
ELECTRICAL METALLIC TUBING 

ELEVATION 

EMERGENCY 
EXHAUST FAN 
EXISTING 

FIRE ALARM 
FLEXIBLE METAL CONDUIT 
FOOT, FEET 
FURNISHED BY OTHERS 
GROUND 
GROUND FAULT CIRCUIT INTERRUPTER 
GROUND FAULT INTERRUPTER 
GROUND FAULT PROTECTION 
HEIGHT 
IDENTIFICATION 
INCH, INCHES 
INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS 
ISOLATED GROUND 
KILOVOLT 
KILOVOLT AMPERES 
KILOWATT 
LIGHT EMITTING DIODE 
LIQUIDTIGHT FLEXIBLE METAL CONDUIT 
LOW VOLTAGE 
MAXIMUM OVERCURRENT PROTECTION 
MINIMUM 
MINIMUM CIRCUIT AMPS 
MISCELLANEOUS 
MODIFY~ UNINSTALL EXISTING LUMINAIRE. CLEAN EXISTING LENS, 
REPLACE LAMP WITH 3500 KELVIN LED EQUIVALENT. REINSTALL. 
AND RECONNECT TO EXISTING CIRCUIT. 
MOTOR CONTROL CENTER 
MOUNT, MOUNTED 
NATIONAL ELECTRIC CODE 
NATIONAL ELECTRIC SAFETY CODE 
NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATION 
NEUTRAL 
NEW 
NOT APPLICABLE 
NOT IN CONTRACT 
NOT TO SCALE 
ON CENTER 
OWNER FURNISHED, CONTRACTOR INSTALLED 
PANEL 
PHASE 
POLY~VINYL-CHLORIDE 
POWER 
QUANTITY 
RELOCATE 
REQUEST FOR INFORMATION 
REQUIRED 
RIGiD METAL CONDUIT 

ROOM 
SHEET 
STANDARD 
SURGE PROTECTION DEVICE 
SWITCHBOARD 
TO BE DETERMINED 
TRANSFORMER 
TRANSIENT VOLTAGE SURGE SUPPRESSOR 
TYPICAL 
UNDERWRITERS LABORATORIES 
UNINTERRUPTIBLE POWER SUPPLY 
UNLESS OTHERWISE NOTED 

VOLTS. VOLTAGE 
WEATHERPROOF 
WITH 
WITHOUT 

6 

5 I • 
ELECTRICAL SYMBOL LIST 

Connections I Equipment 

0-' 

[,] 

Q) 

QJ 

General 

EB 
E) 
LOCATION 

0 

COMBINATION ADJUSTABLE FREQUENCY DRIVE WITH SAFETY 
DISCONNECT SWiTCH 

COMBINATION MOTOR STARTER/FUSED DISCONNECT SWITCH 

HEAVY DUTY FUSED DISCONNECT SWITCH 

MOTOR CONNECTION 

NON-FUSED DISCONNECT SWITCH 

TRANSFORMER 

FIRE SMOKE DAMPER 

SMOKE DAMPER 

CEILING MOUNTED JUNCTION BOX 

FLOOR MOUNTED JUNCTION BOX 

WALL-MOUNTED JUNCTION BOX 

DETAIL NUMBER AND SHEET LOCATION 

EQUIPMENT IDENTIFICATION 

KEYED NOTE 

-X-X- DEMOLISH 

Lighting 

ID 

IQI 

! () ! 

• 

EXISTING WORK 

NEW WORK 

EXIT SIGN CEILING MOUNTED, ARROW($) INDICATES DIRECTION IF 
SHOWN 

EXIT SIGN WALL MOUNTED. ARROW(S) INDICATES DIRECTION IF 
SHOWN 

RECESSED 2' X 4' LUMINAIRE 

RECESSED LUMINAIRE 

SURFACE OR PENDANT MOUNTED 1' X 4' LUMINAIRE 

SURFACE OR PENDANT MOUNTED LUMINAIRE CONNECTED TO 
EMERGENCY/LIFE SAFETY CIRCUIT OR WITH INTEGRAL 
EMERGENCY BATTERY CONNECTED TO UNSWITCHED CIRCUIT 

SURFACE OR PENDANT MOUNTED STRIPUGHT 

2 WALL MOUNTED LUMINAIRE 

Miscellaneous 

ftiO 

~ 
[l-27,29,31. 

GB 

c::::J 

BRANCH CIRCUIT WIRING. ARROW INDICATES HOME RUN TO 
PANEL WITH CIRCUITS AS NOTED. WIRE SiZE IS #12 AWG MINIMUM 
UNLESS NOTED OTHERWISE. SHORT TICK MARKS INDICATE PHASE 
CONDUCTORS. LONG TICK MARKS INDICATE NEUTRAL 
CONDUCTORS. A SINGLE CURVED TICK MARK INDICATES 
INSULATED GREEN GROUND CONDUCTOR SECOND CURVED TICK 
MARK INDICATES "ISOLATED GROUND" (GREEN INSULATION WITH 
YELLOW STRIPE) CONDUCTOR. 

BRANCH PANEL 

CIRCUIT BREAKER 

DRY TYPE TRANSFORMER 

FLUSH WALL MOUNTED BRANCH PANEL 

GROUND BAR 

MAIN DISTRIBUTION PANEL/ SUB DISTRIBUTION PANEL 

5 

Raceways 

CONDUIT CONCEALED IN WALL OR CEILING SPACE 

- - - - - - - CONDUIT ROUTED BELOW FLOOR/ GRADE 

----<e■ CONDUIT ELLED DOWN 

\ 

CONDUIT ELLED UP 

CONDUIT/WIRING CONTINUATION 

CONDUIT/WIRING STUBBED OUT WITH END CAP OR INSULATED 
PLASTIC BUSHING 

~ FLEXIBLE CONDUIT 

Switches and Receptacles 

eH 

§-1 

$ 

DUPLEX RECEPTACLE (MULTIPLE LETTERS INDICATE MULTIPLE 
OPTIONS) 
A= ABOVE COUNTER 
8 = CLOCK HANGER 
C = FLUSH CEILING MOUNTED 
E = EMERGENCY 
F =ARC FAULT PROTECTED BY BREAKER IN PANEL 
G = GROUND FAULT CIRCUIT INTERRUPTER 
H = HOSPITAL GRADE 
K"' CHILD RESISTANT COVER 
L = ISOLATED GROUND 
P = PENDANT MOUNTED WITH CORD GRIPS. VERIFY PENDANT 
LENGTH 
R1 = HALF SWITCHED BY OCCUPANCY SENSOR RELAY 
R2 = FULLY SWITCHED BY OCCUPANCY SENSOR RELAY 
S • SPLIT WIRED 
T = TAMPER RESISTANT SHUTTERED RECEPTACLE 
U = USB PORTIS) 
W = WEATHERPROOF CONTINUOUS USE COVER, GFCI PROTECTED, 
WITH WEATHER-RESISTANT RECEPTACLE 
+ ##=##INCHES ABOVE FINISHED FLOOR TO CENTER OF DEVICE 
~=HEIGHT APPROXIMATED 

DUPLEX RECEPTACLE, FLUSH FLOOR 

DOUBLE DUPLEX RECEPTACLE FLUSH FLOOR 

DOUBLE DUPLEX RECEPTACLE. SEE LETTER CODE LIST AT DUPLEX 
RECEPTACLE FOR OPTIONS 

EQUIPMENT ELECTRICAL CONNECTION 

SPECIAL PURPOSE RECEPTACLE. LETTER CODE DENOTES 
RECEPTACLE CONFIGURATION 
LX-XXR = NEMA CONFIGURATION TWIST-LOCK RECEPTACLE 
X-XXR = NEMA CONFIGURATION STRAIGHT BLADE RECEPTACLE 
P = PENDANT MOUNT WITH CORD GRIPS. VERIFY PENDANT LENGTH 
X = COORDINATE RECEPTACLE CONFIGURATION WITH EQUIPMENT 
BEING SUPPLIED 

CEILING MOUNTED OCCUPANCY SENSOR 
P = PASSIVE INFRARED 
D = DUAL TECHNOLOGY 
U • ULTRASONIC, 360 DEG RANGE 
H = ULTRASONIC, HALLWAY PATTERN 
v (LOWERCASE) = VACANCY CONTROL DESIGNATION 

WALL MOUNTED OCCUPANCY SENSOR 
P = PASSIVE INFRARED 
D = DUAL TECHNOLOGY 
v (LOWERCASE) = VACANCY CONTROL DESIGNATION 

WALL MOUNTED OCCUPANCY SENSOR/SWITCH 
S = PASSIVE INFRARED WITH INTEGRAL "OFF'' SWITCH 
T = DUAL RELAY PASSIVE INFRARED WITH TWO INTEGRAL "'OFF" 
SWITCHES 
D a. PASSiVE INFRARED WITH INTEGRAL DIMMER TO OFF. 
v (LOWERCASE) = VACANCY CONTROL DESIGNATION 

PHOTO ELECTRIC SWITCH 
D = CONTINUOUS DIMMING PHOTOCELL 
S = SWITCHED PHOTOCELL 

SINGLE POLE SWITCH 
2 = DOUBLE POLE SWITCH 
3 = THREE-WAY SWITCH 
4 = FOUR~WAY SWITCH 
a THRU z (LOWERCASE)= LUMINAIRE CONTROL DESIGNATION 
D = DIMMER 
F = FAN SPEED CONTROL 
K = KEY OPERATED SWITCH 
L = LIGHTED HANDLE 
M = MANUAL MOTOR STARTER WITH THERMAL OVERLOAD 
P = SWITCH WITH PILOT LIGHT 
Sa. SENTRY SWITCH 
T = INTERVAL TIMER 
W = WEATHERPROOF SWITCH 
V= LOW VOLTAGE SWITCH 

4 

3 2 

3 2 

GENERAL ELECTRICAL NOTES 
A FOLLOW LAKE OSWEGO SCHOOL DISTRICT TECHNICAL STANDARD FOR DIVISION 26: 

ELECTRICAL 

8. CONCEAL CONDUIT IN WALLS AND CEILINGS. MINIMUM CONDUIT SIZE: 3/4-INCH. WHERE 
EXPOSED, PROVIDE SURFACE METAL RACEWAY 

C. RACEWAY 
A. TYPES ALLOWED: 

1. UNDERGROUND: SCHEDULE 40 PVC CONDUIT 
2. EXTERIOR 

a. EXPOSED: GALVANIZED RIGID CONDUIT 
b, CONCEALED: ELECTRICAL METALLIC TUBING 

3. INTERIOR 
a, EXPOSED: SURFACE METAL RACEWAY, UNLESS OTHERWISE NOTED 
b. CONCEALED: ELECTRICAL METALLIC TUBING 
c. MC CABLE 

1) USE ONLY FOR BRANCH CIRCUITS WITHIN A ROOM SPACE WITH 
ACCESSIBLE CEILNG 
2) NOT ACCEPTABLE IN KITCHEN OR OTHER WET ENVIRONMENTS 
3) HIGH STRENGTH GALVANIZED STEEL OF FLEXIBLE ARMOR, NO 
ALUMINUM 
4) NO CONDUCTORS LARGER THAN 1DAWG 
5) THERE SHALL BE NO SHARED NEUTRALS IN ANY MULTI-WIRE 
BRANCH CIRCUITS 
6) NOT ACCEPTABLE UNDER WINDOWS DUE TO INACCESSIBLE 
REPLACEMENTS 
7) NO MORE THAN THE EQUIVALENT OF THREE 90 DEGREE BENDS 

B. CONDUIT SUPPORT: 
1. SUPPORT WITHIN 18~INCHES OF OUTLET, BOXES, PANELS, CABINETS, AND 
DEFLECTIONS 
2. MAXIMUM DISTANCE BETWEEN SUPPORTS: 5'0" 

D. WIRING DEVICES ALLOWED: 
A GROUND FAULT CIRCUIT INTERRUPTER (GFCI) IVORY. COMMERCIAL GRADE, 
RECEPTACLE - 20 AMP. WITH 302 STAINLESS STEEL, NON-MAGNETIC COVER 
PLATE 
B. TOGGLE TYPE IVORY WALL SWITCH - 20 AMP. WITH 302 STAINLESS STEEL, NONMAGNETIC 
COVER PLATE 
C. MINIMUM OUTLET BOX SIZE: GALVANIZED STEEL, 4-INCH SQUARE, 1-1/2-INCH DEEP 
D. SIGNAL SYSTEMS OUTLET MINIMUM BOX SIZE: 4~INCH SQUARE, 2-1/8~INCH DEEP 

E. REVIEW "FOR REFERENCE" ONLY ABATEMENT DRAWINGS IN SET AND OWNER'S ABATEMENT 
REPORT. COORDINATE WITH GENERAL CONTRACTOR FOR ABATEMENT 
SEQUENCING. ABATEMENT REGARDING PLUMBING, MECHANICAL, ELECTRICAL. AND 
TECHNOLOGY IS OCCURING ONLY AT LOCATIONS WITH SCOPE OF WORK AS SHOWN IN 
THESE DOCUMENTS. 
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SHEET KEYNOTES 
1. DISCONNECT, REMOVE. AND PROTECT WIRING AND CONDUIT MOUNTED 

ON THIS WALL REINSTALL AND CONNECT TO EXISTING CIRCUIT WHEN 
SEISMIC UPGRADE WORK IS COMPLETE. 

2. CONNECT (2) 12-GAUGE SLACK WIRES TO LIGHT FIXTURE ONE AT EACH 
DIAGONALLY OPPOSITE CORNER BETWEEN FIXTURE HOUSING AND 
BUILDING STRUCTURE. 

3. PROVIDE NEW LENS FOR EXISTING 4'X1' SQUARE 
BASKET 2 LAMP FIXTURE. 

D 

C 

B 

A 

88 
True Nor1h Project North 

1 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
Th,s draw,ig hios bean pt<!pa-.io 5:;,jelyfo' tie 01t,.,cW ~•e. 1r•J$ any rep""o~Cb<.n or 
di~!fib~ti~n for an:, Ol.lfl)()S<! other Ula1 au!hoi.ed by ltl' Grou~ s fort:>i::ldeo. ',Vitten 

c,,:r,ws.onoa shajl h,uu prc,=lto:>CIJ """" srn,c,d<1inr,r1sims Scmlracias slia,: ,•c,rffy "''" "~ 
rnspccs,~le fo: all O,.neca,011s a,,d co,1ddmns cc u,e ,ob, a,1d I Bl Group stall be 1cfcc"°"" ci 
any •,>lria!fors from t~e ~•mers om ~1d co,id~icn~ $llow1 <:f' llle ::lraw og. S~op ~,a,,,illqs 

"7a. 00 s,,otTIWod to 181 "'"''r for ;ieror,il nonfom,arn:o 001'0,-0 rccr,iodingw,:a faorir,:,ioo 

181 GROUP USA 
I$~ ,nember of the '8' G<oup of <x:mpar e~ 

ISSUES 
No. DESCRIPTION 

1 BID SET 

KEYPLAN 

CONSULTANTS 

DATE 

02117/2020 

~INTERFACE 
=,=ENGINEERING 

PROJECT !ln9-C.•\c''.: 

CONTACT I e,, l lf,._,,,~,,tf: 

10'.J SW fl/: n S:rcct Su tc 1600 
~•Oli /V1d, C:S 07?0'1 

C •• ',()~_38? L''.:'.: 

www.interiaceengineering.com 

SEAL 

I B I 

LEXPIRES: 12/31/20 

IBIGROUP 
907 SW Harvey Milk Street 
Portland, OR snos, USA 
tel 503 226 6950 fa)( 503 273 9192 
ibigroup-edpnw.com 

PROJECT 

LAKE GROVE 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO 

122962-200 

DRAWN BY: 
TGE 

PROJECT MGR: 
TGE 

SHEET TITLE 

CHECKED BY: 

MKO 

APPROVED BY: 
MKO 

FLOOR PLAN - LEVEL 02 -
OVERALL - ELECTRICAL 

SHEET NUMBER 

E1201 



D 

C 

B 

A 

1 

I 

l : 
I 

I 

I 

6 

CLASSROOM 
3 

CLiiSSROOM 
-, 
" 

CU\SSROOM 
4 

/ 

[ ct(::00 
. ~84" 

CLASSROOM 

I 

SECTOR PLAN A - ELECTRICAL 
O' 4' 8' 16' -- -- -
1/8" = 1'-0" 

6 

5 

CU~SSROOM 

s I 

CI_ASSROOM 

' I 

~ il 

, .... 

: :: 
: i: 
: !: 

• 1·• ' ' : ,, 

4 3 

-- -- -- -- __ , 

5 

(N) 

ffi 

CLA.SSROOM 

I 25 

' ···············' 

L 

{E) 

'__J 

/ 

i!ALI \fVA"' ' ~-" ' 

{N) : 

00 
I 

+ 

CLASSROOM 
7 

(E) 

CLASSROOM 
8 

4 

i 
' ' 

IE) 

4 

(NJ@© 
(El 

" {E) 

CLASSROOM 

g I 

CLASSROOM 
1() 

3 

@©N) 

3 

L 

/ 

(NJ~ 
(E)\::.../\::...1 

~+84" 

j 
/ 

/ 

SHEET KEYNOTES 
1. NOT USED 

2. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOXABOVE 
TOP OF WHITE BOARD. COORDINATE LOCATION WITH ADJACENT 
TELECOM OUTLET ON TECHNOLOGY PLAN AND WITH OWNER FOR BEST 
MONITOR PLACEMENT. 

3. EXTEND EXISTING 120V/1 P BRANCH CIRCUIT FROM NEAREST RECEPTACLE 
AS SHOWN TO NEW RECEPTACLE WITH 2#12 & 1#12 GND IN SURFACE 
METAL RACEWAY. 

4. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOX. 

5. DISCONNECT, PULL BACK WIRE, LABEL AS NECESSARY, AND PROTECT 
EXISTING EQUIPMENT CONNECTIONS. RECONNECT AT COMPLETION OF 
UPGRADE WORK RECIRCUIT WITH EQUIVALENT CIRCUIT AND 
COMMUNICATIONS WIRING WHERE NECESSARY. 
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SHEET KEYNOTES 
1. NOT USED 

2. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOX ABOVE 
TOP OF WHITE BOARD. COORDINATE LOCATION WITH ADJACENT 
TELECOM OUTLET ON TECHNOLOGY PLAN AND WITH OWNER FOR BEST 
MONITOR PLACEMENT. 

3. EXTEND EXISTING 120V/1P BRANCH CIRCUIT FROM NEAREST RECEPTACLE 
AS SHOWN TO NEW RECEPTACLE WITH 2#12 & 1#12 GND IN SURFACE 
METAL RACEWAY. 

4. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOX. 

5. DISCONNECT, PULL BACK WIRE. LABEL AS NECESSARY, AND PROTECT 
EXISTING EQUIPMENT CONNECTIONS. RECONNECT AT COMPLETION OF 
UPGRADE WORK. RECIRCUIT WITH EQUIVALENT CIRCUIT ANO 
COMMUNICATIONS WIRING WHERE NECESSARY. 

6. RELOCATE EXISTING RECEPTACLE TO WALL AT PROJECT SOUTH. 
CONNECT RELOCATED RECEPTACLE AT NEW WALL VIA EXISTING 120V/1P 
BRANCH CIRCUIT AND EXTEND TO NEW RECEPTACLE LOCATION 1/1/lTH 2# 
12 & 1#12 GND IN SURFACE METAL RACEWAY. 

7. RELOCATE OR DEMOLISH EXISTING RECEPTACLES FROM WALLS TO BE 
DEMOLISHED PER OWNER'S REQUIREMENTS. IF RELOCATED PULL 
EXISTING 120V/1P UNDERFLOOR BRANCH CIRCUIT BACK TO NEAREST 
WALLAND EXTEND TO NEW RECEPTACLE LOCATION WITH 2#12 & 1#12 
GND IN SURFACE METAL RACEWAY. 

8. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOX FOR 
MONITOR ON CART. EXTEND EXISTING 120V/1P BRANCH CIRCUIT FROM 
NEAREST RECEPTACLE TO NEW RECEPTACLE WITH 2#12 & 1#12 GND IN 
SURFACE METAL RACEWAY. 
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GENERAL SHEET NOTES 
A DEVICES ANNOTATED (DR) ARE TO BE DISCONNECTED, REMOVED, AND 

PROTECTED FOR DURATION OF SEISMIC UPGRADE WORK. DEVICES ARE 
TO BE REINSTALLED AND RECONNECT AFTER SEISMIC UPGRADE WORK 
COMPLETION. 
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SHEET KEYNOTES 
1. REMOVE AND SALVAGE OR RECYCLE EXISTING PHONEBOARD EQUIPMENT 

AT THIS LOCATION. 

2. DISCONNECT, PULL BACK WIRE, LABEL AS NECESSARY, AND PROTECT 
EXISTING EQUIPMENT CONNECTIONS. RECONNECT AT COMPLETION OF 
UPGRADE WORK. RECIRCUIT WITH EQUIVALENT CIRCUIT AND 
COMMUNICATIONS WIRING WHERE NECESSARY. 

3. DISCONNECT, REMOVE, AND PROTECT WIRING AND CONDUIT MOUNTED 
ON THIS WALL. REINSTALL AND CONNECT TO EXISTING CIRCUIT WHEN 
SEISMIC UPGRADE WORK IS COMPLETE. 

4. EXTEND EXISTING 120V/1P BRANCH CIRCUIT FROM NEAREST RECEPTACLE 
AS SHOWN TO NEW RECEPTACLE WITH 2#12 & 1#12 GND IN SURFACE 
METAL RACEWAY. 
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SHEET KEYNOTES 
1 NOT USED. 

2. PROVIDE RECEPTACLE IN SURFACE METAL RACEWAY BACKBOX ABOVE 
TOP OF WHITE BOARD. COORDINATE LOCATION WITH ADJACENT 
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GENERAL ELECTRICAL NOTES 
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B. 

NOT USED. 

LIGHT FIXTURES ANNOTATED (M) ARE TO BE UN INSTALLED AND LENSES CLEANED. 
TS LAMPS ARE TO BE REPLACED WITH PHILLIPS F32TS/841, SYLVANIA 4100K F032/841, 
OR EQUIVALENT. T5 LAMPS ARE TO BE REPLACED WITH PHILLIPS F54T5/841 HO ALTO 
OR EQUIVALENT. LUMINAIRES ARE TO BE REINSTALLED, AND RECONNECTED TO 
EXISTING CIRCUIT. 
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SHEET KEYNOTES 
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GENERAL ELECTRICAL NOTES 
A DEVICES ANNOTATED (DR) ARE TO BE DISCONNECTED, REMOVED. AND 

PROTECTED FOR DURATION OF SEISMIC UPGRADE WORK. DEVICES ARE 
TO BE REINSTALLED AND RECONNECT AFTER SEISMIC UPGRADE WORK 
COMPLETION, 

B. LIGHT FIXTURES ANNOTATED (M) ARE TO BE UNINSTALLED, LENS CLEANED. 

\ 
\ 

0 

I 

/ 

I 

LAMP REPLACED WITH 3500 KELVIN LED EQUIVALENT, REINSTALLED, AND 
RECONNECTED TO EXISTING CIRCUIT 

0 

/ 

/ 
/ 

I 
/ 

/ 

/ 
/ 

/ 

0 

0 
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0 

SHEET KEYNOTES 
1. PROVIDE NEW LENS FOR EXISTING 4'X1' SQUARE 

BASKET 2 LAMP FIXTURE 

2. CONNECT (2) 12wGAUGE SIACK WIRES TO LIGHT FIXTURE ON EAT EACH 
DIAGONALLY OPPOSITE CORNER BETWEEN FIXTURE HOUSING AND 
BUILDING STRUCTURE. 
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GENERAL SHEET NOTES 
A. ALL EQUIPMENT, SWITCHES. ANO FEEDERS INDICATED ARE 

EXISTING TO REMAIN. ONE~LINE SHOWN FOR REFERENCE 
PURPOSES. 

E) PANEL [E) PANE 
G1 P1 

c,_; 

(E) 7 

·, 
,' 200A 

' 

E)PANE 
K 

E) PAN EC E) PANE~ 
J , I 

l (E) J 

)200A 
'· 

E) PANEL 
M 

' _., 125A 

E) PANE~ 
T 

(El I 

l 200A 

)

.., 150A 

WM 1= /WM / 100A / 100A 200A 
. 3P , 3P 

) 200A 200A 

' 

IE) PANEL 
R 

I IE) I 

( 100A 

l ,ooA 

E)PANE~ 
H , 

I (El I 

2100A 

/ 100A 
r 3P I 3P jw ,w ,2P 

--~----'---_!_ __ _.!, ___ ~· -·············· ] _____ ~---~---'-----'---

I 3P 
' I 

I 3P I 3P I 3P 

I 
FULL LENGTH 1600 AMP BUS 
GROUND BUS 

' ' ' 

--AMP BUS 

' \ 
·· (E) CODE GROUND 

. 

MAIN DISTRIBUTION PANELBOARD (MDP) 
208Y/120 VOLT, 3 PHASE, 4 WIRE 
AVAILABLE FAULT CURRENT. 22500A 

3 

' . 

LINE TYPE LEGEND 

EXISTING TO REMAIN 

2 

D 

C 

B 

(E) STEAM KETTLE 

(El I 

125A 
C 

) 200A 

...... 13P. 

) 

) 
(E) SPACE (E) SPACE 

(E) SPARE 

I 200A 200A 200A 

3P 3P I 3P 

_J 

A 

1 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
Th,s draw,1g hios bean pt<!pa-.io 5:;,jelyfo' tie 01t,.,cW uoe. 1r•J$ any rep""o~Cb<.n or 
di~!fib~ti~n for an:, Ol.lfl)()S<! other Ula1 au!hoi.ad by ltl' Grou~ s fort:>i::ldeo. ',Vitten 

c,,:r,ws.onoa shajl h,uu prc,=lto:>CIJ """" srn,c,d<1inr,r1sims Scmlracias slia,: ,•c,rffy "''" "~ 
rnspccs,~le fo: all O,.neca,011s a,,d co,1ddmns cc u,e .,ob, a,1d I Bl Group stall be Icfcc"°"" ci 
any •,>lria!fors from t~e ~,mers om ~1d co,id~icn~ $llow1 <:f' llle ::lraw og. S~op ~,a,,,illqs 

"7a. 00 s,,otTIWod to 181 "'"''r for ;ieror,il nonfom,arn:o n01'oc,i rccr,iodingw,:a faorir,:,ioo 

181 GROUP USA 
I$~ 'l'lember of the '8' G<oup of <x:mpar e~ 

ISSUES 

No. DESCRIPTION 

1 BID SET 

DATE 

02117/2020 

KEYPLAN 

i nJl 
A B 

~ J}-:J 
'-

CONSULTANTS 

~INTERFACE 
=,=ENGINEERING 

PROJECT !ln9-C.•\c''.: 

CONTACT I e,, l lf,._,,,~,,tf: 

10'.J SW fl/: n S:rcct Su tc 1600 

C •• ',()~_38? L''.:'.: 

www.interiaceengineering.com 

SEAL 

LEXPIRES: 12/31/20 

I I IBI GROUP 

I B I 907 SW Harvey Milk StreE.t 
Portland, OR 97:'05, USA 

' ' 
tel 503 226 6950 fax 503 273 9192 

.._ __ _. ibigroup-edpnw.com 

PROJECT 

LAKE GROVE 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO 

122962-200 

DRAWN BY: 

TGE 

PROJECT MGR: 

TGE 

SHEET TITLE 

CHECKED BY: 

MKO 

APPROVED BY: 

MKO 

I 

SINGLE LINE DIAGRAMS -
ELECTRICAL 

SHEET NUMBER 

E5001 



D 

C 

B 

A 

6 5 

KITCHEN EQUIPMENT CONNECTION SCHEDULE 

ITEM DESCRIPTION 

E1 ELECTRIC RANGE 

WIRE/ CONDUIT SCHEDULE 

504 4 #6 CU, 1 #10 CU GND., IN 1" C. 

VOLTS I 
PHASE 

208/3 

LOAD 

13.0 KW 

WIRE/ 
CONDUIT 

504 

CIRCUIT 
01-18,20,22. 

(E) Panel 'G1' 120/20SV, 3 Ph., 4 W; 225A Bus with Main Lug Only Flush Mounted Paneiboard 

CKt. 

No. Descriptiori / Location 

1 (N) BOILER #1 PUMP 

3 ---
5 ---
7 (N) BOILER #2 PUMP 
9 ---

11 ---

13 SPACE 

15 SPACE 

17 (E) PANEL P1 

19 ---
21 ---

23 SPACE 

25 SPACE 

27 SPACE 

29 SPACE 

Total Connected Load: 

Total Connected Load: 

Total Connected Load: 

Ph. A 

Ph .. B 
Ph.C 

6 

Load 
(VA)IType 

1,272 M 

1.272 M 

1.272 M 
1.272 M 
1,272 M 

1,272 M 

6,877 VA 

6,877 VA 

6,877 VA 

C.B. C.13. 

A/Pole Note Ph. Note ;\/Pole 

20/3 

20/3 

'10/3 

57 Amps 

57 Amps 

57 Amps 

A 

8 
C 
A 
8 
C 

A 
8 

C 

A 
8 

C 

A 

8 
C 

2D/1 

15/3 

20/3 

50/3 

Load 

(VA)!Type Description I Location 

SPACE 

SPARE 

SPARE 

(E) BOOSTER PUMP 

4,333 K (N) RANGE 
4,333 K ---
4,333 K ---

SPACE 

SPACE 

SPACE 

SPACE 

Panel Connected Load: 20.6 KVA 

Sub-Fed Connected Load: 12.7 KVA 

Total Demand Load: 35.7 KVA 

5 

NOTES 

2019-0426 

57.3 Amps 

35_3 Amps 

99.2 Amps 

Ck!. 

No. 

2 

4 

• 
8 

10 
12 
14 
16 
18 
20 
22 

24 

26 
28 
30 

(E) Panel 'M' 

Ck! 
No. Description/ Location 

1 (E) l.- CORRIDOR 

3 (E) L- CORRIDOR 

5 (E) L- OUTSIDE WAL't<;.JVAY 

7 (E) L- OUTSIDE FLOOD 

9 
11 (E) EXITS 

13 (E)L-RM19.23 

15 (E)l.-RM19 

17 (E) L- RM 19 

19 (E) L- RM 24 

21 (E) L-R- ADMIN 

23 (E) R-

26 (E)L-ATTIC 

27 (E) R- RM 25 

29 (E) R- BEL.OW PANEL. 

31 (E) R- RM 23 

33 (E) R- RM 19, 21 

36 (E)R-RM19 

37 (E) SP 

39 (E) DRINKING FOUNTAIN 

41 (E) SPACE 

Totai Connected Load: Ph. A 

Totai Connected Load: Ph. B 

Tota: Connected Load: Ph. C 

(E) Panel 'H' 

Ckt. 
No. Description / Location 

1 (E)R-RMS 1 &2 
3 (E) L-RM 1 

5 (E) L-RM 1 

7 (E) L-RM 1 

9 (E) L-RM 3 

11 (E) L-RM 3 
13 (E) R-RM 3 
16 (E) L-RM 3 
17 (E) L-HALL 

19 (E) L-ATTIC. RADON FAN 

21 (E) SPACE. 

23 (E) SPARE 

25 (E)L-ATTIC ACCESS 

27 (E) SPARE 

29 (E) SPACE 

Total Connected Load: 

Total Connected Load: 

Total Connected Load: 

Ph.A 

Ph, B 
Ph.C 

(E) Panel 'D' 
Ck!. 
No. Description /Location 

1 (E) R-SPEECH RM 

3 (E) R-SPEECH RM 

5 (E) R-SPEECH RM 

7 (E) SPEECH RM 

9 (E) L-LEARNING DIS 

11 (E) L-SPEECH 

13 (E) L-RM 16 

15 (E) L-RM 16 
17 (E) R-RM 16 

19 (E) L-HALL 

21 (E) L-HALL 

23 (N) R-REFRIGERATOR 
25 (N) R-EXTERIOR 
27 (E)AIR HANDLER 2 

29 ---

31 ---
33 (N) CU-2, AC~2 

35 ---
37 (N) CU-3, AC-3 
39 ---
41 (N) R-EXTERIOR 

Total Connected Load: 

Total Connected Load: 

Total Connected Load: 

Ph.A 

Ph.B 

Ph. C 

4 

1201208V, 3 Ph., 4 W.; 225A Bus with Main lug Only Flush Mounted Panel board 

L.oad C.B CB.. 

(VA)IType A/Pole Note Ph. Note NPole 

L 20/1 A 20/1 

L 2011 B 20/1 

L 2011 C 20/1 

L 20/1 A 20/1 

20/1 B 20/1 

L 20/1 C 20/1 

L 20/1 A 20/1 

L 20/1 B 20/1 

L 

L 

R 
R 
L 

R 

R 

R 

R 

R 

M 

0 VA 
1,772 VA 

1,772 VA 

2011 

20(1 

20/1 

20/1 

20/1 

20/1 

20/1 

2011 

20(1 

20/1 

20/1 

20/1 

o Amps 

15 Amps 

15 Amps 

C 

A 
B 
C 
A 
B 
C 
A 

B 
C 
A 
B 

C 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

20/1 

3612 

Load 

(VA)IType Description/ Location 

L (E)l.-RM23 

L (E)L-RM23 

L (E)L-RM20 

L (E)L-RM20 

L (E)L-RM20 

L (E)L-RM25 

L (E)L-RM25 

L (E)l.-RM25 

L (E)L-RM22 

L (E)L-RM22 

L (E)L-RM22 

L (E)L-RM21 

L (E)L-RM21 

L (E)L-RM21 

G (E) CONF. RM 

R (E) R-ADM_ 'JI.IORK RL 

L (E) L-ADM. 

G (E) MASTER CLOCK 

R (E) R- RM 20, 22 
1,772 M (N) CU-1/UV-1 

1,772 M -

Panel Connected Load: 

Sub-Fed Connected Load: 

Total Demand Load: 

3.5 KVA 

0.0 KVA 

4.4 KVA 

120/208V, 3 Ph, 4 W; 200A Buswrth Main L.ug Only Flush Mounted Panelboard 

Load C.B. C.B. 

(VA)jType A/Pole Note Ph. Note A/Pole 

360 VA 

0 VA 
0 VA 

2011 

3 Amps 

o Amps 

o Amps 

A 
B 

C 

A 
B 

C 

A 
B 

C 

A 

B 
C 2011 

A 2011 
B 
C 

Load 

(VA)IType Description/ Location 

(E) R-RM 2 

(E) L-RM 2 

(E) L-RM 2 

(E) L-RM 2 

(E) L-RM 4 

(E) L-RM 4 

(E) R-RM 3&4 

(E) L-RM4 

(E) L-FLOOD 

(E) R-BELOW PANEL 

(E) SMOKE: DAMPER 

(E) SPARE 

360 R R-HALLWAY 101 
(E) SPACE 

(E) SPACE 

Panel Connected Load: 

Sub-Fed Connected Load: 

Total Demand Load: 

0.4 KVA 

0.0 KVA 

0.4 KVA 

120I208V, 3 Ph. 4 W.; 225A Busw1th Main Lug Only Flush Mounted Panelboard 

Load C.R C.B. Load 

(VA)IType NPole Note Ph. Note A/Pole (VA)IType Description/ Location 

20/1 A 20/1 (E) R-LEARNING, SPEECH 

20/1 B 20/1 (E) R-LEARNING, SPEECH 

20/1 C 20/1 (E) R-LEARNING, SPEECH 

20/1 A 2011 (E) L-S LIBRARY 

20/1 B 20(1 (E) R-TAPE LIBRARY 

20/1 C 20/1 (E) L-TAPE LIBRARY 

20/1 A 20/1 (E) R ·· PRODUCTION RM SINK 

20/1 B 20/1 (E) R-AIR HANDLER 

20/1 C 20/1 (E) SPARE 

20/1 A 20/1 (E) R-PRODUCTION RM 

20/1 B 20(1 (E) SMOKE DAMPERS 

1,000 M 20/1 1 C 20(1 50D G (N) IDF ROOM 

180 R 20/1 A 20/1 500 G (NI IDF ROOM 
15/3 B 20/1 500 G (N) IDF ROOM 

2019-0426 

9.8 Amps 

O.O Amps 

12_3Amps 

Ck! 

No. 

2 
4 

• 
8 

10 
12 
14 
16 
18 
20 

22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

2019-0426 

1.0 Amps 

o.o Amps 

1.0 Amps 

Ckt. 

No. 

2 
4 

6 

8 

10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 

2019--0426 

Ckt 

No. 

2 

4 

6 
8 

10 
12 
14 
16 
18 
20 
22 

24 

28 
C 40/3 (E) AIR HANDLER 2 SUPPLY FAN 30 

832 M 20/2 

832 M 

832 M 20/2 

832 M 

180 R 20/1 

1,512 VA 

2,164 VA 

3,012 VA 

13 Amps 

18 Amps 

25 Amps 

A 
B 

C 20/1 

A 
B 
C 

50D G (N) LIGHTING CONTROL PANEL 

SPACE 

SPACE 

SPACE 

Panel Connected Load: 

Sub-Fed Connected Load: 

Total Demand Load: 

6,7 rWA 

0,0 1-0/A 

7.1 KVA 

18.6 Amps 

o.o Amps 

19.7 Amps 

32 
34 

36 

38 

40 
42 

3 2 

SHEET KEYNOTES 
1. VERIFY EXACT CIRCUITS WHICH REQUIRE LIGHTING CONTROL WITH 

OWNER PRIOR TO CIRCUITING AND PROGRAMMING. 

MECHANICAL EQUIPMENT CONNECTION SCHEDULE 

ITEM DESCRIPTION LOCATION 
VOLTS/ 
PHASE LOAD MCA MOCP WIRE/ CONDUIT CIRCUIT NOTES 

AC-2 AIR CONDITIONING UNIT MDF 208/1 1 15 
AC-3 AIR CONDITIONING UNIT IDF 208/1 1 15 

CU-1 CONDENSING UNIT EXTERIOR - OFFICE 24.4 208/1 21.3 35 
CU-2 CONDENSING UNIT EXTERIOR - MDF 208/1 10 15 
CU-3 CONDENSING UNIT EXTERIOR - IDF 208/1 10 15 

EF-1 EXHAUST FAN TOILETS 120/1 
EF-2 EXHAUST FAN TOILET ROOMS 120/1 
EF-3 EXHAUST FAN TOILETS 120/1 
EF-4 EXHAUST FAN OFFICE AREA 120/1 

P-1 PUMP BASEMENT BOILER ROOM 208/3 3.0 HP 20 
P-2 PUMP BASEMENT BOILER ROOM 208/3 3.0 HP 20 

UV-1 UNIT VEN Tl LA TOR OFFICE 24.4 208/1 
UV-2 UNIT VEN Tl LA TOR MUSIC 30 120/1 

GENERAL MECHANICAL EQUIPMENT CONNECTION SCHEDULE NOTES 

A. THE ABOVE INFORMATION IS FOR A SPECIFIC MANUFACTURER. ACTUAL MANUFACTURER FOR EQUIPMENT MAY BE DIFFERENT. 
EQUIPMENT SUBMITTAL$ FOR LOADS AND OVER CURRENT PROTECTION REQUIREMENTS PRIOR TO INSTALLATION OF WIRING. 

B. MOCP = MAXIMUM OVER CURRENT PROTECTION 

MCA= MINIMUM CIRCUIT AMPACITY 

202 VIA CU-2 

202 VIACU-3 

402 M-40,42. 

202 D-33,35. 

202 D-37,39. 

EXISTING 1 

EXISTING 1 

EXISTING 1 

EXISTING 1 

EXISTING 2,3 

EXISTING 2,3 

402 VIA CU-1 

EXISTING 1 

COORDINATE WITH MECHANICAL 

C. PROVIDE DISCONNECTING MEANS FOR EACH ITEM OF EQUIPMENT LISTED IN THE SCHEDULE ABOVE, EXCEPT AS SPECIFICALLY NOTED OTHERWISE IN SCHEDULE 
NOTES, BELOW. 

MECHANICAL EQUIPMENT CONNECTION SCHEDULE NOTES 

1 UTILIZE EXISTING CIRCUIT. 

2 UTILIZE EXISTING WIRE I CONDUIT AND NEW CIRCUIT BREAKER AS INDICATED. 

3 PROVIDE VFD AND EXTEND CIRCUIT AS REQUIRED FOR INSTALLATION OF NEW VFD. 

WIRE/ CONDUIT SCHEDULE 

Ckt 

202 

402 

2 #12 CU, 1 #12 CU GND., IN 3/4" C. 

2 #8 CU, 1 #10 CU GND., IN 3/4" C. 

Panel 'E' 1201208V, 1 Ph, 3W.; 100A Bus with Main Lug Only Sufface Mounted Load Center 

C.B. Load 

No. Description/ Location 

Load 

(VA)iType A/Pole Nole Ph. Note 

C.B. 

A/Pole (VA)IType Description/ Location 

1 (E) FIRE ALARM 20/1 

3 (E) L 20/1 

5 (E) 20/1 

7 (E) L 20/1 

9 (E) 2D/1 

11 (El 20/1 

13 (E)R-RM 13 20/1 
16 (E)R-RM 13 20/1 

17 (N) LIGHTING CONTROL PANEL 500 G 20/1 

19 SPACE 

21 SPACE 

23 SPACE 

Connected L.oad· Ph A 500 VA 

Connected Load: Ph. C 0 VA 

A 20/1 

C 20/1 

A 20/1 

C 20/1 

A 20/1 

C 2011 

A 20/1 

C 20/1 

A 20/2 

C 

A 

C 

4 Amps 

o Amps 

(E)L 

(E)L 
(E)L 

(E)L 

(E)L 
(E)L 

(E)R 

(E)R 
SPACE 

SPACE 

SPACE 

SPACE 

Panel Connected Load: 

Sub-Fed Connected Load: 

Total Demand Load: 

0 5 KVA 

D.D KVA 

0.5 KVA 

2019-0426 

2.4 Amps 

a.a Amps 

2.4 Amps 

Ckt 

No. 

2 

4 
6 

8 
10 
12 
14 
16 
18 
20 
22 

24 

LUMINAIRE SCHEDULE 

TYPE DESCRIPTION 
4 FT, LENSED; LINEAR LUMINAIRE . 

A 

Lighting Control Panel 
Relay# Circuit Description 

1 A-13., 24., 26. (E) L-HALL, OUTSIDE: FAST, OUTSIDE WEST 

2 C-21. (E) L-HALL 

(E) L-HALL 

4 F-29. (E) L-HALL 

5 

6 

~-~--3-.. ~-l-;R-.,-._,a-.-

a I 
Inputs: TC, PC 

Abbreviations: 
TC T1meclock operat;ng power pack local to each light circuit 

PC Photocell 

4 

0 

HOUSING 
STEEL 

In NEMA 1 enclosure and 

Control 

Surface Mounted 

Notes 

TC 
TC 
TC 
TC 
TC 

SHIELDING 
FROSTED ACRYLIC LENS 

MOUNTING 
SURFACE 

3 

LAMP(S) 
TS PHILLIPS F32T8/841, SYLVANIA 
41 DOK F032/841 OR EQUIVALENT 

INPUT 
WATTS 

32 
VOLTAGE 

120 
MFG/CATALOG# NOTES 

LITHONIA SB2 32W OR EQUIVALENT 

2 1 

D 

CLIENT 

Lake Oswego 
School District 
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Lake Oswego School District - 2017 Bond Improvements 

rove 
■ 

enova1ons 
15777 Boones Ferry Road 
Lake Oswego, OR 97035 

ALLOWANCES: 
1. MASONRY REPOINTING - REPOINT EXTERIOR MASONRY. (INCLUDING AREAS INDICATED ON DRAWINGS): 1.500 SF 
2 WOOD FASCIA- REPLACE FASCIA, (INCLUDING AREAS INDICATED ON DRAWINGS): 200 LF 
3. EXTERIOR TRIM 1x- REPLACE TRIM, (IN ADDITION TO AREAS INDICATED ON DRAWINGS): 400 LF 
4. CEILING GLUE-UP TILES- REATTACH TILE AND PAINT, (IN ADDITION TO AREAS INDICATED ON DRAWINGS) 200 SF 
5. CEILING REPLACE 2 X 4 LAY-IN TILES - REPLACE, (IN ADDITION TO AREAS INDICATED ON DRAWINGS): 200 SF. 
6. VCT - REPLACE TILES, (IN ADDITION TO AREAS INDICATED ON DRAWINGS): 200 SF 
7. CARPET TILE - REPLACE TILES, (IN ADDITION TO AREAS INDICATED ON DRAWINGS): 20 SY 
8. CARPET TO VCT/SHEET VINYL REDUCER STRIP- INSTALL, (IN ADDITION TO AREAS INDICATED ON DRAWINGS): 100 LF 
9. PAINTING (INTERIOR)- PAINT INTERIOR WALLS/CEILINGS, (IN ADDITION TO AREAS OF NEW WORK INDICATED ON DRAWINGS): 2,000 SF 

ANNOTATION SYMBOLS: 
Room Tags 

Room Name 

I A101 I 

Wall Tags 

Door Tag 

101 

Window Tag 

[iEJ 

Section Marker North Arrow 

~Ref 

~y 
~Ref 

/~, 

Tr,.,e Nortn Project North 

Elevation Datum Marker 

HAZARDOUS MATERIALS NOTES: 
ASBESTOS-CONTAINING MATERIALS (ACM) ARE KNOWN TO BE PRESENT WITHIN BUILDING. A COMPREHENSIVE 
INSPECTION, TESTING, AND REPORT OF THE BUILDING WAS CONDUCTED IN PREPARATION OF DEMOLITION AND 
RENOVATION. REFER TO THE HAZARDOUS MATERIALS SURVEY INFORMATION AND HAZARDOUS MATERIALS DRAWINGS 
FOR TYPE, QUANTITY, AND LOCATION OF ACM. 

ALL CONTRACTORS AND SUBCONTRACTORS WORKING ON THIS SITE SHOULD NOTIFY THE GENERAL CONTRACTOR AND 
HAZARDOUS MATERIALS CONSULTANT IF SUSPECT ACM, NOT IDENTIFIED IN THE SURVEY REPORT, ARE UNCOVERED 
DURING DEMOLITION OR RENOVATION ACTIVITIES. 

LEAD-CONTAINING PAINT AND VARNISH IS PRESENT WITHIN WORK AREAS THROUGHOUT THE BUILDING. REFER TO THE 
SURVEY REPORT FOR REPRESENTATIVE COMPONENTS TESTED. ALL PAINTED AND VARNISHED SURFACES NOT TESTED 
SHOULD BE PRESUMED TO CONTAIN LEAD. PERFORM ALL WORK IN ACCORDANCE WITH OREGON OCCUPATIONAL SAFETY 
AND HEALTH ADMINISTRATION (OR-OSHA), OAR CHAPTER 437 DIVISION 3, 1926.62, LEAD IN CONSTRUCTION INDUSTRY 
STANDARDS AND ENVIRONMENTAL PROTECTION AGENCY'S (EPA) RENOVATION, REPAIR AND PAINTING (RRP) PROGRAM 40 
CFR-745 SUBPART E. 

VICINITY MAP: 

Ceiling Tags Keynote Tag 

0 Level~ 

Roof Tags 

Finish Tags 

0 

ABBREVIATIONS: 

& 
AB 
ACT 
ADD 

ANGLE 
AND 
ANCHOR BOLT 
ACOUSTICAL CEILING TILE 
ADDENDUM 

Equipment Tag 

Stair Tags 

@J 20R@1'-0" 

Elevation Marker 

1 
AOOO 

DOWN 
DAMPROOFING 
DOOR 
DOWNSPOUT 
DETAIL 

AESS ARCHITECTURAL EXPOSED STRUCTURAL STEEL 

DN 
DP 
DR 
DS 
DTL 
DWG 
E 

DRAWING 
EXISTING AFF ABOVE FINISH FLOOR 

ALS AREA LIGHT STANDARD 

ALUM ALUMINUM 
ANOD ANODIZED 
BD BOARD 
BLDG BUILDING 

BLKG BLOCKING 
BM BENCH MARK 

BOT BOTTOM 
BTV\/N BETWEEN 

C CHANNEL 
CB CATCH BASIN 
CCTV CLOSED CIRCUIT TELEVISION 
CG CORNER GUARD 
GIP CAST IN PLACE CONCRETE 

CJ 
CL 

CLG 

CONTROL JOINT 
CENTERLINE 

CEILING 
CLR CLEAR 
CMU CONCRETE MASONRY UNIT 
CONT CONTINUOUS 
CORR CORRIDOR 
CR CLASSROOM 
CSJ CONSTRUCTION JOINT 

CSMT CASEMENT 
CT CERAMIC TILE 
CTR CENTER 
DBL DOUBLE 
DF DRINKING FOUNTAIN 

DIAG DIAGONAL 
DIM DIMENSION 

DISP DISPENSER 

OWNER 

Lake Osweso 
School District 

LAKE OSWEGO SCHOOL DISTRICT 
2455 COUNTRY CLUB ROAD 
PORTLAND, OR 97205 
NAME: DAVE KRUGER 
PHONE: 5032266950 

ARCHITECTURE 

I B I 
IBI GROUP 
907 SW HARVEY MILK 
PORTLAND, OR 97205 

EA 
EF 
EJ 
EL 
ELEC 

EACH 
EXHAUST FAN 
EXPANSION JOINT 
ELEVATION 
ELECTRICAL 

ENGR ENGINEER 
EOS EDGE OF SLAB 
EQ EQUAL 

EQUIP EQUIPMENT 

ES EACH SIDE 
EW 
EXP 

EXT 
FA 

FD 
FDN 

FE 

EACH WAY 
EXPANSION 
EXTERIOR 
FIRE ALARM 

FLOOR DRAIN 
FOUNDATION 

FIRE EXTINGUISHER 
FEC FIRE EXTINGUISHER CABINET 
FECB FIRE EXTINGUISHER CABINET 'MTH BLANKET 
FF FINISH FLOOR 
FIN FINISH 

FLOOR 
FACE OF 

FL 
FO 

FOG 
FOF 
FOM 

FACE OF CONCRETE 
FACE OF FINISH 
FACE OF MASONRY 

FOS FACE OF STUD 
FRT FIRE RETARDANT TREATED 

FTG FOOTING 
FURR FURRING 

GA GAUGE 

STRUCTURAL 

KPFF 

NAME: JAMES FITZPARICK 
PHONE: 5032266950 

111 SW 5TH AVE SUITE 2500 
PORTLAND, OR 97204 
NAME: AARON STOCEK 
PHONE: (503) 227-3251 

Titlemark 

1 View Name 
A101 Scale: 1/8""' 1'-0" 

Revision Tags 

GALV GALVANIZED NIC NOT IN CONTRACT 

GB GRAB BAR NOM NOMINAL 
GC GENERAL CONTRACTOR NS NELSON STUD 
GL GLASS NTS NOT TO SCALE 
GND GROUND OA OVERALL 

GVP GYPSUM VENEER PLASTER OC ON CENTER 
GWB GYPSUM WALL BOARD OD OUTSIDE DIAMETER 

HB HOSE BIBB OD OVERFLOW DRAIN 

HC HANDICAP OFCI OWNER FURNISHED CONTRACTOR INSTALLED 
HM HOLLOW METAL OFOI OWNER FURNISHED OWNER INSTALLED 
HPC HIGH PERFORMANCE COATING OH OVERHEAD 
HVAC HEATING, VENTILATION. AND AIR CONDITIONING OPNG OPENING 

HW HOT WATER 
INSUL INSULATION 

INT 
JAN 
JST 
JT 
L 
LAV 
LB 

LKR 
LS 
LVR 

INTERIOR 
JANITOR 

JOIST 
JOINT 
LENGTH 
LAVATORY 
LAG BOLT 

LOCKER 
LANDSCAPING 

LOUVER 
MATL MATERIAL 
MAX MAXIMUM 
MB MARKERBOARD 
MECH MECHANICAL 
MED MEDIUM 
MEZZ MEZZANINE 
MFR MANUFACTURER 
MIN MINIMUM 
MIR MIRROR 
MISC MISCELLANEOUS 
MTD MOUNTED 

MTL METAL 
N NEW 
NA NOT APPLICABLE 

MECHANICAL 

INTERFACE ENGINEERING 
100 SW MAIN STREET SUITE 1600 
PORTLAND, OR 97204 
NAME: MICHELLE SETTERBERG 
PHONE: (503) 382-2256 

ELECTRICAL 

INTERFACE ENGINEERING 

OPP 
OS 

OPPOSITE 
OUTSIDE 

PL PROPERTY LINE 
PLAS PLASTER 
PL YWD PLYWOOD 
PSF PER SQUARE FOOT 
PT PRESSURE TREATED 

PVMT PAVEMENT 
R RADIUS 

RCP 
RD 

REF 

REFLECTED CEILING PLAN 
ROOF DRAIN 

REFERENCE 
REFR REFRIGERATOR 
REQ'D REQUIRED 
REV REVISE OR REVISION 
RM ROOM 
RO ROUGH OPENING 
SAHTS SELF-ADHERED HIGH TEMPERATURE SHEET 
SAM SELF-ADHERED MEMBRANE 
SC SOLID CORE 
SECT SECTION 
SF SQUARE FOOT 
SHT SHEET 

SHTG SHEATHING 
SHWR SHOWER 

SIM SIMILAR 

TECHNOLOGY 

INTERFACE ENGINEERING 
100 SW MAIN STREET SUITE 1600 
PORTLAND. OR 97204 

100 SW MAIN STREET SUITE 1600 
PORTLAND. OR 97204 

NAME TESS ELLSWORTH NAME DARCY TUCKER 
PHONE: (503) 382-2639 PHONE: (503) 382-2683 

,' t' 
-" " 

,(C"' 

SJ 
SM 
SQ 

ss 
STD 

SEISMIC JOINT 
SHEET METAL 
SQUARE 
STAINLESS STEEL 
STANDARD 

STL STEEL 
STOR STORAGE 
STRUCT STRUCTURAL 

SUSP SUSPENDED 
T TEMPERED GLAZING 
T&G TONGUE AND GROOVE 
TIM TO MATCH 

TC 
TEL 

THK 
TJ 
TO 
TOD 
TOS 

TP 
TS 

TOP OF CURB 
TELEPHONE 

THICK 
TOOL JOINT 

TOP OF 
TOP OF DECK 
TOP OF STRUCTURE 
TOILET PAPER 
TUBE STEEL 

TYP TYPICAL 
UNFIN UNFINISHED 

UNO UNLESS NOTED OTHER'MSE 
VB VAPOR BARRIER 
VERT VERTICAL 
VEST VESTIBULE 
VFY VERIFY 
W/ 
W/O 

WC 
WO 

WF 

WITH 
WITHOUT 
WATER CLOSET 
WOOD 
WIDE FLANGE 

WH WATER HEATER 
WP WATERPROOFING 
WRB WATER-RESISTIVE BARRIER 

WT WEIGHT 

ENVELOPE HAZARDOUS MATERIALS 

~PBS 
PROFESSIONAL ROOF CONSULTANTS, INC. PBS ENGINEERING+ ENVIRONMENTAL 
1108 SE GRAND AVENUE, SUITE 300 8060 SW PFAFFLE ST #110 
PORTLAND. OR 97204 PORTLAND. OR 97223 
NAME STEVEN L. MCBRIDE NAME TERENCE WALTON 
PHONE: (503) 280-8759 PHONE: (503) 718-0075 

SHEET INDEX 
Structural 

S0001 

S0002 
S0003 
S1501A 

S1501B 
S1501C 
S1501D 

S2501C 
S3501C 
S5101 
S7101 

S7102 
S7103 

DRAWING INDEX AND LIST OF ABBREVIATIONS 
GENERAL STRUCTURAL NOTES 

GENERAL STRUCTURAL NOTES CONT. 
FLOOR PLAN - SECTOR A 

FLOOR PLAN - SECTOR B 
FLOOR PLAN - SECTOR C 
FLOOR PLAN - SECTOR D 
SECOND FLOOR PLAN - SECTOR C 

ROOF PLAN - SECTOR C 
CONCRETE DETAILS 
DETAILS 

FRAMING DETAILS 
DETAILS 

Hazardous Materials 
HA1 HAZARDOUS MATERIAL ABATEMENT PLAN 

Architectural 
AG1103 WALL TYPES & ASSEMBLIES 
A1101 

A1401 
A1501A 

A1501B 

A1501C 
A1501D 

A1601 

A1602 
A1801 
A1802 

A1811 
A2101 
A2102 
A2103 

A2104 
A2105 
A2106 

A3101 
A4201 
A4210 

A4211 
A5001 
A5002 

A5301 
A5801 
A6001 

A6101 

Plumbing 

P0001 
P1101 

Mechanical 
M0001 
M0002 

M1101 
M1501A 
M1501B 
M1501C 

M1501D 

Electrical 

E0001 
E1101 

OVERALL FLOOR PLAN 

OVERALL ROOF PLAN 
SECTOR PLAN A 
SECTOR PLAN B 

SECTOR PLAN C 
SECTOR PLAN D 
OVERALL REFLECTED CEILING PLAN 

ENLARGED REFLECTED CEILING PLANS 
OVERALL FLOOR FINISH PLANS 
ENLARGED FLOOR FINISH PLANS 

SIGNAGE PLAN - LEVEL 1 
OVERALL EXTERIOR ELEVATIONS 
EXTERIOR ELEVATIONS 
EXTERIOR ELEVATIONS 

EXTERIOR ELEVATIONS 
EXTERIOR ELEVATIONS 
EXTERIOR ELEVATIONS 

WALL SECTIONS 
RESTROOM PLANS AND ELEVATIONS 

INTERIOR ELEVATIONS 

INTERIOR ELEVATIONS 
EXTERIOR DETAILS 

EXTERIOR DETAILS 

ROOF DETAILS 
INTERIOR DETAILS 

ROOM FINISH SCHEDULE 

DOOR SCHEDULE 

SYMBOL LIST AND GENERAL NOTES - PLUMBING 
FLOOR PLAN - LEVEL 01 - OVERALL - PLUMBING 

SYMBOL LIST AND GENERAL NOTES - MECHANICAL 
SCHEDULES - MECHANICAL 

FLOOR PLAN - LEVEL 01 - OVERALL - MECHANICAL 
FLOOR PLAN - LEVEL 01 - SECTOR A - MECHANICAL 
FLOOR PLAN - LEVEL 01 - SECTOR B - MECHANICAL 
FLOOR PLAN - LEVEL 01 - SECTOR C - MECHANICAL 

FLOOR PLAN - LEVEL 01 - SECTOR D - MECHANICAL 

SYMBOL LIST AND GENERAL NOTES - ELECTRICAL 
FLOOR PLAN - LEVEL 01 - OVERALL - ELECTRICAL 

E1201 FLOOR PLAN - LEVEL 02 - OVERALL - ELECTRICAL 

E1501A 
E1501B 
E1501C 

E1501D 
E1601 

E1601A 

E1601B 
E1601C 

E5001 

E6001 

Technology 

T0001 
TD1501B 
T1101 

T1501A 
T1501B 
T1501 C 
T1501D 

T5001 

FLOOR PLAN - LEVEL 01 - SECTOR A - ELECTRICAL 

FLOOR PLAN - LEVEL 01 - SECTOR B - ELECTRICAL 
FLOOR PLAN - LEVEL 01 - SECTOR C - ELECTRICAL 
FLOOR PLAN - LEVEL 01 - SECTOR D - ELECTRICAL 

FLOOR PLAN - LEVEL 01 - OVERALL PLAN - LIGHTING 

FLOOR PLAN - LEVEL 01 - SECTOR A - LIGHTING 
FLOOR PLAN - LEVEL 01 - SECTOR B - LIGHTING 

FLOOR PLAN - LEVEL 01 - SECTOR C - LIGHTING 

SINGLE LINE DIAGRAMS - ELECTRICAL 
SCHEDULES - ELECTRICAL 

SYMBOL LIST AND GENERAL NOTES - TECHNOLOGY 
DEMO PLAN - LEVEL 01 - SECTOR B - TECHNOLOGY 
FLOOR PLAN - LEVEL 01 - OVERALL - TECHNOLOGY 
FLOOR PLAN - LEVEL 01 - SECTOR A - TECHNOLOGY 

FLOOR PLAN - LEVEL 01 - SECTOR B - TECHNOLOGY 
FLOOR PLAN - LEVEL 01 - SECTOR C - TECHNOLOGY 
FLOOR PLAN - LEVEL 01 - SECTOR D - TECHNOLOGY 

ENLARGED PLANS 

BUILDING CODE NOTES: 

BUILDING CODE: 

OCCUPANCY TYPE: 

2019 OREGON STRUCTURAL SPECIAL TY CODE 

E OCCUPANCY - EXISTING 
THIS RENOVATION PROVIDES NO CHANGES TO THE BUILDING OCCUPANT LOAD 

CONSTRUCTION TYPE: TYPE VB PER TABLE 503 

EXISTING BUILDING SF: 58,803 SF (NO CHANGE THIS PROJECT) 

SCOPE OF WORK: GYMNASIUM SEISMIC UPGRADE WITH RE-ROOF/ROOF REPAIRS. 

COST CONSULT ANT 

11!CC Cost t:onsu/teints, 
YDUR f'~GECT i Gf,J t,LID(;F 

ACC COST CONSULTANTS 
8060 SW PFAFFLE ST #110 
PORTLAND. OR 97223 
NAME TERENCE WAL TON 
PHONE: (503) 718-0075 

RESTROOM REMODEL - UPGRADES TO SINGLE USER RESTROOM TO MEET ADA. 

BID SET 

Lake Oswego School 
District - 2017 Bond 
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GENERAL NOTES 
1. THIS DRAWING IS DIAGRAMMATIC AND SHOULD BE USED FOR 

GENERAL MATERIAL AND ABATEMENT INFORMATION ONLY. 
CONTRACTOR IS TO FIELD VERIFY ALL MATERIAL LOCATIONS, SITE 
CONDITIONS AND QUANTITIES. 

2. CONTRACTOR IS TO PERFORM ALL SELECTIVE DEMOLITION AS 
NEEDED OR NOTED TO ACCESS AND ABATE 
ASBESTOS-CONTAINING MATERIALS. REMOVE AND DISPOSE OF 
ALL ASBESTOS-CONTAINING OR PRESUMED 
ASBESTOS-CONT Al NI NG OR ASBESTOS CONT AMINA TED 
MATERIALS. REFERENCE PROJECT SPECIFICATION SECTION 02 82 
13 FOR REMOVAL AND DISPOSAL REQUIREMENTS. 

3. ASBESTOS-CONTAINING MATERIALS ARE PRESENT IN ACCESSIBLE 
AND INACCESSIBLE INTERSTITIAL SPACES THROUGHOUT THIS 
BUILDING. IF SUSPECT MATERIALS ARE UNCOVERED DURING 
DEMOLITION OR RENOVATION ACTIVITIES THAT ARE NOT 
IDENTIFIED ON THE PRECEDING SURVEY REPORT, THESE 
DRAWINGS OR SPECIFICATIONS, STOP WORK AND CALL FOR 
ADDITIONAL TESTING BY THE OWNER'S ENVIRONMENTAL 
CONSULTANT 

4. ALL PAINTED OR VARNISHED SURFACES ARE KNOWN OR 
PRESUMED TO CONTAIN LEAD. ALL CONTRACTORS AND 
SUB-CONTRACTORS IMPACTING PAINTED OR VARNISHED 
SURFACES AS A RESULT OF RENOVATION, DEMOLITION OR 
ABATEMENT ACTIVITIES, IS TO COMPLY WITH ALL APPLICABLE 
OSHA LEAD PAINT REGULATIONS IN OAR 437-DIVISION 3, 1926.62, 
AND/OR SECTION 02 83 13 OF THE SPECIFICATIONS. IN ADDITION, 
THE CONTRACTOR IS ALSO REQUIRED TO PERFORM WORK IN 
ACCORDANCE WITH THE ENVIRONMENTAL PROTECTION 
AGENCY'S (EPA) 40 CFR-745 SUBPART E, RENOVATION, REPAIR 
AND PAINTING (RRP) PROGRAM FOR CHILD OCCUPIED FACILITIES. 
THESE RULES APPLY WHEN RENOVATION, REPAIR, AND PAINTING 
OCCUR IN SCHOOLS AND CHILD OCCUPIED FACILITIES BUILT 
BEFORE 1978. REFERENCE THE 40 CFR-745 SUBPART E AND 
SPECIFICATION SECTION 02 8314 FOR ALL APPLICABLE 
REQUIREMENTS. 

5. ABATEMENT CONTRACTOR IS TO COORDINATE ALL ABATEMENT 
ACTIVITIES WITH THE GENERAL CONTRACTORS PROJECT 
SUPERINTENDENT INCLUDING BUT NOT LIMITED TO; SCHEDULING, 
PHASING, ACCESS, AND SECURITY, POWER AND WATER NEEDS, 
PROTECT AND SAVE ITEMS, LOCKOUT/TAGOUT PROCEDURES AND 
SITE SAFETY REQUIREMENTS. 

ABATEMENT NOTES 
1. THE ABATEMENT CONTRACTOR SHALL BEAR THE COST FOR 

REPAIR OR REPLACEMENT OF BUILDING COMPONENT OR PAINT 
DAMAGE ASSOCIATED WITH THE ABATEMENT CONTRACTOR 
WORK. 

2. COORDINATE WITH THE GENERAL CONTRACTOR ITEMS TO BE 
PROTECTED AND SAVED WITHIN THE ABATEMENT WORK AREAS. 

KEY NOTES 
(D BOTH ASBESTOS-CONTAINING FLOOR TILE AND 

ASBESTOS-CONTAINING MASTIC ARE TO BE REMOVED TO A CLEAN 
CONCRETE SUBSTRATE. 

IJ) REMOVE TILE AND MASTIC AT A MINIMUM OF THREE FEET FROM 
THE WALL TO THE NEXT WHOLE TILE. COORDINATE WITH THE 
GENERAL CONTRACTOR. 

@ EIGHT WINDOW ASSEMBLIES (UNDER EXTERIOR SIDING AND 
INTERIOR PANEL BOARD) ON THE SOUTH SIDE OF THE GYM WITH 
ASBESTOS-CONTAINING GLAZING COMPOUND AND PERIMETER 
CAULK ARE TO BE REMOVED WITH THE FRAMING INTACT AND 
DISPOSED OF AS ASBESTOS-CONTAINING WASTE. DO NOT REMOVE 
THE COLUMNS BETWEEN THE WINDOWS. REMAINING PERIMETER 
CAULK IS TO BE REMOVED AS A NON-FRIABLE MATERIAL USING 
MANUAL WET METHODS. REFERENCE STRUCTURAL DRAWINGS 
FOR ADDITIONAL INFORMATION. 

@ ASBESTOS-CONTAINING MASTIC TO BE REMOVED TO A CLEAN 
CONCRETE SUBSTRATE. 

@ SCOPE INCLUDES THE REMOVAL OF CEILING MATERIAL, 
INSULATION, FRAMING, AND CLEANING OF ALL REMAINING ATTIC 
COMPONENTS AND HORIZONTAL SURFACES WITHIN THE 
FOOTPRINT OF STORAGE ROOM 94. 

LEGEND 

rm 
~ 

CARPET AND ASBESTOS-CONTAINING FLOORING MASTIC 
ON CONCRETE TO BE REMOVED 

ASBESTOS-CONTAINING FLOOR TILE AND 
ASBESTOS-CONTAINING MASTIC ON CONCRETE TO BE 
REMOVED 

NON-ASBESTOS CEILING WITH ASBESTOS DEBRIS 
CONTAMINATION TO BE REMOVED (SEE KEY NOTE 5) 

WINDOW ASSEMBLIES WITH ASBESTOS-CONTAINING 
GLAZING COMPOUND AND PERIMETER CAULK TO BE 
REMOVED (SEE KEY NOTE 3) 
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NOTE: This is a standard symbol list and not all items listed may be used. 

Abbreviations 
AFF ABOVE FINISHED FLOOR 

AD ACCESS DOOR 

A/C A:R CONDITION/ED) 

D BDD BACKDRAFT DAMPER 
BFP BACKFLOW PREVENTER 
BFF BELOW FINISHED FLOOR 
BHP BRAKE HORSEPOWER 
CD CEILING DIFFUSER 
CV CHECK VALVE 

COP COEFFICIENT OF PERFORMANCE 
cw COLDWATER 
CD CONDENSATE DRAIN 
cu CONDENSING UNIT 

CONT. CONTINUATION 

DB DECIBEL 

(X) DEMOLISH 

DIA DIAMETER 

DX DIRECT EXPANSION 
D DROP 

DB DRY BULB 
EFF EFFICIENT 

ELECT ELECTRICAL 

EER ENERGY EFFICIENCY RATING 
EAT ENTERING AIR TEMPERATURE 
EWT ENTERING WATER TEMPERATURE 
EXH EXHAUST 
EF EXHAUST FAN 
(El EXISTING 
F FAHRENHEIT 

FT FEET 
FD FIRE DAMPER 

FLA FULL LOAD AMPS 

GAL GALLONS 

GPH GALLONS PER HOUR 

GPM GALLONS PER MINUTE 
HD HEAD 

HTR HEATER 
HTG HEATING 
HP HORSEPOWER 

HWC HOT WATER COIL 
IN INCHES 
ID INSIDE DIAMETER 
iE INVERT ELEVATION 

C KW KILOWATT 
LH LATENT HEAT 
LAT LEAVING AIR TEMPERATURE 
MAX MAXIMUM 
MIN MINIMUM 
MA MIXED AIR 
MD MOTORIZED DAMPER 
NIA NOT APPLICABLE 
NIC NOT IN CONTRACT 

NTS NOTTO SCALE 
NO NUMBER 
oc ON CENTER 

OBD OPPOSED BLADE DAMPER 
OA OUTSIDE AIR 
OD OUTSIDE DIAMETER 
PH PHASE 

LBS. POUNDS 
PSI POUNDS PER SQUARE INCH 
PD PRESSURE DROP 

PRV PRESSURE REDUCING VALVE 
QTY QUANTITY 
(R) RELOCATE/RELOCATED LOCATION 
RET RETURN 
RA RETURN AIR 

RPM REVOLUTIONS PER MINUTE 
R RISE 

SEER SEASONAL ENERGY EFFICIENCY RATING 
SH SENSIBLE HEAT 

sov SHUT OFF VALVE 
SF SQUARE FEET 
SP STATIC PRESSURE 
SA SUPPLY AIR 

T. TEMP TEMPERATURE 
TD TEMPERATURE DIFFERENCE 

MBH THOUSAND BTU'$ PER HOUR 
TH TOTAL HEAT 
TP TOTAL PRESSURE 
V VOLT 

we WATER COLUMN 

B w WATT 
WB WET BULB 
WI WITH 

A 

:;; 

" N 
M 

~ 
;:. 
1i:i 
0 

\ii - 6 iSl 

Dampers 

f [ t VOLUME DAMPER 

Diffusers and Grilles 

5 

I 1~~62 I CD-i DIFFUSER OR GRILLE IDENTIFICATION 

EXHAUST AIR 

00 RETURN AIR 

SUPPLY AIR 

Ductwork Fittings 

4 

MECHANICAL SYMBOL LIST 

Piping Fittings, Appurtenances and Eguipment 

----~;1 CAP 

CONTINUATION 

f MANUAL AIR VENT 

-----<:> PIPE DROP 

PIPE RISE 

PIPE TO DRAIN 

,cccccc, J:::::::f ACOUSTICALLY LINED DUCT (SIZES SHOWN ARE NET INSIDE) 

T 

Of PRESSURE GAUGE WITH COCK 

. I <f .E;l'. + BELLMOUTH 

,-...J>--< + il , CONCENTRIC SQUARE TO ROUND 

,'---f>-t F ! t::l CONCENTRIC TRANSITION, RECTANGULAR OR ROUND 

>-,,-, j-:::J::==f ECCENTRIC TRANSITION. RECTANGULAR OR ROUND 

~ FLEXIBLE CONNECTION 

i---{ ~ NON-SYMMETRICAL WYE 

G--< ~t-:~1--<t RECTANGUU\R DUCT DROP 

- -111-l _ 4f RECTANGUU\R DUCT RISER 

' l ' t - f RECTANGUU\R MAIN WITH RECTANGULAR BRANCH \ii 

~ I I t B t RECTANGULAR MAIN WITH ROUND BRANCH 

~ ~ RECTANGULAR OFFSET LESS THAN 15%%d 

~ ~ RECTANGULAR OFFSET MORE THAN 15%0/od 

C___, •~0~~1 ROUND DUCT DROP 

~ IZl"',-1 -,, ROUND DUCT RISER 

' y ' L? ROUND DUCT WITH ROUND BRANCH 

,_, --;I H SYMMETRICAL WYE 

~ -t:==:rtr MITERED ELBOW WITH TURNING VANES 

J c==r!} RAD!USED ELBOW 

General 

G EQUIPMENT IDENTIFICATION 
LOCATION 

0 POINT OF CONNECTION 

(Ill 30X1B I RECTANGULAR DUCT SIZING 

(X) I 30"0 I ROUND DUCT SIZING 

5 

PRESSURE RELIEF VALVE 

lp PRESSURE SENSOR 

SHOCK ABSORBER 

b T&P RELIEF VALVE WITH P!PE TO DRAIN 

TEE DOWN ON PIPE 

----o- TEE UP ON PIPE 

l'jl TEMPERATURE SENSOR 

TEST PORT (PETE'S PLUG OR EQUAL) 

THERMOMETER 

Piping Systems 

--RI..-- REFRIGERANT LIQUID 

--RS-- REFRIGERANT SUCTION 

Piping Valves 

-------t-{--- CHECK VALVE 

---txl-- GLOBE VALVE 

---tl>c-- QUARTER TURN VALVE 

---txl-- VALVE, GENERAL 

4 

3 2 

3 2 

GENERAL MECHANICAL NOTES 
A. PROJECT SCOPE: REFURBISH EXISTING EQUIPMENT WHERE NOTED AND REPLACE 

EXISTING EQUIPMENT WITH COMPARABLE NEW EQUIPMENT WHERE NOTED. 
CONTRACTOR IS TO ENSURE THAT THE EQUIPMENT OPERATES AS ORIGINALLY 
DESIGNED WHEN PROJECT IS COMPLETE. 

B. THE SCOPE OF WORK INCLUDES REPLACING TWO LOW POINT DRAIN VALVES. 
CONTRACTOR TO FIELD VERIFY DRAIN VALVE LOCATIONS AND WORK WITH 
SCHOOL DISTRICT TO COMPLETE THIS WORK. 

C. REVIEW"FOR REFERENCE'' ONLY ABATEMENT DRAWINGS IN SET AND OWNER'S 
ABATEMENT REPORT. COORDINATE WITH GENERAL CONTRACTOR FOR 
ABATEMENT SEQUENCING. ABATEMENT REGARDING PLUMBING, MECHANICAL. 
ELECTRICAL. AND TECHNOLOGY IS OCCUR ING ONLY AT LOCATIONS WITH SCOPE 
OF WORK AS SHOWN IN THESE DOCUMENTS. 

M0001 
M0002 

M1101 

M1501A 
M1501B 
M1501C 
M1501D 

SHEET INDEX 
SYMBOL LIST AND GENERAL NOTES~ MECHANICAL 
SCHEDULES - MECHANICAL 

FLOOR PLAN w LEVEL 01 ~ OVERALL w MECHANICAL 

FLOOR PLAN w LEVEL 01 ~ SECTOR A~ MECHANICAL 
FLOOR PLAN w LEVEL 01 ~ SECTOR B ~ MECHANICAL 
FLOOR PLAN w LEVEL 01 ~ SECTOR Cw MECHANICAL 
FLOOR PLAN w LEVEL 01 ~ SECTOR D w MECHANICAL 

1 

D 

C 

B 

A 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 

COPYRIGHT 
Th,s draw,1g hios bean pt<!pa-.io 5:;,jelyfo' tie 01t,.,cW uoe. 1r•J$ any rep""o~Cb<.n or 
di~!fibati~n for an:, OUfl)()S<! other Ula1 au!hoi.ad by ltl' Grou~ s fort:>i::ldeo. ',Vitten 

c,,:r,ws.onoa shajl h,uu prc,=lto:>CIJ """" srn,c,d<1inr,r1sims Scmlracias slia,: ,•c,rffy "''" "~ 
rnspccs,~le fo: all O,.neca,011s a,,d co,1ddmns cc u,e .,ob, a,1d I Bl Group stall be Icfcc"°"" ci 
any •,>lria!fors from t~e ~,mers om ~1d co,id~icn~ $llow1 <:f' llle ::lraw og. S~op ~-awOiqs 

"7a. 00 s,,omWod to 181 ""'"r for ;ieror,il nonfom,arn:o n01'oc,i rccr,iodingw,:a faorir,:,ioo 

181 GROUP USA 
I$~ mmber of me '8' G<o,p « c.:mpar e~ 

ISSUES 
No. DESCRIPTION 

1 BID SET 

DATE 

02117/2020 

KEYPU\N 

i nil 
A B 

~ 

~c~ 
~ 

CONSULTANTS 

~INTERFACE 
=,=ENGINEERING 

SEAL 

PROJECT !ln9-C,V'.: 

CONTACT /\11cc-c,lle ~dlerbery 

10'.J SW fl/: n S:rcct Su tc 1600 

C •• ',()~_38? L''.:'.: 

www.interiaceengineering.com 

'I ---,I 181 GROUP 

I B I 
907 SW Harvey Milk Street 
Portland, OR snos, USA 
tel 503 226 6950 fa)( 503 273 9192 

,.._ __ _.1 ibigroup-edpnw.com 

PROJECT 

LAKE GROVE 

15777 Boones Ferry Road 
Lake Oswego, OR 97035 

PROJECT NO 
122962-200 

DRAWN BY: 
MS 

PROJECT MGR: 
MS 
SHEET TITLE 

CHECKED BY: 
AC 

APPROVED BY: 
AC 

I 

SYMBOL LIST AND GENERAL 
NOTES - MECHANICAL 

SHEET NUMBER 

M0001 



D 

C 

B 

A 

6 5 4 

UNIT VENTILATOR SCHEDULE 
BASIS OF DESIGN SUPPLY FAN DX COOLING COIL HOT WATER HEATING COIL 

SYMBOL 

UV-1 

UV-2 

NOTES 

1 

2 

3 

4 

5 

AREA SERVED MFR MODEL 

OFFICE 24.4 DAIKIN 

MUSIC 30 DAIKIN 

UNIT 

TYPE 

HOT WATER 

HOT WATER 

ASSOC 

cu 
CU-1 

TOTAL 

CFM 

1000 
1000 

MIN FAN 

OSA MOTOR 

CFM HP 

155 1/4 

155 1/3 

TOTAL SENS 

CAP 

(MBH) 

30.5 

CAP 

(MBH) 

EDB 

CF) 
80 

CONFIRM REPLACEMENT UNIT VENTILATORS MATCH COIL CONNECTIONS LOCATIONS, HEATING AND COOLING CAPACITIES, ETC WITH EXISTING UNITS. 

PROVlDE WITH FACE AND BYPASS DAMPERS. 

PROVIDE WITH ECONOMIZER FUNCTION. 

NEW UNITS TO FIT WITHIN THE EXISTING SPACE. PROVIDE WITH TRIM PIECE PANELS AS NEEDED TO MATCH EXISTING. 

PROVIDE LINE ITEM COST FOR ECM. 

6 REUSE EXISTING POWER CIRCUIT AND CONFIRM VOLTAGE BEFORE ORDERING. 

PUMP SCHEDULE 
BASIS OF DESIGN 

HEAD 

EWB 

CF) 
67 

LDB 

CF) 
55 

ELECTRICAL 

LWB 

CF) 
54 

MIN 

CAP 

(MBH) 

57.0 

57.0 

APPROX. 

SYMBOL AREA SERVED MFR MODEL 

PUMP 

TYPE 

IMPELLER 

SIZE 

FLUID 

TYPE RPM 

EFFICIENCY 

% 

FLOW 

RATE 

(GPM) (FT. H2O) VOL TS PH BHP MHP 

DIMS 

(LxWxH) 

P-1 HEATING WATER TACO Fl1507D BASE MOUNTED 

P-2 HEATING WATER TACO Fl1507D BASE MOUNTED 

NOTES: 

BASIS OF DESIGN 

7 

7 

WATER 1760 74 1175 

WATER 1760 74 117.5 

FAN SCHEDULE 
AIR 

FLOW TSP MAX 

45 208 3 3 32x14x7 

45 208 3 3 32x14x7 

ELECTRICAL 

APPROX. MAX 
SOUND DIMS WT 

# 

ROWS 

1 
1 

MAX 
WT 

(LBS) 

300 

300 

FPI 

WATER 

FLOW 

(GPM) 

2 
2 

SYMBOL AREA SERVED MFR MODEL TYPE DRIVE (CFM) (IN H2O) 

FAN 

RPM RPM (SONES) VOLTS PH BHP MHP (LxWxH) (LBS) NOTES 

EF-1 

EF-2 

EF-3 

EF-4 

NOTES: 

1 

2 

3 

4 

5 

6 

AREA C TOILETS GREENHECK SO-100-VG INLINE 

TOILET ROOMS GREENHECK SQ-60-VG INLINE 

AREA F TOILETS GREENHECK SQ-99-VG INLINE 

OFFICE AREA GREENHECK SQ-80-VG INLINE 

INSTALL NEW FAN TO REPLACE EXISTING FAN. RECONNECT TO EXISTING DUCT. 

INSTALL PER MANUFACTURER'S INSTALLATION INSTRUCTIONS. 

PROVlDE WITH ECM (GREENHECKVARI-GREEN). 

DIRECT 1100 0.5 1603 1725 

DIRECT 130 0.2 1594 1725 

DIRECT 690 0.5 1561 1725 

DIRECT 300 0.2 1370 1725 

PROVlDE DUCTWORK TRANSITIONS AS REQUIRED FOR CONNECTION BETWIEEN EXISTING DUCTWORK AND NEW EXHAUST FAN. 

CONNECT FAN TO EXISTING TIME CLOCK CONTROL 

CONNECT FAN TO EXISTING LIGHT SWITCH CONTROL 

FAN COIL UNIT SCHEDULE 

9.6 115 1 0.2 1/4 24x17x17 60 

4.2 115 1 0.02 1/15 16x12x12 35 

12.5 115 1 0.2 1/4 24x15x15 60 

5.9 115 1 0.03 1/10 19x15x15 60 

BASIS OF DESIGN SUPPLY FAN DX COOLING COIL ELECTRICAL 

SYMBOL AREA SERVED MFR 

AC-2 MDF 11.3 MITSUBISHI 

AC-3 IDF 19B MITSUBISHI 

NOTES: 

MODEL 

MSZ-WR09NA 

MSZ-WR09NA 

UNIT 

TYPE 

WALL MOUNTED 

WALL MOUNTED 

1 INSTALL PER UNIT MANUFACTURER'S INSTALLATION INSTRUCTIONS. 

ASSOC 

cu 
CU-2 

CU-3 

TOTAL 

CFM 

320 

320 

NOM 

TONS 

0.75 

0.75 

TOTAL 

CAP 

(BTU/H) 

9000 
9000 

VOLTS 

208 

208 

APPROX. MAX 

DIMS WT 

PH MCA MOCP (LxWxH) (LBS) 

1 1 15 32x9x12 28 

1 1 15 32x9x12 28 

2 PROVIDE INTERCONNECTION POWER AND CONTROL CABLE FOR EACH SYSTEM. ELECTRICAL POWER FED FROM ASSOCIATED OUTDOOR UNIT. 

3 PROVIDE WALL-MOUNTED, HARD-WIRED SPACE THERMOSTAT BY EQUIPMENT MFGR. 

4 PROVIDE WITH CONDENSATE PUMP. 

CONDENSING UNIT SCHEDULE 
BASIS OF DESIGN AIR SOURCE HEAT PUMP CONDENSER 

SYMBOL AREA SERVED MFR 

CU-1 OFFICE 24.4 DAIKIN 

CU-2 MDF MITSUBISHI 

CU-3 IDF MITSUBISHI 

NOTES: 

MODEL 

DX18TC0361 

MUZ-WR09A 

TONS COOLING 

NOM 

TONS 

3 

0.75 

0.75 

CAP 

(MBH) 

34 

9 

9 

AMBIENT 

DB ("F) 
95 

95 

95 

1 INSTALL PER UNIT MANUFACTURER'S INSTALLATION INSTRUCTIONS. 

2 PROVIDE INTERCONNECTION POWER AND CONTROL CABLE FOR EACH SYSTEM. 

3 CHARGE SYSTEM WITH ADDITIONAL REFRIGERANT AS REQUIRED. 

4 INSTALL ON CONCRETE PAD ON GROUND. 

5 INSTALL ON EXISTING CONCRETE PAD. 

EXISTING PIPE \ r EXISTING PIPE 

.-..------ BUTTERFLY VALVE (TYP.) 

INSTRUMENT TAP -._,_ 
(TYP.) -~ 

,- ~ FLOW INDICATING BALANCING 
•~_,,..- VALVE 

f __ CHECKVALVE 

------I;/ 
la .-.-~ ~;;;\BLE CONNECTION 

PRESSURE GAUGE -.___ . ' 
,-- EXISTING HOUSEKEEPING PAD 

SUCTION DIFFUSER I 
j 

SEER 

19 

16 

16 

ELECTRICAL 

APPROX. 

VOL TS PH MCA MOCP 

DIMS 

(LxWxH) 

MAX 
WT 

(LBS) 

208 

208 

208 

21.3 35 40x36x36 250 

10 15 32x12x22 90 

10 15 32x12x22 90 

HEATPUMP--------
CONDENSING UNIT. ~ 
MAINTAIN CLEARANCES 
AS SPECIFIED BY 
MANUFACTURER. 

NOTES 

1, 3. 5 

1. 2, 3, 4 

1, 2, 3, 4 

I I I I 

1,2,3,4.5 

1,2,3,4,6 

1,2,3,4,5 

1,2,3,4,5 

NOTES 

1. 2, 3,4 

1, 2, 3,4 

EWT 

('F) 
180 

180 

NOTES 

LWT 

('F) 
160 

160 

EAT 

('F) 
62.5 

62.5 

LAT 

CF) 
107 

107 

I 
SHUT OFF COCK -- -- -- -- -- -- -- / 
(TYP.) 

=( UV STABILIZED---~ 
ELASTOMERIC VIBRATION 
ISOLATORS. QUANTITY AND 
BEARING WEIGHT AS 
REQUIRED TO SUPPORT 
UNIT. 

r INSULATED REFRIGERANT PIPING 
/ ROUTED TO INDOOR BLOWER COIL UNIT 

i------------~ I 

MOUNT PUMP TO PAD. PROVIDE LAB BOLTS / 
WITH 1/2" THICK NEOPRENE PADS AT ALL 
MOUNTING LOCATIONS 

NOTES 

t I 

CONTRACTOR TO REPORT VISUAL CONDITION OF HEATING WATER PIPING WHEN PIPING IS CUT INTO. 

1 BASE MOUNTED PUMP 
NO SCALE 

6 5 

FOAM PADON 
LEVELED GRADE. 

GRADE -

2 OUTDOOR CONDENSING UNIT INSTALLATION 
NO SCALE 

4 

WPD 

(FT H2O) 

0.85 

0.85 

VOLTS 

208 

115 

3 

ELECTRICAL 

PH MCA MOCP 

20.6 30 

6.3 15 

SUPPORT FROM --
STRUCTURE AS 
REQUIRED. 

FLEXIBLE CONN. 
(TYP.). 

MOUNTING --0 

BRACKETS (TYP.). 

CONTROL 

VALVE 

3-WAY 

3-WAY 

/ 

3 IN-LINE FAN 
NO SCALE 

3 

APPROX. 

DIMS 

(LxWxH) 

86x28x28 

74x17x30 

NOTES 

1.2,3.4,5,6 

1,2,3,4,5,6 

, ~ HANGER ROD (4 REQ'D.) 

h/ r-- SPRING VIBRATION 
ISOLATORS (4 REQ'D.). 

PROVIDE SEISMIC RESTRAINT 

/ g6~~EESCl~·f6~~Ro0c~·~~RtCTIONS. 

~ 

DUCT TRANSITION AS 
REQUIRED. 

NEOPRENE PAD OVER 
ENTIRE CONTACT AREA (TYP.). 
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SHEET KEYNOTES 
1 REPLACE EXISTING HEATING WATER PUMPS WITH NEW PUMPS. 

PROVIDE PIPE FITTINGS REQUIRED FOR CONNECTION TO 
EXISTING PIPING. 

2. REPAIR AND OVERHAUL EXISTING AIR HANDLING UNIT. REPLACE 
FILTERS. BELTS, AND SHEAVES. GREASE BEARINGS. CHECK ALL 
COMPONENTS OF UNIT TO ENSURE THEY ARE ALL WORKING 
PROPERLY. CONFIRM UNIT CASING IS SEALED TIGHT. PROVIDE A 
REPORT OF OTHER OBVIOUS NEEDED REPAIRS WITH A ROUGH 
ORDER OF MAGNITUDE OF REPAIR COSTS. 

3. INSTALL NEW SPLIT SYSTEM ROUTE REFRIGERANT LINES FROM 
CONDENSING UNIT TO INDOOR FAN COIL INSTALL CONDENSING 
UNIT ON CONCRETE PAD; COORDINATE FINAL LOCATION WITH 
OWNER. 

4. REPLACE EXISTING HOT WATER UNIT VENTILATOR WITH NEW 
VENTILATOR. RECONNECT TO EXISTING LOUVERS. 
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NOTE: This is a standard symbol list and not all items listed may be used, 

Abbreviations 
(Al ABANDON IN PLACE 

AFF ABOVE FINISHED FLOOR 
AP ACCESS PANEL 
& AND 
A AOUASTAT, ARCHITECT, ANCHOR, AMPHERE 
@ AT 

BFP 

BFF 
BTUH 
BLDG 

CV 
co 

BACKFLOW PREVENTER 
BELOW FiN!SHED FLOOR 
BRITISH THERMAL UNITS PER HOUR 
BUILDING 
CHECK VALVE 
CLEANOUT 

CW COLD WATER 
CD 

CONT, 
CFH 

CFS 
(XI 
DW 
DET 

DCVA 
DN 
DS 

DSN 
D 

DFU 

DWV 

DF 
EWC 
EWH 

(El 
FT 

CONDENSATE DRAIN 
CONTINUATION 

CUBIC FEET PER HOUR 
CUBIC FEET PER SECOND 
DEMOLISH 
DISHWASHER, DOMESTIC WATER 
DOMESTIC EXPANSION TANK 
DOUBLE CHECK VALVE ASSEMBLY 

DOWN 
DOWNSPOUT 

DOWNSPOUT NOZZLE 

DRAIN 

DRAINAGE FIXTURE UNIT 

DRAINAGE, WASTE AND VENT 

DRINKING FOUNTAIN 

ELECTRIC WATER COOLER 
ELECTRIC WATER HEATER 
EXISTING 

FEET 
FFE FINISHED FLOOR ELEVATION 

FL 
FCO 

FD 
FV 

(F) 

GPM 

GWH 
HVAC 

HZ 
HB 
HW 

HWFU 
HWR 
IN," 
IW 

INV 

FIRE, FAHRENHEIT 
FLOOR 
FLOOR CLEANOUT 
FLOOR DRAIN 
FLUSH VALVE 
FOOT, FEET 
FUTURE 
GALLONS PER MINUTE 
GAS WATER HEATER 
HEATING, VENTILATING AND AIR CONDITIONING 
HERTZ 
HOSE BIBB 
HOT WATER 

HOT WATER FIXTURE UNIT 
HOT WATER RETURN 

INCHES 
INDIRECT WASTE 
INVERT ELEVATION 

L LAVATORY 
MIN MINIMUM 
MX MIXING VALVE 

MS MOP SINK 
(NI NEW 
N NORTH 

NIC NOT IN CONTRACT 
NTS 

• 
NO. 
OD 

OFCI 
OFOI 
PLBG 

p 

POC 
PSI 
PD 

PRV 
QTY 
RWL 
RPBP 

(RI 
RD 

NOTTO SCALE 
NUMBER 
NUMBER 
OVERFLOW DRAIN OUTSIDE DIAMETER 
OWNER FURNISHED, CONTRACTOR INSTALLED 
OWNER FURNISHED, OWNER INSTALLED 
PLUMBING 
PLUMBING, PUMP 
POINT OF CONNECTION 
POUNDS PER SQUARE INCH 
PRESSURE DROP, PLUMBING DEMOLITION, PUMPED DISCHARGE 
PRESSURE REDUCING VALVE 
QUANTITY 
RAINWATER LEADER 
REDUCED PRESSURE BACKFLOW PREVENTER 
RELOCATE/ RELOCATED LOCATION 
ROOF DRAIN 

SAN SANITARY 
SB SERVICE BOX 

SHT 

SA 
sov 
S.SK 

SF 

SD 
SP 

TEMP 
TP 

TYP 
U, UR 

V 
VTR 
wco 

w 
we 

WHA 
WH 

WSFU 

WI 

SHEET 
SHOCK ARRESTOR 
SHUT OFF VALVE 

SINK 
SQUARE FEET 

STORM DRAIN 
SUMP PUMP, STATiC PRESSURE 
TEMPERATURE 
TRAP PRIMER. TOTAL PRESSURE 
TYPICAL 
URINAL 
VACUUM, VENT, VOLT 
VENT THRU ROOF 
WALL CLEANOUT 
WASTE 
WATER COLUMN, WATER CLOSET 
WATER HAMMER ARRESTOR 
WATER HEATER. WALL HYDRANT 
WATER SUPPLY FIXTURE UNIT 
WITH 

6 

5 4 

PLUMBING SYMBOL LIST 

General 

' CONTINUATION 

8 EQUIPMENT IDENTIFICATION 
LOCATION 

(J EXTENT OF DEMOLITION 

FIXTURE TAG (LEVEL BELOW FIXTURE) 

0 KEYED NOTE 

POINT OF CONNECTION 

-X-X- DEMOLISH 

EXISTING WORK 

NEWWORK 

PIPE OR CONDUIT BELOW GRADE 

Piping Fittings 

-----i::! PIPE DROP 

PIPE RISE 

TEE DOWN ON PiPE 

-o---- TEE UP ON PIPE 

Piping Systems 

---o,--- CONDENSATE/ INDIRECT DRAIN PIPING 

5 4 

SYMBOL 
L-1 

L-2 

S-1 

WC-1 

WC2 

WC-3 

1v1 .... v. 

1 

2 

3 

CABINET TOP. 7 

NOTE: 

ADJUST ROUGH-IN 
HEIGHT AS REQ'D. 

2 

, -

A, 

8. 

GENERAL PLUMBING NOTES 
REVIEW "FOR REFERENCE" ONLY ABATEMENT DRAWINGS IN SET AND OWNER'S 
ABATEMENT REPORT. COORDINATE WITH GENERAL CONTRACTOR FOR ABATEMENT 
SEQUENCING. ABATEMENT REGARDING PLUMBING. MECHANICAL, ELECTRICAL, AND 
TECHNOLOGY IS OCCURING ONLY AT LOCATIONS WITH SCOPE OF WORK AS SHOWN IN 
THESE DOCUMENTS. 
CONTRACTOR TO VERIFY FIXTURES IN DISHWASH 29.1 ARE RECEIVING APPROPRIATE HOT 
WATER PRIOR TO CONNECTING NEW LINE FROM ADJACENT MOP SINK. 

CONDENSATE DRAIN 
DOWN IN WALL. 

C.P. ESCUTCHEON. 

_,,,_1 
3/4" COPPER DRAIN FROM 
FURNACE 

I 

3/4" 1.0. APPROVED HOSE 
AND S.S. HOSE CLAMPS. 

- · ·· ·· P~TRAP. 
~---------

1 CONDENSATE DRAIN CONNECTION 
NO SCALE 

PLUMBING FIXTURE SCHEDULE 
FIXTURE TYPE 

LAVATORY 

LAVATORY 

HAND SINK 

WATER CLOSET 

WATER CLOSET 

WATER CLOSET 

DESCRIPTION MFR 
EXISTING TO REMAIN EXISTING 

WALL MOUNTED, VlTREOUS CHINA, KOHLER 
3HOLE PUNCH, 4-INCH CENTERS, 
FRONT OVERFLOW 

HANDSINK, WALL MOUNTED, 14" ADVANCED 
WIDE x 10" FRONT OT BACK x 5" DEEP TABCO 
BOWL. DEEP DRAWN SINK BOWL, 20 
GAUGE 304 STAINLESS WITH 
INTEGRAL FAUCET, KNEE VALVE, 
AND KEYHOLE WALL MOUNT 
BRACKET 

FLOOR MOUNTED, VITREOUS CHINA, AMERICAN 
TOP SPUD, FLUSHOMETER, STANDARD 
STANDARD HEIGHT 

FLOOR MOUNTED, VITREOUS CHINA, AMERICAN 
TOP SPUD, FLUSHOMETER,, BARRIER STANDARD 
FREE HEIGHT 

FLOOR MOUNTED, VITREOUS CHINA, AMERICAN 
TOP SPUD, FLUSHOMETER, CHILD STANDARD 
HEIGHT 

BASIS OF DESIGN 

MODEL ACCESSORIES 
EXISTING FAUCET (SINGLE TEMP METERING): DELTA 

701LF-HDF, PROVIDE WATTS LFMMV MIXING 
VALVE 

HUDSON FAUCET (SINGLE TEMP METERING)c DELTA 
K-2861 701LF-HDF, PROVIDE WATTS LFMMV MIXING 

VALVE 

7-PS-62 PROVIDE WATTS LFMMV MIXING VALVE 

2234.001 FLUSH VALVE (MANUAL, 1.28 GPF, 
DIAPHRAGM) SLOAN 111-1.28 

SEAT (COMMERCIAL WEIGHT, HEAVY-DUTY 
SOLID PLASTIC WITH STAINLESS STEEL 
CHECK HINGE): BEMIS 2155SSC-OOO 

3043.001 ·Lu::,H vALVt:: , 1.281.;11""1"", 
DIAPHRAGM): SLOAN 111·1,28 

2282,001 

SEAT (BARRIER FREE, COMMERCIAL 
WEIGHT, EXTRA HEAVY-DUTY SOLID PLASTIC 
WITH STAINLESS STEEL CHECK HINGE) 
BEMIS 1655SSC-OOO 

FLUSH VALVE (MANUAL, 1.28 GPF, 
DIAPHRAGM) SLOAN 111-1.28 

SEAT (COMMERCIAL WEIGHT, HEAVY-DUTY 
SOLID PLASTIC WITH STAINLESS STEEL 
CHECK HINGE) BEMIS 2155SSC-OOO 

SEE ARCHITECTURAL DRAWINGS FOR ALL FIXTURE MOUNTING HEIGHTS AND LOCATIONS. 

REPLACE EXISTING WATER CLOSETS WITH SAME HEIGHT WATER CLOSETS 

UNLESS NOTED OTHERWISE ON DRAWINGS 

3 2 

CONNECTION 

W V CW HW NOTES 
1~1/2'' 1-·1/2'' 1/2"' 1/2" 

1-1/2'' 1-1/2'' 1/2" 1/2" 1 

2" 1-112' 1/2" 1/2" 1 

4" 2" 1" 1,2 

L 1" 1,. 

4" 2" 1" 1,2 
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SHEET KEYNOTES 
DEMOLISH EXISTING WATER CLOSET AND REPLACE WITH NEW WC-1. WC-2, OR 
WC-3 AS INDICATED ON DRAWINGS 

REPAIR EXISTING LAVATORY, REPLACE FAUCET WI NEW L-1 FAUCET 

REMOVE AND CAP GAS PIPING FROM EXISTING RANGE AT FLOOR TO ALLOW FOR 
INSTALLATION OF NEW ELECTRIC RANGE 

NEW CAST IRON DOWNSPOUT, IF DOWNSPOUT IS CURRENTLY DISCONNECTED, 
DRAIN TO GRADE, OTHERWISE RECONNECT TO UNDERGROUND STORM SYSTEM, 
CONTRACTOR TO VERIFY CONNECTION CONDITION, COORDINATE LOCATION 
WITH ARCHITECTURAL ROOF PLAN 

NEW PRE-COATED GALVANIZED STEEL (PCGS) DOWNSPOUT TO LOWER GUTTER. 
COORDINATE LOCATION WITH ARCHITECTURAL ROOF PLAN 

PROVIDE AND INSTALL NEW S-1 HANDSINK IN KITCHEN, CONNECT 1/2'' HOT AND 
COLD WATER TO EXISTING DOMESTIC WATER SUPPLIES IN HALF WALL, ROUTE 
VENT THROUGH NEW CHASE AND CONNECT TO EXISTING VENTING OVERHEAD, 
FIELD VERIFY EXISTING SANITARY LOCATION IN BASEMENT AND CONNECT TO 
EXISTING WITH NEW 2~ SANITARY LINE 

7 DEMOLISH COUNTER MOUNTED LAVATORY AND REPLACE WITH NARROW (NOT 
TO EXCEED 20" WIDE) WALL MOUNTED ADA U\VATORY, REUSE EXISTING 
SANITARY, VENT, AND DOMESTIC WATER CONNECTIONS 

8 DEMOLISH WATER CLOSET, REPLACE WITH NEW WATER CLOSET. VERIFY 
EXISTING INSTALLATION IS 16-18" FROM CENTERLINE TO WALL PRIOR TO 
INSTALLING NEW WATER CLOSET, IF CENTERLINE IS NOT 16-18" FROM WALL 
ALERT ARCHITECT 
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CLIENT 

GENERAL STRUCTURAL NOTES Lake Oswego 
School District 

GENERAL SUBMITTALS CONCRETE REINFORCING STEEL STRUCTURAL STEEL 
2455 Country Club Rd 

STRUCTURAL DRAWINGS ARE A PORTION OF THE CONTRACT DOCUMENTS AND ARE COMPLEMENTARY TO THE SUBMIT SHOP DRAWINGS AND OTHER SUBMITTALS TO THE ARCHITECT AND ENGINEER PRIOR TO FABRICATION AND CONCRETE REINFORCEMENT SHALL BE AS LISTED BELOW" ASTM A615 REINFORCEMENT MAY BE SUBSTITUTED FOR ASTM STRUCTURAL STEEL SHALL BE OF THE MATERIAL AND TYPE LISTED BELOW" U"N"O": Lake Oswego, OR 97034 
ARCHITECTURAL, MECHANICAL, ELECTRICAL, PLUMBING DRAWINGS, THE SPECIFICATIONS AND OTHER CONTRACT CONSTRUCTION OF STRUCTURAL ITEMS" IF THE SUBMITTAL$ DIFFER FROM OR ADD TO THE STRUCTURAL CONTRACT A706 REINFORCEMENT PROVIDED THAT THE ACTUAL YIELD STRENGTH BASED ON MILL TESTS DOES NOT EXCEED Fy BY 
DOCUMENTS. THE CONTRACTOR IS RESPONSIBLE FOR COORDINATING THE REQUIREMENTS FROM THE CONTRACT DOCUMENTS, THEY SHALL BEAR THE SEAL AND SIGNATURE OF A STRUCTURAL ENGINEER REGISTERED IN THE STATE MORE THAN 18,000 PSI AND THE RATIO OF ACTUAL TENSILE STRENGTH TO ACTUAL YIELD STRENGTH IS NOT LESS THAN STRUCTURAL STEEL COPYRIGHT 
DOCUMENTS INTO THEIR SHOP DRAWINGS AND WORK" AS REQUIRED BY THE GENERAL CONDITIONS, THE OF OREGON" ANY CHANGES TO THE STRUCTURAL DRAWINGS SHALL BE SUBMITTED TO THE ARCHITECT AND ARE 1.25 AND THE ELONGATION REQUIREMENTS OF ASTM A706 ARE MET PER ACI 318-14 SECTION 2022.5" MILL TESTS 

SHAPE MATERIAL GRADE 
This draw,ig hios bean pt<!pa-.io 5::,jely to• tie 01ti0,cW uoe. 1r•J$ ar,y repoao~ct,<ar, or 

CONTRACTOR SHALL PROMPTLY REPORT TO THE ARCHITECT ANY ERRORS, INCONSISTENCIES, OR OMISSIONS IN SUBJECT TO REVIEW AND ACCEPTANCE BY THE SEOR" CERTIFICATIONS FOR SUBSTITUTED BARS SHALL BE SUBMITTED TO THE SPECIAL INSPECTOR AND SEOR PRIOR TO di~!fib~ti~n for an:, Ol.lfl)()S<! other Ulai au!hoi.ed by ltl' Grou~ s fort:>i::lden. 'Nitten 
c,,:r,ws.onoa shajl h,uu prc,ceilto:>CIJ """" srn,c,d<1inr,r1sims Scmlracitors slia,: o:,rffy ar,11 "~ 

THE CONTRACT DOCUMENTS DISCOVERED BY OR MADE KNOWN TO THE CONTRACTOR PLACEMENT" CHANNELS, PLATES AND ANGLES, U"N.O" ASTMA36 rnspccs,~le fo· all O,.neca,011s a,,d co,1ddmns cc u,e .,ob, a,1d I Bl Group stall l>e Icfcc"°"" ci 
any ,,.,naifors from t~e ~,mers om ~1d cmd~icn~ $17,::,,m <:f' tile ::lraw og. S~op ~,a,villqs 

FIELD ENGINEERED DETAILS DEVELOPED BY THE CONTRACTOR THAT DIFFER FROM OR ADD TO THE STRUCTURAL "7a. n0 s,.omWod to 181 "'"''P for ;ieror61 c:onfom,arn:o n0fo,~ rcrmoding w. :a faori,:,o,ioo 

THESE GENERAL STRUCTURAL NOTES SUPPLEMENT THE PROJECT SPECIFICATIONS" REFER TO THE PROJECT 
DRAWINGS SHALL BEAR THE SEAL AND SIGNATURE OF A PROFESSIONAL ENGINEER REGISTERED IN THE STATE OF USE TYPE MATERIAL HOLLOW STRUCTURAL SECTIONS (RECTANGULAR) ASTM A500, GRADE C (Fy=50KSI) 
OREGON AND SHALL BE SUBMITTED TO THE ARCHITECT PRIOR TO CONSTRUCTION" !Bl GROUP USA 

SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS. NOTES AND DETAILS ON THE STRUCTURAL DRAWINGS SHALL ASTM A706 GRADE 60 OR I$~ ,nember of the '8' Group of <x:mpar e~ 

TAKE PRECEDENCE OVER THE GENERAL STRUCTURAL NOTES AND TYPICAL DETAILS WHERE NO DETAILS ARE GIVEN, DEFORMED BARS 
ASTM A615 GRADE 60 ISSUES THE USE OF REPRODUCTIONS OR PHOTOCOPIES OF THE CONTRACT DRAWINGS SHALL NOT BE PERMITTED" WHEN 

CONSTRUCTION SHALL BE AS SHOWN FOR SIMILAR WORK" SLABS-ON-GRADE 
SMOOTH WELDED WIRE FABRIC DESIGN,DESIGN, FABRICATION, AND ERECTION SHALL BE IN ACCORDANCE WITH THE "AISC SPECIFICATION FOR THE No. DESCRIPTION DATE CAD OR REVIT FILES ARE PROVIDED TO THE CONTRACTOR OR SUBCONTRACTORS, IT IS THE RESPONSIBILITY OF THE 

(WWF) ASTM A1064 DESIGN, FABRICATION, AND ERECTION OF STRUCTURAL STEEL FOR BUILDINGS" WITH "COMMENTARY" AND THE "CODE CONTRACTOR/SUBCONTRACTOR TO REMOVE ALL INFORMATION NOT DIRECTLY RELEVANT TO THE SCOPE OF THE 1 BID SET 02117/2020 

CODE REQUIREMENTS: SUBMITTAL AS WELL AS ALL REFERENCES TO OUTSIDE SOURCE FILES" FOUNDATIONS ALL 
ASTM A706 GRADE 60 OR OF STANDARD PRACTICE FOR STEEL BUILDINGS AND BRIDGES", WITH THE FOLLOWING CLARIFICATIONS AND 

CONFORM TO THE 2019 OREGON STRUCTURAL SPECIAL TY CODE (OSSC), BASED ON THE 2018 INTERNATIONAL ASTM A615 GRADE 60 ADDITIONS: 

BUILDING CODE (IBC). DELEGATED DESIGN SUBMITTALS SHALL INCLUDE DESIGN DRAWINGS AND CALCULATIONS FOR ITEMS THAT ARE 
REINFORCING TO BE WELDED ALL ASTM A706 GRADE 60 

1 CLARIFY SECTIONS 7.5.1 AND 7"5"3 AS FOLLOWS 
DESIGNED BY OTHERS" DELEGATED DESIGN SUBMITTAL$ SHALL BEAR THE SEAL AND SIGNATURE OF A PROFESSIONAL EMBEDMENT DRAWINGS SHALL BE SUBMITTED TO THE STRUCTURAL ENGINEER OF RECORD FOR 

TEMPORARY CONDITIONS: 
ENGINEER REGISTERED IN THE STATE OF OREGON ON EVERY DRAWING SHEET AND ON THE CALCULATION COVER INFORMATION ONLY THE SEOR IS NOT RESPONSIBLE FOR THE APPROVAL OF EMBEDMENT DRAWINGS" 
SHEET, AND SHALL BE SUBMITTED TO THE ARCHITECT AND ENGINEER PRIOR TO FABRICATION. CALCULATIONS SHALL 2" ADD THE FOLLOWING PARAGRAPH TO SECTION 7"10"3: 

THE STRUCTURE IS DESIGNED TO FUNCTION AS A UNIT UPON COMPLETION" THE CONTRACTOR IS RESPONSIBLE FOR BE INCLUDED FOR ALL CONNECTIONS TO THE STRUCTURE, CONSIDERING LOCALIZED EFFECTS ON STRUCTURAL ALL REINFORCING STEEL SHALL BE SECURELY TIED IN PLACE WITH #16 ANNEALED IRON WIRE BARS IN BEAMS AND SLABS "THE ERECTOR SHALL HAVE THE SOLE RESPONSIBILITY FOR DETERMINING THE MEANS AND METHODS 
FURNISHING ALL TEMPORARY BRACING AND/OR SUPPORT THAT MAY BE REQUIRED AS THE RESULT OF THE ELEMENTS. DESIGN SHALL BE BASED ON THE REQUIREMENTS OF THE OSSC AND AS NOTED UNDER "DESIGN SHALL BE SUPPORTED ON WELL-CURED CONCRETE BLOCKS OR APPROVED METAL OR PLASTIC CHAIRS, AS SPECIFIED BY USED TO PROPERLY AND ADEQUATELY BRACE THE FRAMING DURING ERECTION" 
CONTRACTOR'S CONSTRUCTION METHODS AND/OR SEQUENCES" CRITERIA"" THE CRSI MANUAL OF STANDARD PRACTICE, MSP-1" REINFORCING STEEL SHALL BE DETAILED IN ACCORDANCE WITH ACI 

315, "ACI MANUAL OF STANDARD PRACTICE FOR DETAILING REINFORCED CONCRETE STRUCTURES". SHOP DRAWINGS 
BOLTS SHALL CONFORM TO THE ASTM AND RCSC SPECIFICATIONS FOR JOINTS USING HIGH STRENGTH BOLTS" BOLTS 

CONTRACTOR'S CONSTRUCTION AND/OR ERECTION SEQUENCES SHALL RECOGNIZE AND CONSIDER THE EFFECTS OF SUBMITTALS AND DELEGATED DESIGN SUBMITTALS SHALL INCLUDE THE FOLLOWING: SHALL INCLUDE ELEVATIONS OF ALL BEAMS, WALLS AND COLUMNS SHOWING BAR LOCATIONS" 
SHALL BE SNUG-TIGHT UNLESS NOTED OTHERWISE 

THERMAL MOVEMENTS OF STRUCTURAL ELEMENTS DURING THE CONSTRUCTION PERIOD" 

REINFORCING BARS SHALL NOT BE BENT OR STRAIGHTENED IN THE FIELD WITHOUT APPROVAL OF THE SEOR WELDING SHALL CONFORM TO THE AWS CODES FOR ARC AND GAS WELDING IN BUILDING CONSTRUCTION" WELDING 
EXCAVATIONS SHALL NOT REDUCE THE VERTICAL OR LATERAL SUPPORT FOR ANY FOUNDATION OF THIS PROJECT DELEGATED PREHEATING METHODS SHALL BE SUBMITTED TO THE SEOR FOR APPROVAL PRIOR TO BENDING OF BARS #6 OR LARGER" SHALL BE PERFORMED IN ACCORDANCE WITH A WELDED PROCEDURE SPECIFICATION (WPS) AS REQUIRED IN AWS 
OR ANY ADJACENT STRUCTURE WITHOUT FIRST UNDERPINNING OR PROTECTING THE FOUNDATION AGAINST ITEM SUBMITTAL DESIGN COMMENTS 

01 "1 AND APPROVED BY THE STRUCTURAL ENGINEER THE WPS VARIABLES SHALL BE WITHIN THE PARAMETERS 
DETRIMENTAL LATERAL AN DIOR VERTICAL MOVEMENT" REF" SUBMITTAL$ SECTION FOR CONTRACTOR'S DELEGATED 

SUBMITTAL LAP ALL REINFORCING BARS PER THE TYPICAL LAP SPLICE LENGTH SCHEDULES, EXCEPT AS NOTED ON DRAWINGS" USE ESTABLISHED BY THE FILLER-METAL MANUFACTURER 
DESIGN RESPONSIBILITY WHERE SUCH SUPPORT IS REQUIRED" LAP LENGTH FOR SMALLER BAR WHEN SPLICING DIFFERENT BAR SIZES" BARS SPLICED WITH NONCONTACT LAPS SHALL 

FOUNDATION EXCAVATION AND UNDERPINNING X REF. TABLE NOTE 2 BE SPACED NO FARTHER THAN 115TH THE LAP LENGTH OR 6 INCHES" MECHANICAL SPLICES NOTED ON THE PLANS SHALL WELDS SHALL BE MADE USING E70XX ELECTRODES AND SHALL BE 3/16" MINIMUM, UNLESS OTHERWISE NOTED" 
EXISTING CONDITIONS: BE DAYTON SUPERIOR BAR-LOCK OR TAPER-LOCK COUPLERS (UES ER-319) OR APPROVED EQUAL WITH A CURRENT WELDING SHALL BE BY AWS CERTIFIED WELDERS. 

ALL EXISTING CONDITIONS, DIMENSIONS AND ELEVATIONS SHALL BE FIELD VERIFIED. THE CONTRACTOR SHALL CONCRETE MIX DESIGNS X EVALUATION REPORT" 

NOTIFY THE ARCHITECT OF ANY SIGNIFICANT DISCREPANCIES FROM CONDITIONS SHOWN ON THE DRAWINGS" CONCRETE REINFORCEMENT X PROVIDE WEEP HOLES AT EXTERIOR CLOSED SECTIONS WHERE MOISTURE MAY ACCUMULATE" 
,c X TYP. WALL AND SLAB LAP SPLICE LENGTH SCHEDULE (IN,) - 60 KSI 

ASSUMED FUTURE CONSTRUCTION: EMBEDDED STEEL ITEMS X SAWN LUMBER 
VERTICAL: NONE WALL VERTICAL AND SLAB BOTTOM BARS WALL HORIZONTAL AND SLAB TOP BARS 

STRUCTURAL STEEL X BAR HORIZONTAL NONE 
STEEL WELDING PROCEDURES X SIZE 4,000 4,000 SAWN LUMBER SHALL CONFORM TO THE REQUIREMENTS AS INDICATED IN THE CURRENTLY ACCEPTED NATIONAL 

STEEL FASTENERS X PSI PSI DESIGN SPECIFICATION (NOS) DESIGN VALUES FOR WOOD CONSTRUCTION AND CONFORMING TO THE WEST COAST CONSULTANTS 

DESIGN CRITERIA LUMBER INSPECTION BUREAU OR WESTERN WOOD PRODUCTS ASSOCIATION GRADING RULES" LUMBER SHALL BE THE I • ~ 
~.I ;::,1 '(01 II X #3 16 20 SPECIES, GRADE, AND MOISTURE CONTENT NOTED BELOW: 

MEP EQUIPMENT ANCHORAGE AND BRACING X REF. TABLE NOTE 1 #4 26 34 

{ J: -• DESIGN WAS BASED ON THE STRENGTH AND DEFLECTION CRITERIA OF THE OSSC IN ADDITION TO THE DEAD LOADS" #5 32 42 
USE SPECIES AND GRADE MOISTURE CONTENT 

THE FOLLOWING LOADS AND ALLOWABLE$ WERE USED FOR DESIGN" WITH LIVE LOADS (L"L") REDUCED PER OSSC: TABLE NOTES 
#6 38 50 
#7 60 78 LUMBER 2" TO 4" THICK x 5" OR WIDER 

DOUGLAS FIR-LARCH NO" 2 & BTR MC/KO 15 
1" THE CONTRACTOR SHALL COORDINATE SEISMIC RESTRAINTS OF MECHANICAL, PLUMBING, AND ELECTRICAL 

#8 74 98 !JOISTS/RAFTERS) 
• 111 SWFifthAve.,Suite2600 GRAVITY SYSTEM CRITERIA EQUIPMENT, MACHINERY, AND ASSOCIATED PIPING WITH THE STRUCTURE" CONNECTIONS TO STRUCTURE SHALL I 

LUMBER 2" TO 3" THICK x 4" TO 6" WIDE 
DOUGLAS FIR-LARCH STUD S-DRY, MC/KO 15 Portland, OR 97204 

OCCUPANCY OR USE UNIFORM LOAD I CONCENTRATED LOAD 
CONFORM TO ASCE 7-16 CHAPTER 13, BE DESIGNED BY AN ENGINEER REGISTERED IN THE STATE OF OREGON, 

TYP. FOUNDATION LAP SPLICE LENGTH SCHEDULE (IN.) - 60 KSI 
ISTUDSl O: 503.227.3251 F 503 227.7980 

AND SHALL BE SUBMITTED TO THE ARCHITECT PRIOR TO FABRICATION" FOR RISK CATEGORY Ill AND IV www.kpff.com 
ROOF LIVE/SNOW LOAD 27 PSF L.L /ALSO SEE SNOW LOAD CRITERIA BELO""' BUILDINGS, THE SYSTEMS ENGINEER SHALL SPECIFY THE REQUIREMENTS FOR EQUIPMENT SEISMIC LUMBER 5x5 AND GREATER (BEAMS) DOUGLAS FIR-LARCH NO" 1 S-DRY 10021900484 RVT20 

CERTIFICATION IN THE DEFERRED SUBMITTAL IN ACCORDANCE WITH OSSC SECTION 1705"12.6 AND ASCE 7-16 BOTTOM BARS TOP BARS 
VERTICAL FLOOR DEFLECTION 0J5" OR L/360 WHICHEVER IS LESS LONG TERM DEAD LOAD PLUS LIVE LOAD; SECTION 13.2" BAR LUMBER 5x5 AND GREATER (POSTS) DOUGLAS FIR-LARCH NO" 1 S-DRY 
(CLADDING DESIGN) 0"375" OR L/600 WHICHEVER IS LESS AT BRICK VENEER SUPPORTS SIZE 
VERTICAL FLOOR DEFLECTION 

4,000 PSI 4,000 PSI 

(INTERIOR) L/360 LIVE LOAD PER OSSC TABLE 1604.3 2" CONTRACTOR SHALL ENGAGE A PROFESSIONAL ENGINEER TO PREPARE AN ASSESSMENT OF ANY EXCAVATIONS ALL LUMBER IN CONTACT WITH CONCRETE OR CMU SHALL BE PRESSURE TREATED, UNLESS AN APPROVED MOISTURE 
THAT MAY REDUCE THE VERTICAL OR LATERAL SUPPORT OF AN EXISTING FOUNDATION AS REQUIRED BY OSSC #3 14 20 BARRIER IS PROVIDED" 

1 LIVE LOADS REDUCED PER OSSC. SECTION 1803"5.7. THE ASSESSMENT SHALL BE SUBMITTED TO THE BUILDING DEPARTMENT AND SHALL INCLUDE #4 20 26 
NOTES: 2" MEMBERS DESIGNED FOR MORE CRITICAL OF UNIFORM OR DETAILS AND SEQUENCING FOR CONSTRUCTION OF ANY UNDERPINNING OR BRACING THAT IS REQUIRED" #5 24 32 FRAMING ACCESSORIES SHALL BE MANUFACTURED BY SIMPSON STRONG TIE (OR APPROVED EQUAL) AND OF THE SIZE 

CONCENTRATED LOAD. #6 28 38 AND TYPE SHOWN ON THE DRAWINGS" ALL NAIL HOLES SHALL BE FILLED WITH STRUCTURAL FASTENERS, UNLESS 

SNOW CRITERIA CONCRETE MIX DESIGNS 
#7 42 54 NOTED OTHERWISE ON THE DRAWINGS AND FASTENERS SHALL BE INSTALLED FOLLOWING ALL MANUFACTURERS 
#8 48 62 REQUIREMENTS. IF A SUBSTITUTION IS MADE, A DOCUMENT SHALL BE SUBMITTED TO THE ARCHITECT FOR APPROVAL 

DESIGN ROOF SNOW LOAD 25 PSF MINIMUM IN ACCORDANCE WITH OSSC 
SNOW DRIFT PER OSSC AS SHOWN ON PLANS 

OUTLINING THE FRAMING ACCESSORIES BEING REPLACED AND THE SUBSTITUTED FRAMING ACCESSORIES" 
CONCRETE WORK SHALL CONFORM TO CHAPTER 19 OF THE ossc" CONCRETE STRENGTHS SHALL BE VERIFIED BY ALLOWABLE LOADS FOR THE SIMPSON ACCESSORIES SHALL BE TABULATED ALONG WITH ALLOWABLE LOADS FOR 

GROUND SNOW LOAD 
Pg- 14 PSF 

STANDARD CYLINDER TESTS PER ASTM C39. CONCRETE MIX TO BE DESIGNED AND PROPORTIONED BY THE CONTRACTOR TABLE NOTES: THE SUBSTITUTED ACCESSORIES, WHICH CLEARLY INDICATE THE SUBSTITUTED ACCESSORIES HAVING AN EQUAL OR 
IN ACCORDANCE WITH: snowload.seao.oro IN ACCORDANCE WITH ACI 318-14 CHAPTER 26, ACI 301-16 CHAPTER 4 AND THE FOLLOWING INFORMATION: 1" MINIMUM LAP SPLICES NOTED ARE FOR MEMBERS THAT ARE NOT PART OF THE SFRS" FOR REBAR LAPS SPLICES AT GREATER CAPACITY" 

FLAT ROOF SNOW LOAD Pf-25 PSF SFRS ELEMENTS, REFERENCE PLANS AND ELEVATIONS" 
SNOW EXPOSURE FACTOR Ce= 1.0 

2" ASTM A615 OR ASTM A706, GRADE 60 DEFORMED REINFORCING BARS 
SNOW LOAD IMPORTANCE FACTOR ls=1.1 ALL FRAMING NAILS SHALL BE OF THE SIZE AND QUANTITY INDICATED ON THE DRAWINGS AND CONFORM TO ASTM F 

3" MINIMUM CLEAR COVER AND BAR SPACING TO BE PROVIDED" 1667, INCLUDING SUPPLEMENT 1, "STANDARD SPECIFICATION OF DRIVEN FASTENERS: NAILS. SPIKES, AND STAPLES THERMAL FACTOR Ct= 1.0 TEST MAX.W/CM MAX. fc EXPOSURE 4" NORMAL WEIGHT CONCRETE, FOR LIGHT-WEIGHT CONCRETE MULTIPLY TABLE VALUES BY 1.3" AND ICC-ES REPORT ESR-1539 "POWER-DRIVEN STAPLES AND NAILS"" NAILS SHALL BE IDENTIFIED BY LABELS 
GEOTECHNICAL CRITERIA MIXID USE 

(PSI) 
AGE RATIO AGG. 

CLASS 5" UNCOATED BARS, FOR EPOXY-COATED BARS MULTIPLY TABLE VALUES BY 1"5" (ATTACHED TO THEIR CONTAINERS) THAT SHOW THE MANUFACTURER'S NAME AND ICC-ES REPORT NUMBER, NAIL 
DESIGN BASED ON REPORT BY: BASED ON HISTORIC DRAWINGS (DAYS) (NOTE 1 & 2) SIZE 6" COMBINATIONS OF EFFECTS DUE TO CONCRETE STRENGTH, CONCRETE WEIGHT, AND EPOXY COATING ARE SHANK DIAMETER, AND LENGTH AND SHALL BE SUBMITTED TO THE ARCHITECT PRIOR TO FRAMING" NAILING NOT 
ALLOWABLE SOIL PRESSURE CUMULATIVE" SHOWN SHALL BEAS INDICATED ON OSSC TABLE 2304.10"1 OR ICC ESR-1539. THE FOLLOWING NAIL SIZES SHALL BE 

FIRM SOILS OR STRUCTURAL FILL 4000 PSF A SLABS ON GRADE POURBACK 4,000 28 NIA 1" F0 so WO co 7" SLAB, FOUNDATION AND MAT TOP BARS ARE BARS CAST ABOVE MORE THAN 12" OF FRESH CONCRETE" ALL OTHER USED WITH THE NAIL LENGTH DETERMINED BY MINIMUM PENETRATION INTO FRAMING MEMBER: 

SHORT TERM LOADING PER ASCE 41 SLAB BARS MAY BE CONSIDERED BOTTOM BARS" 

WIND CRITERIA 
B FOUNDATIONS 4,000 28 0A5 1" F1 so W3 co 

REINFORCING STEEL SHALL HAVE PROTECTION AS FOLLOWS: FRAMING NAILS 
RISK CATEGORY Ill 

MINIMUM PENETRATION INTO TABLE NOTES: NAIL TYPE SHANK DIAMETER (IN.) 
MAIN WIND FORCE RESISTING SYSTEM V = 105 MPH BASIC DESIGN WIND SPEED (3-SECOND GUST) 1" VERIFY WATER-CEMENTITIOUS MATERIAL RATIO WITH FLOOR COVERING MANUFACTURER FOR CONCRETE CONCRETE COVER FRAMING MEMBER (IN.) 

COMPONENTS AND CLADDING V = 105 MPH BASIC DESIGN WIND SPEED (3-SECOND GUSTI 
FLOORS WITH MOISTURE SENSITIVE FLOOR COVERINGS" 

USE CLEAR COVER 6d 0.113 1 125 
EXPOSURE CATEGORY B 2" ESTABLISH WATER-CEMENTITIOUS MATERIAL RA TIO PER ACI 301-16 CHAPTER 4" Bd 0"131 1 "375 1-112" (#5 AND SMALLER) 
GUST/ INTERNAL PRESSURE GCoi:: +/~ 0.18 3" REFERENCE SLABS EXPOSED TO VIEW GENERAL NOTES FOR ADDITIONAL MIX REQUIREMENTS" EXPOSED TO EARTH OR WEATHER 2" 1#6 AND LARGER) 10d 0"148 1 "5 

ASCE 41-17 SEISMIC CRITERIA 4" POST-TENSIONED OR PRESTRESSED CONCRETE SHALL NOT CONTAIN MORE THAN 0"06% CHLORIDE IONS BY 12d 0"148 1.5 
WEIGHT OF CEMENT" CONCRETE CAST AGAINST AND EXPOSED TO EARTH 3" 16d 0"162 1.625 

RISK CATEGORY IV /MAIN BUILDING) 5" REF" ACI 318-14 TABLE 19"3"2"1 FOR ADDITIONAL MIX REQUIREMENTS SPECIFIC TO EXPOSURE CLASS. 
BPOE FOR 75%BSE-1 N IMMEDIATE OCCUPANCY POSITION RETENTION 6" EXPOSURE CATEGORY "F" APPLIES TO LEVEL OF FREEZE THAW EXPOSURE BOLTS AND LAG SCREWS SHALL CONFORM TO ANSI/ASME STANDARD B18.2" 1" ALL BOLTS AND LAG SCREWS SHALL BE 
BPOE FOR BSE-2E LIFE SAFETY HAZARD REDUCED 7" EXPOSURE CATEGORY "S" APPLIES TO LEVEL OF SULFATE EXPOSURE. CONCRETE REINFORCING DETAILS INSTALLED WITH STANDARD CUT WASHERS" 

SITE CLASS D IDEFAULTl 8" EXPOSURE CATEGORY "W" APPLIES TO REQUIRED LEVEL OF PERMEABILITY" 

SEISMIC HAZARD LEVEL 75% BSE-1N 9" EXPOSURE CATEGORY "C" APPLIES TO CORROSIVE LOCATIONS - INCLUDING SURROUNDING ENVIRONMENT (SUCH CUTTING AND NOTCHING OF JOISTS AND STUDS SHALL CONFORM TO THE TYPICAL WOOD DETAILS PROVIDED OR 
AS MARINE ENVIRONMENT) AND CORROSIVE SOILS" CONTINUE HORIZONTAL WALL BARS THROUGH PILASTERS, COLUMNS AND INTERSECTING WALLS" AT SLAB AND WALL 

DESIGN SPECTRAL ACCELERATION sxs = 0 5190 I SX1 = 0 3740 OPENINGS PROVIDE A MINIMUM OF TWO #5 BARS OVER, UNDER AND AT THE SIDES OF THE OPENINGS" EXTEND THESE 
OSSC SECTIONS 2308"4"2.4, 2308"5"9 AND 2308.7.4 WHERE NO DETAILS ARE SPECIFIED" 

ANALYSIS PROCEDURE EQUIVALENT LATERAL FORCE PER ASCE 41-17 CHAPTER 3 
PORTLAND CEMENT CONTENT MAY BE REPLACED WITH FLY ASH CONFORMING TO ASTM C618 (INCLUDING TABLE 2A) BARS LAP DISTANCE OR A MINIMUM OF 2'-0" PAST THE OPENING. PROVIDE ONE #5x4'-0" FOR SINGLE-LAYER REINFORCING 

PSEUDO LATERAL FORCE COEFFICIENT C1C2CM=1.4 AND ONE #5x4'-0" EACH FACE FOR DOUBLE-LAYER REINFORCING PLACED DIAGONALLY AT EACH CORNER OF ALL SALVAGED LUMBER IS ACCEPTABLE PROVIDED IT IS GRADED BY AN APPROVED GRADING AGENCY PRIOR TO USE AND 

SPECTRAL RESPONSE ACCELERATION Sa=0519o 
TYPE FOR TYPE C, SLAG CEMENT CONFORMING TO ASTM C989. AND SILICA FUME CONFORMING TO ASTM C1240 

OPENINGS" REFER TO TYPICAL DETAILS FOR DISPOSITION OF CORNER BARS AND BARS IN SMALL WALL SECTIONS" SLAB MEETS A MINIMUM ALLOWABLE BENDING STRESS (Fb) OF 1,000 PSL CONTRACTOR TO SUBMIT A GRADING REPORT ON 
PROVIDED THAT THE MIX STRENGTH IS SUBSTANTIATED BY TEST DATA EACH MEMBER TO THE ARCHITECT PRIOR TO INSTALLATION" SEISMIC HAZARD LEVEL BSE-2E BARS SHALL BE HOOKED INTO WALLS, OR HOOKED DOWELS SHALL BE PROVIDED TO MATCH SLAB REINFORCING" 

MCE SPECTRAL ACCELERATION Ss = 0.612g S1 = 0.264g FOR MIX DESIGNS WITH fc = 5,000 PSI OR LESS, SLAG CEMENT MAY BE SUBSTITUTED FOR FLY ASH AT A 1 :1 RATIO PROVIDE (2) #4x4'-0" PLACED DIAGONALLY AT EACH RE-ENTRANT CORNER IN SLABS" PROVIDE HOOKED DOWELS FROM 

WITHOUT TEST DATA" WHEN SLAG CEMENT IS SUBSTITUTED IN HIGHER STRENGTH MIXES OR AT A DIFFERENT RATIO, THE FOOTINGS TO MATCH VERTICAL WALL REINFORCING, UNLESS NOTED OTHERWISE" SHOP DRAWINGS SHALL INCLUDE WOOD STRUCTURAL PANELS SITE COEFFICIENT Fa= 1"31 Fv = 2"049 ALL SPECIAL REINFORCEMENT LISTED ABOVE" MIX STRENGTH MUST BE SUBSTANTIATED BY TEST DATA" 
DESIGN SPECTRAL ACCELERATION sxs = 0 802g SX1 = 0 565g 

ANALYSIS PROCEDURE EQUIVALENT LATERAL FORCE PER ASCE 41-17 CHAPTER 3 
THE TERM "WOOD STRUCTURAL PANEL" REFERS TO A WOOD-BASED PANEL PRODUCT BONDED WITH A 

\"-. I l.; ~· '(J I ( ALL CONCRETE SUBJECT TO EXPOSURE CLASSES F1, F2 OR F3 SHALL BE AIR ENTRAINED. AIR-ENTRAINING AGENTS SHALL CONCRETE EMBEDMENTS WATERPROOF ADHESIVE. INCLUDED UNDER THIS DESIGNATION ARE BOTH PLYWOOD AND ORIENTED STRAND SEAL 

PSEUDO LATERAL FORCE COEFFICIENT C1C2CM=1.4 CONFORM TO ASTM C260" THE AMOUNT OF ENTRAINED AIR SHALL BE ACCORDING TO ACI 318-14 TABLE 19.3"3"1 AS BOARD (OSB)" WOOD STRUCTURAL PANELS SHALL CONFORM TO u"s" DEPARTMENT OF COMMERCE VOLUNTARY 1,~I:.~ p,IOF£s 
INDICATED BELOW WITH A FIELD TOLERANCE OF± 1.5 PERCENT BY VOLUME. THE AMOUNT OF ENTRAINED AIR SHALL BE PRODUCT STANDARDS PS1 OR PS2 FOR WOOD-BASED STRUCTURAL USE PANELS, OR APA PERFORMANCE 

s"\ J> 
SPECTRAL RESPONSE ACCELERATION Sa= 0"802g ~ "'"I NE<" ~ MEASURED IN THE FIELD AT THE DISCHARGE FROM THE TRUCK" CAST-IN-PLACE ANCHOR BOLTS SHALL BE HEADED BOLTS CONFORMING TO ASTM F1554 GRADE 55, MEETING STANDARD PRP-108 (ICC-ES ESR-2586)" PANELS SHALL BE APA RATED SHEATHING OR APA RATED STU RD-I-FLOOR, '<, ';'.-

SUPPLEMENTAL REQUIREMENT S1 (WELDABLE) U"N"O" EXTERIOR OR EXPOSURE 1, OF THE THICKNESS AND SPAN RATING SHOWN ON THE DRAWINGS" PANELS SHALL BE Jeyf'/~-SEISMIC FORCE-RESISTING SYSTEM CONCRETE MIX AIR CONTENT STAMPED WITH THE APA TRADEMARK 
SLEEVES, OPENINGS, CONDUIT, AND OTHER EMBEDDED ITEMS NOT SHOWN ON THE STRUCTURAL DRAWINGS SHALL BE WOOD STRUCTURAL PANEL INSTALLATION SHALL BE IN CONFORMANCE WITH APA RECOMMENDATIONS" ALLOW 118" / ~ORtGOV APPROVED BY THE STRUCTURAL ENGINEER BEFORE PLACING CONCRETE" CONDUITS EMBEDDED IN SLABS SHALL NOT SPACING AT PANEL ENDS AND EDGES" UNLESS OTHERWISE RECOMMENDED BY THE PANEL MANUFACTURER . ✓ ,{4,, "1 \~tii'\ <.., 
BE LARGER IN OUTSIDE DIMENSION THAN ONE THIRD OF THE THICKNESS OF THE SLAB AND SHALL NOT BE SPACED 

",f', "( i ' \ 
THE SEISMIC FORCE-RESISTING SYSTEM (SFRS) FOR THE COMPLETED STRUCTURE IS AS FOLLOWS: f110 , ~i~ 

MAX. AGGREGATE SIZE 
CONCRETE SUBJECT TO FREEZE/THAW CLOSER THAN THREE DIAMETERS ON CENTER "" 

ALL ROOF SHEATHING AND FLOOR SHEATHING SHALL BE INSTALLED WITH FACE GRAIN OR STRENGTH AXIS 
WOOD DIAPHRAGM AT ROOF AND FLOOR TRANSFERS LATERAL LOADS TO WOOD SHEAR WALLS. 

(EXPOSURE CLASS F1) 
PERPENDICULAR TO SUPPORTS, EXCEPT AS INDICATED ON THE DRAWINGS. ROOF SHEATHING SHALL EITHER BE I CXPIRES 12-31-21 I 

VERIFY ALL BLOCK OUTS WITH ARCHITECTURAL, MECHANICAL, ELECTRICAL, AND PLUMBING REQUIREMENTS. 
BLOCKED, TONGUE-AND-GROOVE, OR HAVE EDGES SUPPORTED BY PLYCLIPS" WHERE BLOCKING IS SPECIFICALLY 

REFER TO THE GENERAL STRUCTURAL NOTES AND PROJECT SPECIFICATIONS FOR DETAILING, INSTALLATION. 1" 4.5% INDICATED ON THE DRAWINGS" T&G EDGES OR PL YCLIPS MAY NOT BE SUBSTITUTED. SHEATHING SHALL BE 
TESTING AND INSPECTION REQUIREMENTS FOR MEMBERS THAT ARE PART OF THE SFRS" POST-INSTALLED CONCRETE ANCHORS UNBLOCKED, EXCEPT AS INDICATED ON DRAWINGS. FLOOR SHEATHING SHALL BE FIELD GLUED TO THE FRAMING 

A WATER-REDUCING ADMIXTURE CONFORMING TO ASTM C494 USED IN STRICT ACCORDANCE WITH THE USING ADHESIVES MEETING APA SPECIFICATION AFG-01 OR ASTM 03498" TONGUE AND GROOVE PANELS SHALL ALSO 

STRUCTURAL OBSERVATIONS MANUFACTURER'S RECOMMENDATIONS SHALL BE INCORPORATED IN CONCRETE MIX DESIGNS" A HIGH-RANGE WATER- BE GLUED AT THE T&G JOINT" 

REDUCING (HRWR) ADMIXTURE CONFORMING TO ASTM C494 TYPE FOR G MAY BE USED IN CONCRETE MIXES PROVIDING 
POST-INSTALLED CONCRETE ANCHORS SHALL BE THE FOLLOWING PRODUCTS, U"N"O": 

THAT THE SLUMP DOES NOT EXCEED 10"" SHEAR WALL SHEATHING SHALL BE INSTALLED EITHER HORIZONTALLY OR VERTICALLY AND BE BLOCKED WITH 2x 
THE STRUCTURAL ENGINEER OF RECORD (SEOR) WILL PERFORM STRUCTURAL OBSERVATIONS BASED ON THE TYPE APPROVED ANCHORS FRAMING AT ALL PANEL EDGES" NAILING NOT SHOWN SHALL BEAS INDICATED IN OSSC TABLE 2304"10"1" 
REQUIREMENTS OF THE OSSC AT THE STAGES OF CONSTRUCTION LISTED BELOW" CONTRACTOR SHALL PROVIDE THE CONTRACTOR SHALL SUBMIT CONCRETE MIX DESIGNS ALONG WITH TEST DATA COMPLIANT WITH ACI 301-16 AND ACI HILT! KWIK BOLT TZ (ICC ESR-1917) 
SUFFICIENT ADVANCED NOTICE AND ACCESS FOR THE SEOR TO PERFORM THESE OBSERVATIONS" 318-14 A MINIMUM OF TWO WEEKS PRIOR TO PLACING CONCRETE. NO WATER MAY BE ADDED TO CONCRETE IN THE EXPANSION SIMPSON STRONG-BOLT 2 (ICC ESR-3037) WOOD STRUCTURAL PANEL SHEAR WALLS 

FIELD UNLESS SPECIFICALLY APPROVED IN WRITING BY THE CONCRETE SUPPLIER IN CONJUNCTION WITH THE CONCRETE DEWALT POWER-STUD+ SD2 /ICC ESR-2502) ~ 
E 

ITEM COMMENTS MIX DESIGN" HILTI KWIK HUS-EZ (ICC ESR-3027) 0 
0 

CONCRETE SCREW SIMPSON TITEN HD (ICC ESR-2713) SHEAR WALL WOOD STRUCTURAL PANELS SHALL BE PLYWOOD OR OSB PANELS CONFORMING TO THE I I 
~ 

PRIOR TO FIRST CONCRETE POUR AFTER REBAR PLACEMENT IBI GROUP 0 
~ 

DURING INITIAL >;;TEEL EREGTIUN 
DEWALT SCREW-BOLT+ (ICC ESR-3889) REQUIREMENTS FOR ITS TYPE SPECIFIED IN U S. DOC PS1 OR PS2. SHEATHING SHALL BE APPLIED EITHER 

I B I 
907 SW Harvey Milk Street <gl 

HILT! HIT-HY 200 (ICC ESR-3187) HORIZONTALLY OR VERTICALLY" SHEET SIZES SHALL BE 4x8 UNLESS AT BOUNDARIES OR FRAMING CHANGES" Portland, OR 97:?05, USA 0 

E s !U ,v u, 0 tel 503 226 6950 faJ<. 503 273 9192 • HILT! HIT-RE 500 V3 (ICC ESR-3814) ' ' ibigroup-edpnw.com ~ 

ADHESIVE ANCHORS SIMPSON SET-XP (ICC ESR-2508) NAIL HEADS SHALL BE DRIVEN FLUSH WITH SHEATHING" DO NOT PENETRATE SURFACE PLY WITH NAIL HEADS" IF NAIL 15 
A FIELD REPORT WILL BE SUBMITTED TO THE BUILDING DEPARTMENT FOLLOWING EACH SITE VISIT. 7 

SIMPSON SET-3G (ICC ESR-4057) HEADS ARE NOT FLUSH NOTIFY SEOR CONTRACTOR IS RESPONSIBLE FOR ANY REPAIRS NECESSARY DUE TO OVER- ~ 

DEWALT PURE110+ (ICC ESR-3298) PENETRATION OF NAILS" PROJECT e 
STRUCTURAL OBSERVATION IS FOR THE GENERAL CONFORMANCE OF THE STRUCTURAL DRAWINGS AND DOES NOT "! • 
ALLEVIATE ANY SPECIAL INSPECTION REQUIREMENTS. LAKE GROVE -• 

ALL SHEAR WALL PANEL SHEATHING EDGES SHALL BE BLOCKED" EDGE NAILS SHALL BEAT LEAST 3/8" FROM EDGES 
J 

ANCHORS SHALL BE INSTALLED IN STRICT CONFORMANCE WITH THE MANUFACTURER'S RECOMMENDATIONS AND ·' 
PRODUCT EVALUATION REPORTS. EMBEDMENTS SPECIFIED ON DRAWINGS ARE "EFFECTIVE" EMBEDMENTS" AND ENDS OF PANELS" STAGGER NAILING ON EDGES" 

ro 

15777 Boones Ferry Road • 
SPECIAL INSPECTIONS AND TESTING 

0 

REFERENCE MANUFACTURER LITERATURE FOR CORRESPONDING ACTUAL EMBEDMENT DEPTHS" DO NOT CUT 
0 

Lake Oswego, OR 97035 
~ 

REINFORCING IN NEW OR EXISTING CONCRETE DURING INSTALLATION § 
SPECIAL INSPECTION WILL BE PROVIDED BY THE OWNER BASED ON THE REQUIREMENTS OF THE OSSC AS 6 

REQUESTS FOR ANCHOR SUBSTITUTIONS SHALL BE SUBMITTED TO THE SEOR IN WRITING ALONG WITH EVIDENCE OF ~ 

SUMMARIZED IN THE SPECIAL INSPECTION AND TESTING PROGRAM ON SHEETS S0"3-S0.4. CONTRACTOR SHALL 
0 

PROJECT NO ~ 

EQUAL OR GREATER CAPACITY TO THE SPECIFIED CONNECTION" ·~ 
PROVIDE SUFFICIENT NOTICE AND ACCESS FOR THE SPECIAL INSPECTOR TO PERFORM THESE INSPECTIONS" 10021900484 • 

DRAWN BY: CHECKED BY: 
~ 

INSTALLATION OF ADHESIVE ANCHORS HORIZONTALLY OR UPWARDLY INCLINED SHALL BE PERFORMED BY A CERTIFIED C • 
ADHESIVE ANCHOR INSTALLER AS CERTIFIED THROUGH ACI/CRSI AND IN ACCORDANCE WITH ACI 318-14 SECTION JBD KPFF E 

§ 
17.8"2.2 PROOF OF CURRENT CERTIFICATION SHALL BE SUBMITTED TO THE SEOR PRIOR TO INSTALLATION. PROJECT MGR: APPROVED BY: 9 

JLA KPFF ll 
ALL-THREAD ROD FOR ADHESIVE ANCHORS SHALL CONFORM TO ASTM F1554 GRADE 55, U"N"O" ANCHORS EXPOSED TO -

SHEET TITLE • 
EARTH OR WEATHER SHALL BE PROTECTED FROM CORROSION BY HOT-DIP GALVANIZING OR USE OF STAINLESS STEEL" $ 

GENERAL STRUCTURAL ~ 

PERMANENTLY EXPOSED EMBEDDED PLATES AND ANGLES SHALL BE HOT-DIPPED GALVANIZED AFTER FABRICATION, 0 

U"N"O" NOTES --
' NO LOADS OR WELDS SHALL BE PLACED ON EMBEDDED PLATES OR ANGLES FOR A MINIMUM OF 7 DAYS AFTER ' "'-

CASTING" ADHESIVE ANCHORS SHALL NOT BE INSTALLED FOR A MINIMUM OF 21 DAYS AFTER CASTING CONCRETE IN 
ACCORDANCE WITH ACI 318-14 SECTION 17"1.2 SHEET NUMBER 

" 
S0002 

0 • r 

" ' "' " c., ·-
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GENERAL STRUCTURAL NOTES CONT. 
GLUED-LAMINATED MEMBERS 

GLUED-LAMINATED (GLULAM) MEMBERS SHALL BE FABRICATED IN CONFORMANCE WITH CURRENT ANSI STANDARD 
A190.1, AMERICAN NATIONAL STANDARD FOR STRUCTURAL GLUED LAMINATED TIMBER OR OTHER CODE- APPROVED 
DESIGN, MANUFACTURING AND/OR QUALITY ASSURANCE PROCEDURES. EACH MEMBER SHALL BEAR AN AITC OR APA
EWS IDENTIFICATION MARK OR BE ACCOMPANIED BY A CERTIFICATE OF CONFORMANCE. APA-EWS MARKS TO BE 
PLACED ON SURFACES NOT EXPOSED IN COMPLETED CONSTRUCTION. ONE COAT OF END SEALER SHALL BE APPLIED 
IMMEDIATELY AFTER TRIMMING IN EITHER THE SHOP OR IN THE FIELD. 

GLULAM MEMBERS SHALL BE ARCHITECTURAL (EXPOSED) APPEARANCE CLASSIFICATION, REFERENCE ARCHITECTURAL 
DRAWINGS AND SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS. 

GLULAM MEMBERS SHALL BE OF MINIMUM ALLOWABLE DESIGN PROPERTIES AS ESTABLISHED BY ASTM D3737: 

COMBINATION 
SYMBOL (SPECIES) 

24F-V4 (DF/DF) 
(SIMPLE SPAN) 

24F-V8 (DF/DF) 
(CONTINUOUS OR 

CANTILEVER) 

COMBINATION 
SYMBOL (SPECIES) 

5 (DF Li) 

GLUED-LAMINATED BEAMS 

HORIZONTAL SHEAR 
COMPRESSION 

FLEXURAL STRESS, STRESS STRESS PERP 
Fb (PSI) 

Fv (PSI) TO GRAIN 
Fc,perp (PSI) 

+2,400 / -1,850 265 650 

2,400 265 650 

GLUED-LAMINATED COLUMNS 

FLEXURAL STRESS, 
Fb (PSI) 

1,800 (y-y) I 1,700 (x-x) 

HORIZONTAL SHEAR 
STRESS 
Fv (PSI) 

230 

COMPRESSION 
STRESS PERP 

TO GRAIN 
Fc,perp (PSI) 

2,400 

MODULUS OF 
ELASTICITY (PSI) 

1,800,000 

1,800,000 

MODULUS OF 
ELASTICITY (PSI) 

2,000,000 

REFERENCE SPECIFICATIONS FOR FABRICATION AND MILLING TOLERANCES FOR TIMBER SIZES, HOLES, AND 
CONNECTIONS. CONNECTIONS SHALL BE SHOP FABRICATED TO GREATEST EXTENT INCLUDING CUTTING TO LENGTH 
AND DRILLING HOLES. 

NOTCHES, DAPS, HOLES. ETC. SHALL BE REPRESENTED ON SHOP DRAWINGS FOR REVIEW BY SEOR FIELD NOTCHING 
AND BORING OF GLULAM MEMBERS IS NOT ALLOWED UNLESS APPROVED BY SEOR 

GLULAM PRODUCTS SHALL CONTAIN AVERAGE MOISTURE CONTENT OF 15% OR LESS AT TIME OF MANUFACTURE. 
REFERENCE SPECIFICATIONS FOR ALLOWED DIMENSIONAL TOLERANCES AT TIME OF MANUFACTURE. 

SIMPLE SPAN GLULAM MEMBERS SHALL BE SUPPLIED TO THE PROJECT WITH STANDARD MILL CAMBER BETWEEN 3,500 
AND 5,000 FOOT WITH TOLERANCES AS ALLOWED BY ANSI A190. MULTI-SPAN AND CANTILEVER BEAMS SHALL HAVE NO 
MILL CAMBER UNLESS NOTED OTHERWISE. CAMBER INDICATED ON THE DRAWINGS IS TOTAL CAMBER AND IS NOT IN 
ADDITION TO STANDARD MILL CAMBER. 

STRUCTURAL COMPOSITE LUMBER (SCL) 

STRUCTURAL COMPOSITE LUMBER PRODUCTS SUCH AS LAMINATED VENEER LUMBER (LVL), PARALLEL STRAND LUMBER 
(PSL), AND LAMINATED STRAND LUMBER (LSL) SHALL BE OF THE SIZE AND TYPE SHOWN ON THE DRAWINGS. ALL 
STRUCTURAL COMPOSITE LUMBER PRODUCTS NOTED HERE SHALL HAVE A CURRENT ICC-ES REPORT. 

MEMBERS SHALL HAVE THE FOLLOWING MINIMUM DESIGN PROPERTIES: 

LUMBER TYPE 
PSL 
LVL 

LSL HEADERS 
LSL STUDS 

LSL RIM BOARD 
LSL SILL PLATE {TREATED) 

SCL MINIMUM PROPERTIES 
FLEXURAL STRESS, Fb (PSI) 

2.900 
2.600 
2 325 
1,700 
1,700 
1,900 

MODULUS OF ELASTICITY (PSI) 
2 200 000 
2 000 000 
1 550 000 
1,300,000 
1,300,000 
1,300,000 

FLEXURAL STRESS NOTED ABOVE ARE FOR A 12-INCH MEMBER DEEPER MEMBERS SHALL BE DESIGNED FOR REDUCED 
STRESSES PER THE MANUFACTURER'S REQUIREMENTS. 
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VISIBLE WATER DAMAGE ---..._ 
TO EXTERIOR VENEER THIS 
WALL LIKELY DAMAGE TO 
BASE OF WOOD WALL AND 
POSTS BEYOND ESTIMATE 
20% OF STRUCTURE BEHIND 
IS DAMAGED AND IS TO BE 
REPLACED WITH LIKE 
MATERIAL 
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VISIBLE WATER DAMAGE 
TO EXTERIOR VENEER THIS 
WALL LIKELY DAMAGE TO 
BASE OF WOOD WALL AND 
POSTS BEYOND ESTIMATE 
20% OF STRUCTURE BEHIND 
IS DAMAGED AND IS TO BE 
REPLACED WITH LIKE 
MATERIAL 
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VISIBLE WATER DAMAGE---+-
TO EXTERIOR VENEER THIS 
WALL LIKELY DAMAGE TO 
BASE OF WOOD WALL AND 
POSTS BEYOND ESTIMATE 
20% OF STRUCTURE BEHIND 
IS DAMAGED AND IS TO BE 
REPLACED WITH LIKE 
MATERIAL 

REMOVE GLASS BLOCK 
WALLS AND REPLACE WITH 
WINDOWS OR INFILL WALLS 

26.1 
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TO EXTERIOR VENEER THIS 
WALL LIKELY DAMAGE TO 
BASE OF WOOD WALL AND 
POSTS BEYOND ESTIMATE 

URM. REPLACE WITH "tflNDOW OR 
SOLID WALL 

20% OF STRUCTURE BEHIND 
IS DAMAGED AND IS TO BE 
REPLACED WITH LIKE 
MATERIAL 
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--+- VISIBLE ROT TO WOOD 
VENEER THIS REGION 
REMOVE DAMAGED VENEER 
AND CONFIRM EXTENT OF 
DAMAGE TO STRUCTURE 
BEHIND ESTIMATE 20% OF 
STRUCTURE IS DAMAGED 
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REPOINT AND REPAIR ALL BRICK 
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INDICATES REMOVE INTERIOR FINISH ON ONE SIDE OF WALL. 
REF. 8/S7101 FOR SCHEDULE WALL SCHEDULE. PROVIDE TYPE "X" 
HOLDOWN AT EACH END OF WALL REF. 8/S5101. BLOCK AT PLYWOOD 
EDGES AND RE-APPLY FINISHES. 

INDICATES 2x6@ 16" o.c. WITH NEW PLYWOOD SHEATHED 
SHEAR WALL. REF. 8/S7101 FOR SHEAR WALL SCHEDULE. PROVIDE 
TYPE "X" HOLDOWN AT EACH END OF WALL REF. 8/S5101. BLOCK ALL 
PLYWOOD EDGES. 

PROVIDE BRACING FOR ALL IN-LINE MECHANICAL EQUIPMENT 
WEIGHING MORE THAN 75 LBS INDEPENDENTLY OF DUCT OR PIPING 
SYSTEMS. 

PROVIDE ANCHORAGE FOR ALL MECHANICAL AND ELECTRICAL 
EQUIPMENT WEIGHING MORE THAN 400 LBS. 

PROVIDE FLEXIBLE COUPLINGS FOR CONDUIT LARGER THAN 2.5" 
TRADE SIZE ATTACHED TO PANELS, CABINETS OR OTHER 
EQUIPMENT. 

PROVIDE BRACING FOR RECTANGULAR DUCTWORK LARGER THEN 
6 SQ FT IN CROSS SECTION AND ROUND DUCTS LARGER THAN 28" 
IN THE TRANSVERSE DIRECTION NOT TO EXCEED 30 FT AND 
LONGITUDINAL DIRECTION NOT TO EXCEED 60 FT. 

COORDINATE MECHANICAL PENETRATIONS WITH ARCHITECTURAL 
AND MECHANICAL DRAWINGS. 
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SPAN DIRECTION OF 
(E) 5/8" PLYWOOD 
SHEATHING w/ 8d 
NAILS@ 6" o.c. I 
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,'" : :,~:: 

I 11 : -------------,f-----
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CONTINUOUS CMST 14 --t--
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(E) GLS 118x12 

WINDOW INFILL BELOW -t---
REF. S1501C 
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SIM. S7101 

EXTENSIVE WATER DAMAGE NOTED 
AROUND ENTIRE COVERED PLAY AREA, 
REPLACE ALL DAMAGED STRUCTURE 
WITH LIKE MATERIAL 

I 
I 
I 
I 
1 

I 
I 
I 
I 
I 
I 

(E) TRUSSES @ 24" o.c. 

®f--------
LEAVE OCTOGONAL WINDOW --
AND PROVIDE BLOCKING AND 
STRAPPING AROUND OPENING L:----------

CONTINUOUS SIMPSON 
CMST14 STRAPS wl 
BLOCKING BELOW 

REF. NOTE 8 FOR 
ROOF RE-SHEA THI G 
REQUIREMENTS 

TYP. 

S7101 

2 

S7101 
TYP. 

REF. NOTE 8 FOR 
ROOF RE-SHEATHING 
REQUIREMENTS 

---J. 

0 ROOF PLAN - SECTOR C 
1/8"= 1'-0" 

I 
I 

I: 

le 
I I, 
I I, 

6 
~ 

'- :;; 

11h (E) 2x8 RIM JOIST 

,·,itill i_.-----1- WINDOW INFILL BELOW 
1 11 ;1 REF. S1501C 

II 

--1- PARTIAL LENGTH CMST14 
STRAP w/ BLOCKING BELOW 

--1- CONTINUOUS CMST 14 
STRAP wl BLOCKING BELOW 

REVIEW ALL BRICK VENEER AND 
LINTELS. REPAIR ALL DAMAGED 
OF LOOSE BRICK AND DAMAGED 
LINTELS 

----7-- LEAVE OCTOGONAL WINDOW 
AND PROVIDE BLOCKING AND 
STRAPPING AROUND OPENING 

NOTES: 

1. ----- INDICATES SHEAR WALL BELOW REF. S1501C 

2. 11 I I I I I I I I I INDICATES SHEAR WALL BELOW REF. S1501C. 

3. 

4. 

5. 

6. 

7. 

8. 

9. 

10. 

PROVIDE BRACING FOR ALL IN-LINE MECHANICAL EQUIPMENT 
WEIGHING MORE THAN 75 LBS INDEPENDENTLY OF DUCT OR PIPING 
SYSTEMS. 

PROVIDE ANCHORAGE FOR ALL MECHANICAL AND ELECTRICAL 
EQUIPMENT WEIGHING MORE THAN 400 LBS. 

PROVIDE FLEXIBLE COUPLINGS FOR CONDUIT LARGER THAN 2.5" 
TRADE SIZE ATTACHED TO PANELS, CABINETS OR OTHER 
EQUIPMENT. 

PROVIDE BRACING FOR RECTANGULAR DUCTWORK LARGER THEN 
6 SQ FT IN CROSS SECTION AND ROUND DUCTS LARGER THAN 28" 
IN THE TRANSVERSE DIRECTION NOT TO EXCEED 30 FT AND 
LONGITUDINAL DIRECTION NOT TO EXCEED 60 FT. 

COORDINATE MECHANICAL PENETRATIONS WITH ARCHITECTURAL 
AND MECHANICAL DRAWINGS. 

STRIP (E) ROOFING AND PROVIDE (N) 1/2" PLYWOOD SHEATHING OVER 
(E) 1x DECKING OVER THE ENTIRE ROOF w/ 0.148"0x2" NAILS @4" o.c. 
AT PLYWOOD EDGES AND 12" o.c. IN THE FIELD. 

REF. 1/S7102 FOR SUSPENDED CEILING BRACING 
REQUIREMENTS. 

REF. 2/S7102 FOR PENDANT LIGHTING BRACING 
REQUIREMENTS. 
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PLYWOOD -------.Jll 
SHEATHING 
REF, PLAN 

SILL ANCHORS --
REF, PLAN 

EDGE NAIL -----. 

CL 

------ (E) STUD WALL 

____ (E) BRICK VENEER 

____ (E) SILL PL w/ 

- 112:'0 x 1'-6" ANCHOR 
BOLTS@ 4'-0" o.c. 
REF SHEARWALL SCHEDULE 
FOR ANCHORAGE 

----- (E) STUD WALL 

SHEATHING-------._ 

PLYWOOD 
SHEATHING 
REF, PLAN 

CL 

_____ HOLDOWN WHERE 

OCCURS REF, PLAN 

----- (E) STUD WALL 

_.--- (E) BRICK VENEER 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 REF. PLAN ..___m --- DRILL AND EPOXY 

ANCHORS AND 
HOLDOWN ANCHORS 
REF, PLAN 

_.--- (E) SILL PL 
REF SHEARWALL SCHEDULE,-------------------; 
FOR ANCHORAGE 

NOTE: 

(E) GYM 
FLOOR 

DO NOT CONTINUOUSLY 
UNDERMINE (E) FOUNDATION 
WORK IN SECTIONS SO 
THAT (E) FOUNDATION CAN 
SUPPORT WALL ABOVE OR 
PROVIDE SHORING, 

____ 2"0 VENT HOLE@ 4'-0" o,c, 

FINISH GRADE 

... i T---
,, )2,-;-

1 
/ ,' L,;, .,,. __, 1' ' / ,' f-',--~..---~ 

L_.--------- #4@ 8" o,c, DRILL AND 
EPOXY w/ 6" EMBEDMENT 

• 

---t----------- #4@ 8" o.c. 

------ #5@ 12" O,C, 
TOP AND BOT, 

________ (4) #5 CONT. 

- TOP AND BOT, 

EXTERIOR ,,!'--f --~4.~-o .. --------,i'J 

EDGE NAILING ---. _ 

DRILL AND EPOXY 
#4@ 12" o.c. 
TRANS, TOP BARS 

SLAB ON GRADE 
FIELD VERIFY 

)- •o-0• 
LL "o • o 
Ct: o "0 • 

0 w 
> 

'- 0 
-' w 

• • • • 

#4 DRILL AND EPOXY 
@ 32" O.C. TYP. 

L----- (4) #4 TOP AND 
BOT. LONG, BARS 

.,.,."-_"',_,"-,, - ~ii=m"iiir::l'."i~~~;i,:ccJ· i~m;i;,, iiIT, .~, ri'i f---__ DRILL AND EPOXY 

~ ...J >- #5@ 12" O.C. 
Ur TRANS.BOT.BARS 

(E) FOOTING --f-- 1' _ O" 
FIELD VERIFY r--- DRILL TRANS, BARS 

THRU BOLTED --1--
HOLDDOWNS 
BEYOND 
REF, 1/S5101 

FIELD VERIFY THRU (E) FOOTING 

3' - O" 

@~W~
1
"=~~-~~L_FO_U_N_D_A_T_IO_N_D_E_T_A_IL ________________ _ 0-N_

1
,,?_

1
,_~_T_H_W_A_L_L_F_O_O_T_I_N_G_R_E_I_N_F_. __ 

(N) HOLDOWN EACH 
SIDE OF (E) COLUMN ~ REF, PLAN 

0 

0 

I DRILL NEW HOLES 
IN (E) COLUMN BASE 
PL AS REQ'D, FOR 
HOLDOWN 

1' - O" 
x 
"" ::;; 
<O 

"'"" 

• • • 

• ~ 

• • \ • 
/ 

/ 
SIMPSON PAB8 
ANCHOR BOLTS 

' I -
7 
0 

0 

~. " 

• 

• ~ 

• 
./ 

I E) 6x8 COLUMN 

I E) COLUMN FOOTING 

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,C,( 

E) WALL FOOTING 

• 

• 

'---

--

- FOUNDATION 
REF, 9/S5101 

@_F_
1 

.. ?_
1
~ __ 

0
,,_N_DA_T_I_O_N_A_T~(E~)_C_O_L_U_M_N __ _ 

EDGE NAILING ---:::-..__ 

SHEATHNG -..__ 
REF, PLAN 

GLULAM POST --
REF, PLAN 

HOLDOWN ---
REF, PLAN 
TYP, 

9" 

MAX, 

EDGE NAILING 

(E) SHEATHING 
TYP, 

(E) 4x8 POST 

..___ (E) VENEER 

GYM FLOOR---..__ 

NOTE: 
DO NOT CONTINUOUSLY 
UNDERMINE (E) FOUNDATION 
WORK IN SECTIONS SO 
THAT (E) FOUNDATION CAN 
SUPPORT WALL ABOVE OR 
PROVIDE SHORING, 

------ SAWCUT (E) SLAB 
FOR (N) FOUNDATION 

-- (E) SLAB ON GRADE 

--~-~-~-~==========--- #4 @ 8" o c, DRILL AND _..r.1:r·-··-··-··-··- -~ EPOXY w/ 6" EMBEDMENT 

_l----------- #4@ 8" o.c. 

____ (4)#5CONT, 

TOP AND BOT, 

----- #5@ 12" O,C, 
TOP AND BOT, 

~ ~ 
'-----~..----~----------' ------".U 

4' -0" 

® (N) FOUNDATION AT (E) WALL 6 ,-..--~--~----------
1" = 1 '-0" 

SILL ANCHORS 
REF, WALL SCHEDULE 

#4 HOOKED REBAR --
@ 18" O.C. 

LL 
<O > .. a) ""t) ., ,:, ""t)' 

' ., __ ,,,. 

----- (N) SHEAR WALL 
REF, PLAN 

----#4CONT 

"•"o"· V•'o""" 
e, __ n_ __ • - "--" -~ - . 

_ _:.==:,- (3) #5 CONT TOP 
AND BOTTOM 

~t, :i~ OB~T_T_O_M....L~/i~m.>tnr-2,---0-" ____ ··-;~' \_ ""' ~ c~""" 
FOOTING BEYOND 

(E) STAGE ------

(E) FLOOR ------
FRAMING 

(E) STUD WALL ---
DIVIDER 

CUT BACK STAGE FLOOR 
TO ALLOW SHEAR WALL 
SHEATHING INSTALL AND 
REPLACE FRAMING WITH 
LIKE MATERIAL AFTER 
WALL INST ALL 

(E) SLAB -----. 
ON GRADE 

CORE THROUGH STEM __ _,,,,.:::-~ 

AND FOUNDATION AND -cs-
FILL w/ GROUT 

• 

, I , 

• • 

EDGE NAIL ---

(E) GYM 
FLOOR 

CORE THRU FOOTING --, 
AT EACH HOLDOWN 
ANCHOR 

PLAY AREA GRADE BEAM 
WHERE OCCURS AT SIM, 

RADE __ _Gff_:~J :-(::~T .... : .. -- _:_: -_-__ _-· .. :; -- -- -- -- -- -

112"x4x0'-4" WASHER PL ___ )f,~:t,cj:,\,,,,/, ,,~,,,,~i~"; 'l" -------- ENCASE RODS AND WASHER 

PLATES IN GROUTw/ 3" MIN, 

EXTERIOR CLEAR COVER 

(D-w_
1

,, =-';-;.L_Fo_u_N_D_A_T_1o_N_D_E_T_A_1 L __ _ 

----- (E) STUD WALL 
______ (N) PLYWOOD SHEATHING 

REF, PLAN :::: ....... :::. :::: :::: .... ·,,, t i~~i~i;~Jff~ 
_:.---- (N) SIMPSON PAB7 

ANCHOR BOLTS 

• 

@ 1'-4" O.C. 

------ EDGE NAIL 

---- SLAB POUR BACK 

,12 R 

CUT BACK 
(E) SLAB 

'_..2-1 --- (3) #5 

• 
#4 AT HOOKED DOWELS 
@ 12" o.c . 

__,__ (6) #5 TOP AND BOT, 

#5@ 12" o,c TOP AND BOT, 

NOTE 
DO NOT CONTINUOUSLY 
UNDERMINE (E) FOUNDATION 
WORK IN SECTIONS SO 

.. •-----"-7,---•---·--------'----· -,I-'<- THAT (E) FOUNDATION CAN 
SUPPORT WALL ABOVE, 

@_H_
1 

.. ?_
1
.~_

0
,,D_O_W_N_A_T_G_L_U_LA_M_PO_ST __ _ 

EDGE NAILING ------

SHEATHING TYP, 

EDGE NAILING ----. 

SHEATHING TYP, 

HOLDOWN 
REF, PLAN 
TYP, 

SIMPSON A35 CLIP ---
@ 8" o.c. w/ #8x5/8" 
SPAX INTO (E) 
SHEATHING TYP, 

-- CONT, 2x BLOCKING 

_.--- (E) SHEATHING TYP, 

___ A35@ 8'' o.c. w/ #8x5/8'' 
$PAX INTO (E) SHEATHING 
TYP, 

11----- GLULAM POST 
REF, PLAN 

CONDITION ABOVE HOLDOWNS 

CONDITION AT HOLDOWNS 

___ L2x2x18 GA w/ 10d NAILS 

@ 3'' o.c. TO GLULAM POST 
AND SIMPSON PPSD #10 
SCREWS@ 3" o,e, FROM 
SHEATHING TO GAUGE 
ANGLE 

(E) SHEATHING TYP, 

..__ __ GLULAM POST 

REF, PLAN 

13 HOLDOWNS AT CORNER GL POST 

0 (N) FOUNDATION AT COVERED PLAY 
111 =1 1-0" 

~ 
2 0: 
b >-

f-

"' 
b ~ -- 2 

• • 

_.---- ANCHOR END STUD TO 
COLUMN wl 5/8"0x8" TITEN 
HD SCREW ANCHORS 

I 
I I 
I I 
I I 
I I 
I I 
I I 
I I 
I I 
I I 

SHEAR WALL 
SHEATHING 

-""- PT SILL PLATE 
REF, SHEAR WALL 
SCHEDULE 

_JL _____ _ 

• 

(E) FOUNDATION FOUNDATION AT 
SHEAR WALL 

COVERED PLAY SHEAR 

9 WALL AT CONCRETE COLUMN 

~ '------+--..------------'-'kc\ 
4' -0" 0-s_

1 
.. !_

1
':' __ 

0
~_E_W_A_L_L_F_O_U_N_D_A_T_IO_N_D_E_T_A_IL _______________ _ 

HOLDOWN SCHEDULE 
MARK TYPE POST 

ANCHOR FOOTING 
DIAMETER EMBEDMENT Le (IN,) 

0 HDU4-SDS2,5 (2) 2x6 5/8 12" 

0 HDU14-SDS2,5 (3) 2x6 1 REF, 4/S5101 

<§> (2) HDU14-SDS25 2x (3) 2x6 1 REF, 3/S5101 

0 
GLULAM REF, 1/S5101, 

(2) HDU14-SDS25 
REF, PLAN 1 12/S5101 AND 

13/S5101 

NOTES 

1, REF, TYP. HOLDOWN DETAIL4/S5101 FOR DEFINITION OF Le, 

2, ANCHORS SHALL BE ASTM F1554 GRADE 36 HEADED ANCHOR BOLTS, 

3, ALL HOLDOWNS SHALL BE INSTALLED WITH STRICT CONFORMANCE TO 
MANUFACTURER'S REQUIREMENTS, 

4, WHERE MULTIPLE HOLDDOWNS ARE SPECIFIED PROVIDE A POST FOR 
EACH HOLDDOWN UNO, WHERE MULTIPLE POSTS ARE REQUIRED, 
SPACE POSTS AT 12" o.c. 

5, ALL HOLDOWN POSTS FULL HEIGHT OF WALL U,N,O, 

8 1"= 1'-0" 
SHEAR WALL HOLDOWN SCHEDULE 

SHEATHING ---~ 
REF, PLAN 

HOLDOWNS -----. 
AT ENDS 

EDGE NAILING ---

(E) SLAB 

o 0 
O O' O O • 
O•o"o•o 

O 0 
:, 0 • O O • 

• O "0 • O 

~ "'o, 

(E) FOOTING ----

r I 

I I 
I I 

____ (E) STUD WALL 

--- (E)SHEATHING 

_.--- DRILL AND EPOXY 
ANCHORS wi HIL Tl 
RE-500 VS REF, 8/S5105 
FOR EMBEDMENT 
LENGTH "Le" 

----- (E) VENEER 

(E) GRADE 

..__ ____ ANCHOR DIAMETER 

AND EMBEDMENT 
REF, HOLDOWN 
SCHEDULE 

4 SHEAR WALL ANCHORAGE 
1" = 1'-0" 
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SHEAR WALL 
SHEATHING AS 
OCCURS 
REF. PLAN 

STRAP AS OCCURS 
REF. PLAN 

(E) PLYWOOD 
SHEATHING 
RE-NAIL 
REF. PLAN 

2xBLOCKING 
@48" O.C. w/ 
(4) 16d NAILS 

(E) FLOOR JOIST 

16d 6" o.c. ------

EDGE NAIL ----

SHEARWALL 
SHEATHING 
(NOT AT SIM.) 

...--- (E) STUD WALL 

_,-- EDGE NAIL 

_,-- SIMPSON H2A 
@48''o.c. 

----~--- 2x BLOCKING 
NOT AT SIM. 

@1--S~
1 

.. ~~1~~-0 .. 0_N_D_F_LO_O_R_D_E_TA_I_L ___ _ 

(E) STUD WALL FRAMING ---=,-J--t--

SISTER STUDS OF 
MATCHING SIZE TO 
EACH SIDE OF 
DAMAGED STUDS 

PROVIDE (8) 16d NAILS TO 
EACH SISTERED STUD 
STAGGER NAILS ON 
EITHER SIDE OF (E) STUD 

CUT OUT DAMAGED 
PORTION OF STUD 

(2) 1 Od TOE NAILS TO 
EACH SISTERED 
PIECE 

z 
:, 
0 

"' [I'. 

0 
CJ 
X 
N 

.J 

CUT OUT DAMAGED 
SILL PL AND REPLACE 
WITH (N) P.T SILL PL 
OF MATCHING SIZE 

(E) SILL PL 

f---~/' ________ ....::,_<:::::::=:=iPROVIDE 1/2"0x4" 

(E) SLAB ON 
GRADE OR 
STEM WALL 

NOTE: 
CONTRACTOR IS RESPONSIBLE FOR ALL 
TEMPORARY BRACING DURING REPAIR. 

EMBEDDED GALV. 
SIMPSON TITEN HD 
ANCHORS @ 32" o.c 
TO (N) SILL PL PROVIDE 
MIN. OF (2) PER 
REPAIRED SEGMENT 

@1--S_
1 

.. :_
1
~ __ 

0
.~_W_A_L_L _R_E_PA_I_R _____ _ 

(E) STUD WALL ---..___ 
REF. 16/S7101 
FOR STUD REPAIR 
REQUIREMENTS 
WHERE NECESSARY 

(E) SLAB 
ON GRADE 

_,-- REMOVE(E)DAMAGED 
BRICK VENEER 
REF. ARCH. 
FOR REPAIR FINISH 
REQUIREMENT 

FINISH GRADE TO BE 
SLOPED AWAY FROM 
BUILDING 

STRAPPING 
REF. PLAN 

(N)ROOF --
SHEATHING 

(E) 1x SHEATHING 

EDGE NAIL ---

SIMPSON H25 -----~ 
AT EACH STUD 

EDGE NAIL ---

(N) 2x BLOCKING _...-
NOT AT SIM. 

(N) SHEARWALL --
SHEATHING 
REF. PLAN 
NOT AT SIM. 

...---- EDGE NAIL 

---- 16d@ 6" O C. 

..--- 16d@ 6" o.c. 

..--- EDGE NAIL 

..-- (N) ROOF SHEATHING 

(E) 1x SHEATHING 

Tt--- (E) LEDGER 
VLF. 

'I 

··~(E)TRUSS 

@1--(~
1
~~{,_~~-H_EA_R_W_A_L_L_A_T_S_T_E_P_IN_R_O_O_F_ 

EDGE NAIL ------

(E) 2x RIM ---
JOIST 

(N) SIMPSON A35 
w/ 3 WAY BEND AT 
EACH JOIST 

EDGE NAIL 

(N) SHEAR WALL ---
SHEATHING 
REF. PLAN 

EDGE NAIL ---

NOTE: 
NO SHEARWALL BELOW 
BEAM AT SIM. CONDITION 

ROOF SHEATHING 
REF. PLAN 

(E) 1x SHEATHING 

*i""'""'""'""'""'"§l"'"'t-_____ SIMPSON A35 f:i @ 16" O.C. 

...----- (E) STUD WALL 

..-...---- (E) GLULAM BEAM 

____ (N) CONT. TOP PLATE 

w/ (2) 16d@ 6" O.C. 

----- EDGE NAIL 

...---- (E) ROOF FRAMING 
@2'-0" 0.C. 

----- COIL STRAP 
REF. PLAN 

EDGE NAIL 

16d@6"o.c. 

ii------ 2x BLOCKING w/ SIMPSON 
A35 EACH END ALONG 
LENGTH OF SHEARWALL 

PLATE THICKNESS ---
0.229" OR SIMPSON 
BPS BEARING PLATE 

5" AT 2x6 
3" AT 2x4 
EQ. 

0 
EQmEQ. w 

~-- STANDARD CUT 
WASHER AND 
ANCHOR BOLT 

1/2" MAX. FROM 1/2" MAX. EACH SIDE OF PLATE 
SHEATHING FACE · . . AT DOUBLE SIDED SHEATHING TYP. 

I ~ PLATE WASHER 

INCREASE PLATE WIDTH AS REQUIRED 

' 
,_ AT DOUBLE SIDED SHEATHING TO 

PROVIDE MAX. EDGE DISTANCE TYP. 

PLATE WASHER AT ALL SHEAR WALL ANCHOR 
BOLTS, TYP. REF. PLATE WASHER DETAIL 

- ANCHOR BOLTS TYP. 
REF. SHEAR WALL 

I 
SCHEDULE FOR SPACING 

WHERE SILL PL IS DRILLED OR NOTCHED 
MORE THAN 1/3 OF THE PL WIDTH INSTALL 
ONE BOLT EACH SIDE OF NOTCH 

, __ \. ______________ ' 

SHATHING WHERE OCCURS ~ 

'·-·-·-·-·-·-·-·-·-·-·-·-·-·-·-·- -·-·-·-·-·-· -·-·-·-·-·-·-· . -·-·-·-·-
,- ' ' ~ " " " I. , , "L" . _/ "L" "L" 

END D1sTANCE ' SILL PL SPLICE 
"L" "'4 1/2'' MIN. 
12" MAX. 

NOTES: 

1. ALL SILL PL'S SHALL BE PRESSURE TREATED D.F OF WIDTH 
EQUAL TO DEPTH OF STUDS. 

2. ALL OVERSIZED BOLT HOLES (HOLES > 1116" + AB. 0) 
SHALL BE FILLED w/ EPOXY OR NON-SHRINK GROUT FOR 
TIGHT FIT. 

3. 

4. 

LOCATE BOLTS CLEAR OF STUDS AND POSTS. 

PROVIDE A MINIMUM OF TWO BOLTS PER SILL PIECE. 

TYP. SHEAR WALL 

~/ 
IX " -

"L" "L" 

' 

-
' 

0~~ ~.~.PLATE ANCHORAGE ........................................................ . 

(E) 1x SHEATHING 

EDGE NAIL ------i-1 

___ 16d @6" o.c. 

(E) SHEATHING TO 
DOUBLE TOP PLATE 

____ EDGE NAIL 

----- (E) DOUBLE TOP PLATE 

NOTES 
1. ALL MATERIAL IS TO BE 

GALVANIZED. 
2. NEW 2x MEMBERS MAY 

BE CARRIED F ULL 
HEIGHT OF EX POSED 
POST OR PLA CED ON 
ALL (4) SIDES AT ARCH. 
AND OWNER'S 
DISGRESSION 

CUT DAMAGED POST 
TO SOUND MATERIAL 
AND PLACE NEW POS 
IN SOLID BEARING 

T 

•• 00,tVV •• 
Ii--

-

(E) DAMAGED 
WOOD POST 

P.T. 2x EACH SIDE 
SISTERED NAILED 
TO EACH POST 
SEGMENT 

P.T POST OF 
MATCHING SIZE 

SIMPSON ELEVATED 
POST BASE w/ SCREW 
ANCHOR ~ ,_ 

,_ 
r.-~· 

-
2x MEMBER MAY BE 
EXTENDED DOWN TO 
COVER BASE CONN 
AT ARCH. AND OWNER'S 
DISGRESSION i 

~ !,- '''<}~ ' 

(E) SLAB ON GRADE 
7, ---------------- --------------------------------------------------------' ' ' 

01--R~
1 

.. ~~
1
.P~_

0
,(\_I_R_A_T_D_A_M_A_G_E_D_P_O_S_T_B_A_S_E_ 

SHEAR WALL .------
FIELD NAILING 

SHEAR WALL ---
EDGE NAILING 

(E) DOUBLE -----
TOP PL 

NOTES: 
FIELD VERIFY ALL EXISTING 
FRAMING AND NOTIFY THE 
ENGINEER IF ANY VARIANCES 
IN FRAMING LAYOUT ARE 
DISCOVERED FROM THAT 
SHOWN 

rl 

_____ (E) STUD WALL 

'..------- SIMPSON LSTA12 
STRAP EACH STUD 
EACH SIDE OF WALL 

-------- (E) STUD WALL 

SHEAR WALL CONN. AT STAIR 
1"= 1'-0" 

SHEAR WALL --
FIELD NAILING 

(E) WOOD :-----
SHEATHING 

STRAPPING AS --
OCCURS 
REF. PLAN 

(E) BOT. PL ---

(E) BLOCKING ----

---------- (E) STUD WALL 

...--- DIAPHRAGM EDGE 
NAILING 

___ NAILING TO BLOCKING 

(E) SHEATHING APPEARS 
TO HAVE BEEN ADDED 
SOMETIME AFTER INITIAL 
CONSTRUCTION 

.... ~"~"' i::z:~~st~iN~P 

j 
Vi 

(E) 1x SHEATHING -..___ 

(N) 2x BLOCKING --j~~~ 
(2) (N) SIMPSON A35 
@ 2'-0" AT EACH BAY 
ALONG LENGTH OF 
SHEARWALL 

BLOCKING AT STRAP --

(N) PLYWOOD --
SHEATHING 
REF. PLAN 

CL 

(N) ROOF SHEATHING 
REF. PLAN 

____ STRAPPIN 

REF. ROOF PLAN 

____ (N) EDGE NAILING 

:.:::::--:::;:::::;;:=,--- (N) 16d @6" o.c. 

.---- (E) TRUSSES @ 2'-0" o.c. 

----- SIMPSON A35 AT 
EACH TRUSS 

--- (E) (2) 2x8 

----- (N) 2x INFILL STUD TO 
MATCH (E) WALL DEPTH 
@ 16" o.c. 

____ 2x PLATE TOP AND 

BOTTOM w/ (2) 
16d@ 16" O.C. 

---- VERIFY (E) WINDOW 
REMOVED. IF STILL 
INTACT, REMOVE AT 
INFILL SHEARWALL 

--- (E) DOUBLE PLATE 

EXTERIOR --(E)STUDWALL 

0-W_
1

,, =-~-~L_RO_O_F_C_O_N_N_E_C_T_I O_N_D_E_T_A_I L_ 

(E) ROOF FRAMING 
@2'-0" o.c. 

(E) 1x SHEATHING 

EDGE NAIL ---

(N) PLYWOOD --
SHEATHING 
REF. PLAN 

EXTERIOR 

____ STRAPPING 

REF. ROOF PLAN 

____ (N) ROOF SHEATHING 

REF. PLAN 

____ (N) EDGE NAIL 

~----- (N) 16d@ 6" o.c. 

(N) 2x BLOCKING w/ 
SIMPSON A35 EACH 
END ALONG LENGTH 
OF SHEARWALL 

------ SIMPSONA35AT 
EACH TRUSS 

---- (E) DOUBLE TOP PLATE 

---- (E) STUD WALL 

0 WALLROOFCONNECTIONDETAIL 
1"=1'-0" 

(2) 16d @6" o.c. --..___ 

TOP PLATE ----

6x6 SOLID BLOCKING --
BETWEEN STUDS 

INFILL UP TO BOT. ---
OF ROOF SHEATHING 

___ ROOF SHEATHING 

REF PLAN 

(E) ROOF SHEATHING 

--- STRAPPING TO BLOCKING 
REF. PLAN TYP. EACH SIDE 

----- PLYWOOD SHEATHING 
REF. PLAN 

(N) LEVELING TOPPING 
AS REQUIRED AFTER 
FOUNDATION JACKING 
REF. ARCH. 

..-- (N) HELICAL PILE AND 
JACK SYSTEM BY 
OTHERS 

BLOCKING AT --
STRAP 

------- SIMPSON A35 w/ 3-WAY BEND 
(E) ROOF TRUSS 

SCREWS TO (E) ---

•ii : , DIAPHRAGM FIELD 

~ilk----~• j :• j NAILING 

··~ (E) 2x JOIST FRAMING 

w/ STUD WALL 

FOR FLOOR FINISH 
REQUIREMENTS 

(E) SINKING FOOTING ---

POL= 850 PLF ________ .., 

PLL = 600 PLF 

NOTE 

FIELD 

VERIFY 

CONTRACTOR IS RESPONSIBLE FOR ALL 
SEQUENCING OF FOUNDATION JACKING AND 
TEMPORARY BRACING TO PREVENT DAMAGE 
TO THE EXISTING STRUCTURE. 

@1---~?-
1
,U __ 

0 
.. N_D_A_T_IO_N_R_E_P_A_I R_D_E_T_A_I L __ _ 

--...::,~ 2x MEMBER AT 
ADJOINING PANELS 

STAGGER NAILINGu ______ _ 

AT PANEL JOINT -

STAGGER NAILING 
AT PANEL JOINT 

STAGGER NAILING 
AT PANEL JOINT 

--
L SHEATHING 

TYPE 1 SHEAR WALL WHERE OCCURS 
REF. SCHEDULE 
8/S7101 

-

I'-- l 
TYPE 2 TO 6 SHEAR WALLS 

OPTION A 

-~ 
3xMEM BER AT 
ADJOINING PANELS 

(2) 2x CENTERED ----
ON PANEL JOINT 

10d@6" O,C. 
STAGGERED EACH SIDE. 
OFFSET STAGGER AT 
OPPOSITE SIDES 

STAGGER NAILING 
AT PANEL JOINT 

(2) 2x CENTERED 
ON PANEL JOINT. 
PANEL JOINTS TO 
BE STAGGERED 

t--___::,'a::!;;J""------,y-------j 

TYPE 2 TO 4 SHEAR WALLS 
OPTION B STAGGER NAILING 

AT PANEL JOINT 

PANEL JOINT -----
10d@3" o.c. STAGGERED 
EACH SIDE. OFFSET 
STAGGER AT OPPOSITE 
SIDES 

TYPE 5 TO 6 SHEAR 
WALLS OPTION B 

EDGE NAIL -=:::::::__ 

PLYWOOD---
SHEATHING 
REF. PLAN 

AT EACH TRUSS +- (E) DOUBLE TOP PLATE 

c- ' ----- (E) COVERED PLAY ROOF 

--- (E) STUD WALL 

--- 16d@6"o.c. 

---- 2x BLOCKING 

@)>---E_
1 

.. ~-
1
!_

0
.~_R_IO_R_W_A_L_L_D_E_T_A_I L ___ _ 

SHEARWALL 
SHEATHING AS 
OCCURS 
REF. PLAN 

STRAP AS OCCURS 
REF. PLAN 

EDGE NAIL ---

(E) PLYWOOD 
SHEATHING RE-NAIL 
REF. PLAN 

(E) FLOOR JOIST ---

2x BLOCKING ---

EDGE NAIL -----

SHEARWALL 
SHEATHING 

..--- (E) STUD WALL 

..--- EDGE NAIL 

___ 2x BLOCKING 

NOT AT SIM. 

18 T,~
1
~.: ADJOINING SHEAR WALL EDGES 14 SECOND FLOOR DETAIL 

1" = 1'-0" 

(N) SHEARWALL -----
SHEATHING REF 
PLAN 

..----- (E) STUD WALL 

@1--(~
1
~~~.--~_H_EA_R_W_A_L_L_A_T_G_A_B_L_E_E_N_D __ 

WOOD SHEAR WALL SCHEDULE 
WOOD 

BLOCKING 

SHEAR WALL ---
EDGE NAILING 

(E) DOUBLE TOP PL 

NOTES: 
FIELD VERIFY ALL 
EXISTING FRAMING 
AND NOTIFY THE 
ENGINEER IF ANY 
VARIANCES IN 
FRAMING LAYOUT 
ARE DISCOVERED 
FROM THAT SHOWN 

2x BLOCKING AT EACH 
STUD 

---- NAILING TO MATCH 
DIAPHRAGM EDGE 
NAILING 

---- NAILING BETWEEN 
DOUBLE TOP PL 

---- SCREWS THRU TOP AND 
BOT. PL'S TO BLOCKING 

------- (E) STUD WALL 

01--s-
1 

.. ~-
1
,E __ 

0
,(\_R_W_A_L_L _C_O_N_N_. A_T_L2 ___ _ 

NOTES: 

1. ALL PANEL EDGES SHALL BE BACKED WITH 2x NOMINAL OR WIDER FRAMING OR 
BLOCKING. REF. 18/S7101 FOR FURTHER BLOCKING SIZE REQUIREMENTS PANELS 
SHALL BE INSTALLED EITHER HORIZONTALLY OR VERTICALLY PROVIDE FIELD 
NAILING@ 12" o.c. ALONG INTERMEDIATE FRAMING MEMBERS AND BLOCKING. 

WALL STRUCTURAL PANEL SILL PLATE SHEAR CLIPAT TOP OF 
TYPE 

PANEL SHEATHING 
EDGE NAILING ANCHORAGE WALL 2. STAGGER EDGE NAILING AT ADJOINING PANEL EDGES WITH THE SPECIFIED 

SPACING OCCURING ON EACH EDGE. PROVIDE 318" MINIMUM EDGE DISTANCE AT 
SHEATHING AND FRAMING. PROVIDE A MINIMUM OF 1 1/2" PENETRATION INTO 

SIMPSON LSTA12 EACH _ _
SIDE OF EACH STUD 

(N) SHEARWALL AT 

----- EDGE NAIL 

--- (E) DOUBLE TOP PLATE 

--- (E) STUD WALL 

0 (E) WALL AND TRUSS 3 ~-~-------
1" = 1 '-0" 

10d 5/8"0 SCREW A35 OR LPT4@ 16" o.c. FRAMING MEMBERS. DO NOT PENETRATE SURFACE OF SHEATHING WITH NAIL HEADS. 
1 15132" 

@6"o.c. ANCHOR @ 24" o.c. 

2 15/32" 
10d 5/8"0SCREW 

@4"o.c. ANCHOR@ 18" o.c. 

3 15/32" 
10d 5/8"0 SCREW 

@3" o.c. ANCHOR@ 16" o.c. 

4 15/32" 
10d 5/8"0 SCREW 

@2" o.c. ANCHOR@ 12" o.c. 

5 15/32" EACH SIDE 
10d PAB7 ANCHORS 

@4"o.c. REF. 3/S5101 

6 15/32" EACH SIDE 
10d 5/8"0 SCREW 

@6"o.c. ANCHOR @ 24" o.c. 

8 SHEAR WALL SCHEDULE 
1" = 1 '-0" 

MIN. (1) PER BAY 

A35 OR LPT4@ 12" o.c. 
MIN. (1) PER BAY 

A35 OR LPT4@ 10" o.c. 
MIN. (1) PER BAY 

A35 OR LPT4 @ 8" o.c. MIN. 
(1) PER BAY 

A35 OR LPT4 @ 6" o.c. MIN. 
(1) PER BAY 

A35 OR LPT4@ 16" o.c. 
MIN. (1) PER BAY 

3. 

4. 

5. 

6. 

7. 

8. 

9. 

10. 

ALL FASTENERS IN CONTACT WITH PT. SILL PLATES TO BE GALVANIZED. 

PROVIDE SIMPSON BPS BEARING PLATES AT ALL ANCHOR BOLTS. REF. 9/S7101. 

SILL PLATE ANCHORS SHALL BE GALVANIZED SCREW ANCHOR OF THE SPECIFIED 
DIAMETER OR APPROVED EQUAL. REF. 9/S7101. 

WOOD SHEAR WALLS ARE PART OF THE SEISMIC FORCE RESISTING SYSTEM (SFRS). 

LOCATE STRUCTURAL SHEATHING ON THE SAME SIDE OF STUDS LEVEL-TO-LEVEL AT 
ONE SIDED SHEAR WALLS. WALL SYMBOL DOES NOT INDICATE SHEATHING SIDE. 

ALL SPACINGS INDICATED ARE MAXIMUMS. 

AT NORTH WALL, EPOXY ANCHORS WITH 6" MIN. EMBEDDED "le" ARE TO BE USED 
INSTEAD OF SCREW ANCHORS. 

REF. 4/S7103 FOR TYPICAL WALL FRAMING REQUIREMENTS. 

4 NOT USED 
1" = 1'-0" 

CLIENT 

Lake Oswego 
School District 

2455 Country Club Rd 
Lake Oswego, OR 97034 
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2x6BLOCKINGAT --
EACH DEFLECTOR 
MAX FASTENER 

..--- (3) 10d TOE NAILS EACH 
END OF BLOCKING 

rL-----;--;pill..----- (E) TRUSS BOT. CHORD 

\! ~ FLEXIBLE JOINT 
' SEAL REF. ARCH. 

1------=±=::2::'I 

DOUBLE 2x TOP PL ---------r 
EQ.N'-+ 

0.157"0 PAF ----
@ 12" o.c. 

PT. SILL PL -----

#4 DRILL AND EPOXY ---
DOWELS @ 18" o.c. 
w/ 3" EMBEDMENT 

NOTE 
FIELD VERIFY (E) HEADER 
SPANS GLASS BLOCK OPENING WHERE 
TRUSSES SPAN PERPENDICULAR TO 
WALL AND BEAR ON WALL PRIOR TO 
GLASS BLOCK REMOVAL. 

INFILL WALL AT 

0 "-
,;: <( 
M(9 

---- DEFLECTOR MAX 
FASTENERS@ 16" o.c. 

111------ 2x6 INFILL STUDS 
@ 16" o.c. AT REMOVED 
GLASS BLOCK 

L----- EXTERIOR FINISH 
REF. ARCH. 

..---#4CONT. 

---- 6" TALL CONC CURB 

(E) FINISH GRADE 

1----- (E) FOOTING AND 
STEM CURB 

0r-G_
1 

.. ~_
1
f:_

0
,?_S_B_L_O_C_K_R_E_M_O_V_A_L ___ _ 

12 GA DIAGONAL BRACE WIRE AT (4) DIRECTIONS 90" 
FROM EACH OTHER IN PLAN w/ MIN. (3) TIGHT 
TURNS WITHIN 3" AT BOTH ENDS OF WIRE AT 
ATTACHMENT POINTS. CONNECTIONS TO STRUCTURE 
ABOVE MIN. CAPACITY= 200 # ALLOWABLE PULL OUT AND 
200# ALLOWABLE SHEAR 
(NOTE 3,5,8,9) 

FIRST HANGER WIRE AT 8" --+---
FROM EDGE MAX. 

SPREADER BARS CONNECTING,--... 
MAIN RUNNERS 
AROUND PERIMETER 

PERIMETER SUPPORTING 
CLOSURE ANGLE 
w/ MIN. 2" WIDE HORIZ. LEG 
(NOTE 10) 

3/4" 
MIN. 

_2" 
MIN. 

8" 

MAX. 

6'-0" MAX. 

FIRST BRACE FORM EDGE 

NOTES 

12 GA VERTICAL HANGER WIRE 
w/ MIN.(3) TIGHT TURNS WITHIN 
3" AT BOTH ENDS OF WIRE. 
CONNECTION TO STRUCTURE 
ABOVE MIN. ALLOWABLE PULLOUT 
CAPACITY= 200# (NOTE 5.8) 

PROVIDE COUNTER 
SLOPE WIRE HANGERS 
IF WIRE SLOPE IS 
GREATER THAN 6 T01 

SPRINKLER 
SYSTEM (NOTE 6,7 

HANGER WIRE 
4'-0'' o.c. MAX. 

EACH WAY 

6 

1 MAX. 

T 

HANGER WIRE 
4'-0" O.C, MAX, 

EACH WAY 

----- MEP DUCT/PIPING 
/CONDUITS TYP. (NOTE 7) 

..--- PROVIDE TRAPEZE HANGER AT 
DUCTWORK CONFLICT AS REQ'D. 

..--ftt-- CROSS 
RUNNER 
(NOTE 4) 

..--flt-- LIGHT FIXTURE OR 
MECHANICAL 
COMPONENTS 
(NOTE 11) 

(_2" MAX. 
TYP. 

7 

LATERAL BRACE@ 12'-0" o.c. MAX. EACH WAY (NOTE 2,3) 
----------------------~ 

f 

~-- PROVIDE 2" SEPARATION JOINT 
TO BREAK UP CEILING AREAS 
UNDER 2500 SQUARE FEET 

~--- BRACING FOR PARTITION 
WALLS STOPPED AT CEILING 
SHALL BE INDEPENDENT OF 
CEILING GRID SYSTEM 

1. SUSPENDED CEILING SHALL BE DESIGNED AND CERTIFIED BY AN ENGINEER, REGISTERED IN THE STATE OF OREGON. SUBMITTAL SHALL INCLUDE PRODUCT DATA AND PRODUCT ICC-ES REPORTS. 

2. DESIGN SHALL BE PER IBC2012 AS AMENDED BY STATE OF OREGON. ASCE 7-10 13.5.6 UNDER SEISMIC DESIGN CATEGORY D. 

3. LATERAL BRACE NOT REQUIRED WHEN CEILING AREA IS LESS THAN 144 SQUARE FEET. 

4. HANGER/BRACE WIRE TO BE 12 GA. GALVANIZED, SOFT ANNEALED (ASTM 641) OR BETTER. 

5. PROVIDE A 2" OVERSIZED RING AT CEILING TILE TO ALLOW FREE MOVEMENT OF SPRINKLER AT LEAST 1" AROUND OR PROVIDE SWING JOINT AT SPRINKLER PIPING TO ACCOMMODATE 1" HORIZ. CEILING MOVEMENT. 

6. SPRINKLER, MEP AND ARCH. ELEMENTS WEIGHING MORE THEN THE CEILING SHALL BE SUPPORTED/BRACE INDEPENDENT OF THE CEILING GRID. 

7. PROVIDE THIRD-PARTY PERIODIC SPECIAL INSPECTION DURING ANCHORAGE CONNECTION INSTALLATION. 

8. 

9. 

10. 

PER ASCE 7-10 13.4.5 POWDER DRIVEN FASTENERS SHALL NOT BE USED AT BRACING ATTACHMENT FOR LOADS EXCEEDING 90 LBS. (ACCEPTABLE AT HANGERS) 

CEILING GRID SHALL BE ATTACHED TO TWO ADJACENT WALLS AND KEEP MIN. 314" CLEARANCE TO OTHER UNATTACHED WALLS. 

a. ALL LIGHT FIXTURE ARE REQUIRED TO BE POSITIVELY ATTACHED TO THE SUSPENDED CEILING SYSTEM. THE ATTACHMENT DEVICE SHALL HAVE A CAPACITY OF 100% OF LIGHTING FIXTURE WEIGHT ACTING IN ANY DIRECTION. 

b. LIGHT FIXTURES WIEIGHING MORE THAN 10 POUNDS AND SHALL HAVE ON 12 GAGE HANGER WIRE CONNECTED FORM THE FIXTURE TO THE STRUCTURE ABOVE. 

c. LIGHT FIXTURES WEIGHING MORE THAN 10 POUNDS AND LESS THAN 56 POUNDS SHALL HAVE TWO 12 GAGE HANGER WIRES ATTACHED AT OPPOSITE CORNERS OF THE LIGHT FIXTURE TO THE STRUCTURE ABOVE. 

d. LIGHT FIXTURES WIEIGHING MORE THAN 56 POUNDS SHALL BE SUPPORTED DIRECTLY FORM THE STRUCTURE ABOVE. 

e. PENDANT MOUNTED FIXTURES SHALL BE DIRECTLY SUPPORTED FORM THE STRUCTURE ABOVE USING 9 GAGE WIRE WITHOUT USING THE CEILING SUSPENSION SYSTEM FOR DIRECT SUPPORT. 

f. MECHANICAL TERMINALS OR SERVICES WEIGHING MORE THAN 20 POUNDS AND LESS THAN 56 POUNDS SHALL HAVE TWO 12 GAGE WIRES CONNECTING THEM TO THE CEILING SYSTEM HANGERS OR THE STRUCTURE ABOVE. 

g. MECHANICAL TERMINALS OR SERVICES WEIGHING MORE THAN 56 POUNDS SHALL BE INDEPENDENTLY SUPPORTED FROM THE STRUCTURE ABOVE. 

h. ADDITIONAL MECHANICAL AND ELECTRICAL COMPONENTS NOT LISTED ABOVE SHALL BE SUPPORTED INDEPENDENTLY OF THE CEILING HANGER OR BRACING WIRES. 

1 TYPICAL CEILING GRID SYSTEM DETAIL 
111 = 11-0'1 

SIMPSON MST60 ---.. 
STRAP AT (E) BEAM 

(E) DOUBLE 
TOP PLATE 

----- (E) GLULAM BEAM 

------ (E) POST 

0-s=
1 

.. !~
1
R=·-o~~P_A_T_C_O_V_E_R_E_D_P_L_A_Y ___ _ 

HOLDOWN POST ---... 
REF. SCHEDULE 
8/S5101 

COMPRESSION BLOCK -
UNDER FULL AREA OF 
POST TO FIT SNUG 
BETWEEN PL'S 

II 
I II 
I II 
I II 
I II 
I II 

..--- SIMPSON HOLDOWN 
ABOVE AND BELOW 
FLOOR REF. SCHEDULE 
8/S5101 

..--- THREADED ROD BETWEEN 
HOLDOWNS wl DIAMETER 
AS REQUIRED BY 
HOLDOWN MFR. 

SOLE PL 
REF. PLAN 

BLOCKING OR 
RIM BOARD 

-- DOUBLE TOP PL 

~--- HOLDOWN POST 
REF. SCHEDULE 
BIS5101 

7 SHEAR WALL HOLDOWN AT FLOORS 
1" = 1'-011 

PL 3/16x10 ---.. 

(E) FLOOR 
SHEATHING 
REF. PLAN 

2x BLOCKING ---

(E) FLOOR 
FRAMING 

..--- (E) BRICK VENEER 

I 
..---- (E) STUD WALL 

0f--c=
1 

.. =~~~.~.L_E_C_T_O_R_D_E_T_A_IL _____ _ 

SHEAR WALL ----.. 
SHEATHING 
REF. PLAN 

PL 3/16x10 ----~ 

(2) SIMPSON SDS25200 
@8"o.c. 

~ 

ill : 

~ 

~ (E)STUDWALL 

I ____ 2x BLOCKING 

I 

\ 

5 COLLECTOR DETAIL 
1"= 1'-0" 

..--CEILING 

WIRE BRACE 
BY OTHERS 

PENDANT SUPPORTED 
LIGHT FIXTURE 

~-------------WALLOR OTHER 

OBJECT 
OBSTRUCTION 

NOTES 

1. WHERE x < d PROVIDE DIAGONAL WIRE BRACE TO PREVENT FIXTURE FROM HITTING THE 
WALL OR OTHER OBJECT/OBSTRUCTION IN A SEISMIC EVENT. WIRE BRACE TO BE PROVIDED 
TO PREVENT COLLISIONS IN FULL 360" HORIZONTAL PLANE DESIGN OF BRACING TO BE A 
DEFERRED SUBMITTAL. 

2. WHERE VERTICAL SUPPORTS ARE ON $-HOOKS PROVIDE ADDITIONAL TIE'S TO 
PREVENT FIXTURE FROM HOPPING OUT OF THE HOOKS IN A SEISMIC EVENT, DESIGN 
OF TIE'S TO BE A DEFERRED SUBMITTAL. 

SEISMIC BRACING 
0f----=-~?~

1
~~.-P_E_N_D_A_N_T_L_IG_H_TS ____ _ 

1 318"0 THRU BOLT ---.. 

3/8"x3x3 END 
PLATE TYP. 

CONT. PL wl (2) --II--.__ 
SDS 25200 
@8"o.c. 
REF. PLAN FOR 
EXTENT 

2x10 BLOCKING AT 1--
FLAT PLATE 

(E) FLOOR JOIST +---

(E) STUD 
WALL 

3 COLLECTOR DETAIL 
1"= 1'-0" 

___ L3x3x5l16x0"-8", TYP. 

(118) 8 

(118) 8 

8"TYP.' 

- - - ..l \... 

=-l- 2x10 BLOCKING AT 
FLAT PLATE 

(E) STUD WALL 
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(N) STUD 
FRAMING AT 
ATTIC LEVEL 

ALIGN SHEATHING ---.._ 
PANEL EDGES w/ 
VERTICAL STUDS 
PROVIDE (N) 
STUDS AS 
REQUIRED 

CONTINUE ONE 
HOLDOWN POST 
TO THE ATTIC 
LEVEL 

ALL SHEATHING---
EDGES ARE TO BE 
BLOCKED PROVIDE 
(N) BLOCKING 
WHERE REQUIRED 

(E) LEVEL 2 
FRAMING 

SOLID BLOCKING AT --~ 
EA. COMPRESSION 
POST 
REF. 7/S7102 

(E) STUD WALL 

(E) DOOR OPENING 
REF. ARCH. 

(N) SILL ANCHORS --
CORED THRU (E) 
FOOTING 

(N) STRIP FOOTING 

OPP. 

II II 

I 
:I 
'I 

II 

II 
II 
II 

:1 

II 

------ ROOF SHEATHING 
REF. PLAN 

---SIMPSON 
STRAPPING AND 
COLLECTOR 
REF. 2/S7103 

___ PROVIDE SHEAR WALL 

EDGE NAILING TO EACH 
HOLDOWN POST 

(N) WALL SHEATHING 
REF. PLAN AND 8/S7101 

REF. 18/S7101 
FOR STUD SIZE 
REQUIREMENTS AT 
PANEL EDGES 

PROVIDE EDGE 
PANEL FASTENING 
FULL HEIGHT OF 
JAMB STUDS 

_____ PROVIDE (3) 2x6 

POSTS EACH SIDE OF 

7 

S7102 

TYP. EACH OPENING WITH 
HDU14-SDS2.5 
HOLDDOWNS AT 
FLOOR LEVELS 

LEVEL 2 

CONT. CMSTC16 STRAP 
OVER BLOCKING AT DOOR 
HEAD ELEVATION 

___ PROVIDE STAGGERED 

NAILING TO EACH PIECE 
AT BUILT UP POSTS 

,-:;::;,_-- COMPRESSION POSTS 
- AND HOLDOWN 

REF. PLAN 

(E) SLAB ON GRADE 

(E) STRIP FOOTING 

'----...:.i7-:-_,;__;_ _____ ..;_ _ _;_ _ _;_ _ _;_ __ ;__,;__,;__..;_ _____ ..;__...:,_1~-''-::_-..:,.-.!_ ____ HOLDOWN RODS 

MAX. 

4 
STAGE WALL ELEVATION 
11411 = r-0'1 

LOW ROOF ---
BEYOND 

ALIGN SHEATHING ----.. 
PANEL EDGES wl 
VERTICAL STUDS 
PROVIDE (N) STUDS 
AS REQUIRED 

- - "11 
, I 1:•I 
; 111, I 

i!•I I i 11•1' I 

ALL SHEATHING EDGES 
ARE TO BE BLOCKED 
PROVIDE (N) BLOCKING 
WHERE REQUIRED 

SOLID BLOCKING AT 
EACH COMPRESSION 
POST 

i II I, I .- ,, , 
,·:;ltCl .-· .-· ., 

I 

TYP. 

11' Ii! 

• I II' It! 
11, Ii! 

" ,.I!: 
I• 11:, -
I• ~1: I! i 

• I 11, 1!°: 
11' Ii! 

• 
: !: ,11 
i,,i' :1 I 
! i' :1 I 

'" 

•• 
•• 
" 

REF, 8/S5101 

~-- ROOF SHEATHING 
REF. PLAN 

PROVIDE SHEAR 
WALL EDGE 
NAILING TO EACH 
HOLDOWN POST 

~--(E)WALL 
SHEATHING 
REF. PLAN AND 8/S7101 

REF. 7/S7102 l,•I: ! 
11,, ' 
i'l: I!: I ,1 ii•! 

I ,Iii i 
( 11 i 
I ,1.11 i 

--~t--==::::::::::,, ___ REF, 18/S7101 

(E) LEVEL 2 FRAMING 

(E) STUD WALL 

; i: 11 I 
:.,, 111 
i 'I 
ii' i' I 

; !: 1" 
11', '1, 11 . I 
It(, ; :. I 
! (, !, 11 

- - - ., .. _ I 
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I' Ii! 
I, I• i 

"•I" 

--- ___ J I 

.. I ..... .I 

I , ~ 

I 1::; 
I 1'0: i 

I I:'· 

1,, 

I 

7 

S7102 

TYP. 

FOR STUD SIZE 
REQUIREMENTS AT 
PANEL EDGES 

LEVEL 2 

~---- CONT, CMSTC16 STRAP 
OVER BLOCKING AT DOOR 
HEAD ELEVATION 

--- PROVIDE STAGGERED 
NAILING TO EACH PIECE 
AT BUILT UP POSTS 

(E) SLAB ON GRADE 

(E) STRIP FOOTING 

I: :I I I 1: I I I I I I I 
r-~1:11:-"--~,i,-,--,,c-1 ----------1Mr1 --~1,:,r~--,h----rl r--~,11r-+--rl1 k1--~ir--rl1 o1__,_.,1 ~1 -----1 

I; I :1 I I 1: I I I I I I I 

(N) STRIP 
FOOTING 

'----"'--"--"'-----''----"----------"----"--...::..--.::...--.::...---l-:;_-__:,_.,,__,.:.._ _ _:j'---- HOLDOWN RODS 

1' - O" 7 TYP, ,,.s~s~-0,1 REF. 8/S5101 

MAX. 

5 GYM WALL ELEVATION 
3/8" = 1'-0" 

RIDGE-----

II 

SHEAR WALL II 

REF. PLAN II 
II 
II 
II 
II 
II 

-- SIMPSON CMST12 
STRAP EACH SIDE 
OF WALL 

3 

S7101 

------- -------
: 1.1 

PROVIDE SHEAR .~------t---i-----...i WALL PANEL EDGE 
NAILING TO JAMB 

1,1 
I I 

STUDS 

EXTEND STRAPPING ---
w/ BLOCKING BEHIND 
(2) BAYS EACH SIDE 

V I I 
1'1 
l•I 

------l ------l I 

1'1 
1•1 
1,1 
I I 
1'1 

I 

1,1 

:♦: 

1,1 
1,1 
I I 
1•1 

l•I 
~------l ------l I 

-------
: . 

V 

1'1 
1•1 
I 

I 

1'1 
1•1 
1,1 

:♦: 

I I 
1'1 
1•1 

• 
I I 
1'1 
1•1 
1,1 
I I • I I 
1•1 
1,1 
1,1 

:.1 
:.1 
, I 

~::: 
I 

---- "" J .. , "" .-1 

I 

,,1 
,,1 

:•1 
,,1 
,,1 

I 

----------- DOUBLE STUD 
_ SISTERED TO 

(E) STUD 

------- ----
: 

V _-..___i-------- SHEAR WALL 

PANELS 
REF. PLAN 

~:::::=- SIMPSON CS16 STRAP 
ABOVE AND BELOW 
WINDOW 

, •1 I 
,+I I 

1----- ~--- --l 

I ,+I 

I '+I 

I '+I 
I 

:•1 
:+1 

I 

,+: 

~ :I :.1 ~,•: 
,•I . ,, 
:•: 
''I 
',I 

r::::~::__~------ (E) WINDOW 
PENETRATION 

-------
: . 

V 

0f----~-)=N_
1
, __ ~_O_W_S_T_R_A_P_P_IN_G_D_E_T_A_I_L __________________ _ 

T---
___ SIMPSON CMST12 

STRAP 

(2) 2x6 LOCATED 1'-0" MAX. 
FROM VERT. MEMBERS OF 
(E) TRUSSES TYP. (2) LOGS. 

6x6 CENTERED ON ---~ 
SHEAR WALL AND 
FITTED TIGHT TO 
2x6'S TYP. (3) LOCS. 

2x6 

(E) EXTERIOR WALL 
REF. PLAN 

0~R_
112

O_"=-?
0
-~_C_O_L_L_EC_T_O_R_A_T_S_T_A_G_E_W_A_L_L _____________________________ _ 

ROOF SHEATHING ·~-._ 
REF, PLAN 

(E) 1x SHEATHING 

.. 
r .i 

--- SIMPSON A35 CLIP 
EACH SIDE OF 6x6 

I 

SIMPSON A35 CLIP 
EACH END EACH 2x6 

r-- (E) TRUSS TYP. 

I T?i~- TOP AND BOT. 
STRAPPING 
REF. PLAN 

---6x6 
REF. PLAN 
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NOTE: This is a standard symbol list and not all items listed may be used. 

Abbreviations 
AFF 

AV 
ATS 
BC 

CATV 
CAT 
CB 

CCTV 
COAX 
COM 

C 
CFCI 
CFOI 
CNTL 
CPT 
CR 
CT 
EA 
E 

(E) 
LC 
SC 

ABOVE FINISHED FLOOR 
AUDIO VISUAL 
AUTOMATiC TRANSFER SWITCH 
BARE COPPER 
CABLE TELEVISION 

CATEGORY 
CIRCUIT BREAKER 

CLOSED CIRCUIT TELEVIS!ON 

COAXIAL 

COMMUNICATION 

CONDUIT 

CONTRACTOR FURNISHED CONTRACTOR INSTALLED 
CONTRACTOR FURNISHED OWNER INSTALLED 
CONTROL 
CONTROL POWER TRANSFORMER 
CONTROL RELAY 
CURRENT TRANSFORMER 
EACH 
EMERGENCY 
EXISTING 
FIBER OPTIC CONNECTOR 
FIBER OPTIC CONNECTOR 

FDU FIBER OPTIC DISTRIBUTION UNIT 
FF 
FA 

FINISH FLOOR 

FIRE ALARM 

FACP FIRE ALARM CONTROL PANEL 
FT 

GRC 
ANMW 
G,GND 

HH 
IN 
IT 

IDF 
IMC 
LAN 
LV 

MDF 
MSB 
MTS 

MATV 
MISC 

M 

NC 
NO 
NA 

NTS 
OSP 
OFCI 
OFOI 
PTZ 
PNL 
PVC 
POE 
PBX 
QTY 

RFI 
RM 
TBB 
TGB 
TELE 
TTB 
TYP 

UPS 
UON 
WP 

WAN 
WAP 

FOOT, FEET 

GALVANIZED RIGID STEEL CONDUIT 
GEL-FILLED UNDERGROUND CABLE 

GROUND 
HANDHOLE 
INCH, INCHES 
INFORMATION TECHNOLOGY 
INTERMEDIATE DISTRIBUTION FRAME 
INTERMEDIATE METAL CONDUIT 

LOCAL AREA NETWORK 
LOWVOLTAGE 
MAIN DISTRIBUTION FRAME 
MAIN SWITCHBOARD 
MANUAL TRANSFER SWITCH 
MASTER ANTENNA TELEVIS!ON 
MISCELLANEOUS 
MOTOR 
NORMALLY CLOSED 
NORMALLY OPEN 
NOT APPLICABLE 
NOTTO SCALE 
OUTSIDE PLANT 
OWNER FURNISHED, CONTRACTOR INSTALLED 
OWNER FURNISHED, OWNER INSTALLED 
PAN TILT ZOOM 
PANEL 
POLY-VINYL-CHLORIDE 
POWER OVER ETHERNET 
PRIVATE BRANCH EXCHANGE 
QUANTITY 
REQUEST FOR INFORMATION 

ROOM 
TELECOMMUNICATIONS BONDING BACKBONE 
TELECOMMUNICATIONS GROUNDING BUS BAR 
TELEPHONE 
TELEPHONE TERMiNAL BOARD 

TYPICAL 
UNINTERRUPTABLE POWER SUPPLY 
UNLESS OTHERWISE NOTED 
WEATHERPROOF 
WIDE AREA NETWORK 

WIRELESS ACCESS POINT 
W!-FI WIRELESS FiDELITY 

WI WITH 
W/0 WITHOUT 

6 

5 4 

TECHNOLOGY SYMBOL LIST 

AudioNideo 
FLUSH MOUNTED AUDIO REINFORCEMENT SPEAKER IN CEILING 
WITH 1" C TO ACCESSIBLE CEILING AND CABLING PER 
SPECIFICATIONS 

SURFACE MOUNTED AUDIO REINFORCEMENT SPEAKER ON WALL 
WITH 1" C TO ACCESSIBLE CEILING AND CABLING PER 
SPECIFICATIONS 

AUDIO AMPLIFIER WITH 1/2"C AND CABLING TO AUDIO 
REINFORCEMENT SPEAKERS. CONNECT TO OFCI FLAT SCREEN. 

Electronic Security 

@ 

[,] 

[e"i] 

0 

0 

0 

0 

@ 

Equipment 

§ 
¢ ]::) 

DOOR POSITION SWITCH/CONTACT WITH 3/4" C TO ACCESS!BLE 
CEILING AND CABLING TO NEAREST TELECOM ROOM 

ELECTRIC LATCH CONNECTION WITH 3/4" C TO ACCESSIBLE CEILING 
AND CABLING TO NEAREST TELECOM ROOM 

ELECTRiC STRIKE DOOR LOCKS WITH 3/4" C TO ACCESSIBLE 
CEILING AND CABLING TO NEAREST TELECOM ROOM 

HANDICAP ACCESS BUTTON BY OTHERS- SHOWN FOR REFERENCE 
ONLY 

PANIC BUTTON LOCATION. INSTALL AT +42" WITH 3/4" C TO 
ACCESSIBLE CEILING AND CABLING TO NEAREST TELECOM ROOM 

WALL MOUNTED ACCESS CONTROL CARD READER WITH 3/4" C TO 
ACCESSIBLE CEILING AND CABLING TO NEAREST TELECOM ROOM 

WALL MOUNTED KEYPAD WITH 3/4" C TO ACCESSIBLE CEILING AND 
CABLING TO NEAREST TELECOM ROOM 

VIDEO SURVEILLANCE CAMERA WITH 1" C TO ACCESSIBLE CEILING 
SPACE AND (1) CATEGORY €A CABLE TO NEAREST TELECOM ROOM, 
CAMERAS ARE OWNER FURNISHED CONTRACTOR INSTALLED 

2-POST EQUIPMENT RACK 

DOUBLE-SIDED VERTICAL WIRE MANAGEMENT 

Paging/Intercom 
BUILDING INTERCOM CALL BUTTON WITH 3/4"C TO ACCESSIBLE 
CEILING SPACE AND CABLING PER SPECIFICATIONS. MOUNT 48" 
AFF, 

CEILING SPEAKER WITH 1/2" C TO ACCESSIBLE CEILING AND 
CABLING TO NEAREST TELECOM ROOM 
IP= IP SPEAKER 
A= ANALOG SPEAKER 

FLUSH MOUNTED WALL SPEAKER WITH 1"C. TO ACCESSIBLE 
CEILING SPACE AND CABLING PER SPECIFICATIONS. MOUNT AT 96" 

~ AFF. 
IP= IP SPEAKER 
A= ANALOG SPEAKER 

Reference Symbols 

DETAIL NUMBER AND SHEET LOCATION 

0 KEYED NOTES 

SECTION NUMBER AND SHEET LOCATION 

5 

Telecommunications 

(>0 
"1 

STANDARD COMMUNICATIONS OUTLET WITH (2) CAT6A CABLE(S) TO 
NEAREST MDF/IDF AND 1"C. TO ACCESSIBLE CEILING SPACE. 

TELEPHONE OUTLET WITH (1 I CAT6A CABLE TO NEAREST MDFIIDF 
AND 3/4" C. TO ACCESSIBLE CEILING SPACE. 

AL TERNA TE COMMUNICATIONS OUTLET (X). 
A= ABOVE COUNTER WITH (3) CAT6A CABLE(S) TO NEAREST 
TELECOM ROOM AND 1"C. TO ACCESSIBLE CEILING SPACE. 
C • SINGLE GANG BOX, FLUSH IN CEILING, MOUNTED TO TILE 
BRIDGE WITH (2) CAT6A CABLE(S) TO NEAREST TELECOM ROOM. 
W= LOCATION FOR FLUSH MOUNT WIRELESS ACCESS POINT 
OUTLET WITH (1) CAT6A CABLE TO NEAREST TELECOM ROOM AND 
1"C. ACCESSIBLE CEILING SPACE, UON. 
#"' XX CAT 6A CABLES TO NEAREST TELECOM ROOM AND 1'' C TO 
ACCESSIBLE CEILING SPACE 

4 

3 

3 

2 

GENERAL SHEET NOTES 

A COMMUNICATIONS RACEWAYS, TRAYS. AND OUTLETS ARE SHOWN DIAGRAMMATICALLY. LOCATIONS ARE 
APPROXIMATE UNLESS SPECIFICALLY DIMENSIONED. FIELD COORDINATE ALL WORK WITH OTHER TRADES. 

8. CONSTRUCTION DETAILS SHOW TYPICAL INSTALLATION, UON, AND APPLY TO ALL COMMUNICATIONS WORK 
INCLUDED IN THE SUMMARY OF WORK FOR THIS PACKAGE EVEN THOUGH NOT SPECIFICALLY REFERENCED ON 
PLP..N DRAWINGS. 

C. THE TECHNOLOGY DRAWINGS ARE PART OF A LP..RGER SET OF DRAWINGS WHICH, WHEN COMPLETE, CONSISTS 
OF DRAWINGS LISTED BY THE "INDEX OF DRAWINGS". PARTIAL SETS OF DRAWINGS NOT INCLUSIVE OF All 
DISCIPLINES ARE INCOMPLETE AND SHOULD NOT BE DISTRIBUTED OR UTILIZED. 

D. INSTALL PULL STRINGS IN ALL CONDUITS AT THE TIME OF CONDUIT AND CABLE INSTALLATION, 

E. COORDINATE ALL DOOR ACCESS CONTROL FUNCTIONS WITH ADA DOOR ACTUATOR FUNCTION SUCH THAT DOOR 
MOTOR WILL NOT OPERATE WITHOUT PRIOR VALID CARD READ DURING SECURE MODE OPERATION 

F. FLAT SCREENS AND MONITORS ARE OWNER FURNISHED CONTRACTOR INSTALLED. 

G. CABLING IS TO BE ROUTED THROUGH CRAWL SPACES AND MECHANICAL SPACES AS MUCH AS POSSIBLE. WIREMOLD 
IS ONLY TO BE USED WHERE SHOWN OR WHEN ABSOLUTELY NECESSARY. IN THE EVENT WIREMOLD NEEDS TO BE 
USED WHERE NOT SHOWN ON THE DRAWINGS, IT MUST BE APPROVED BY THE DISTRICT PROJECT MANAGER PRIOR 
TO INSTALLATION. 

H. REVIEW "FOR REFERENCE" ONLY ABATEMENT DRAWINGS IN SET AND OWNER'S ABATEMENT REPORT. COORDINATE 
WITH GENERAL CONTRACTOR FOR ABATEMENT SEQUENCING. ABATEMENT REGARDING PLUMBING, MECHANICAL, 
ELECTRICAL AND TECHNOLOGY IS OCCURING ONLY AT LOCATIONS WITH SCOPE OF WORK AS SHOWN IN THESE 
DOCUMENTS. 

2 
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GENERAL SHEET NOTES 
A. EXISTING WIRELESS DEVICES SHOWN THIS SHEET TO REMAIN. 

i 

--4--

3 2 

0 SHEET KEYNOTES 
1. TEACHING WALL FLAT SCREEN LOCATION. SINGLE PORT 

OUTLET TO BE INSTALLED AT APPROPRIATE ELEVATIONS 
MIDWAY BEHIND EXISTING SCREEN LOCATIONS. 

2. AMPLIFIER TO BE INSTALLED BEHIND FLAT SCREENS ON 
TEACHING WALL 

3. USE EXISTING PATHWAY. 

4. REINSTALL EXISTING VENTV WAP COVER AFTER REINSTALLATION 
OFWAP. 

5. MOUNT UNDERNEATH SOFFIT WALL 
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DETAIL KEYNOTES 

COPPER GROUND BAR, 1/4"x4"x10", HOLE CENTERS TO MATCH NEMA DOUBLE 
LUG CONFIGURATION. 

3/0 BARE COPPER GROUND CONDUCTOR TO MAIN SERVICE EQUIPMENT 
GROUND OR TBS. 

2-HOLE LUG. 

3/0 BARE COPPER GROUND CONDUCTOR TO BUILDING STEEL 

GROUNDING BAR DETAIL 
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CABLE RUNWAY---

3/8"x 16 HEX NUT·--, 

318" SPLIT LOCK WASHER 

ANCHOR TO WALL 
11'------L-QTY AS REQ'D FOR CABLE 

EXITS FROM CABLE 
RUNWAY. 

318" FENDER WASHER:---__;~ 

318" x 16x3 112" STUD----~si: 

6 

ANCHOR 

CABLE TRAY-TO-FLOOR 

CABLE TRAY-TO-WALL SUPPORT CABLE TRAY RADIUS DROP 

"J"-BOLTS INCULDED WITH KIT 

TELECOM TYPE CABLE RUNWAY 

JUNCTION SPLICE KIT-~-

6'" RETAINING POST. 3" 
MAX FROM JUNCTION. 

TELECOM TYPE CABLE RUNWAY 

BUTT-SPLICE KIT 

CABLE RUNWAY 

8" TINNED COPPER BRAID 
GROUND STRAP. 

8" TINNED COPPER-_, 
BRAID GROUND STRAP. CABLE TRAY SPLICE 

CABLE TRAY "T' 

LADDER RACK 
NO SCALE 
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Equipment Schedule 
Description 

19" Wide x 84'' High Equipment 2MPosl Rack, UL Listed, Black Finish 

6" Wide x 84" High Double Skied Vertical Cable Manager, Black Finish 

2U Wire Manager 

1 U Wire Manager 
4' x 8' x 3/4" ACX Fire Retardent backboard 
1 U 24 Port Fiber Distribution Unit 
2U 48 Port, Category 6A, Modular Patch Panel 

1 U 24 Port, Category 6A Modular Patch Panel 
UL Class1f1ed 12" Cable Runway 

Wall Angle Support Kit 

5 ,---._ 
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GENERAL SHEET NOTES 
A. EXISTING WIRELESS DEVICES SHOWN THIS SHEET TO 

REMAIN. 

B. REMOVE EXISTING WIRELESS ACCESS POINTS AND LABEL 
WITH ROOM NUMBER. LABELS TO BE MACHINE PRINTED. 
RETURN ALL ACCESS POINTS TO THE DISTRICT UNTIL READY 
FOR REINSTALLATION. 
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OSHEET KEYNOTES 
1. EXISTING TELECOM BOARD; DEMOLISH ALL ABANDONED TELECOM 

CABLING AFTER CUTOVER TO NEW. 

2. EXISTING TELECOM CABINET; DEMOLISH ALL EXISTING TELECOM 
CABLING AFTER CUTOVER TO NEW TELECOM CABINET TO REMAIN. 
ACTIVE EQUIPMENT TO BE REMOVED AND RETAINED BY DISTRICT 

3. DEMOLISH ABANDONED CLOCK CABLING. 
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