
RV003

2.001

8.804

2.0012.001

8.804

A-100
2

A-100
3

NO CHANGE TO EXISTING EXITING LOAD.  PROVIDED EXITING 
WIDTH IS EQUAL TO EXISTING EGRESS DOORS (66")

NO CHANGE TO EXISTING EXITING 
LOAD/CONFIGURATION

EXISTING 66" EXIT WIDTH

0 TYP AT CLASSROOMS 
WITH EXTERIOR DOORS

RV004

FLOOR PLAN GENERAL NOTES

UNLESS OTHERWISE NOTED, THE TYPICAL 
INTERIOR WALL TYPE SHALL BE TYPE P1-4-S

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM.  
WALL TYPES CALLED OUT IN ONE ROOM EXTEND 
FOR THE ENTIRE LENGTH OF THE WALL UNLESS 
OTHERWISE NOTED.

ALL NON BEARING INTERIOR WALLS ARE TO 
EXTEND 12" BELOW FINISH CEILING HEIGHT UNLESS 
OTHERWISE NOTED.

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE 
OF FINISH UNLESS OTHERWISE NOTED.

ALL DOOR, WINDOW, LOUVER AND OTHER 
OPENINGS ARE DIMENSIONED FOR NOMINAL 
OPENING SIZE.  CONSTRUCT OPENING SIZES PER 
MANUFACTURER REQUIREMENTS.  REFER TO DOOR 
TYPES AND DOOR FRAME TYPES FOR DIMENSIONS.

HINGE SIDE VERTICAL LEG OF DOOR FRAMES TO BE 
6" FROM ADJACENT PERPENDICULAR WALLS 
UNLESS OTHERWISE NOTED.

ALL NON-STAMPED DRAWINGS HAVE BEEN GIVEN 
FOR REFERENCE ONLY.

DIMENSIONS ARE BASED ON EXISTING DRAWINGS. 
FIELD VERIFY ALL EXISTING CONDITIONS INCLUDING 
BUT NOT LIMITED TO THE FOLLOWING:
  A. DIMENSIONS OF FRAME OPENINGS, INCLUDING 
VERIFICATION THAT THE FRAMES ARE PLUMB, 
STRAIGHT & TRUE.
  B. WIDTH/DEPTH OF FRAME SECTION.
  C. TYPE AND CONSTRUCTION OF FRAME
  D. SIZE AND TYPE OF EXISTING HARDWARE PREPS
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Author

FLOOR PLAN -

RIVERVIEW

ELEMENTARY

BID/PERMIT SET

Checker

SCALE: 1/16" = 1'-0"

LEVEL 1 FLOOR PLAN
1

SCALE: 1/2" = 1'-0"

DOOR CONFIGURATION A
2 SCALE: 1/2" = 1'-0"

DOOR CONFIGURATION B
3

KEYNOTE LEGEND

Key Value Keynote Text

2.001 REMOVE AND REINSTALL EXISTING
TACKBOARD, VERIFY FINAL LOCATION WITH
OWNER

8.804 PROVIDE NEW WALL WITH NEW
DOOR/FRAME/HARDWARE
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8.800

2.002

2.003

2.003

8.800

2.004

8.804 8.8058.805

FL003

FL004

A-101
2
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CR

CR
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CR

MEDIA
OFFICE

STAFF 
ROOM

WORKROOM

CR

ADMIN

OFFICE

NURSE

HEALTHHEALTH GYMNASIUM

43

WC

WC

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

NO CHANGE TO 
EXISTING EXITING

NO CHANGE TO 
EXISTING EXITING

0
TYP AT CLASSROOMS 
WITH EXTERIOR DOORS

FLOOR PLAN GENERAL NOTES

UNLESS OTHERWISE NOTED, THE TYPICAL 
INTERIOR WALL TYPE SHALL BE TYPE P1-4-S

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM.  
WALL TYPES CALLED OUT IN ONE ROOM EXTEND 
FOR THE ENTIRE LENGTH OF THE WALL UNLESS 
OTHERWISE NOTED.

ALL NON BEARING INTERIOR WALLS ARE TO 
EXTEND 12" BELOW FINISH CEILING HEIGHT UNLESS 
OTHERWISE NOTED.

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE 
OF FINISH UNLESS OTHERWISE NOTED.

ALL DOOR, WINDOW, LOUVER AND OTHER 
OPENINGS ARE DIMENSIONED FOR NOMINAL 
OPENING SIZE.  CONSTRUCT OPENING SIZES PER 
MANUFACTURER REQUIREMENTS.  REFER TO DOOR 
TYPES AND DOOR FRAME TYPES FOR DIMENSIONS.

HINGE SIDE VERTICAL LEG OF DOOR FRAMES TO BE 
6" FROM ADJACENT PERPENDICULAR WALLS 
UNLESS OTHERWISE NOTED.

ALL NON-STAMPED DRAWINGS HAVE BEEN GIVEN 
FOR REFERENCE ONLY.

DIMENSIONS ARE BASED ON EXISTING DRAWINGS. 
FIELD VERIFY ALL EXISTING CONDITIONS INCLUDING 
BUT NOT LIMITED TO THE FOLLOWING:
  A. DIMENSIONS OF FRAME OPENINGS, INCLUDING 
VERIFICATION THAT THE FRAMES ARE PLUMB, 
STRAIGHT & TRUE.
  B. WIDTH/DEPTH OF FRAME SECTION.
  C. TYPE AND CONSTRUCTION OF FRAME
  D. SIZE AND TYPE OF EXISTING HARDWARE PREPS
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FLOOR PLAN -

FISHER'S

LANDING

ELEMENTARY

BID/PERMIT SET

Checker

SCALE: 1/16" = 1'-0"

LEVEL 1 FLOOR PLAN
1

SCALE: 1/2" = 1'-0"

DOOR CONFIGURATION C
2

KEYNOTE LEGEND

Key Value Keynote Text

2.002 DEMO EXISTING DOOR PANELS.  DEMO
EXISTING FINISH HARDWARE UON.  PROTECT
EXISTING DOOR FRAME AND PREPARE FOR
NEW DOOR PANELS AND HARDWARE

2.003 DEMO EXISTING MAGNETIC HOLD-OPENS

2.004 DEMO EXISTING CORNER GUARD

8.800 EXISTING ADA OPERATOR TO REMAIN -
MAINTAIN CONNECTION TO OPERATION OF
ADJACENT HALLWAY DOOR

8.804 PROVIDE NEW WALL WITH NEW
DOOR/FRAME/HARDWARE

8.805 PROVIDE NEW ADA OPERATOR
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2.006

8.804
3' - 0"

SS005

SS003

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

0 TYP AT CLASSROOMS 
WITH EXTERIOR EXITS

ROOM AREA RM OCC

OCC TYPEOLFEXITS

3402 SF

50

69

E2

MEDIA

33" @ 0.15"/OCC = MAX 220 PERSONS
ACTUAL = 35 PERSONS

0

TYP AT CLASSROOMS 
WITH EXTERIOR EXITS

8.806

2.0052.005
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MIN
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FLOOR PLAN GENERAL NOTES

UNLESS OTHERWISE NOTED, THE TYPICAL 
INTERIOR WALL TYPE SHALL BE TYPE P1-4-S

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM.  
WALL TYPES CALLED OUT IN ONE ROOM EXTEND 
FOR THE ENTIRE LENGTH OF THE WALL UNLESS 
OTHERWISE NOTED.

ALL NON BEARING INTERIOR WALLS ARE TO 
EXTEND 12" BELOW FINISH CEILING HEIGHT UNLESS 
OTHERWISE NOTED.

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE 
OF FINISH UNLESS OTHERWISE NOTED.

ALL DOOR, WINDOW, LOUVER AND OTHER 
OPENINGS ARE DIMENSIONED FOR NOMINAL 
OPENING SIZE.  CONSTRUCT OPENING SIZES PER 
MANUFACTURER REQUIREMENTS.  REFER TO DOOR 
TYPES AND DOOR FRAME TYPES FOR DIMENSIONS.

HINGE SIDE VERTICAL LEG OF DOOR FRAMES TO BE 
6" FROM ADJACENT PERPENDICULAR WALLS 
UNLESS OTHERWISE NOTED.

ALL NON-STAMPED DRAWINGS HAVE BEEN GIVEN 
FOR REFERENCE ONLY.

DIMENSIONS ARE BASED ON EXISTING DRAWINGS. 
FIELD VERIFY ALL EXISTING CONDITIONS INCLUDING 
BUT NOT LIMITED TO THE FOLLOWING:
  A. DIMENSIONS OF FRAME OPENINGS, INCLUDING 
VERIFICATION THAT THE FRAMES ARE PLUMB, 
STRAIGHT & TRUE.
  B. WIDTH/DEPTH OF FRAME SECTION.
  C. TYPE AND CONSTRUCTION OF FRAME
  D. SIZE AND TYPE OF EXISTING HARDWARE PREPS
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FLOOR PLAN -

SILVER STAR

ELEMENTARY

BID/PERMIT SET

Checker

SCALE: 1/16" = 1'-0"

LEVEL 1 FLOOR PLAN
1

KEYNOTE LEGEND

Key Value Keynote Text

2.005 RELOCATE EXISTING DOOR, FRAME &
HARDWARE

2.006 DEMO EXISTING DOOR PANELS.  DEMO
EXISTING FINISH HARDWARE UON.  RELOCATE
EXISTING DOOR FRAME AND PREPARE FOR
NEW DOOR PANELS AND HARDWARE

8.804 PROVIDE NEW WALL WITH NEW
DOOR/FRAME/HARDWARE

8.806 PROVIDE NEW WALL WITH NEW DOOR,
RELOCATED FRAME & NEW HARDWARE
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FL004

2.002

BB003

12.001

BB004

2.004

8.804
A-103

2

OPP

0 TYP AT EXTERIOR 
CLASSROOMS
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STOR
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WORK
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HEALTHHEALTH
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STORAGE OFFICE
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CONF CONF

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

MEDIA OFFICE

NO CHANGE TO 
EXISTING EXITING

NO CHANGE TO 
EXISTING EXITING

FLOOR PLAN GENERAL NOTES

UNLESS OTHERWISE NOTED, THE TYPICAL 
INTERIOR WALL TYPE SHALL BE TYPE P1-4-S

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM.  
WALL TYPES CALLED OUT IN ONE ROOM EXTEND 
FOR THE ENTIRE LENGTH OF THE WALL UNLESS 
OTHERWISE NOTED.

ALL NON BEARING INTERIOR WALLS ARE TO 
EXTEND 12" BELOW FINISH CEILING HEIGHT UNLESS 
OTHERWISE NOTED.

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE 
OF FINISH UNLESS OTHERWISE NOTED.

ALL DOOR, WINDOW, LOUVER AND OTHER 
OPENINGS ARE DIMENSIONED FOR NOMINAL 
OPENING SIZE.  CONSTRUCT OPENING SIZES PER 
MANUFACTURER REQUIREMENTS.  REFER TO DOOR 
TYPES AND DOOR FRAME TYPES FOR DIMENSIONS.

HINGE SIDE VERTICAL LEG OF DOOR FRAMES TO BE 
6" FROM ADJACENT PERPENDICULAR WALLS 
UNLESS OTHERWISE NOTED.

ALL NON-STAMPED DRAWINGS HAVE BEEN GIVEN 
FOR REFERENCE ONLY.

DIMENSIONS ARE BASED ON EXISTING DRAWINGS. 
FIELD VERIFY ALL EXISTING CONDITIONS INCLUDING 
BUT NOT LIMITED TO THE FOLLOWING:
  A. DIMENSIONS OF FRAME OPENINGS, INCLUDING 
VERIFICATION THAT THE FRAMES ARE PLUMB, 
STRAIGHT & TRUE.
  B. WIDTH/DEPTH OF FRAME SECTION.
  C. TYPE AND CONSTRUCTION OF FRAME
  D. SIZE AND TYPE OF EXISTING HARDWARE PREPS
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CREEK

ELEMENTARY

BID/PERMIT SET

Checker

SCALE: 1/16" = 1'-0"

LEVEL 1 FLOOR PLAN
1

KEYNOTE LEGEND

Key Value Keynote Text

2.002 DEMO EXISTING DOOR PANELS.  DEMO
EXISTING FINISH HARDWARE UON.  PROTECT
EXISTING DOOR FRAME AND PREPARE FOR
NEW DOOR PANELS AND HARDWARE

2.004 DEMO EXISTING CORNER GUARD

8.804 PROVIDE NEW WALL WITH NEW
DOOR/FRAME/HARDWARE

12.001 AUTOMATED EXTERNAL DEFIBRILLATOR TO
REMAIN

SCALE: 1/2" = 1'-0"

DOOR CONFIGURATION C
2
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2.003

2.002
SU003

2.003

SU004

8.804

2.001

A-105
2

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

NO CHANGE TO EXISTING 
EXITING LOAD/CONFIGURATION

NO CHANGE TO 
EXISTING EXITING

NO CHANGE TO 
EXISTING EXITING

0 TYP AT CLASSROOMS 
WITH EXTERIOR DOORS

FLOOR PLAN GENERAL NOTES

UNLESS OTHERWISE NOTED, THE TYPICAL 
INTERIOR WALL TYPE SHALL BE TYPE P1-4-S

WALL TYPES ARE NOT CALLED OUT AT EACH ROOM.  
WALL TYPES CALLED OUT IN ONE ROOM EXTEND 
FOR THE ENTIRE LENGTH OF THE WALL UNLESS 
OTHERWISE NOTED.

ALL NON BEARING INTERIOR WALLS ARE TO 
EXTEND 12" BELOW FINISH CEILING HEIGHT UNLESS 
OTHERWISE NOTED.

INTERIOR STUD WALLS ARE DIMENSIONED TO FACE 
OF FINISH UNLESS OTHERWISE NOTED.

ALL DOOR, WINDOW, LOUVER AND OTHER 
OPENINGS ARE DIMENSIONED FOR NOMINAL 
OPENING SIZE.  CONSTRUCT OPENING SIZES PER 
MANUFACTURER REQUIREMENTS.  REFER TO DOOR 
TYPES AND DOOR FRAME TYPES FOR DIMENSIONS.

HINGE SIDE VERTICAL LEG OF DOOR FRAMES TO BE 
6" FROM ADJACENT PERPENDICULAR WALLS 
UNLESS OTHERWISE NOTED.

ALL NON-STAMPED DRAWINGS HAVE BEEN GIVEN 
FOR REFERENCE ONLY.

DIMENSIONS ARE BASED ON EXISTING DRAWINGS. 
FIELD VERIFY ALL EXISTING CONDITIONS INCLUDING 
BUT NOT LIMITED TO THE FOLLOWING:
  A. DIMENSIONS OF FRAME OPENINGS, INCLUDING 
VERIFICATION THAT THE FRAMES ARE PLUMB, 
STRAIGHT & TRUE.
  B. WIDTH/DEPTH OF FRAME SECTION.
  C. TYPE AND CONSTRUCTION OF FRAME
  D. SIZE AND TYPE OF EXISTING HARDWARE PREPS
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FLOOR PLAN -

SUNSET

ELEMENTARY

BID/PERMIT SET

Checker

SCALE: 1/16" = 1'-0"

LEVEL 1 FLOOR PLAN
1

SCALE: 1/2" = 1'-0"

DOOR CONFIGURATION B
2

KEYNOTE LEGEND

Key Value Keynote Text

2.001 REMOVE AND REINSTALL EXISTING
TACKBOARD, VERIFY FINAL LOCATION WITH
OWNER

2.002 DEMO EXISTING DOOR PANELS.  DEMO
EXISTING FINISH HARDWARE UON.  PROTECT
EXISTING DOOR FRAME AND PREPARE FOR
NEW DOOR PANELS AND HARDWARE

2.003 DEMO EXISTING MAGNETIC HOLD-OPENS

8.804 PROVIDE NEW WALL WITH NEW
DOOR/FRAME/HARDWARE
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DOOR & WINDOW TYPES GENERAL NOTES

REFER TO DOOR SCHEDULE FOR RATINGS. PROVIDE 
FIRE RATED GLASS AT RATED DOORS, LAMINATED 
SAFETY GLASS AT NON-RATED LOCATIONS, AND 
INSULATED SAFETY GLAZING AT EXTERIOR 
LOCATIONS.

DETAILS FOR HEAD, JAMB AND SILL CONDITIONS 
SHOWN ARE TYPICAL.  REFER TO PLANS, INTERIOR 
AND EXTERIOR ELEVATIONS AND SECTIONS FOR 
NON-TYPICAL DETAILS.

REMOVABLE STOPS TO HAVE FASTENERS ON THE 
SECURE SIDE OF THE ROOM OR AREA THEY ARE 
LOCATED IN UNLESS OTHERWISE NOTED.
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Author

INTERIOR

DETAILS

BID/PERMIT SET

Checker

DOOR TYPESP1

DOOR SCHEDULE

DOOR NO.

DOOR FRAME DETAILS

FIRE RATING
HARDWARE

SET REMARKSTYPE WIDTH HEIGHT MATERIAL FINISH
GLAZING

TYPE TYPE MATERIAL FINISH HEAD JAMB THRESH.

BB003 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 BURNT BRIDGE

BB004 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 BURNT BRIDGE

FL003 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 02 FISHER'S LANDING

FL004 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 03 FISHER'S LANDING

FR003 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 FIRCREST

FR004 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 FIRCREST

RV003 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 RIVERVIEW

RV004 FG2 6' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 RIVERVIEW

SS003 FG2 3' - 0" 7' - 0" HM PT-1 G-1 F1 HM PT-1 - 04 SILVER STAR

SS005 FG2 3' - 0" 7' - 0" HM PT-1 G-1 F1 HM PT-1 - 04 SILVER STAR

SU003 FG2 7' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 SUNSET

SU004 FG2 7' - 0" 7' - 0" HM PT-1 G-1 F2 HM PT-1 - 01 SUNSET

FRAME TYPES

SCALE: 3" = 1'-0"

HM DOOR HEAD @ STUD WALL (JAMB SIM)
2

SCALE: 3" = 1'-0"

PARTIAL HEIGHT WALL HEAD
1
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SYMBOL LEGEND AND NOTES

WALL TYPE NUMBER

NOMINAL STUD WIDTH OR 
"M" FOR MATCH EXISTING

"T" FOR THERMAL
"S" FOR SOUND 
"E" FOR EXISTING
"N" FOR NONE

DOOR TAG

WINDOW TAG

CASEWORK TAG

VIEW TITLE

WALL TYPE TAG

DETAIL #

SHEET #

DETAIL #

SHEET #

SHEET #

ELEVATION #

DETAIL TAG

BUILDING  SECTION

INTERIOR ELEVATION TAG

ROOM NAME

ROOM 
NUMBER

ROOM NAME TAG

-W3-10 X

101

#

760M

24
36

24

EXTRA
SHELF

SCALE:

Drawing Title
1/8" = 1'-0"33

#

A-#

#

A-#

DETAIL #

SHEET #
WALL  SECTION

#

A-#

#

A-#

#

A-## #

#

SHEET #

ELEVATION #

BUILDING ELEVATION TAG
#

A-#

Room

name

101
MATCHLINE

3.001 WINDOW TAG

REFERENCES DIVISION IN 
PROJECT MANUAL

ITEM NUMBER

VICINITY MAP
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5

WASHINGTON
OREGON

I-
5

X

X

X

X

X

X

WA-14

SUNSET

SILVER STAR

BURNT BRIDGE

FIRCREST

RIVERVIEW

FISHER'S LANDING
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COVER SHEET

BID/PERMIT SET

EPS SECURITY VESTIBULE UPGRADES
EVERGREEN PUBLIC SCHOOLS BID/PERMIT SET

ARCHITECT

LSW ARCHITECTS

610 ESTHER ST. SUITE 200

VANCOUVER, WASHINGTON 98660
p. 360.694.8571

OWNER

EVERGREEN PUBLIC SCHOOLS

13501 NE 28TH ST

PO BOX 8910, VANCOUVER WA, 98668
p. 360.604.4000

R

R RADIUS OR RISER

RB RESILIENT BASE

RCP REFLECTED CEILING PLAN

RD ROOF DRAIN

REF REFERENCE

REFR REFRIGERATOR

REINF REINFORCE

REV REVISION, REVISED

RF RESILIENT FLOORING

RH ROBE HOOK

RI RISER

RM ROOM

RO ROUGH OPENING

RS ROLLER SHADES

RTU ROOF TOP UNIT

S

S SOUTH

SA SELF ADHERED

SBLK SPLASH BLOCK

SC SOLID CORE

SCD SEAT COVER DISPENSER

SD SOAP DISPENSER

SECT SECTION

SF SQUARE FOOT

SHT SHEET

SHTG SHEATHING

SHWR SHOWER

SIM SIMILIAR

SND SANITARY NAPKIN DISPENSER

SNR SANITARY NAPKIN RECEPTACLE

SOG SLAB ON GRADE

SQ SQUARE

SS STAINLESS STEEL

STC SOUND TRANSMISSION CLASS

STD STANDARD

STL STEEL

STRFT STOREFRONT

STRUCT STRUCTURAL

SUSP SUSPENDED

SYM SYMMETRICAL

T

T TILE

T&G TONGUE & GROOVE

T/O TOP OF

TB TOWEL BAR

TEMP TEMPERED

THK THICK, THICKNESS

THRU THROUGH

TP TOILET PARTITION

TPD TOILET PAPER DISPENSER

TPH TOILET PAPER HOLDER

TR TREAD

TV TELEVISION

TYP TYPICAL

U

U URINAL

UON UNLESS OTHERWISE NOTED

V

VERT VERTICAL

VIF VERIFY IN FIELD

W

W WIDTH OR WEST OR WASHER

W/ WITH

W/D WASHER & DRYER

W/O WITHOUT

WB WHITE BOARD

WC WALL COVERING OR WATER CLOSET

WD WOOD

WDW WINDOW

WF WIDE FLANGE

WOM WALK OFF MAT

WRB WATER RESISTIVE BARRIER

WWF WELDED WIRE FABRIC

" INCHES

# NUMBER

% PERCENT

& AND

' FOOT

/ PER

@ AT

± PLUS OR MINUS

´ ANGLE

Ø DIAMETER

° DEGREE

* SEE NOTES

- NONE

G

GA GAUGE, GAGE

GALV GALVANIZED

GB GRAB BAR

GC GENERAL CONTRACTOR

GL GLASS OR GLAZING

GLU-LAM GLU-LAMINATED

GWB GYPSUM WALL BOARD

GYP GYPSUM

H

HB HOSE BIB

HD HAND DRYER

HDR HEADER

HDW HARDWARE

HM HOLLOW METAL

HORIZ HORIZONTAL

HR HOUR

HSS HOLLOW STRUCTURAL SECTION

HT HEIGHT

HVAC HEATING/VENTILATION/AIR CONDITIONING

I

ID INSIDE DIAMETER

IG INSULATED GLASS UNIT

INCL INCLUDE

INFO INFORMATION

INSUL INSULATION

INT INTERIOR

L

L LENGTH, LONG

LAB LABORATORY

LAV LAVATORY

LB(S) POUND(S)

LVR LOUVER

M

M MIRROR

MAX MAXIMUM

MDF MEDIUM DENSITY FIBERBOARD

MECH MECHANICAL

MED MEDIUM

MEZZ MEZZANINE

MFR MANUFACTURER

MH MOP HOLDER

MICRO MICROWAVE

MIN MINIMUM

MO MASONRY OPENING

MTL METAL

MULL MULLION

N

N NORTH

NIC NOT IN CONTRACT

NO NUMBER

NOM NOMINAL

NTS NOT TO SCALE

O

OC ON CENTER

OD OVERFLOW DRAIN

OFCI OWNER FURNISHED, CONTRACTOR INSTALLED

OFOI OWNER FURNISHED, OWNER INSTALLED

OH OVERHEAD

OPNG OPENING

OPP OPPOSITE

OTA OPEN TO ABOVE

OTS OPEN TO STRUCTURE

OWJ OPEN-WEB JOIST

OWP OPERABLE WALL PARTITION

P

P PAINT

PED PEDESTAL

PERF PERFORATED

PERP PERPENDICULAR

PK PARKING

PL PLATE

PLAM PLASTIC LAMINATE

PLBG PLUMBING

PR PAIR

PREFAB PREFABRICATED

PREFIN PRE-FINISHED

PROP PROPERTY

PT PRESSURE TREATED

PTD PAPER TOWEL DISPENSER

PTDR PAPER TOWEL DISPENSER AND RECEPTACLE

Q

QTY QUANTITY

A

AB ANCHOR BOLT

ADJ ADJACENT

AED AUTOMATED EXTERNAL DEFIBRILLATOR

AFF ABOVE FINISH FLOOR

ALT ALTERNATE

ALUM ALUMINUM

AP ACOUSTIC PANELS

APPROX APPROXIMATE

ARCH ARCHITECT, ARCHITECTURAL

AUTO AUTOMATIC

AVG AVERAGE

B

B BLINDS

BCS BABY CHANGING STATION

BLDG BUILDING

BLKG BLOCKING

BM BEAM

BO BOTTOM OF

BRG BEARING

BUR BUILT UP ROOF

C

CG CORNER GUARD

CIP CAST-IN-PLACE

CJ CONTROL JOINT

CL CENTER LINE

CLG CEILING

CLR CLEAR, CLEARANCE

CLT CROSS LAMINATED TIMBER

CMU CONCRETE MASONRY UNIT

CO CLEAN OUT

COL COLUMN

CONC CONCRETE

CONST CONSTRUCTION

CONT CONTINUOUS

CPT CARPET

CT COUNTERTOP

CTR CENTER

CW CURTAIN WALL

D

D DEPTH OR DRYER

DBL DOUBLE

DEMO DEMOLISH, DEMOLITION

DEP DEPRESSED

DET DETAIL

DF DRINKING FOUNTAIN

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DIV DIVISION

DN DOWN

DR DOOR

DS DOWNSPOUT

DTL DETAIL

DW DISHWASHER

DWG DRAWING

E

(E) EXISTING

E EAST

EA EACH

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

EMER EMERGENCY

EQ EQUAL

EQUIP EQUIPMENT

EXP EXPANSION

EXT EXTERIOR

F

FAC FACTORY FINISH

FB FACE BRICK

FC FIBER CEMENT

FD FLOOR DRAIN

FDN FOUNDATION

FE FIRE EXTINGUISHER

FEC FIRE EXTINGUISHER CABINET

FIN FINISH

FIP FOAMED-IN-PLACE

FLR FLOOR

FO FACE OF

FRP FIBERGLASS REINFORCEMENT PANEL

FRT FIRE RETARDANT TREATED

FSS FOLDING SHOWER SEAT

FT FOOT OR FEET

FTG FOOTING

GENERAL

G-000 COVER SHEET

SHEET INDEX ARCHITECTURAL ABBREVIATIONS

ARCHITECTURAL

A-100 FLOOR PLAN - RIVERVIEW ELEMENTARY

A-101 FLOOR PLAN - FISHER'S LANDING ELEMENTARY

A-102 FLOOR PLAN - SILVER STAR ELEMENTARY

A-103 FLOOR PLAN - BURNT BRIDGE CREEK ELEMENTARY

A-104 FLOOR PLAN - FIRCREST ELEMENTARY

A-105 FLOOR PLAN - SUNSET ELEMENTARY

A-541 INTERIOR DETAILS

BURNT BRIDGE ELEMENTARY SCHOOL
14619 NE 49th St # A, Vancouver, WA 98682

FIRCREST ELEMENTARY SCHOOL
12001 NE 9th St, Vancouver, WA 98684

FISHER'S LANDING ELEMENTARY SCHOOL
3800 SE Hiddenbrook Dr, Vancouver, WA 98683

RIVERVIEW ELEMENTARY SCHOOL
12601 SE Riveridge Dr, Vancouver, WA 98683

SILVER STAR ELEMENTARY SCHOOL
10500 NE 86th St, Vancouver, WA 98662

SUNSET ELEMENTARY SCHOOL
9001 NE 95th St, Vancouver, WA 98662

TECHNOLOGY

TY-001 INDEX, LEGEND, BASIS OF DESIGN, GENERAL NOTES

TY-105 FLOOR PLAN - SUNSET ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

TY-550 DETAILS - MUX8/SCP/SIO WIRING (TYPICAL)

TY-551 DETAILS - SCP/SIO/DEVICE WIRING (TYPICAL)

TY-552 DETAILS - FIELD DEVICE WIRING (TYPICAL)

TY-553 DETAILS - INTERCOM INTERFACE WIRING (TYPICAL)

TY-554 DETAILS - SEADS (DIALER) INTERFACE WIRING (TYPICAL)

TY-801 SCHEDULE - ACCESS CONTROL AND VIDEO SURVEILLANCE

TY-901 DETAILS - DOOR TYPES
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BID/PERMIT SET

SECURITY AND
SURVEILLANCE

LEGEND AND
ABBREVIATIONS

NO SCALE

FLOOR

CEILING

DOOR

1. WHERE APPLICABLE, ARCHITECTURAL DRAWINGS TAKE PRECEDENCE OVER THIS DETAIL
FOR DEVICE ELEVATIONS.

2. LOCATE ACCESSIBLE SWITCHES PER ADA GUIDELINES.
3. CONFIRM FINAL DEVICE LOCATIONS WITH OWNER PRIOR TO ROUGH-IN.
4. LOCATE DEVICES PER CODE. WALL MOUNTED DEVICES SHALL NOT PROTRUDE BEYOND

ADA REQUIREMENTS.

GENERAL NOTES

NOTES
CARD READER

DOOR OPERATOR BUTTON

INTERIOR SURVEILLANCE CAMERA

EXTERIOR SURVEILLANCE CAMERA

48" AFF (UON)

HEIGHT AS NOTED ON DRAWINGS

1

2

3

4

5

6

1 2

5

6

6

3

4

DEVICE MOUNTING HEIGHTS

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP `

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

CR

OB

PB
180

SC
##

360

SC
##

SC
##

BASIS OF DESIGN AND REFERENCE NOTES:(APPLIES TO ALL DRAWINGS):
A. COORDINATE ALL WORK FULLY WITH ALL TRADES INVOLVED. REQUIRED OFFSETS IN CONDUIT, CABLE TRAY, DEVICES, BOXES, AND PATHWAY

TRANSITIONS AROUND OBSTRUCTIONS SHALL BE PART OF THE BASE SCOPE OF WORK. EXACT PATHWAYS TO BE DETERMINED AND
COORDINATED BY THE CONTRACTOR BETWEEN TRADES. THERE SHALL BE A MINIMUM OF ONE PULL BOX FOR EVERY 100 FEET OF STRAIGHT
EMPTY CONDUIT AND A PULL BOX FOR MORE THAN 180 DEGREES OF BEND IN A CONDUIT RUN. ALL CONDUITS SHALL BE DEBURRED, CLEANED,
CAPPED, TAGGED AND FURNISHED WITH A MINIMUM OF TWO (2) PULL STRINGS.

B. PROVIDE FIRESTOPPING AT ALL FIRE-RATED PARTITION PENETRATIONS, AND ACOUSTICAL CAULKING AT ACOUSTICAL PARTITION
PENETRATIONS. REFER TO ARCHITECTURAL DRAWINGS FOR PARTITION RATINGS TO COMPLY WITH. REFER TO 270528 "PATHWAYS FOR
COMMUNICATION SYSTEMS" FOR ADDITIONAL INFORMATION.

C. COORDINATE EXACT LOCATION OF ALL VISIBLE WALL, FLOOR AND CEILING DEVICES WITH ARCHITECT AND ENGINEER DURING THE SHOP
DRAWING AND SUBMITTAL PROCESS, PRIOR TO ROUGH-IN. LOCATIONS SHOWN ON THE DRAWINGS ARE APPROXIMATE, ARCHITECTURAL
DRAWING DEVICE LOCATIONS TAKE PRECEDENCE. WHERE EXACT DIMENSIONS FOR DEVICES ARE NOT SHOWN, DRAWINGS ARE TO BE SCALED
TO DETERMINE DEVICE LOCATION, AND COORDINATED IN THE FIELD. INSTALL ALL DEVICES IN AN ORDERLY MANNER AT THE SAME ELEVATION
AS ADJACENT DEVICES, COORDINATED BETWEEN TRADES. WHERE INSTALLED DEVICES FEED OR ARE ASSOCIATED WITH FURNITURE,
COORDINATE EXACT LOCATIONS WITH FINAL FURNITURE PLAN AND CASEWORK INSTALLER, PRIOR TO ROUGH-IN.

D. ALL POWER REQUIREMENTS ARE TO BE COORDINATED WITH ELECTRICAL DRAWINGS.
E. ALL CABLING MUST BE RATED FOR ITS INSTALLED ENVIRONMENT, I.E. PLENUM, RISER, OR OTHERWISE.
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INTERCOM SYSTEM (APPLIES TO ALL DRAWINGS/SITES):
A. EACH SCHOOL'S EXISTING INTERCOM SYSTEM IS BY RAULAND.

B. CONTRACTOR SHALL MOVE EXISTING RAULAND TCC2033 AUXILLIARY I/O MODULE FROM ITS EXISTING LOCATION IN THE MAIN RS2
TECHNOLOGIES HEAD-END CABINT TO THE NEAREST IDF.

C. CONTRACTOR SHALL PROVIDE AND INSTALL TWO (2) NEW RAULAND TCC2099 UNIVERSAL RACK MOUNTING KITS.

D. CONTRACTOR SHALL PROVIDE AND INSTALL THREE (3) ADDITIONAL RAULAND  TCC2033 AUXILLIARY I/O MODULES INTO THE NEW
RAULAND TCC2099 UNIVERSAL RACK MOUNTING KITS FOR A TOTAL OF FOUR (4) RAULAND  TCC2033 AUXILLIARY I/O MODULES.

E. CONTRACTOR SHALL PROVIDE ALL NECESSARY DEVICES, HARDWARE, CABLE AND PROGRAMMING TO ADD A TOTAL OF EIGHT INPUTS
AND EIGHT (8) OUTPUTS FOR INTEGRATION BETWEEN THE RS2 ACCESS CONTROL SYSTEM AND THE RAULAND INTERCOM SYSTEM PER
PLANS AND SPECIFICATIONS. REFERENCE SHEET TY-553 FOR ADDIONAL INFORMATION.

ACCESS CONTROL SYSTEM (APPLIES TO ALL DRAWINGS/SITES):
A. EACH SCHOOL'S INTRUSION AND ACCESS CONTROL SYSTEM WERE LAST UPGRADED TO RS2 TECHNOLOGIES ACCESS IT(R) SYSTEM IN THE SUMMER OF

2015.
B. THE CURRENT CONFIGURATION OF ACCESS CONTROL HEAD-END EQUIPMENT IS USING CABINETS AND POWER SUPPLIES WITH EITHER PLU-IN

CHORDS, PLUG-IN TRANSFORMERS. NEW UL APPROVED HARD-WIRED CABINETS AND POWER SUPPLIES SHALL REPLACE EXISTING CABINETS AND
POWER SUPPLIES.

C. CONTRACTOR WILL REPLACE THE EXISTING HEAD-END CABINET WITH A NEW UL APPROVED RS2 NCL-12UL ENCLOSURE PER PLANS AND
SPECIFICATIONS. CARE WILL BE TAKEN IN THE REMOVAL OF THE EXISTING HEAD-END CABINET AS TO PRESERVE, PROTECT AND REUSE EXISTING SCP'S,
SIO'S, SEADS DIALER AND INTERCOM INTERFACE MODULE.

D. CONTRACTOR SHALL RECONNECT AND TEST ALL EXISTING CIRCUITS AND DEVICES AFTER INSTALLING NEW UL APPROVED RS2 NCL-12UL ENCLOSURE.
E. CONTRACTOR SHALL PROVIDE, INSTALL, CONNECT AND TEST NEW RS2 MUX8 IN EACH NEW HEAD-END CABINET PER PLANS AND SPECIFICATIONS. SEE

SHEET TY-550 FOR ADDITIONAL INFORMATION.
F. CONTRACTOR SHALL PROVIDE, INSTALL, CONNECT AND TEST ONE (1) NEW RS2 MR-16OUT-S3 OUTPUT MODULE TO SUPPORT THE ADDITIONAL

OUTPUTS NEEDED FOR THE RAULAND INTERCOM INTERFACE.
G. CONTRACTOR SHALL PROVIDE, INSTALL, CONNECT AND TEST ONE (1) NEW RS2 MR-52-S3 TWO-PORTAL CARD READER INTERFACE MODULE.
H. CONTRACTOR WILL REPLACE EXISTING 12V POWER SUPPLY WITH NEW 12V POWER SUPPLY PER PLANS AND SPECIFICATIONS. SECTION 28 13 00 FOR

ADDITIONAL INFORMATION.
I. CONTRACTOR WILL REPLACE EXISTING LOCKDOWN PUSH-BUTTON WITH NEW LOCKDOWN PUSH-BUTTON PER PLANS AND SPECIFICATIONS. SEE

CORRESPONDING SITE-SPECIFIC LAYOUT FOR LOCATION AND SHEET TY-552 AND SECTION 28 13 00 FOR ADDITIONAL INFORMATION.
J. CONTRACTOR WILL PROVIDE ALL INSTALL ONE OR MORE NEW ACCESS CONTROL CARD READER(S), ELECTRIC LOCK, REQUEST-TO-EXIT AND DOOR

CONTACTS PER PLANS AND SPECIFICATIONS. SEE CORRESPONDING SITE-SPECIFIC LAYOUT FOR LOCATION. SEE SHEET A-541 FOR DOOR SCHEDULE AND
SECTION 08 71 00 FOR DOOR HARDWARE. SEE SECTION  SHEET TY-552, TY-801, TY-901 AND SECTION 28 13 00 FOR ADDITIONAL INFORMATION.

VIDEO SURVEILLANCE SYSTEM (APPLIES TO ALL DRAWINGS/SITES):
A. THE VIDEO SURVEILLANCE SYSTEM SHALL BE EXACQVISION ENTERPRISE.
B. CONTRACTOR SHALL PROVIDE, INSTALL AND PROGRAM ONE (1) VIDEO SURVEILLANCE SERVER AT THE DISTRICT DATA CENTER TO SUPPORT ALL CAMERAS AT

ALL SIX SITES/FACILITIES IN THIS PROJECT.

C. THE VIDEO SURVEILLANCE SERVER SHALL BE CAPABLE OF SUPPORTING, 24/7 RECORDING AND STORING OF 100 CAMERAS FOR A MINIMUM OF 30 DAYS OF AT
A FRAME RATE OF 12 FRAMES PER SECOND AND 3-MEGAPIXEL RESOLUTION.

D. CONTRACTOR SHALL PROVIDE ALL NECESSARY CAMERAS, MOUNTING HARDWARE, CAMERA LICENSES, NETWORK CABLE AND PROGRAMMING FOR CAMERAS
AT EACH SITE AS SPECIFIED IN THE LAYOUT DRAWINGS TY-100 THROUGH TY-105.

E. REFERENCE SHEET TY-801 AND SECTION 28 23 00 FOR ADDITIONAL INFORMATION.

SHEET INDEX
SHEET # SHEET NAME
TY-001 INDEX, LEGEND, BASIS OF DESIGN, GENERAL NOTES
TY-100 FLOOR PLAN - RIVERVIEW ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-101 FLOOR PLAN - FISHER'S LANDING ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-102 FLOOR PLAN - SILVER STAR ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-103 FLOOR PLAN - BURNT BRIDGE CREEK ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-104 FLOOR PLAN - FIRCREST ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-105 FLOOR PLAN - SUNSET ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE
TY-550 DETAILS - MUX8/SCP/SIO WIRING (TYPICAL)
TY-551 DETAILS - SCP/SIO/DEVICE WIRING (TYPICAL)
TY-552 DETAILS - FIELD DEVICE WIRING (TYPICAL)
TY-553 DETAILS - INTERCOM INTERFACE WIRING (TYPICAL)
TY-554 DETAILS - SEADS (DIALER) INTERFACE WIRING (TYPICAL)
TY-801 SCHEDULE - ACCESS CONTROL AND VIDEO SURVEILLANCE
TY-901 DETAILS - DOOR TYPES
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SCALE:
1

TY-100
FLOOR PLAN - RIVERVIEW ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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SCALE:
1

TY-101
FLOOR PLAN - FISHER'S LANDING ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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SCALE:
1

TY-102
FLOOR PLAN - SILVER STAR ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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SCALE:
1

TY-103
FLOOR PLAN - BURNT BRIDGE CREEK ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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SCALE:
1

TY-104
FLOOR PLAN - FIRCREST ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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SCALE:
1

TY-105
FLOOR PLAN - SUNSET ELEMENTARY SCHOOL - SECURITY AND SURVEILLANCE

1/16" = 1'-0"

SHEET NOTES:
1. NEW ACCESS CONTROLLED DOOR - REFERENCE SECTION 28 13 00 AND SCHEDULE ON SHEET TY-801 (28

13 00 ACCESS CONTROL AND INTRUSION DETECTION) FOR ADDITIONAL INFORMATION.
2. NEW VIDEO SURVEILLANCE CAMERA - REFERENCE SECTION 28 23 00 AND SCHEDULE ON SHEET TY-801

(28 23 00 VIDEO SURVEILLANCE CAMERAS) FOR ADDITIONAL DETAILS.
3. REPLACE EXISTING LOCKDOWN PUSH-BUTTON - REFERENCE SHEET SECTION 28 13 00 AND SHEET

TY-552 ADDITIONAL INFORMATION.

SECURITY SYMBOLS
CREDENTIAL, CARD READER SEE SECTION 28 1300, SHEET TY-550 AND TY-552

DOOR OPERATOR BUTTON SEE SHEET TY-552

PUSH-BUTTON SCHOOL LOCKDOWN SEE SECTION 28 1300 AND SHEET TY-552

SURVEILLANCE CAMERA, 180⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, 360⁰, 6MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)

SURVEILLANCE CAMERA, MULTI-SENSOR, 12MP SEE SECTION 28 2300 AND SHEET TY-801 (28 23 00 - VIDEO SURVEILLANCE CAMERAS)
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Sub-Panels (0) and (1) are in the middle of the bus, so Jx and Jx are
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The MUX8 is at the beggining of the bus, so JPx IS terminated. The Sub-Panel (2) is at the end of the bus, so Jx and Jx ARE
terminated.

MUX8
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MAGNETIC DOOR
CONTACT SWITCH

1K OHM 1%

+
-

EXIT DEVICE
P.I.R./MOTION
DETECTORTO POWER SUPPLY

+ - ELECTRIC
DOOR
STRIKE

DIODE
1N4933

ADA INGRESS
PUSH-BUTTON

ADA EGRESS
PUSH-BUTTON

AUTO DOOR
OPERATOR/OPENER

MAGNETIC DOOR
CONTACT SWITCH

1K OHM 1%

+
-

EXIT DEVICE
P.I.R./MOTION
DETECTORTO POWER SUPPLY

+ - ELECTRIC
DOOR
STRIKE

DIODE
1N4933

ACCESS PORTAL W/ ADA CONTROLS
(TYPICAL)

ACCESS PORTAL W/ ADA CONTROLS
(TYPICAL)

NOTE: THE ACCESS CONTROL SYSTEM SHALL HAVE THE ABILITY TO ENABLE
OR DISABLE BOTH INGRESS AND EGRESS ADA PUSH-BUTTONS IN THE
EVENT OF A LOCKDOWN CONDITION.

CARD
READER

CARD
READER

A

C

B

D

C

C

C

A

C

B

D

CR (000-00-RDR 1)

CR (000-00-RDR 2)

DC (000-00-INP 1)

RX (000-00-INP 2)

PB (000-00-INP 5)

PB (000-00-INP 6)

DO (000-00-OUT 2)

DC (000-00-INP 3)

RX (000-00-INP 4)

EL (000-00-OUT 1)

EL (000-00-OUT 3)

CABINET
TAMPER

NO C
BAT FAIL

NC NO C
AC FAIL

NC

NCL-12UL POWER SUPPLY

NOTE:
WIRE ALL NCL-12UL AND DOOR POWER SUPPLY AC
FAIL, BATTERY FAIL AND TROUBLE SIGNALS TO
SIO INPUTS. SEE PANEL CABINET #, SIO
CONNECTIONS FOR EXACT SIO/INPUT.

TA
PE

 S
HI

EL
D 

BA
CK

TA
PE

 S
HI

EL
D 

BA
CK

NOTE:
ALL CIRCUITS TERMINATING ON RELAY CONTACTS WILL BE
TERMINATED BETWEEN NORMALLY OPEN AND GND.

NOTE:
ALL CIRCUITS TERMINATING ON RELAY
CONTACTS WILL BE TERMINATED BETWEEN
NORMALLY OPEN AND COMMON WITH THE
EXCEPTION OF THE SEADS POWER RELAY.

NOTE: TAMPER SWITCHES REQUIRED
ALL ALL CABINETS AND POWER
SUPPLIES.
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TMP
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RE
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PASS 12V

GND

DAT
D0

TB8

READER 1 BZR
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IN7
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TB4

TB5
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-

ALL UNUSED SCP/SIO INPUTS
SHALL BE TERMINATED WITH
A JUMPER.

+ -
CRU3

NOTE:
CONTRACTOR SHALL PROVIDE AND INSTALL
ONE (1) CRU3 (CURRENT REDUCTION MODULE)
ON ALL ELECTRIC LOCK/ELECTRIC STRIKES THAT ARE NOT
MOTOR DRIVEN.

INSTALL CRU3 OR APPROVED EQUAL ON ALL SOLENOID  LOCKS

TO ACCESS
POWER DISTRIBUTION

SOLENOID
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2WRS-485

TB1

TB2

TB3

TB4

TB9

I1

I1

I2

I2

I3

I3

I4

I4

I5

I5

I6

I6

I7

I7

I8

I8

CT

GND

BA

GND

2W
4W

J3

J6 J5

1
2

3
4

5
6

7
8

S1

NC

C

NO

NC

C

NO

OUT 1

OUT 2

TB12

K1
K2

J8

TB5

I9

I9

I10

I10
TB6

I11

I11

I12

I12
TB7

I13

I13

I14

I14
TB8

I15

I15

I16

I16

A

B

K1

K2

J9

J7

J4

MR-16IN

J1

J2

RS-485
TERM

U1

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

CT

BA
NO C

BAT FAIL
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AC FAIL
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PS914 DOOR POWER SUPPLY

GND

NC4

C4

NO4

I4

NC3
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I3

SC

GND

NC2

C2

NO2

I2

NC1
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PS914: 900-4RL

NOTE:
REFER TO CABINET #, DOOR POWER
SUPPLY CONNECTIONS FOR EXACT
SIO/INPUT/OUTPUT.
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LOCKDOWN

INSTALL 'RED' LENS COVER ON PUSHBUTTON

INSTALL 'CLEAR' MESSAGE LENS WITH THE MESSAGE 'LOCKDOWN' PRINTED ON WHITE PAPER
USING THE CUSTOM MESSAGE TEMPLATE (UB-1 LABEL TEMPLATE) FROM THE MANUFACTURER.

+
V

-V
NO

CO
M

NC
AL

AR
M

PO
W

ER

1K OHM 1%1K OHM 1%

RESISTOR PACK

GREEN

RED

BLACK

WHITE

WITHOUT TAMPER CIRCUIT

MOTION / GLASSBREAK DETECTOR

NO
CO

M
NC
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M

PE
R

JU
M

PE
R

+
V

-V
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CO
M

NC
AL

AR
M

PO
W

ER

1K OHM 1%1K OHM 1%

RESISTOR PACK

GREEN

RED

BLACK

WHITE

WITH TAMPER CIRCUIT

MOTION / GLASSBREAK DETECTOR

HID multiCLASS SE

*Drain
Brown
Violet
Blue
Yellow
Orange
White
Green
Black
Red +DVC

Ground
Data 0/Data
Data 1/Clock
Green LED
Beeper
Hold
Card Present
Red Led
Drain *Drain

Brown
Blue
White
Green
Black
Red

SPLICED CONNECTIONS SHALL BE SOLDERED.

FIELD CABLE

UNUSED WIRES SHALL NOT BE CUT. THEY SHALL BE SAFED OFF
FOR FUTURE USE.

*DRAIN WIRES SHALL BE SLEEVED.

EP-1502

NOTE:
REFER TO CABINET #, SIO
CONNECTIONS FOR EXACT
SIO/INPUT.

LT1UL
+

-

RST

INPUT COM

TRIG

RELAY NC

RELAY COM

RELAY NO

1K OHM 1%1K OHM 1%

RESISTOR PACK

UB-1

BUTTON LED

CONTACT SET 1

CONTACT SET 2

MESSAGE LED

NO

COM

NC

NO

COM

NC

GREEN

WHITE

BLUE

BROWN

RED

BLACK

ORANGE

TO 12V ANCILLARY POWER SUPPLY
DISTRIBUTION. ***DO NOT USE POWER

FROM RS2 NCL12UL POWER SUPPLY

NOTE:
LT1UL Relay Mode shall be "Fail Secure", cut appropriate jumper.
LT1UL Timer Setting shall be changed to "Latching", cut appropriate jumpers.
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LOCKDOWN PUSH-BUTTON WIRING DIAGRAM

NO SCALE

SCALE:
4

TY552
MOTION SENSOR / GLASS BREAK SENSOR WIRING DIAGRAM
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TCC2033

ZONE PAGE MODULE

TCC2099
UNIVERSAL RACK MOUNTING KIT

TCC2033

ZONE PAGE MODULE

I/O MODULE #1 I/O MODULE #2

TCC2033

ZONE PAGE MODULE

I/O MODULE #3
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NOTE:
REFER TO CABINET #, SIO CONNECTIONS FOR EXACT SIO/INPUT.
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RJ45
INPUT
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INPUT GP2
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2
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TCC2033
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I/O MODULE #4

REPEAT WIRING FOR
TCC2033 AUXILIARY I/O MODULE #3.

REPEAT WIRING FOR
TCC2033 AUXILIARY I/O MODULE #4. REPEAT WIRING FOR

TCC2033 AUXILIARY I/O MODULE #3.

RED
GRN

BLK
WHT

REPEAT WIRING FOR
TCC2033 AUXILIARY I/O MODULE #4.

RED
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TCC2033

ZONE PAGE MODULE
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UNIVERSAL RACK MOUNTING KIT

I/O MODULE #4

RJ45
INPUT
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INPUT GP2
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PIN
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TCC2033
AUXILLIARY I/O MODULE

I/O MODULE #3

INTER-TIE TO INTERCOM PAGING SYSTEM
MSG # MESSAGE DESCRIPTION

1 Lockdown Initiated
2 Lockdown Restored
3 Lockout Initiated (Modified Lockdown)
4 Lockout Restored (Modified Lockdown)
5 Alarm-Zone #1 Exit-Delay
6 Alarm-Zone #1 Entry-Delay
7 Alarm-Zone #1 Alarm-New
8 Future
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1K OHM 1%

10K OHM
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INx2
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INx2

EP1502 (SCP)

TB2

TXD

RXD

RTS

CTS

GND

RED

BLK

GRN

RXD (Red) - PIN 2

TXD (Black) PIN 3

GND (Green) PIN 5

Enhanced SEADS Integration

MR52/MR16IN (SIO)
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GENERAL NOTES
A. ALL DIVISION 8 DOOR HARDWARE SHOWN IS SCHEMATIC IN NATURE. REFER TO DIVISION 8 DOOR HARDWARE SCHEDULES AND

DIVISION 8 DOOR HARDWARE GROUPS FOR ADDITIONAL REQUIREMENTS. DIVISION 28 TO COORDINATE THE INTEGRATION OF
THIS EQUIPMENT INTO THE ACCESS CONTROL SYSTEM.

B. SEE FLOOR PLANS FOR LOCATIONS OF CARD READERS AND DOOR OPERATOR BUTTONS.
C. CABLING MAY BE ROUTED THROUGH DOOR FRAME CHANNEL WHERE PERMITTED BY CODE.
D. REFER TO DIVISION 28 ACCESS CONTROL DOOR HARDWARE SCHEDULE FOR ADDITIONAL REQUIREMENTS.

DETAIL NOTES
1. DOOR INTERFACE COMPOSITE POWER AND SIGNAL PLENUM-RATED CABLING PER MANUFACTURER'S REQUIREMENTS. ROUTE TO NEAREST ACCESS CONTROL PANEL (DIVISION 28).
2. AC POWER (DIVISION 26) FOR DOOR OPERATOR/MOTOR (BY DIVISION 8).
3. FURNISHED BY DIVISION 8, INSTALLED BY DIVISION 26.
4. WHERE DIVISION 8 DOOR HARDWARE SCHEDULE/GROUPS INDICATE ELECTRIC LOCKS/ELECTRIC STRIKES, PROVIDE CONNECTION TO THE ACCESS CONTROL SYSTEM.
5. WHERE DIVISION 8 DOOR HARDWARE SCHEDULE/GROUPS INDICATE ELECTRIFIED EXIT DEVICES AND/OR PANIC HARDWARE WITH INTEGRAL REQUEST-TO-EXIT CONTACTS/RELAYS, PROVIDE

CONNECTION TO ACCESS CONTROL SYSTEM. PASSIVE INFRARED REQUEST-TO-EXIT SENSORS SHALL BE OMITTED FOR THESE DOOR CONFIGURATIONS UNLESS OTHERWISE NOTED.
6. WHERE DIVISION 8 DOOR HARDWARE SCHEDULE/GROUPS INDICATE ELECTRIC TRANSFER HINGES, PROVIDE CONNECTION TO THE ACCESS CONTROL SYSTEM.
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