
NOTES: 
1. SEE SHEET A1502 FOR CURTAIN TRACK ATTACHMENT 

=--- CUBICLE CURTAIN TAG 

HEIGHT - SEE TABLE BELOW 

~ -- WIDTH OF COVERAGE', IN FEET 

I EXAMPLE: CC104 = FULL HEIGHT <1>, 4' WIDE 
<cc### ) 

CUBICLE CURTAIN (WRINKLE IS HOME POSITION) 

CUBICLE CURTAIN HEIGHT TABLE 
CODE HEIGHT 
1 TO 2" A.F.F. (FULL) 
2 NOT USED 
3 NOT USED 

,--- ROOM TAG 

CLASSROOM ROOM I 
I 101 ~ ---- D # 
I ACT i-- - (E) CEILING TYPE AT CUBICLE CURTAIN 

96" i---_ (E) CEILING HEIGHT 

CEILING TYPE TABLE 
CODE TYPE 
ACT-1 ACT IN SUSPENDED T-BAR 
ACT-2 ACT ON HARD LID 
GYP GYPSUM HARD LID 

' WIDTH OF COVERAGE LISTED IS ESTIMATED. 
CONTRACTOR TO CONFIRM TOTAL WIDTH OF CURTAIN 
AND TRACK AND CONFIGURATION BASED ON EXISTING 
CONDITIONS. SEE DETAIL 2 / A1102 
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NOTES: 
1. SEE SHEET A1502 FOR CURTAIN TRACK ATTACHMENT 

=--- CUBICLE CURTAIN TAG 

=-- HEIGHT - SEE TABLE BELOW 

=-- WIDTH OF COVERAGE•. IN FEET 

I EXAMPLE: CC104 = FULL HEIGHT <1>, 4' WIDE 
" cc### '> 

CUBICLE CURTAIN (WRINKLE IS HOME POSITION) 

CUBICLE CURTAIN HEIGHT TABLE 
CODE HEIGHT 
1 TO 2" A.F.F. (FULL) 
2 NOT USED 
3 NOT USED 

,--- ROOM TAG 

CLASSROOM ROOM I 
101 ~ ---- D # 
ACT ~ - (E) CEILING TYPE AT CUBICLE CURTAIN 
96" i----_ (E) CEILING HEIGHT 

CEILING TYPE TABLE 
CODE TYPE 
ACT-1 ACT IN SUSPENDED T-BAR 
ACT-2 ACT ON HARD LID 
GYP GYPSUM HARD LID 

' WIDTH OF COVERAGE LISTED IS ESTIMATED. 
CONTRACTOR TO CONFIRM TOTAL WIDTH OF CURTAIN 
AND TRACK AND CONFIGURATION BASED ON EXISTING 
CONDITIONS. SEE DETAIL 21 A1102 
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GENERAL PLAN NOTES: 
1. DIMENSIONS SHOWN ARE TO FACE OF STUD, FACE OF MASONRY OR 

CENTERLINE OF COLUMN OR GRID LINE UNLESS NOTED OTHERWISE. 

2. DOORS NOT LOCATED BY DIMENSION ARE TO BE CENTERED IN WALLS 
AS SHOWN OR LOCATED 4 112" FROM FACE OF STUD TO FACE OF JAMB. 

3. NOTED WALL TYPE DEPICTS TYPICAL WALL CONSTRUCTION. SEE 
ELEVATIONS, SECTIONS, AND DETAILS FOR ADDITIONAL INFORMATION. 

4. DIMENSIONS AT GLAZING ASSEMBLIES ARE TO CENTER OF ASSEMBLY 
UNLESS NOTED OTHERWISE. 

5. USE DIMENSIONS SHOWN; IN NO CASE SHALL WORKING DIMENSIONS BE 
SCALED FROM DRAWINGS. CROSS CHECK DETAILS AND DIMENSIONS 
SHOWN ON THE ARCHITECTURAL DRAWINGS WITH RELATED 
REQUIREMENTS ON THE STRUCTURAL, MECHANICAL, ELECTRICAL, 
PLUMBING, AND OTHER DRAWINGS AS APPLICABLE. NOTIFY ARCHITECT 
OF ANY DISCREPANCIES BEFORE PROCEEDING WITH THE WORK. 

6. CONDITIONS AND DETAILS MARKED "TYPICAL" SHALL APPLY IN ALL 
CASES UNLESS SPECIFICALLY INDICATED OTHERWISE. TYPICAL 
DETAILS NOT REFERENCED ON DRAWINGS APPLY UNLESS NOTED 
OTHERWISE BY SPECIFIC NOTES AND DETAILS. WHERE NO SPECIFIC 
DETAIL IS SHOWN, THE CONSTRUCTION SHALL BE IDENTICAL OR 
SIMILAR TO THAT INDICATED FOR THE TYPICAL CONSTRUCTION OF THE 
PROJECT. 

7. WHERE NO SPECIFIC STANDARDS ARE APPLIED TO A MATERIAL OR 
METHOD OF CONSTRUCTION TO BE USED ON THE WORK. ALL SUCH 
MATERIAL AND METHODS ARE TO MAINTAIN STANDARDS OF THE 
INDUSTRY AND, WHERE APPLICABLE, MANUFACTURER'S INSTRUCTIONS. 

8. LOADING OF CONSTRUCTION MATERIALS SHALL NOT EXCEED THE 
DESIGN LIVE LOAD PER SQUARE FOOT. 

9. ESTABLISH AND VERIFY ALL OPENINGS AND INSERTS FOR 
ARCHITECTURAL, MECHANICAL, ELECTRICAL, AND PLUMBING WITH 
APPROPRIATE TRADES, DRAWINGS, AND SUBCONTRACTORS PRIOR TO 
CONSTRUCTION. 

10. PROVIDE ALL NECESSARY ANCHORAGE BLOCKING, BACKING, FRAMING 
FOR HANDRAILS, DOOR STOPS, CASEWORK, SHELVING, MIRRORS, WALL 
MOUNTED EQUIPMENT, AND ALL OTHER ITEMS AS REQUIRED FOR 
COMPLETE INSTALLATION. 

GENERAL DEMO NOTES: 
A. DEMOLITION DRAWINGS ARE DIAGRAMMATIC AND ARE TO ASSIST THE 

CONTRACTOR IN ESTABLISHING THE GENERAL SCOPE OF WORK. PROVIDE 
ALL DEMOLITION REQUIRED TO COMPLETE THE WORK AS INDICATED ON THE 
NEW CONSTRUCTION DRAWINGS AND AS SPECIFIED. 

B. NOTATIONS FOR SAW CUTTING CONCRETE SLABS ARE APPROXIMATE -
VERIFY WITH STRUCTURAL MECHANICAL ANO PLUMBING DRAWINGS AND 
WITH FIELD CONDITIONS. PATCH AND POUR BACK ANY SAW CUT CONCRETE 
FOR TRENCHES OR ANY HOLES FROM DEMOLISHED WALLS, CONDUIT OR 
PLUMBING WITH NEW CONCRETE TO MATCH EXISTING. SEE STRUCTURAL 
FOR POUR BACK DETAIL INFORMATION. 

C. SEE MECHANICAL PLUMBING, ELECTRICAL AND TECHNOLOGY DRAWINGS 
FOR ADDITIONAL DEMOLITION INFORMATION. 

D. WHERE DEMOLITION OR REMOVAL OF AN ITEM OCCURS, PATCH REMAINING 
WALLS. FLOORS AND CEILING TO MATCH EXIST ING ADJACENT MATERIAL, 
COLOR AND FINISH , UNLESS OTHERWISE NOTED. 

E. REMOVE MATERIALS TO BE REINSTALLED OR RETAINED IN A MANNER TO 
PREVENT DAMAGE, STORE AND PROTECT. 

F. PRIOR TO SAWCUTTING ANY EXISTING CONCRETE FLOOR SLAB, PROVIDE 
FIELD ENGINEERING AND UTILITIES LOCATION SERVICES TO LOCATE ANY 
EXISTING ELECTRICAL, TELEPHONE, WATER, SANITARY SEWER OR STORM 
DRAIN LINES WITHIN THE AREA OF WORK. 

G. THE TERM "DEMO" INDICATES THAT THE ITEM BECOMES THE PROPERTY OF 
THE GENERAL CONTRACTOR FOR DISPOSAL. 

H. FOR ITEMS IN WORK AREAS NOT DESIGNATED EITHER "TO REMAIN" OR "BE 
REINSTALLED" ARE TO BE SALVAGED AND TURNED OVER TO THE OWNER. 

I. CONTRACTOR TO REMOVE ANY EXISTING DUCTS, PIPES, DEVICES THAT 
HAVE BEEN ABANDONED OR ARE NOT PART OF THE NEW BUILDING SYSTEM .. 
PATCH AND REPAIR SURFACES TO MATCH ADJACENT SURFACES, TYPICAL. 

J. CAP WIRING AT ANY OUTLETS TO BE REMOVED. 

K. PANELS, SWITCHES, DEVICES IN WALLS TO BE DEMOLISHED ARE TO BE 
REMOVED PRIOR TO WALL REMOVAL. COORDINATE WITH ELECTRICAL 
DRAWINGS FOR ADDITIONAL INFORMATION. 

L. WHERE CEILING IS NOTED TO BE DEMOLISHED. REMOVE LIGH T FIXTURES. 
SEE ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION. 

11. CONFIRM ALL ROUGH OPENING DIMENSIONS FOR DOORS AND WINDOWS 
PRIOR TO COMMENCEMENT OF CONSTRUCTION. 

12. WHERE A LENGTH OF WALL IS INTERSECTED BY PERPENDICULAR 
WALLS, WALL TYPE TO BE CONTINUOUS BETWEEN TAGS UNLESS NOTED 
OT HERWISE. 

13. PROVIDE SOLID BLOCKING BETWEEN ROOF JOISTS WHERE WALL RUNS 
PERPENDICULAR TO ROOF JOISTS. GYPSUM BOARD TO TERMINATE AT 
ROOF JOISTS. 

14. SEE DETAILS FOR DEFLECTION HEAD DETAILS. 

15. AT ALL LOCATIONS WHERE WALLS, CEILINGS, EQUIPMENT OR FINISHES 
HAVE BEEN REMOVED, REPAIR SERVICES TO ORIGINAL CONDITION. 

16. PROVIDE TILE BACKER BOARD BEHIND ALL CERAMIC TILE APPLICATIONS. 
MOISTURE RESISTANT GYPSUM BOARD SHALL ALSO BE USED AT ALL 
KITCHEN AREAS AND BEHIND DRINKING FOUNTAINS. 

17. SEE INTERIOR ELEVATIONS FOR LOCATIONS AND EXTENTS OF APPLIED 
WALL FINISHES. 

18. SEE FINISH LEGEND FOR MATERIAL DESIGNATIONS. 

19. EXTEND FLOOR FINISHES UNDER TOEKICKS, OPEN COUNTERTOPS AND 
EQUIPMENT, TYPICAL. 

20. PROVIDE TRANSI TION STRIPS WHERE UNLIKE MATERIALS MEET, 
TYPICAL. 

21. WHERE FLOOR FINISH CHANGES MATERIAL, PATTERN OR COLOR AT A 
DOOR, LOCATE TRANSIT ION UNDER CENTERLINE OF DOOR 

M. 

N. 

0. 

FLOORING/SLAB TO BE PATCHED WHERE EXISTING PLUMBING FIXTURES ARE 
PERMANENTLY REMOVED. FLOOR SURFACE/FINISH SHOULD BE PREPARED TO 
RECEIVED SCHEDULED FLOORING. 

WHERE EXISTING CEILING AND CEILING GRID/TRIM ARE TO BE DEMOLISHED 
AND NO NEW CEILING INSTALLED, WALL ABOVE EXIST ING CEILING LINE WILL BE 
PATCHED/REPAIRED AS A RESULT OF DEMOLITION. WALLS WILL BE CLEANED 
AND PAINTED P-1. UNLESS NOTED OTHERWISE. 

ASBESTOS-CONTAINING MATERIALS (ACM ) HAVE NOT BEEN IDENTIFIED AT THIS 
SITE; HOWEVER SUSPECT ASBESTOS-CONTAINING MATERIALS MAY STILL BE 
PRESENT. IMMEDIATELY UPON DISCOVERY OF ANY SUSPECT ACM OR OTHER 
HAZARDOUS MATERIALS, STOP WORK AND DO NOT CARRY ON ANY ACTIVITY IN 
THAT AREA WHICH COULD DISTURB THE SUSPECTED ACM OR OTHER 
HAZARDOUS MATERIALS. NOT IFY THE ARCHITECT IMMEDIATELY. IN SUCH AN 
EVENT, THE ARCHITECT WILL EVALUATE CIRCUMSTANCES AND INSTRUCT 
CONTRACTOR ON HOW AND W HEN TO PROCEED. INSTRUCT WORKERS ONSITE 
TO BE ALERT FOR MATERIALS THAT MAY CONTAIN ASBESTOS OR OTHER 
HAZARDOUS MATERIALS, AND NOT TO DISTURB OR ATTEMPT TO REMOVE 
SUCH MATERIALS. TAKE PRECAUTIONS TO PREVENT SPREAD OF ASBESTOS 
FIBERS OR OTHER HAZARDOUS MATERIALS THROUGHOU T THE PROJECT. DO 
NOT BREAK UP OR ATTEMPT TO REMOVE FROM THE SITE ANY MATERIALS 
SUSPECTED OF CONTAINING ASBESTOS OR OTHER HAZARDOUS MATERIALS. 
ASBESTOS-CONTAINING MATERIALS OR OTHER HAZARDOUS MATERIALS 
CARRIED AROUND THE WORK AREA OR INTO THE EXISTING BUILDING(S) DUE 
THE CONTRACTOR'S CARELESSNESS OR FAILURE TO FOLLOW ABOVE 
PROCEDURAL PRECAUTIONS SHALL BE REMEDIATED AT THE CONTRACTOR'S 
EXPENSE. 
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MATERIALS WHICH ARE IN SIMILAR LOCATIONS ARE NOT NOTED AT EVERY 
OCCURRENCE. 

2 SEE FINISH FLOOR PLANS, REFLECTED CEILING PLANS, INTERIOR ELEVATIONS 
AND FINISH LEGEND FOR ADDITIONAL FINISH INFORMATION. 

3 DOOR SWINGS SHOWN ON ELEVATIONS ARE FOR REFERENCE ONLY - SEE 
FLOOR PLANS. 

4 SEE DOOR, FRAME AND RELITE SCHEDULE FOR H.M. DOOR AND FRAME 
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COLOR OF ADJACENT WALL W HERE LOCATED, UNLESS NOTED OTHERWISE. 

7 PROVIDE BACKING AT WALL MOUNTED ITEMS. 

8. MATCH MOUNTING HEIGHTS OF EXISTING ITEMS TO BE REINSTALLED, UNLESS 
NOTED OTHERWISE. 
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EXISTING DOOR SCHEDULE 

Door Frame Fire Rating 
No. Type Type (minutes) Hardware REMARKS 

LEVEL 01 

A133A (E) (E) -- SHELTER 1. 

B101A (E) (E) -- SHELTER 1. 
-

B102A (E) (E) -- SHELTER 1. 

B1 03A (E) (E) -- SHELTER 1. 

B104A (E) (E) -- SHELTER 1. 
-

B105A (E) (E) -- SHELTER 1. 

B106A (E) (E) -- SHELTER 1. 

B107A (E) (E) -- SHELTER 1. 

B108A (E) (E) -- SHELTER 1. 

B109A (E) (E) -- SHELTER 1. 

B1 10A (E) (E) -- SHELTER 1. 

B113A (E) (E) -- SHELTER 1. 

B114A (E) (E) -- SHELTER 1. 

B118A (E) (E) -- SHELTER+ 1. REPLACE WITH NEW 
CLASSROOM LOCKSET 

C101A (E) (E) -- SHELTER 1. 

C102A (E) (E) -- SHELTER 1. 

C103A (E) (E) -- SHELTER 1. 

C104A (E) (E) -- SHELTER 1. 

C105A (E) (E) -- SHELTER 1. 

LEVEL 02 

B201A (E) (E) -- SHELTER 1. 

B202A (E) (E) -- SHELTER 1. 

B203A (E) (E) -- SHELTER 1. 

B204A (E) (E) -- SHELTER 1. 

B205A (E) (E) -- SHELTER 1. 

B206A (E) (E) -- SHELTER 1. 

B207A (E) (E) -- SHELTER 1. 

B208A (E) (E) -- SHELTER 1. 

B209A (E) (E) -- SHELTER 1. 

B210A (E) (E) -- SHELTER 1. 

B213A (E) (E) -- SHELTER 1. 

B214A (E) (E) -- SHELTER 1. 

NOTES: 

1. EXISTING DOOR AND FRAME TO REMAIN "AS IS" EXCEPT FOR NEW 
HARDWARE. SIZE SHOWN FOR FOR CLARITY ONLY. 

-

No. Location Width Pair Height 

LEVEL 01 

A105A RECEPTION 3' - O" N 7' - 0" 

A105B RECEPTION 3' - O" N 7'-0" 
- -

A101B HALLWAY 6' - O" YES 7' - O" 

SEQUENCING OF ADA BUTTONS AND DOORS 

# LOCATION DOORS 

1 EXTERIOR A101Aand A105A 

2 VESTIBULE A101A 

3 VESTIBULE A101B and A105A 

4 LOBBY/HALLWAY A105B 

5 HALL A101B 

SECURITY BUTTONS - LOCATED AT RECEPTION 

SECURITY BUTTON A RELEASE OF A101B 

SECURITY BUTTON B RELEASE OF A105A, A105B 

µ'\ SECURITY KEY 
~~-) Scale: 1/8" = 1'-0" 
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-
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--
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YES 
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1 

1 

1 

ENTRY VESTIBULE 
, I A101 I 

------

Frame Fire Rating 
Material Finish (minutes) Hardware 

HM P-3 

HM P-3 

HM P-3 

I 
!A105B) {Bl/ 
~ 7 

.--- -/ 

NONE ## 

NONE ## 

NONE ## 

RECEPTION/ SECRET ARY 
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PRINCIPAL OFFICE 

I A 11 4 I 

I 
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ADA OPENER 

ADA OPENER, ONE LEAF 
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-----, WORK ROOM 
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·", I A106 I 
\, 
\ 

HEALTH 

I A112 I 
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CONFERENCE 

I A11 6 I 

I 

(-:;-'\ ENLARGED ENTRY SECURITY PLAN 
TrueNonh 

~ Scale: 1/4" = 1'-0" 

NOTES: 
1. ALL SECURITY GLAZING TO EXTEND 7' A.F.G. 

2. ALL STOREFRONT FRAME COLOR AND FINISH TO MATCH EXISTING 

3. VERIFY IN FIELD ALL ROUGH OPEN INGS. 
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GENERAL NOTES: 
A. LOCATE ALL FIRE ALARM DEVICES PER CODE. 

B. LOCATE ALL ACCESSIBLE SWITCHES PER ADA GUIDELINES. 

C. FIELD COORDINATE ALL ABOVE COUNTER DEVICES WITH MILLWORK 
CONTRACTOR. 

D. IF APPLICABLE, TELECOM CONSULTANTS' DRAWINGS TAKE 
PRECEDENCE OVER THIS DETAIL FOR TELECOM DEVICES. 

NOTES: 
1. TELECOM OUTLET. 6. WALL PHONE. 

2. RECEPTACLE. 7. ABOVE COUNTER DEVICE. MAINTAIN 
A CONSISTENT HEIGHT THROUGHOUT 

3. FIRE ALARM PULL STATION. SPACE. 

4. LIGHT SWITCH. 8. FIRE ALARM STROBE. 
-'1,:::- - - - -
FINISHED FLOOR 

--- - -- - - -i- ,___ -,- - -

ABBREVIATIONS - ELECTRICAL 
AFF 

ADA 

A 
AL 

ARCH 

ATS 

ABOVE FINISHED FLOOR 

AMERICANS DISABILITIES ACT 

AMPERE (AMP) 

ALUMINUM 

ARCHITECT/ ARCHITECTURAL 

AUTOMATIC TRANSFER SWITCH 

AWG AMERICAN WIRE GAUGE 

C CONDUIT 

CAT CATEGORY CABLE 

CB CIRCUIT BREAKER 

CCTV CLOSED CIRCUIT TELEVISION 

CKT CIRCUIT 

CLG CEILING 

CT CURRENT TRANSFORMER 

CU COPPER 

ON DOWN 

EM EMERGENCY 

EMT ELECTRICAL METALLIC TUBING 

EP EXPLOSION PROOF 

EPO EMERGENCY POWER OFF 

EWC ELECTRIC WATER COOLER 

FA FIRE ALARM 

FLA FULL LOAD AMPS 

FLUOR FLUORESCENT 

FCIC FURNISHED BY CONTRACTOR 

INSTALLED BY CONTRACTOR 

FOIC FURNISHED BY OWNER 

INSTALLED BY CONTRACTOR 

FOi◊ FURNISHED BY OWNER 

INSTALLED BY OWNER 

GEN GENERATOR 

GFP GROUND FAULT PROTECTION 

GFI GROUND FAULT INDICATOR 

GFCI 

GRC 

GRD 

HP 

HPS 

HV 

HZ 

IG 

INC 

INV 

GROUND FAULT CIRCUIT INTERRUPTER 

GALVANIZED RIGID CONDUIT 

GROUND 

HORSEPOWER 

HIGH PRESSURE SODIUM 

HIGH VOLTAGE 

HERTZ 

!SOLA TED GROUND 

INCANDESCENT 

INVERTER 

JS JUNCTION BOX 

KW KILOWATT 

KWH KILOWATT HOUR 

KV KILOVOLT 

KVA 

KVAR 

LA 

LED 

LRC 

LTG 

KILOVOLT-AMPERE 

KILOVOLT-AMPERE REACTIVE 

LIGHTNING ARRESTOR 

LIGHT EMITTING DIODE 

LIGHTING RELAY CONTROL PANEL 

LIGHTING 

LV LOW VOLTAGE 

MATV MASTER ANTENNA TELEVISION 

MAX MAXIMUM 

MCA MINIMUM CIRCUIT AMPACITY 

MCB MAIN CIRCUIT BREAKER 

MCC MOTOR CONTROL CENTER 

MOP MAIN DISTRIBUTION PANEL 

MECH MECHANICAL 

MH METAL HALIDE 

MIN MINIMUM 

ML◊ MAIN LUGS ONLY 

MOCP MAXIMUM OVERCURRENT PROTECTION 

MTS MANUAL TRANSFER SWITCH 

MV MEDIUM VOLTAGE 

NIC 

NL 

PA 

PE 

PF 

PNL 

PVC 

PWR 

SOP 

STR 

sv 
SW 

TD 

TP 

TTB 

TTC 

TV 

TYP 

UG 

UPS 

V 
VA 

VFD 

NOT IN CONTRACT 

NIGHT LIGHT CIRCUIT 

PUBLIC ADDRESS 

PHOTOELECTRIC CELL 

POWER FACTOR 

PANELBOARD 

POLYVINYL CHLORIDE 

POWER 

SUB-DISTRIBUTION PANEL 

STARTER 

SOLENOID VALVE 

SWITCH 

TIME DELAY 

TAMPERPROOF 

TELEPHONE TERMINAL BOARD 

TELEPHONE TERMINAL CABINET 

TELEVISION 

TYPICAL 

UNDERGROUND 

UNINTERRUPTIBLE POWER SUPPLY 

VOLTAGE 

VOLT-AMPERE 

VARIABLE FREQUENCY DRIVE 

VP VAPORPROOF 

W WATTS 

WP WEATHERPROOF 

XFMR TRANSFORMER 

5. CARD READER. 9. OCCUPANCY SENSOR. 

ELECTRICAL EQUIPMENT DESIGNATION 
E 4 L- 1 • 1A-A 

POWER TYPE: -----------~r 
BLANK-NORMAL POWER 
E • EMERGENCY POWER 
U • UNINTERRUPTIBLE POWER 

VOLTAGE:-------------~ 
2 • 208Y/120V 
4 • 480Y/277V 
5-4160Y/2400V 
15 -12470Y/7200V 

EQUIPMENT:-------------~ 
D • MAIN DISTRIBUTION PANEL 
S • SUB DISTRIBUTION PANEL 
B-BUSWAY 
M • MOTOR CONTROL CENTER 
A· AUTOMATIC TRANSFER SWITCH 
P • POWER PANEL 
L • LIGHTING PANEL 
T • TRANSFORMER 
U • UPS 
LRC • LIGHTING RELAY CONTROL PANEL 

BUILDING LEVEL: 
0-BASEMENT 
1 • FIRST LEVEL 
2 • SECOND LEVEL 
3 · THIRD LEVEL 
4 · FOURTH LEVEL 
ETC. 

GRID LOCATION:--------------~ 
1A • NEAR INTERSECTION OF GRID LINES 1 AND A 

IDENTIFIER: 
A· FIRST IN SERIES OF EQUIPMENT 
B • SECOND IN SERIES OF EQUIPMENT 
ETC. 

DESIGNATION SYMBOLS 

-
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EQUIPMENT DESIGNATOR SEE SCHEDULE. 

EXISTING TO REMAIN, EXISTING TO BE REMOVED 

EXISTING TO BE RELOCATED, FUTURE 

NEW, CONNECT TO 

0 NOTE 

POWER - SINGLE LINE DIAGRAM & RISER 

n 

ILi 

T ! 

El 

CIRCUIT BREAKER, WITH GROUND FAULT PROTECTION, DRAW OUT 

DISTRIBUTION SWITCHBOARD/ PANELBOARD, WITH INTERNAL BUS 

UTILITY POLE 

PANELBOARD,TRANSFORMER 

SERVICE TRANSFORMER, WITH VAULT 

GENERATOR, AUTOMATIC TRANSFER SWITCH 

UTILITY METER, METER, NETWORKED POWER METERING/ MONITORINI 

SURGE PROTECTIVE DEVICE, PUSH BUTTON 

ELECTRICAL BUSWAY. BUSWAY PLUG-IN CIRCUIT BREAKER 

@ @ID,' FEEDER CONTINUATION CALLOUT, FEEDER TAG 

e O .-, ,..,,_, ► FEEDER: DROP, RISE, CAP, BREAK, CONTINUATION 

~ ~ T Q SWITCH, FUSED SWITCH 

0, E} DISCONNECT, FUSED DISCONNECT 

-0- '°' '°' 1SJ 1ZJ MOTOR. MOTOR WITH CONTROLLER. MOTOR WITH STARTER 

Ill/II~ I I I I I I ---( r r r r I PV ARRAY, INVERTER 
/jjjjj ,v 

[]I II§] 

III 
0 ® © 
©----© 
O=== 

<J F 

® © 

WALL 

FIRE ALARM 

SPRINKLER SYSTEM SWITCH FLOW, TAMPER 

MANUAL FIRE ALARM STATION 

DETECTOR: IONIZATION, HEAT, PHOTOELECTRIC 

DETECTOR: BEAM 

DUCT DETECTOR. TYPE AS NOTED 

FIREMANS PHONE JACK 

MAGNETIC DOOR HOLDER, CLOSER 

CEILING NOTIFICATION DEVICES 

FIRE ALARM: VISUAL 

FIRE ALARM: HORN; HORN WNISUAL 

FIRE ALARM: SPEAKER; SPEAKER WIVISUAL 

FIRE ALARM: BELL; BELL W/VISUAL 

FIRE ALARM: CHIME; CHIME W/VISUAL 

• 

• ® 

POWER- PLANS 

WALL RECEPTACLE: DUPLEX, QUADPLEX 

SINGLE WALL RECEPTACLE, FACELESS GFCI REMOTE TEST BUTTON 

*c~-DENOTES GFCI 

*w- ·············· DENOTES GFCI AND 
WEATHER PROOF 

• --- DENOTES RECEPTACLE ABOVE COUNTER 

SPECIAL PURPOSE RECEPTACLE. 
* 

IP~ CEILING RECEPTACLE: DUPLEX. QUADPLEX 

f"i=B1ll FB2 I FLUSH FLOORBOX RECEPTACLE. 
L'..'.J REFER TO SCHEDULE FOR QUANTITY AND TYPES OF DEVICES. 

t;;;\ Q FLUSH POKE-THROUGH RECEPTACLE. 
'(_'._;) ~ REFER TO SCHEDULE FOR QUANTITY AND TYPES OF DEVICES. 

d) ♦---DENOTES SPLIT-WIRED, HALF SWITCHED I CONTROLLED VIA 
MANUAL CONTROL, MOTION CONTROL OR TIME-BASED 
CONTROL. SEE SPECIFICATIONS & PLANS. 

() •---DENOTES FULL SWITCHED/ CONTROLLED VIA MANUAL 
CONTROL, MOTION CONTROL OR TIME-BASED CONTROL. 
SEE SPECIFICATIONS & PLANS. 

SWITCHED/ CONTROLLED FLUSH FLOORBOX RECEPTACLE 
REFER TO SCHEDULE & PLANS FOR CONTROL INFORMATION. 

SWITCHED/ CONTROLLED FLUSH POKE-THROUGH RECEPTACLE 
REFER TO SCHEDULE & PLANS FOR CONTROL INFORMATION. 

dtx •x - LETTER DESIGNATOR: 

cb '°' E = EMERGENCY 
X \l/X U = UPS 

S = STANDBY 
C = CRITICAL 

IG = ISOLATED GROUND 
P = SURGE PROTECTIVE DEVICE 
A =AFCI 
B = WITH USS OUTLETS 

dJl 2NP1 :42. - ········ DENOTES PANELBOARD AND CIRCUIT NUMBER. 

dJl 42. ~--DENOTES CIRCUIT NUMBER. 
REFER TO SHEET GENERAL NOTES FOR PANELBOARD. 

PEDESTAL OUTLET: POWER & SIGNAL COMBINATION 

Q)1--- SURFACE OUTLET STRIP: DIMENSION AS SHOWN. SEE SPECIFICATIONS. 

POWER POLE, POWER, COMBINATION ~ ~ 1,3,5 1,3,5 

Q) 

HQ) 
1.3,5 

FQ)1.3,5 

(ii 

D 

- lliiii 

= cS 
II] 

0 

CIRCUITS AS INDICATED. 

JUNCTION BOX 

JUNCTION BOX HOME RUN. CIRCUITS AS INDICATED. 

JUNCTION BOX HOME RUN & FURNITURE FEED. CIRCUITS AS INDICATED. 

CONNECTION TO EQUIPMENT PROVIDED BY OTHERS 

PUSH BUTTON STATION: SINGLE, DOUBLE 

ELECTRICAL EQUIPMENT 

PANELBOARD:SURFACE,RECESSED 

ENCLOSURE:SURFACE,RECESSED 

TRANSFORMER 

GROUND ROD, IN TEST WELL 

GROUND PAD 

GENERAL NOTE 
THIS IS A STANDARD LEGEND SHEET, THEREFORE, SOME SYMBOLS MAY 

APPEAR ON THIS SHEET THAT DO NOT APPEAR ON THE DRAWINGS. 

EMERGENCY NORMAL 
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NA § © 

NA 11:l © 
NA ti 

lcyl 
$ $' 
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$K $ M 

$LV $p 
$T $D 
$OS $gs 

$OS $gs 

L# 
EM 

a,b,c.d,e ... etc 
PNL:42. 

Z### 

LIGHTING 

TRACK: WITH CURRENT LIMITER. WITHOUT CURRENT LIMITER 

RECESSED DOWNLIGHT:: SQUARE, ROUND 
RECESSED WALL WASHER: SQUARE. ROUND 

RECESSED ADJUSTABLE ACCENT: SQUARE, ROUND 

DOWNLIGHT: SURFACE: SQUARE, ROUND 
WALL WASHER: SURFACE SQUARE, ROUND 

ADJUSTABLE ACCENT: SURFACE: SQUARE, ROUND 

ADJUSTABLE ACCENT: MULTILAMP 

LINEAR: RECESSED 
LINEAR: RECESSED ASYMMETRIC 

LINEAR: SURFACE 
LINEAR: SURFACE ASYMMETRIC 
LINEAR:SUSPENDED 

LINEAR: SUSPENDED ASYMMETRIC 
LINEAR: WALL MOUNTED 

LINEAR: WALL MOUNTED ASYMMETRIC 

STRIP LIGHT 

LINEAR: UNDERCABINET 
LINEAR ACCENT: ARCHITECTURE INTEGRATED 

PENDANT:SQUARE,ROUND 

EXIT SIGN: TOP SURFACE OR TOP RECESSED: SINGLE. DOUBLE 

EXIT SIGN SIDE OR FLAG MOUNT: SINGLE , DOUBLE 

EXIT SIGN: BACK SURFACE MOUNT 

WALL MOUNTED: RECESSED: SQUARE, ROUND 
WALL MOUNTED: SURFACE: SQUARE, ROUND 

POLE-MOUNTED: AREA: SQUARE, ROUND 

POLE-MOUNTED: STREET: RECTANGULAR. OVAL 

POLE-MOUNTED: PEDESTRIAN: SQUARE, ROUND 

BOLLARD 360 SQUARE, ROUND 

BOLLARD 180: SQUARE, ROUND 

INGRADE SQUARE. ROUND 

INGRADE ADJUSTABLE SQUARE, ROUND 

FLOOD LIGHT 

CONTROL STATION. REFER TO SCHEDULE. 

WALL SWITCH 1 POLE, 2 POLE 

WALL SWITCH: 3 WAY, 4 WAY 
WALL SWITCH: KEY LOCK, MOMENTARY 

WALL SWITCH: LOW VOLTAGE, PILOT 

WALL SWITCH: TIMER, MANUAL DIMMER 
WALL COMBINATION OCCUPANCY SWITCH, OCCUPANCY DIMMER 

WALL COMBINATION VACANCY SWITCH, VACANCY DIMMER 

PHOTOELECTRIC CELL: WALL MOUNTED, CEILING MOUNTED 

OCCUPANCY SENSOR: CEILING OR WALL MOUNTED 

VACANCY SENSOR CEILING OR WALL MOUNTED 
"X" DESIGNATES DEVICE TYPE: 

U: ULTRASONIC R: INFRARED OT: DUAL TECHNOLOGY 

DESIGNATES LUMINAIRE TYPE (SEE LUMINAIRE SCHEDULE) 
DESIGNATES EMERGENCY FIXTURE 

DESIGNATES STANDALONE CONTROL ZONE. 

DESIGNATES LIGHTING CIRCUIT, PANEL:CIRCUIT. 
DESIGNATES NETWORK CONTROL ZONE. REFER TO SCHEDULE 
REFER TO ZONE SCHEDULE FOR CIRCUITING OF NETWORKED 
LIGHTING. 
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GENERAL NOTES: 
A. GENERAL NOTE A. 

B. GENERAL NOTE B. 

C. GENERAL NOTE C. 

QNOTES: 
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GENERAL NOTES: 
A. MAINTAIN CONTINUITY OF EXISTING SYSTEMS 
WITHIN DASHED BOUNDARY DURRING REMOVAL OF 
INTERIOR AND EXTERIOR WALLS. 

B. PRIOVIDE CONDUIT AND CONDUCTORS AS 
REQUIRED FOR DIVISION 28 SCOPE OF WORK. SEE 
DIVISION 28 HARDWARE SPECIFICATIONS FOR 
REQUIREMENTS. 

C. EXISTING LIGHTING AND CONTROL TO REMAIN 
UNLESS OTHERWISE NOTED ON LIGHTING DETAIL. 
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C'.ONFF:ZENCE ·11n,n 

QNOTES: 
1. RELOCATE EXISTING DOOR OPERATOR POWER 
CONNECTION, PUSH BUTTONS AND CONTROL TO 
NEW LOCATION VIA ACCESIBLE CEILING. 

2. RELOCATE EXISTING EXIT SIGN AND CIRCUIT TO 
NEW LOCATION VIA ACCESSIBLE CEILING. 

3. PROVIDE ADDITIONAL DOOR CONTROL PUSH 
BUTTON. 

4. PROVIDE 120V CONNECTIONS TO SECURITY 
LOCKDOWN "SHELTER" SYSTEM. REFERENCE DOOR 
HARDWARE SPECIFICATION FOR MORE 
INFORMATION. COORDINATE WITH SECURITY 
SYSTEM INTEGRATOR FOR CONNECTION POINTS. 

5. PROVIDE DOOR OPERATOR POWER CONNECTION, 
PUSH BUTTONS AND CONTROL. CONNECT TO 
EXISTING CIRCUIT SERVING RELOCATED DOOR 
OPERATOR. 
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Room & Unit Tags 

Room Name 

110101 1 

Wall Tags 

Floor Tags 

Celllng Tags 

Section Marker 

Elevation Marker 

1 

Elevation Datum Marker 

@ 1 
Ref 

~ 
Level~ 

Tltlemark 

1 View Name 
A~ Scale: 1/8" = 1'-0" 

(~View Name 
escale: NTS 

AOO0 

Door Tag 

Window Tag 

Keynote Tag 

/,-~\ 
: . I 
\ __ / 

Equipment Tag 

~ 

ANGLE 

& AND 
AB ANCHOR BOLT 

Grid 

North Arrow 

Trua North 

ACT ACOUSTICAL CEILING TILE 
ADD ADDENDUM 

Project N,:,r,h 

AESS ARCHITECTURAL EXPOSED STRUCTURAL STEEL 
AFF ABOVE FINISH FLOOR 
ALS AREA LIGHT STANDARD 

ALUM ALUMINUM 
ANOD ANODIZED 
BD BOARD 

DN 

DP 
DR 
DS 
DTL 
DWG 
E 
EA 

Revision Tags 

Photo Reference Tags 

,- , 

~ 

DOWN 

DAMPROOFING 
DOOR 
DOWNSPOUT 
DETAIL 
DRAWING 
EXISTING 
EACH 

EF EXHAUST FAN 
EJ EXPANSION JOINT 
EL ELEVATION 

GALV GALVANIZED 

GB 
GC 
GL 
GND 
GVP 
GWB 
HB 

GRAB BAR 
GENERAL CONTRACTOR 
GLASS 
GROUND 
GYPSUM VENEER PLASTER 
GYPSUM WALL BOARD 
HOSE BIBB 

HC HANDICAP 
HM HOLLOW METAL 
HPC HIGH PERFORMANCE COATING 

PROJECT DESCRIPTION 
THERE ARE THREE DISTINCT PORTIONS OF WORK, ALL RELATED TO UPGRADING STUDENT AND STAFF SAFETY: 

1. REMODEL MAIN ENTRY AND RECEPTION AREA TO PROVIDE SECURE VESTIBULE AND CONTROLLED ENTRY SEQUENCE 
FOR VISITORS. THIS INCLUDES DOOR HARDWARE WITH LOW-VOLTAGE CONTROLS AND INSTALLATION OF IMPACT 
RESISTANT GLAZING. 

2. INSTALLATION OF REMOTELY TRIGGERED LOCKDOWN DOOR HARDWARE AT SELECT DOORS, PRIMARILY AT CLASSROOM 
AND OTHER STUDENT-OCCUPIED ROOMS. 

3. INSTALLATION OF OPAQUE CUBICLE CURTAINS AT INTERIOR WINDOWS OF CLASSROOM AND OTHER STUDENT
OCCUPIED ROOMS. THESE ARE TO BE MANUALLY DRAWN IN THE CASE OF AN INTRUDER. 

NIC 

NOM 
NS 
NTS 
OA 
oc 
OD 
OD 

VICINITY MAP: 

NOT IN CONTRACT 

NOMINAL 
NELSON STUD 
NOTTO SCALE 
OVERALL 
ON CENTER 
OUTSIDE DIAMETER 
OVERFLOW DRAIN 

OFCI OWNER FURNISHED CONTRACTOR INSTALLED 
OFOI OWNER FURNISHED OWNER INSTALLED 
OH OVERHEAD 

SJ SEISMIC JOINT 

SM SHEET MET AL 
SQ SQUARE 
SS STAINLESS STEEL 
STD STANDARD 
STL STEEL 
STOR STORAGE 
STRUCT STRUCTURAL 

SUSP SUSPENDED 
T TEMPERED GLAZING 
T&G TONGUE AND GROOVE 

BLDG BUILDING ELEC ELECTRICAL HVAC HEATING, VENTILATION, AND AIR CONDITIONING OPNG OPENING TIM TO MATCH 
BLKG BLOCKING 
BM BENCH MARK 
BOT BOTTOM 

BTWN BETWEEN 
C CHANNEL 
CB CATCH BASIN 
CCTV CLOSED CIRCUIT TELEVISION 

CG CORNER GUARD 
GIP 
CJ 
CL 
CLG 
CLR 

CAST IN PLACE CONCRETE 
CONTROL JOINT 
CENTERLINE 
CEILING 
CLEAR 

CMU CONCRETE MASONRY UNIT 

CONT CONTINUOUS 
CORR CORRIDOR 

CR CLASSROOM 
CSJ CONSTRUCTION JOINT 
CSMT CASEMENT 
CT CERAMIC TILE 
CTR CENTER 

DBL DOUBLE 
DF DRINKING FOUNTAIN 

DIAG DIAGONAL 
DIM DIMENSION 
DISP DISPENSER 

ARCHITECTURE 

I BI 
IBI GROUP 
907 SW Harvey Milk Street 
Portland, OR 97205, USA 
NAME: Jim Fitzpatrick 

STRUCTURAL 

FROELICH 
ENGI NE E R S 
CIVIL • S T R UCTU R A L 

Froe lich Engineers Inc. 
17700 SW Upper Boones Ferry Rd. 
Portland, OR 97224, USA 
NAME: Todd Nagele 

ENGR ENGINEER 
EOS EDGE OF SLAB 
EQ EQUAL 

EQUIP EQUIPMENT 
ES EACH SIDE 
EW 
EXP 

EXT 
FA 
FD 
FON 
FE 
FEC 

EACH WAY 
EXPANSION 

EXTERIOR 
FIRE ALARM 
FLOOR DRAIN 
FOUNDATION 
FIRE EXTINGUISHER 
FIRE EXTINGU ISHER CABINET 

FECB FIRE EXTINGUISHER CABINET WITH BLANKET 

FF FINISH FLOOR 
FIN 

FL 
FO 

FINISH 

FLOOR 
FACE OF 

FOC FACE OF CONCRETE 
FOF FACE OF FINISH 
FOM FACE OF MASONRY 

FOS FACE OF STUD 
FRT FIRE RETARDANT TREATED 

FTG FOOTING 
FURR FURRING 
GA GAUGE 

MECHANICAL 

PAE 
#1500 - 522 SW 5th Ave 
Portland, OR 97204, USA 
NAME: Paul Ganz 

ELECTRICAL 

PAE 
#1500 - 522 SW 5th Ave 
Portland, OR 97204, USA 
NAME: Mike Streb 

HW HOT WATER 
INSUL INSULATION 
INT INTERIOR 

JAN 
JST 
JT 
L 

LAV 
LB 
LKR 
LS 
LVR 

JANITOR 
JOIST 
JOINT 
LENGTH 

LAVATORY 
LAG BOLT 
LOCKER 
LANDSCAPING 
LOUVER 

MATL MATERIAL 
MAX 

MB 

MAXIMUM 

MARKERBOARD 
MECH MECHANICAL 

MED MEDIUM 
MEZZ MEZZANINE 
MFR 
MIN 
MIR 

MISC 
MTD 

MTL 
N 
NA 

MANUFACTURER 
MINIMUM 
MIRROR 

MISCELLANEOUS 
MOUNTED 

METAL 
NEW 
NOT APPLICABLE 

LOW VOLTAGE I SECURITY 

E~TE 
VERTEX 
25085 SW Rainbow LN 
Hillsboro, OR, 97123, USA 
NAME: Darcy Tucker 

EMAIL: jim .fitzpatrick@IBIGroup.com 

PHONE: 503 226 6950 

EMAi L: tnagele@froleich-engineers .com 

PHONE: 503 624 7005 

EMAIL: paul .ganz@pae-engineers.com EMAIL: mike.streb@pae-engineers.com EMAIL: darcyt@vertex-tech.com 

PHONE: 503 201 6568 PHONE: 503 226 2921 PHONE: 503 226 2921 

OPP OPPOSITE 
OS OUTSIDE 
PL PROPERTY LINE 

PLAS PLASTER 
PL YWD PLYWOOD 
PSF PER SQUARE FOOT 
PT PRESSURE TREATED 

PVMT PAVEMENT 
R 
RCP 
RD 
REF 

RADIUS 
REFLECTED CEILING PLAN 
ROOF DRAIN 
REFERENCE 

REFR REFRIGERATOR 
REQ'D REQUIRED 

REV REVISE OR REVISION 
RM 

RO 

ROOM 

ROUGH OPENING 
SAHTS SELF-ADHERED HIGH TEMPERATURE SHEET 
SAM SELF-ADHERED MEMBRANE 

SC SOLID CORE 
SECT SECTION 
SF SQUARE FOOT 

SHT SHEET 

SHTG SHEATHING 
SHWR SHOWER 
SIM SIMILAR 

TC TOP OF CURB 
TEL TELEPHONE 
THK THICK 

TJ 
TO 
TOD 
TOS 

TP 
TS 
TYP 

TOOL JOINT 
TOP OF 
TOP OF DECK 
TOP OF STRUCTURE 

TOILET PAPER 
TUBE STEEL 
TYPICAL 

UNFIN UNFINISHED 
UNO 
VB 

UNLESS NOTED OTHERWISE 
VAPOR BARRIER 

VERT VERTICAL 

VEST VESTIBULE 
VFY 

WI 
W/0 
WC 
WD 
WF 

WH 
WP 

WRB 
WT 

VERIFY 

WITH 
WITHOUT 
WATER CLOSET 
WOOD 
WIDE FLANGE 

WATER HEATER 
WATERPROOFING 
WATER-RESISTIVE BARRIER 
WEIGHT 

SHEET INDEX 
General 

G0000 COVER PAGE 

Architecture 

G1101 CODE PLAN - EXITING 

A1101 

A1102 

A1501 

A1502 

A9201 

Mechanical 

M0001 

M1101 

M1501 

Electrical 

E0001 

E1101 

E1501 

Technology 

OVERALL FIRST FLOOR PLAN 

OVERALL SECOND FLOOR PLAN 

ENTRY PLANS, RCPS & FINISH PLAN 

INTERIOR ELEVATIONS & DETAILS 

DOOR SCHEDULE, TYPES & SECURITY PLAN 

SYMBOLS, LEGENDS AND ABBREVIATIONS - MECHANICAL 

OVERALL FIRST FLOOR PLAN - MECHANICAL 

ENTRY PLANS - MECHANICAL 

SYMBOLS, LEGENDS AND ABBREVIATIONS - ELECTRICAL 

OVERALL FIRST FLOOR PLAN - ELECTRICAL 

ENTRY PLANS - ELECTRICAL 

TG0000 SYMBOL LIST AND GENERAL NOTES - TECHNOLOGY 

T1101 OVERALL FIRST FLOOR PLAN - TECHNOLOGY 

T1501 

T1601 

ENTRY PLANS - TECHNOLOGY 
DETAILS - TECHNOLOGY 

DELEGATED DESIGN 

Delegated Design components include, but are not limited to the following: 

1. Aluminum Storefront, Section 08 43 13 - Aluminum-Framed Storefronts. 
2. Seismic Anchorage for Suspended Acoustical Ceilings, Section 09 51 00 - Suspended Acoustical Ceilings. 
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◄ 

ROOM NAME 
(Code Defin ition) 

I ~go 210 I 

* 

XX' • 

EXISTING TWO HOUR FIRE WALL ASSEMBLY -
90 MINUTE RATED OPENINGS - ASSUMED 
PROPERTY LINE AT BUILDING EXTERIOR 

AREA (SF) OCC. LOAD FACTOR 
j : j TABLE 1004.1.2 

- I - I 
I - I - ' I 

OCCUPANTS\ I# OF EXITS REQUIRED 
'(CUMULATIVE EXITS)· 

NUMBER OF OCCUPANTS WITH DIRECTION 
OF TRAVEL 

ACCESSORY USE TO PRIMARY ADJACENT 
ROOM - OCCUPANTS NOT COUNTED FOR 
EXITING 

PATH OF EGRESS TO AN EXIT - [TRAVEL 
DISTANCE NOTED IN (XX') EQUALS 
TOTAL DISTANCE FOR ROUTE] - MAXIMUM 
DISTANCE OF 250' ALLOWED PER TABLE 
1015.1 

EXIT SIGN LOCATIONS (NEW) 
(ARROWS INDICATE DIRECTIONAL EXIT SIGN) 

EXIT AND EXIT TYPE AS DESCRIBED BELOW 

AREA OF NEW WORK REMODEL 

EXIT OCCUPANT 

► 
LOAD 

119 

B 123 

C 150 

EXIT TYPE LEGEND 

REQUIRED 
WIDTH 

(INCHES)" 

24" 

25" 

30' 

PROVIDED 
WIDTH 

(INCHES! 

36 

36 

36 

NOTES 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

CLIENT 

WEST LINN 
WILSONVILLE SCHOOL 

DISTRICT 

COPYRIGHT 
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D I 151 

E 119 

F 46 

FF 46 

G" 320 

~ 
J" 218 

K" 320 

L 2 

M 

N 

Q 2 

30' 

24• 

9 

9 

64 

44 

44 

64 

1 ' 

1' 

--· 
1' 

72 

72 

72 

72 

72 

48 

48 

72 

72 

36 

36 

? 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

NEW DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING DOOR 

EXISTING SHIPS LADDER 

~ REQUIRED WIDTH WITH SPRINKLER SYSTEM (PER 1005.1) ASSUMED 
OCCUPANT LOAD X 0.20 = MINIMUM WIDTH IN INCHES (32" MINIMUM PER 1008.1.1) 

"NO ASSEMBLY MAIN EXIT - DISTRIBUTED EXITS PER 1028.2 EXCEPTION 

EXIT STAIR/ RAMP LEGEND 

STAIR ASSUMED 
(RAMP) OCCUPANT 

[!j LOAD 

[iJ 118 

IT] 116 

IT] 130 

[4J 127 

[I] 10 

0 I 10 

0 20 

38 

[9J 38 

REQUIRED 
WIDTH 

(INCHES)' 

35' 

35' 

39• 

38' 

3' 

PROVIDED 
WIDTH 

(INCHES-CLRI 

60 

60 

60 

60 

61 

3' 57 
--

6* 45 

11 • 38 

11' 37 

NOTES 

44" MIN WIDTH PER OSSC 1009.1 

44" MIN WIDTH PER OSSC 1009.1 

44" MIN WIDTH PER OSSC 1009.1 

44" MIN WIDTH PER OSSC 1009.1 

36" MIN WIDTH PER OSSC 1009.1.1 

36" MIN WIDTH PER OSSC 1009.1.1 

36" MIN WIDTH PER OSSC 1009.1.1 

36" MIN WIDTH PER OSSC 1009.1.1 

36" MIN WIDTH PER OSSC 1009.1.1 

~ REQUIRED WIDTH WITH SPRINKLER SYSTEM (PER 1005.1) ASSUMED 
OCCUPANT LOAD X 0.30 = MINIMUM WIDTH IN INCHES (44" MINIMUM PER 1009.1) 
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@ ACCESS PANEL 

DIRECTION OF FLOW 

DIRECTION OF SLOPE 

PIPE SLEEVE 
REDUCER 

ANCHOR 

ELBOW (90') 
ELBOW (45') 
TEE 
CROSS 

PIPING CONNECTIONS 

JOINT OR COUPLING POINT 
UNION 

FLANGED CONNECTION 
CAP 

PLUG OR BLIND FLANGE 
RISER 

ELBOW UP 
ELBOW DOWN 

TEE UP 
TEE DOWN 

HORIZONTAL TEE 
FLEXIBLE CONNECTION 

BALL JOINT 

MECHANICAL COUPLING 

HEAT TRACE 

SYMBOLS 
® CAP EXISTING/ CAP FOR FUTURE 

® BELOW GRADE/ FLOOR ® RELOCATE EXISTING 

© CONNECT TO EXISTING @ REMOVE EXISTING 

® EXISTING TO REMAIN 

/ WALL MOUNTED 

/ 1 PENDANT MOUNTED 

ill'\j/ TEMPERATURE 

®\1 HUMIDITY 

(D NOTE 

CALL OUT SYMBOLS 

@) ~ CARBON MONOXIDE 

@ ~ CARBON DIOXIDE 

1§~ NITROGEN OXIDE 

ROOM SENSORS 

AF 
AFF 
AHP 
ALT 
AL 
APD 
APPROX 
ARCH 
AUTO 
BOD 
BHP 
Bl 
BLDG 
BSMT 
BTU 
BTUH 
CFH 
CFM 
CFS 
CLG 
CONG 
CONN 
CONT 
CL 
DB 
DOC 
DEFL 
DN 
DP 
DWDI 
DWG 
EA 
EAD 
EAT 
ECM 
EDB 
EFF 
EFT 
ELEC 
ELEV 
ENGR 
EQ 
EQUIP 
ESP 
EWB 
EWT 
EX 
EXH 
EXIST 
EXP 
F 
FC 
FIG 
FILT 
FLA 
FLEX 
FPO 
FPM 
FPS 
FT 
FTR 
FU 
FUT 
FV 
GA 
GAL 
GALV 
GLY 
GPH 
GPM 
H 
HORIZ 
HP 
HTG 
ID 
IE 

STANDARD MECHANICAL ABBREVIATIONS 
AIRFOIL 
ABOVE FINISHED FLOOR 
APPARATUS HOUSING PLENUM 
ALTERNATIVE 
ALUMINUM 
AIR PRESSURE DROP 
APPROXIMATELY 
ARCHITECT(URAL) 
AUTOMATIC 
BACKDRAFT DAMPER 
BREAK HORSEPOWER 
BACKWARD INCLINED 
BUILDING 
BASEMENT 
BRITISH THERMAL UNIT 
BRITISH THERMAL UNITS PER HOUR 
CUBIC FEET PER HOUR 
CUBIC FEET PER MINUTE 
CUBIC FEET PER SECOND 
CEILING OR COOLING 
CONCRETE 
CONNECT(ION) 
CONTINUE(ED)(UATION) 
CENTERLINE 
DRY BULB 
DIRECT DIGITAL CONTROL 
DEFLECTION 
DOWN 
DEW POINT 
DOUBLE WIDTH DOUBLE INLET 
DRAWING 
EXHAUST AIR 
EXHAUST AIR DAMPER 
ENTERING AIR TEMPERATURE 
ELECTRONICALLY COMMUTATED MOTOR 
ENTERING DRY BULB 
EFFICIENCY 
ENTERING FLUID TEMPERATURE 
ELECTRIC(AL) 
ELEVATION 
ENGINEER 
EQUAL 
EQUIPMENT 
EXTERNAL STATIC PRESSURE 
ENTERING WET BULB 
ENTERING WATER TEMPERATURE 
EXTRACTOR 
EXHAUST 
EXISTING 
EXPANSION 
DEGREES FAHRENHEIT 
FORWARD CURVED 
FIGURE 
FILTER 
FULL LOAD AMPACITY 
FLEXIBLE 
FLUID PRESSURE DROP 
FEET PER MINUTE 
FEET PER SECOND 
FEET/FOOT 
FINNED TUBE RADIATOR 
FIXTURE UNIT 
FUTURE 
FACE VELOCITY 
GAGE/GAUGE 
GALLON 
GALVANIZED 
GLYCOL 
GALLONS PER HOUR 
GALLONS PER MINUTE 
HEIGHT 
HORIZONTAL 
HORSEPOWER 
HEATING 
INSIDE(DIAMETERIDIMENSION) 
INVERT ELEVATION 

IN 
INSUL 
ISOL 
KW 
KWH 
L 
LAT 
LB 
LOB 
LF 
LFT 
LVG 
LWB 
LWT 
MAX 
MBH 
MCA 
MECH 
MERV 
MFR 
MIN 
MISC 
MOP 
MTD 
NC 
NIC 
NO 
OAD 
OAT 
oc 
OSA 
PH 
pp 

PSI 
PVC 
PVS 
R(RAD) 
RA 
RAD 
REV 
RH 
RPM 
SA 
SCFM 
SD 
SECT 
SENS 
SIM 
SP 
SPEC 
SQ 
SF 
SQ IN 
ss 
STL 
STRUCT 
SWP 
SWSI 
TEMP 
TSP 
TYP 
V 
VD 
VEL 
VERT 
VFD 
VTR 
w 
WB 
WG 
WPD 
WTD 
WTR 
WI 
W/0 

INCH(ES) 
INSULATION 
ISOLAT(OR)(ION) 
KILOWATT 
KILOWATT HOUR 
LENGTH 
LEAVING AIR TEMP 
POUND 
LEAVING DRY BULB 
LINEAR FEET 
LEAVING FLUID TEMPERATURE 
LEAVING 
LEAVING WET BULB 
LEAVING WATER TEMPERATURE 
MAXIMUM 
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MINIMUM CIRCUIT AMPACITY 
MECHANICAL 
MINIMUM EFFICIENCY REPORTING VALUE 
MANUFACTURER 
MINIMUM 
MISCELLANEOUS 
MAXIMUM OVERCURRENT PROTECTION 
MOUNTED 
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NOT IN CONTRACT 
NORMALLY OPEN 
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ON CENTER DISTANCE 
OUTSIDE AIR 
PHASE 
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PVC COATED STEEL 
RADIUS 
RETURN AIR 
RETURN AIR DAMPER 
REVISION 
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SUPPLY AIR 
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SMOKE DAMPER 
SECTION 
SENSIBLE 
SIMILAR 
STATIC PRESSURE 
SPECIFICATION 
SQUARE 
SQUARE FOOT(FEET) 
SQUARE INCH(ES) 
STAINLESS STEEL 
STEEL 
STRUCTUR(E)(AL) 
SINGLE WALL PLENUM 
SINGLE WIDTH SINGLE INLET 
TEMPERATURE 
TOTAL STATIC PRESSURE 
TYPICAL 
VOLTS 
VOLUME DAMPER 
VELOCITY 
VERTICAL 
VARIABLE FREQUENCY DRIVE 
VENT THROUGH ROOF 
WIDTH 
WET BULB 
WATER GAUGE 
WATER PRESSURE DROP 
WATER TEMPERATURE DROP 
WATER TEMPERATURE RISE 
WITH 
WITHOUT 

HVAC PIPING 
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DRAIN (CONDENSATE/INDIRECT) 

CHILLED WATER SUPPLY 

CHILLED WATER RETURN 
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DUCT SMOKE DETECTOR 

WATER FLOW METER WITH ELECTRONIC TRANSMITTER 

PUSH BUTTON SWITCH 

SWITCHED MAIN AIR 

PRESSURE TRANSMITTER 

MAIN AIR 

ELECTRONIC HUMIDITY TRANSMITTER 

DUCT MOUNTED HIGH LIMIT HUMIDISTAT 

ELECTRONIC TEMPERATURE SENSOR 

FLOW SWITCH 

ELECTRONIC SENSOR WITH AVERAGING 

DUCT LEGEND 
TYPE REFERENCE 

CFM 
TYPE 

1 FLOW DIRECTION 
/ (NONE SHOWN 

CFM 
SIZE TYPE 
I 

H = 6" BELOW CEILING 
L = 6" ABOVE FLOOR 

t 
IZI ~ 

/ IF 4-WAY) 

j 
IZI 

! 
,/ 

/,/ 
! 

F = FLOOR 
S = SLOT DIFFUSER 
C = CEILING 
T = DOOR TRANSFER 

RETURN EXHAUST SUPPLY 

SEE SPEC FOR TYPE 
SEE SCHEDULE FOR SIZE 

'- NECK SIZE (SIDEWALL & FLOOR GRILLE) 
PLENUM INLET SIZE (SLOT DIFFUSER) 

CEILING DIFFUSERS & GRILLES SIDEWALL, SLOT & FLOOR GRILLES 

<TU-X-XXX) ( EF-XXX ) 

TERMINAL UNIT NUMBER 
FLOOR UNIT IS LOCATED ON 
AIR HANDLER NUMBER 
TERMINAL UNIT 

L UNIT NUMBER 
FLOOR UNIT IS LOCATED ON 
EQUIPMENT TYPE 

TERMINAL UNITS 

RETURN EXHAUST 

0 
[2 

I P\I 
OUTSIDE 

EQUIPMENT 

0 
u, 

VI VI I I 
SUPPLY 

AIR AIR AIR AIR I ' I 
L COMBINATION " 1

- SMOKE\ L AUTOMATIC 

DUCT SECTIONS 

-+- RETURN OR EXHAUST AIR FLOW 

-- SUPPLY OR OUTSIDE AIR FLOW 

FIRE/SMOKE "--- FIRE \_ VOLUME 

DAMPERS 

UC 112" UNDERCUT DOOR -+-

LOW PRESSURE DUCTWORK 

L R=1-112D FOR ROUND 

r~ , ,[!!~ 

SECTION PLAN SECTION PLAN 

FLEX DUCT ROUND DUCT 

RETURN OR EXHAUST GRILLE CONNECTION 

R=2D FOR FLEX 

~ 

L R=1-112D FOR ROUND 

r~ • I~ 

SECTION PLAN SECTION PLAN 

FLEX DUCT ROUND DUCT 

SUPPLY DIFFUSER CONNECTION 

SECTION PLAN 

RECTANGULAR DUCT 

RETURN OR EXHAUST GRILLE 

~ f g1 

SECTION PLAN 

SUPPLY DIFFUSER HARD CONNECTION 

LINED PLENUM 

FLEX DUCT 
SECTION 

- -
[
•~ SPIN-IN 
~ FITTING 

PLAN 
SQUARE NECK 

SUPPLY DIFFUSER SIDE FLEX CONNECTION 

f 1•:~<I + f g; + 
~ 

SECTION PLAN 

SIDEWALL SUPPLY GRILLE CONNECTION 

MEDIUM PRESSURE DUCTWORK 

Li LI ~ ~ 
CONICAL TEE LOW LOSS LATERAL TEE CONICAL LATERAL 

BRANCH FITTINGS 

R=1-1l2D R=.20 L=D1-D2 

D ft ~ 
• ' , ' • ,, 

f t,,-R ~ 
I- J □1tD=to2 ""' 

ELBOW Y-BRANCH BELL MOUTH REDUCER 

GENERAL NOTE 
THIS IS A STANDARD LEGEND SHEET, THEREFORE, SOME SYMBOLS MAY 

APPEAR ON THIS SHEET THAT DO NOT APPEAR ON THE DRAWINGS. 

MISC. VALVES & COCKS 

-----ltx]I----.. s 
- -

-----1t51<]1-----
. . 

----<~1-----
----,®f----
----1~1-F-C __ _ 

----,f:8J----

-----<~f---

----1t>f:i1----
M AV ~AAV 

'y 

I'{ 
------<;~ DV 

'-' ;,. HB 
>. ,;;, 

------<;WH 
>/ 

-------1(Q]GH 
___ -,@F&T/IB 

? 
T 

qJ 
~ (SIZE) 

WFM 

- - RPBA 

----1~1-D_CV_A __ 

-----lc:::::Jt-D_CD_A __ 
BWV •. 

' UG 
----@PIV 
----@----
----,0<:Jf----
----1[><}---

• T ' 
' 

----<t>'<l1-----

SHUT-OFF VALVE 
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HOSE BIBB 
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STEAM TRAP 
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PRESSURE/TEMPERATURE TEST PLUG 

THERMOMETER 

FLOW SWITCH 

TEMPERATURE TRANSMITTER 

SHOCK ARRESTOR 

VACUUM BREAKER 

WATER FLOW METER 
REDUCED PRESSURE BACKFLOW ASSEMBLY 
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GENERAL NOTES: 
A. ALL EXISTING CONDITIONS SHALL BE FIELD VERIFIED BY THE CONTRACTOR. 

B. PATCH AND REPAIR ALL OPENINGS MADE BY REMOVALS. 

C. DEMOLITION WORK SHALL INCLUDE BUT NOT BE LIMITED TO THE FOLLOWING : REMOVAL OF EQUIPMENT, 
SUPPORTS, ANCHORS, PIPING, DUCTWORK AND ALL APPURTENANCES WHERE INDICATED ON THE PLANS. 

D. REMOVE MECHANICAL EQUIPMENT, DUCTS. PIPING AND ASSOC IA TED ITEMS AS SHOWN OR RELATED TO 
EQUIPMENT TO BE REMOVED. CAP DUCTWORK OR PIPING AT NEAREST LIVE BRANCH. 

E. CONTRACTOR SHALL PERFORM PRE-BALANCE AIRFLOW TESTING AND REPORT SHALL BE COMPLETED 
BEFORE ANY DEMOLITION WORK BEGINS. REPORT SHALL INCLUDE TESTING ON TERMINAL UNITS, SUPPLY 
DUCT AND SUPPLY DIFFUSERS, AND RETURN DUCTS AND RETURN GRILLES SERVING THE VESTIBULES THAT 
ARE LOCATED OUTSIDE OF THE AREA OF WORK. 

F. DUCT RUNOUTS TO DIFFUSERS AND GRILLES TO BE SAME AS INLET SIZE SHOWN ON SCHEDULE UNLESS 
OTHERWISE NOTED. 

G. PROVIDE VOLUME DAMPER AT EACH BRANCH OUTLET/INLET. PROVIDE REMOTE CABLE DAMPERS FOR 
VOLUME DAMPERS ABOVE HARD LIDS (YOUNG'S BOWDEN REMOTE CABLE CONTROLLERS OR EQUAL). 

H. RUN DUCTS AND PIPING CONCEALED, UNLESS OTHERWISE SPECIFIED, AND CLEAR OF CEILING INSERTS AND 
EQUIPMENT. ALL DUCTWORK SHALL BE INSTALLED AS CLOSE AS POSSIBLE TO WALL AND UNDERSIDE OF 
BEAMS AND JOISTS. 

I. ALL WORK SHALL BE COORDINATED WITH ALL TRADES INVOLVED. OFFSETS IN PIPING AND DUCTS (INCLUDING 
DIVIDED DUCTS) AND TRANSITIONS AROUND OBSTRUCTIONS SHALL BE PROVIDED AT NO ADDITIONAL COST 
TO THE OWNER. 

J. VERIFY ALL EQUIPMENT CONNECTIONS WITH MANUFACTURER'S CERTIFIED DRAWINGS. VERIFY AND PROVIDE 
DUCT TRANSITIONS TO FURNISHED EQUIPMENT. FIELD VERIFY AND COORDINATE ALL DIMENSIONS BEFORE 
ORDERING OR FABRICATIONS. 

K. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATIONS OF AIR DEVICES. 

L. PIPING AND DUCTWORK SHALL BE LARGEST SIZE SHOWN UNTIL SMALLER SIZE IS INDICATED -INCLUDING,BUT 
NOT LIMITED TO, MAINS AND BRANCH PIPING. 

M. ALL EXISTING FIRE PROTECTION SYSTEMS, PIPING, AND EQUIPMENT OUTSIDE OF PROJECT SCOPE TO REMAIN 
ACTIVE. 

N. FIRE PROTECTION SYSTEM SHALL REMAIN FULLY FUNCTIONAL DURING ENTIRE CONSTRUCTION PHASE. 

0. MODIFY THE EXISTING PIPING DISTRIBUTION AS NEEDED AND INSTALL NEW QUICK RESPONSE SPRINKLER 
HEADS THROUGHOUT THE PROJECT AREA TO PROVIDE FULL AREA COVERAGE AS REQUIRED BY NFPA 13. 

QNOTES: 
1. PROVIDE FIRE SPRINKLER SYSTEM IN ACCORDANCE WITH THE REQUIREMENTS OF NFPA 

13 AND LOCAL FIRE CODE. REFER TO SPECIFICATIONS FOR DESIGN BUILD 
REQUIREMENTS. REER TO PLANS FOR COORDINATION WITH OTHER CEILING MOUNTED 
EQUIPMENT. ARCHITECT TO HAVE FINAL SIGN OFF ON SPRINKLER PIPING AND PIPE 
ROUTING. FIRE PROTECTION CONTRACTOR IS REPONSIBLE FOR FULL SPRINKLER DESIGN, 
INCLUDING COORDINATED SHOP DRAWINGS AND HYDRAULIC CALCULATIONS. 

2. REBALANCE RETURN AIR GRILLES TO AIRFLOWS SHOWN ON DRAWINGS. 

;f '" - ~ - ~~-···• .. • .. • ... • .• Cl lE•-="'~=l--:--, -,,. -

® 12x12 

I 
@ I 

: 'fl, •... • E 12x12 C-1 

I .· L-,·, rL :'rs'" ' ,-; 
' ®10x10 

-·-'.Y.OHK l'<OOM 
\,i\~i-rJ(:-1 

(D<,u.305.10 ··~ 

""ii A Ii~. 
! .... / '.J Pl<!.INCffl.f\l ;:}I- I !CE 

LI~1H_I 

2 DEMO PLAN - ENTRY· MECHANICAL 
1/8" = 1'-0" 

..... : .... 

..... ' ... ' i) 

;E, 255 
\.::.; C-1 

' : 1:,F ::nn1;:Acr:: 

A12J I' I 

'I..___,=· 
~~ 

r.:1~INC!l::'Al e;1:FCE 
;-A-ffi-1 

1 FLOOR PLAN - ENTRY· MECHANICAL 
1/8" = 1'-0" 

/ . 

... 

i/\STI~ coc:i.1:;zn 
-~,~Xt'.~-! 

HEALTH 

.1\1.12..I 

-------, 
! Ai: 11 ! 

CLIENT 

WEST LINN 
WILSONVILLE SCHOOL 

DISTRICT 

COPYRIGHT 
T~:s dral'."~q ~ag been pr"l)aceo solely lo· the !ntende,i ,.,e tht:s ary ·eprodt:ctlor 

o, cI6t,lllut1a11 tor any pu, pose ctne, :flan au:noPead by IaI Gro~p ,s ta,bsdder _ 
w~nen d,mensiC\~s st,a,· 1.a•,e ore,ce<lerc" ever scaled :!m"ensioos. ContractC<s 

shall ver:yarct 00 ,espc,r.s!IJ!e 'or all dITT'er.slcPS ,mrj ccmd,,IX!S oo 1~~ j,:,b ,md IBi 
G""'I' ,;'1~il I:<, irlfrn,rd ,l ,my ,rnSJt.,ms fmn· Ui,, dime;1sirni,- ,m., '-"'"''·"""" 

sl1e•·~,, en tl1e clra·~·-ng. jtop~rawmgs shall l>es~~m~tad tv i~! Gfolll''"' g'"1e--..1 
omfornance. belore ~roceedll1q with 'abr,ca~cm 

IBI Group Professional Services (USA) Inc. 
,s a wember o' !~~ !Bl G,m1~ of cornpatl!es 

ISSUES 
No. I DESCRIPTION I DATE 

CONSULT ANTS 

-----· --·-·· ----·· ----·· --···· --···· Hi! •• :::: ····-···--·-----:::::: PAE 
pae~engmeers.com 

SEAL 

I I 181 GROUP 

I B I 907 SW Harvey Milk Street 
Po1tland, OR 97205, USA 

I 
tel 503 226 6950 fax 503 273 9192 

I ibigrou~pnw.com 

~ 
~ 
~ u 
0 
N 

f----------------1~ ~ 
PROJECT 

LOWRIE 
SECURITY UPGRADES 

28995 SW Brown Rd 
Wilsonville, OR 

97070 

i2 -§ 
~ 

TI 

I 
I f----------------1 >" 

PROJECT NO: 
' 124743 WL BID PACK 19045.009 !iJ 

DRAWN BY: CHECKED BY: ~ 
Author Checker 
f-----------------li2 

PROJECT MGR: APPROVED BY: -

µDe,e:,esi,eane,e,_r ____ _,,A""'-""'roe,,ve,er'--------1 ij 
SHEET TITLE 

ENTRY PLANS - MECHANICAL 

SHEET NUMBER ISSUE 

M1501 

ll 
" iil 



:. .. 
1. 
~ 
N 

I 
1 

"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"'"~--·--'""""'" 

UP 

I 
I 

I 

:1 .. 
................ ) 

MLSIC 

I N33 I 

_- _- _- _- _- _- _- _- _- _- _- _- _- _-S-1~£\C"E -_ --

I fa.132 I 

ST/\CE STCR.!<JE 
I ;1 n 1 

-+
I 

~ljFCTRICt 
! A1311 

' 

-----, 
! 

/ \ - - _c,, 

/ ', 
~···SER.VICE EN";R/li'iC~,.>~ 

A'l29 
C 

' 
' 

I r--=z 
/ 

' J0TCf;tJ\J Ci O tT 

I I I A,22 I 
,. I 

! __ 

LEVEL 01 - OVERALL-TECHNOLOGY 
O' 8' 16' 24' -- -- -
3/32" - 1 '-0" 

re :r g ,,, _____ ~, 

CLASSRCO~,'. 
b 1((1 

Cl.!\SS~OOM 

I iiOi I 

,______________,, __ , 

C:..iV3SROCM 
1 11124 1 

i 
i 

UP ---,----,-

' 

I)~" I ,'''' ''''''T' I ,, 
, I' I ! J 
I I! I 1- - - --11 ........ ··-i1 
i--~-= --~ =.::J1 I 
,1-- 111 

~~~1 
/ 

i"'\ 

r /' ------------- _,,/ 4:Jr __ 
I' - ,7, 
[' - '71 I 

I - -- I' ,,__ - --1 
'1.. ( 

ii 
! ! 
ii 

;::,o~CH 

I s 111 I 

:id~DH SMALL dROJP 

, I """ I , 

\'\i'.:L_ ~Jl-S.S N"if\Y 

ABS _i 

,-D 

------· 

Cu\SSF:OCM 

IT, Ill[ 

I 
' 

I 
II 

l.11 :.;5 I 

···-, 

JBRARY 

'' 

: ________ ,_ 

VICC: ,\CCEA 

~ I 61

2' I [ __ ---

CLECT;;: ~ ~Ri'.;.~~;JGf 

-, 
i 
I 

\ 
I 

I 

I 8121' 

f\lTCHEN 

1 5121 1 .J 

-, 

:cuSTCT;JAN CJ.(.)f.f4'/ 

[_ B11s&,{,,, 

)I Al , 0 :;::-/✓ 
j -------J1 IL1120J1 

TCIL~T 

I lil21 I 

\1 

\ \ ~IBfo\R.Y PR.IVAE: S~lDY 

'\~~: 
'b-~,c-""'"_.,_-c::""-"-···- ----~---- -· 

IBFi.f\.RY 

I Bi Ii I t 
f _, ,, 

I 
,------------~LI 

YA;:... 

B131 

Ll3R/,RY 

I " I 

·-·-·-·-·-·-·-·-·-·-· ,. ________ ,\···················· ~.·················;\ 

'NEIH,ESS/ C()fvl~ilCNS 

I "' 19 I 

----------------------,--------'-==-I-~'..: r~ 

• 

11

---., i' ,I 
IOILEI 

r p~~:-:: ; ,,. J F 
l / IDlll i 

L r,121_J , 

I 

\/FS'IB\JL:=: 
P..1:'<"i 

,n 
'lb 
\Jl 

UP 

T1501 --- ·-·--._ 
'·•-,, ··---

WO'·U\ HtYJfo1 

I A1il3 I 

r 

SID•{t,Gl 

···········-------------------1 

STAFF ROmil 
f"-AiFI 

'Cf-'.Ch 

i Ei 1? 
~ 

Pt.\~CH S~/ i1LL er;;_ ")'J-' 

1 11110 1 

(E) MDF, 

TOI...F' = [,'i11:J 

Kl'~Ol"'(GNZIEN 

l cm,J 

u 

SHEET KEYNOTES 
1, COORDINATE EXACT LOCATION WITH SHELTER SYSTEM INSTALLER 

11101] 

"'Cl~Cl-1 
! C1D6 

-'\ ,.J 

?RF-KINDFF{GAR:C:SJ 

I Ci01 I 

KINDUiGAI~!' l ·\J 

I C:1C4 ! . , .. , .. , .. , .. , 

;(l~JCERGAFi.TCN 

C1[JS I 

__ IU 

Prc,jc,d Norlh 

CLIENT 

WEST LINN 
WILSONVILLE SCHOOL 

DISTRICT 

COPYRIGHT 
T~:s dral'."~q ~ag been prepa= s:,le!y fort~~ lnteode<I ,.,e tht:s ary --eprodt:otlcm 

oc Cl61•lllu:,on tar asy po 0 powcU101 :!.a~ authc,rIzed by 131 G,o~p ,s tarb•(}:1"'1 
'.'l"llten dimens,o~s •~a:: have ~rece:leece ewr sca1ed :!m"ensiC!"s. Con~ac1e<s 

shall ...,r:y_arct oo_ =posslble ,,.. al: c!lrnesslcM ood ccmd,,IX!S oo 1~~ j,:,b ood Is: 
G""'I' ,;o~il I:<, ,nfrn,rduf ,..,~ ·.wS1liu;1s l1m· lhe dime;1sirni,. ,m., ·.al!l!,.lw,s 

sl10·~,, en tl1e :tra·~·-ng. 31'op~rawmgs shall l>~sul>-n~tecl tv I~; Gfolll''"' g'"1e--al 
omfornance. belore ~rcceeclln~ .v:th fat,r,catlm 

IBI Group Professional Services (USA) Inc. 
,s a wember o' 1~~ !Bl G,m1~ of cc,mpatl!es 

ISSUES 
No. i DESCRIPTION 

CONSULT ANTS 

CONTi>.CT NAl-.1[: 
CONTi>.CT NU~BERc 
CONTACT EM/11\. 

SEAL 

DascyT ad<er 
5)3 201 i,568 
,irn9l@.·wle, led· crnr 

IBI GROUP 
907 SW Harvey Milk Street 
PoItland, OR 97205, USA 

DATE 

I B I tel 503 226 6950 fax 503 273 9192 
ibigroujMH.lpnw.com 

PROJECT 

LOWRIE SECURITY 
UPGRADES 

28995 SW Brown Rd 
Wilsonville, OR 

97070 

PROJECT NO: 

124743 WL BID PACK 19045,009 
DRAWN BY: CHECKED BY: 
ED DT 

PROJECT MGR: APPROVED BY: 

Desi ner A rover 

SHEET TITLE 

OVERALL FIRST FLOOR PLAN -
TECHNOLOGY 

SHEET NUMBER ISSUE 

T1101 



EXISTING AUDIO 
SENSOR TO REMAIN 

EXISTING KEYPAD TO 
REMAIN 

I. 

FFl'~CIFAL or·1-ICl 

KP 
1,-1,,J 

0 SHEET KEYNOTES 
1. DOOR CONTROL BUTTON LOCATION COORDINATE WITH 

ARCHITECTURAL DRAWINGS AND STANLEY INSTALLATION 
CONTRACTOR. 

2. FLOOR MOUNTED MAGNETIC HOLD OPEN.COORDINATE WITH 
DOOR HARDWARE SCHEDULE FOR BACKBOX TYPE. 

2 DEMOLITION PLAN - TECHNOLGOY 

1 

O' 4' 8' 16' -- -- -
1/8" = 1'-0" 

2 KfCF"~':IO~J.1 S~C~:CTA ~~y 

I Alll5 I 

PF:I\JCIP/<l OFFICE 
i\'1"4 

r 

11\!GTR COCR.D, 

FLOOR PLAN - ENTRY - TECHNOLOGY 
O' 4' 8' 16' -- -- -
1/8" = 1'-0" 

CDCD 
Projc,d North 

CLIENT 

WEST LINN 
WILSONVILLE SCHOOL 

DISTRICT 

COPYRIGHT 
T~:s dral'."~q ~ag been prepa= s:,le!y fort~~ lnteode<I ,.,e tht:s ary "Prodt:otlcm 

o, cI6tilllu::on tar asy po•powcU101 :!-..~ authc,rIzed by 131 Gro~p ,s tarb:(}:1"'1 
'.'l"lllen dimens,o~s •~a:: have ~rece:leece ewr sca1ed :!m"ensiC!"s. Contrac1e<s 

shall ver:yarct 00 =posslble ,,.. all (!lrnesslcM ood ccmd,,IX!S oo 1~~ j,:,b and 1B' 
G""'I' ,;'1~il I:<, infrn,rduf "ny ·.wS1liu;1s l1uw lhe dime;1sirni,- ,m., ·.010<,.lw,s 

sl1e•·~,, en tl1e clra·~·-ng. Clrop~rawmgs shall l>~sui>'ll~!W tv 1~; Gfolll''"' g'"1e--al 
omfornance. belore ~roceeclln~ .vlth fat,r,catlm 

IBI Group Professional Services (USA) Inc. 

ISSUES 
No. i 

,s a wember o' 1~~ !Bl G,m1~ of cornpatl!es 

DESCRIPTION 

CONSULT ANTS 

CONT"'-CT NAl-.1[: DascyT ad<er 
CONT"'-CT NU~BERc 5)3 201 i>568 
CONTACT EM/11\. ,irn9l@,·wle, led· crnr 

SEAL 

IBI GROUP 
907 SW Harvey Milk Street 
Po1tland, OR 97205, USA 

DATE 

I B I tel 503 226 6950 fax 503 273 9192 
ibigrou~pnw.com 

PROJECT 

LOWRIE SECURITY 
UPGRADES 

28995 SW Brown Rd 
Wilsonville, OR 

97070 

PROJECT NO: 
124743 WL BID PACK 19045.009 
DRAWN BY: CHECKED BY: 
ED DT 

PROJECT MGR: APPROVED BY: 
Desi ner A rover 

SHEET TITLE 

ENTRY PLANS - TECHNOLOGY 

SHEET NUMBER ISSUE 

T1501 



DOOR -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- - ~ 

DOOR FRAME/JAMB ----'"1 

FINISHED FLOO~ ___ 
1 

T 
SECURE 

r; 3!4"C. TO NEAREST 

/ / ACCESSIBLE CEILING 

I CEILING 

',, ----------------- ELECTRJFIED STRIKE WITH 
FREE EGRESS DOOR 
HARDWARE COORDlNATE 
WITH DOOR HARDWARE 
VENDOR 

2 SINGLE DOOR PATHWAY DETAIL 
NO SCALE 

3WC. TO NEAREST 
ACCESSIBLE CEILING 

SPACE /\ 
/ \\ 

\ 

I 
I / \ 

I \ i--1.----------,-+----.,,--..--,' 
~ \ 

',~ 

3/4"C. TO NEAREsr-\ 
ACCESSIBLE CEILING \ 

SPACE \._tt----------tf----------<f 

SINGLE~GANG RECESSED 
BOX ON SIDE OF DOOR 

(TYPICAL OF EACH L==~)--_ l 
/.._--7",, 

ELECTRIC ,~·•~• I \ 
FEED-THROUGH '<•'J ;,--

HINGE "~.:::__/ 

DOORFRAME

DOOR ----,"1 
FINISHED 

1

FLOOR l 
INACTIVE LEAF 

:1 
I 
I 
I 
I 
I 
I 
I 
I 

ACTIVE LEAF 

;-CEILING 

CONCEALED 
DOOR 

CONTACT 
EMBEDDED IN 
DOOR FRAME 

ELECTRIC 
FEED-THROUGH 

HINGE 

1 DOUBLE DOOR PATHWAY DETAIL 
NO SCALE 

CLIENT 

WEST LINN 
WILSONVILLE SCHOOL 

DISTRICT 

COPYRIGHT 
T~,s dral'."~q ~ag been preps= s:,le!y fort~~ lnteode<I ,.,e tht:s ery "Prodt:otlcm 

o, c1st,lllu::on tar asy po•powcU101 :!-..~ authorized by 131 Gro~p ,s tarb:(}:1"'1 
'.'l"llten dimens,o~s •~a:: have ~rece:leece ewr sca1ed :!m"ensiC!"s. Contrac1e<s 

shall ver:yerct 00 =posslble ,,.. all (!lrnesslcM ood ccmd,,IX!S oo 1~~ j,:,b and 1B' 
G""'I' ,;'1~il I:<, infrn,rduf ,..,y ·.wS1liu;1s l1uw lhe dime;1sirni,- ,m., ·.al!l!,.lw,s 

sl1e•·~,, en tl1e :tra·~·-ng. 31'op~rawmgs shall l>~sui>'ll~ted tv 1~; Gfolll''"' g'"1e--al 
omfornance. belore ~roceeclln~ .vlth fabr1catlm 

IBI Group Professional Services (USA) Inc. 
,s a wember o' 1~~ !Bl G,m1~ of cc,mpatl!es 

ISSUES 
No. i DESCRIPTION 

CONSULT ANTS 

CONTI\CT NAl-.1[: DascyT ad<er 
CONTI\CT NU~BERc 5)3 201 i>568 
CONTACT EM/11\. ,irno;yl@,·wle, led· crnr 

SEAL 

' J 
181 GROUP 
907 SW Harvey Milk Street 
Po1tland, OR 97205, USA 

I DATE 

I B I 
' ' 

tel 503 226 6950 fax 503 273 9192 
ibigrou~pnw.com 

PROJECT 

LOWRIE SECURITY 
UPGRADES 

28995 SW Brown Rd 
Wilsonville, OR 

97070 

PROJECT NO: 

124743 WL BID PACK 19045.009 
DRAWN BY: CHECKED BY: 
ED OT 

PROJECT MGR: APPROVED BY: 
Desianer Annrover 

SHEET TITLE 

DETAILS-TECHNOLOGY 

SHEET NUMBER ISSUE 

T1601 



ABBREVIATIONS 

(E) EXISTING 

(N) NEW 

(X) DEMOLISH 

AFF 

C 

CATV 

CFCI 

CFOI 

IDF 

MDF 

NTS 

OFCI 

OFOI 

QTY 

TGB 

TYP 

UON 

UPS 

WAP 

WP 

ABOVE FINISHED FLOOR 

CONDUIT 

CABLE TELEVISION 

CONTRACTOR FURNISHED CONTRACTOR INSTALLED 

CONTRACTOR FURNISHED OWNER INSTALLED 

INTERMEDIATE DISTRIBUTION FRAME 

MAIN DISTRIBUTION FRAME 

NOTTO SCALE 

OWNER FURNISHED, CONTRACTOR INSTALLED 

OWNER FURNISHED, OWNER INSTALLED 

QUANTITY 

TELECOMMUNICATIONS GROUNDING BUS BAR 

TYPICAL 

UNLESS OTHERWISE NOTED 

UNINTERRUPTABLE POWER SUPPLY 

WIRELESS ACCESS POINT 

WEATHERPROOF 

TECHNOLOGY SYMBOL LIST 
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LJ 3/4"C. FROM DOOR CONTROL BUTTON (BY 
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AUDIO SENSOR (BY SONITROL) TO NEAREST 
ACCESSIBLE CEILING SPACE. PATHWAY ONLY. 
BACKBOX TO BE MOUNTED HORIZONTALLY. 
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SPACE. PATHWAY ONLY. REFER TO DETAIL 
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3/4"C. FROM ELECTRIC STRIKE (BY OTHERS) 
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PATHWAY ONLY. REFER TO DETAIL 2/T1601. 

3/4"C. FROM DOOR CONTACT (BY OTHERS) TO 
NEAREST ACCESSIBLE CEILING SPACE. 
PATHWAY ONLY. REFER TO DETAILS 1rT1601 
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SINGLE GANG BACKBOX WITH 3/4"C. FROM 
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INSTALLATION. 
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